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EXECUTIVE SUMMARY

INTRODUCTION

(i) Background:The Federal Government of Somalia (FGS), represented by the Federal
Ministry of Finance, requested grant financing from the African Development Bank
Group (AfDB, or fAthe Banko) towards the cos
studies for theexpansion of Bosaso Power Grid and strengthening the energy
i nst i t.Bdsdsam a port €ity in northeastern Somalia, is a major commercial hub
and trading center. Its economy is primarily driven by its port and fishing industry.
Puntland Electric Power Corapy (PEPCO) supplies electricity, but challenges include
high system losses, high tariffs, and a growing number of customers.

(i) Objective of the ESIA studythe ESIA aimed to improve a project's environmental
performance by identifying potentiekks andimpacts, adopting measures to mitigate
them, and establishing a baseline for environmental and social components. It also
assessed potential environmental impacts, identified mitigation measures, and prepared
an initial Environmental and Social Managem&Mn and Environmentand Social
Monitoring Plan.

(i) Scope of the ESIA stud¥he ESIA reviewed policies, legislation, and institutional
frameworks, described the project, and its relationship with the biophysical and
socioeconomic environment. It also provided baseline information on the biophysical
and socioeconomic baselines citinths of BosasoCity and the surroundings. The
potential environmental and social impacts associated with the project were evaluated to
ensure they do not outweigh the expected benefits, and mitigation measures
recommended enhamg sustainability. Alternatives are analyzed and evaluated using
various indicators. Public consultation and stakeholder engagements were conducted to
gather input and identifgpportunitiesand challenges. Environmental management and
monitoring plans were recommended and a budget for ESMP implementation indicated.

(iv) Approach and methodology

1 The proposed Project's ESIA methodology adhered to the established infrastructure
project patterns andnational and AfDB's Integrated Safeguards System
requirements, including policy statement, operational safeguard, and Environmental
and Social Assessment Procedures.

1 The project's environmental impact was assessed through a comprehensive review
of preliminary design information, relevant documents, and the African
Development Bank's Integrated Safeguards System.

1 The ESIA Team conducted site investigations in September 2024, gathering
information on physical, ecological, so@gonomic, health, cultural, and other
values in the project area using quantitative and qualitative methods.

1 Thefield investigation involved extensive consultations with stakeholders, including
community members and local authorities, to gather their views, background
information, and identify mitigation measures for the pregttcted area.

1 Information on the existing natural and seeimnomic resources is of fundamental
importance for the evaluation of environmental impacts. Therefore, the baseline data
on the physical, biological, and social, cultural, and secmnomic setting of the
project were assembled, evaluated, and presented.

Xi
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1 Key potentially beneficial as well as adverse impacts on the physical, biological, and
socioeconomic environment associated with the construction and operation phases
of the project were identified and quantified where possible.

1 Feasible and cosffective mitigation and benefit enhancement measures that may
avoid or reduce potentially significant adverse environmental impacts to acceptable
levels were identified and recommended.

9 The final step was the preparation of the ESIA report. This report has concentrated
on key issues and impacts, which are of importance in terms of affecting the overall
environmental performance of the project. This report also answers the essential
guestons needed to establish whether the project as conceived is environmentally
and socially viable or should be modified during the construction phase to become
acceptable

LEGAL, REGULATORY AND INSTITUTIONAL FRAMEWORK

(i)

(if)

(iii)

National Laws and regulatory frameworkhe review of the Federal Republic of Somalia's
legal and regulatory frameworks for Environmental and Social Impact Assessment (ESIA)
on power expansion highlighted the country's commitment to sustainable development
through environmental protection anoc&l inclusion. While Somalia is still developing its
national environmental governance structure, key federal regulations, such as the Provisional
Constitution of Somalia (2012), emphasize the importance of satkggahe environment

and ensuring sustainable natural resource use. The National Environmental Policy (2020)
further underscores the need for conducting ESIAs to assess potential environmental and
social impacts of development projects like power expandibese frameworks require
project developers to implement mitigation strategies, encourage public consultation, and
comply with international best practices for environmental management, ensuring
responsible infrastructure development in Somalia.

Puntland State Laws and regulatory frameworkie review of Puntland State legal and
regulatory frameworks for Environmental and Social Impact Assessment (ESIA) on power
expansion in Bosaso, Somalia, focuses on compliance with relevant Puntland State
environmental policies, acts, and regulations. Keyong these are the Puntland State
Environmental Policy (2014) and the Puntland State Environmental Management Act (2016),
which outline procedures for environmental protection, resource management, and
sustairable development. The frameworks emphasize the need for thorough impact
assessments, public participation, and mitigation measures to address potential
environmental, social, and cultural impacts. These regulations also align with international
standardsensuring the proposed power expansion project in Bosaso adheres to best practices
for environmental sustainability and social inclusivity.

Legal framework for land ownership and expropriatianmix of statutory, customary, and
Islamic law influences the legal framework for land ownership and expropriation in Somalia
The Feder al Constitution, alongside Punt/|
rights and guarantees protection against unlawful deprivation. However, expropriation is

and ¢

permitted for public interest, subject to fair compensation, as outlinBdumt | andds Lanc

Law, which emphasizes community consultation and compengatinciples. Customary

law (Xeer) and Islamic principles play a significant role, especially in rural areas, where clan
based |l and tenur e of t en dictates |l and al
government is actively working to formalize land awship structures, yet significant
challenges persist due to limited legal infrastructure, enforcement capacity, and conflicts over
land rights, particularly in urban expansion and infrastructure development areas.

Xii
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(iv) Institutional framework for management of E&S in FRS and Puntland Staenstitutional
framework for Environmental and Social (E&S) management in the Federal Republic of
Somalia (FRS) and Puntland State involves multiple governmental bodies responsible for
enforcing E&S policies, with regional nuances. At the federallletree Ministry of
Environment and Climate Change (MOECC) oversees E&S policy formulation, regulation,
and compliance across Somalia, setting baseline standards and coordinating with
international partners. In Puntland State, the Ministry of Environment, Agriculture, and
Climate Change (MoEACC) is the primary institution governing environmental and social
issues, implementing policies tailored to regional needs, such as climate resikewicuse,
and biodiversity conservation. Additionally, local authorities collaborate with MOEACC on
monitoring and compliance, particularly in urban areas. Customary law also influences E&S
management, especially in rural and nomadic communities, wiagliional practices and
local leaders often supplement formal regulatory frameworks. However, enforcement
remains a challenge due to resource limitations and varying levels of institutional capacity.

(v) Energy sector standards related to environmental, health and sAfdte federal level, the
Ministry of Energy and Water Resources (MOEWR) has initiated policies that outline EHS
guidelines for energprojects, focusing on pollution control, safe working conditions, and
minimizing impacts on local communities and ecosystems. Puntland State aligns with these
federal standards while adapting them to local contexts, with the Ministry of Environment,
Agriculture, and Climate Change (MoEACC) playing a key role in enforcing environmental
impact assessments (EIAs) and implementing safety protocols for energy projects,
particularly for renewable energy and -gffid solutions. While these frameworks aim to
mitigate risks, limited regulatory capacity and enforcement resources challenge full
compliance, especially in remote and underserved areas.

(vi) Regional and International / Multilateral Agreementihe review of regional and
international multilateral environmental agreements relevant to the Federal Republic of
Somalia for Environmental and Social Impact Assessment (ESIA) on power expansion
projects underscored So mdramewodksaimedadtdgroghating ons t o
sustainable development and environmental protection. Somalia is a signatory to key
multilateral agreements such as the Convention on Biological Diversity (CBD), the United
Nations Framework Convention on Climate Change (UNFCCC), and the United Nations
Convention to Combat Desertification (UNCCD). These agreements require Somalia to
integrate environmental safeguards into development projects, including the protection of
biodiversity, climate change mitigation, and the prevention of land degradation.
Additionally, Somalia aligns with the Africe
sustainable development across the continent. By adhering to these agreements, Somalia
ensuresttat power expansion projects are designed and implemented with consideration for
environmental sustainability, regional cooperation, and international best practices for
managing environmental impacts.

(vii) Environmental and Social Safeguard Policies and Procedures of African Development
Bank: The review of the African Development Bank's (AfDB) Environmental and Social
Safeguard Policies and Procedures, relevant to the Federal Republic of Somalia for
Environmental and Social Impact Assessment (ESIA) on power expansion projects,
highlights the inportance of integrating environmental and social considerations into project
pl anning and i mplementation. AXZYBhétsutiheat egr at e
ten (10) operational standard&cluding environmental protection, climate change
mitigation, and community webeing that projects must adhere to. These safeguards require
comprehensive ESIA processes, ensuring that power expansion projects in Somalia minimize
negative impacts on bidckrsity, water resources, and local communities. Additionally,
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AfDB emphasizes the need for stakeholder engagement, transparent dexgkiog, and
the implementation of mitigation and compensation measures for affected populations. By
adhering to AfDB's safeguard policies, Somalia can ensure that its power exaoots
align with sustainable development goals, international best practices, and social inclusivity.

PROJECT DESCRIPTION

(i)

(ii)

(iii)

Electricity in Bosasois primarily supplied by Puntland Electric Power Company
(PEPCO), established in 2022 through a merger of Ente Nazionale Energia Elettrica
(ENEE), GOLIS, SEPCO, RAHMO, and TOWHID Energy Service Providers.
Currently,theelectricity supply system in Bosaso is owned and operated by four Energy
Service Providers (ESPs) i.e. PEPCO, Tawfiq, Alfardaws and Somtel. PEPCO owns and
operates a 15kV system(initially ENEE) and 11kV system(initially Golis) as well as
Rahmo and Towhid gwer stations all of which are phgally isolated. Power from
Towhid and Rahmo power stations is generated and suppliedgortbendingareas at

low voltage. Tawfiq, Alfardaws and Somtel EPs generatehieir own use but supply
excess to their neighbourhoods at low voltablee Bosasoelectricity supply system
faces severathallengesncluding unreliable power supphhigh system losses, high
electricity tariffs (arising from predominant use of high speed diesel in electricity
generation) and a large number of customers, includompmercial andindustrial
consumers in the eastern part of the city, who are not connected to the grid due to
inadequate power generation and distribution system capacity constégats.from
generation deficit and weak power distribution system, the electricity sector in Somalia
suffers from inadequate legal framework, low personnel capacity and lack of tools and
materials resources to the extent that the energy sector institatianst effectively
discharge their mandate.

Considering the present and future electricity demand for Bosaso and surrounding
areas, t he A EXxp an of PawarSystambletwdrk for Basagotish e n i
undertaken in the contextwith Somalia Power Master Plan (SPM)2018, which
amongst others prioritizes investments distributonn et wor ks 6 upgr
expansion. It is in this regard that tRederal Government of Somalia, through the
Ministry of Energy and Water Resources engatjedJoint Venture oKATCHCON
Company LimitecandHorizon Developments Limited to conduct a feasibility study and
environmental and social impact assessment (ESIA) studies for the repair/expansion of
the Bosaso Power Grid. Additionally, the assignment will involve strengthening of
energy institutions, andhe preparation of preliminary desighgr the associated
construction works.

The challenges of the existing power system network in the city of B@saso
established from the review of existing conditions were classified into three broad
categories as follows:

1 Power Generation - Inadequate power generation capacity, energy mix is
dominated by diesel generation, high cost of energy, high carbon footprint.

1 Power Distribution- Isolated distribution systems, unreliable and -guality
supply, inefficient distribution systerandsub-optimal utilization of existing power
system infrastructure.

1 Institutional Capacity - Inadequate legal framework, low personnel capacity and
lack of material tools and resources.
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(iv)

v)

To resolve the challengeof power generationthe following three options were
considered in the feasibility study

1 Option 1- ScaleUp Renewable Energy Generation, Rehabilithteerconnect and
Expand Existing Isolated Power Systems and Strengthen Capacity of Energy Sector
Institutions.

1 Option 2- ScaleUp Diesel Generation, Rehabilitate and Expand Existing Medium
Voltage System and Strengthen Capacity of Energy Sector Institutions.

1 Option 3- Import Generation from Neighboring countries, Rehabilitate and Expand
Existing Medium Voltage System and Strengthen Capacity of Energy Sector
Institutions.

Based on the results of feasibility study analysis, Option 1 was found to offer the most
optimal solution to the challenges faced by the Bosaso Power System Network over the
next period of ten year3his option proposes the establishment of a 7.15MWp/5.5MW

solar PV plant and 3MW 11MWh Battery Energy

Baalade power station to boost existing generation capacity as well as supply of 1000
standalone solar home systems tot@uers who are beyond economical reach of the
grid. Enegy Yield calculations carried out using PVSyst applications show that the
power plant is expected to generate 14134MWh annually (based on P50 production
probability).

To address the challenges of the power distribution network, the following two options
were considered in the feasibility study:

9 Option 1- Interconnect and expand existing power system networks
1 Option 2-Expand existing mingrids in isolation

Option 1 was found to be more favorable than Option 2 and was thus recommended for
addressing the challenges of power distribution in the city of BosHsie option
involves downgrading of the 15kV system to 11kV, interconnecting all the ESP networks
and expanding the power distribution network through establishment of a new 33kV
power system network, 11kV extensions and installation of new distribution
transformers. The proposed scope of works of rehabilitation and expansion of the power
distribution network is as follows:

1 Rehabilitation of EXENEE Station 1 including replacement of 3x800kVA 0.4/15kV
generator transformers with 3x1250kVA 0.4/11kV transformers as well as supply
and installation of new 11kV switchboard complete with auxiliaries

1 Rehabilitation of EXENEE Station 2 including replacement of 1x2500kVA
0.4/15kV generator transformer with 1x2500kVA 0.4/11kV transformer as well as
supply and installation of new 11kV switchboard complete with auxiliaries.

1 Reconductoring of 13km of existing 15kV system in 50mm2 ACSR conductor with
150mnt AAAC conductor.

1 Replacement of 15/0.4kV step down distribution on the existing 15kV system with
11/0.4kV transformers of a combined rated capacity of 6030kVA.

1 Interconnection of the downgraded 15kV network to the existing 11kV power system
network.

1 Reconductor approximately 5.3km of existing 11kV overhead line in Z0x@8R
Conductor with 150mm2 AAAC conductor.

1 Split the existing 11kV feeder by constructing approximately 1.92km of a new 11kV
overhead line in 150mm2 AAAC conductor from-ERNEE station 2.
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(vi)

(vii)

(viii)

9 Balance network loading between the resulting 11kV feeders by shifting distribution
transformers from the most loaded line to the lightly loaded feeder.

1 Extension of the existing 11kV network by about 24.7km to cover new areas and
new expansion areas and to help reduce length of existing low voltage network and
expand connectivity.

1 Installation of 40 new pole mounted 11/0.4kV transformers of rated capacity ranging
from 100kVA to 315kVA and having a combined rated capacity of 10,545kVA in
new areas to help offload existing transformers that are already overloaded and to
provide connetivity of isolated stations to the interconnected grid.

1 Installation of at least 11 new Load Break switches on the 11kV network to increase
flexibility of system operations.

9 Construction of a new 2x7.5MVA 33/11kV West Substation (WS) at Baalade power

station.

Construction of a new 7.5MVA 33/11kV North Substation(NS) near the Airport

Construction of a new 7.5MVA 33/11kV East Substation(ES) next to TF JIDKA.

Construction of approximately 21.2km of 33kV Overhead line in 150M@6R

conductor comprising of 5.4km of 33kV Overhead line from WS to NS, 6.4km of

33kV Overhead line from NS to ES substation and 9.4km of 33kV overhead line
from WS to ES. Due to congestion along the route from North Substation to East
substation, approriately 2.052km will be installed underground (in congested
areas).

9 Construction of approximately 4km of 33kV Overhead line from the 3.5MW Bosaso
solar PV plant to WS.

9 Construction of approximately 11.4km of 33kV Single Circuit Overhead line in
150mn* ACSR conductor from the 33/11kV North Substation to the Puntland
Maritime Police Force facilities, west of Bosaso airport.

1 Supply of 1000 smart meters for Commercial and Industrial consumers

E

To address the challenge of institutional

1 Option t Support development of the legal framework, training of personnel and
provision of material tools and resources.
1 Option 2 Rely on expatriates and outsourcing of services

Option1 was assessed to be more favorable given that it is relatively more expensive to
rely on Consultants in the lortgrm and some of the tasks cannot be effectively
discharged through an outsourcing model.

Key projecdecommissioning phase activitiéisis anticipated that the powgistribution

line will be continuously maintained and repaired, and will be operated for several
decades. Because of Itmg-life cycle, the circumstances under which the line might
ultimately be decommissioned and abandoned are difficult to foréxmeerline
supporting structures, transformers and switchgear be upgraded/renewed based on
cost/benefit analysis and new technologies. However, if decommissioning is undertaken,
MoEWR and E®s shall be required to prepare specific Decommissioning Management
Plan at the time. Therefore, the decommissioning procedure shall includpesiic
rehabilitation plans for the footprint of the project. All regulatory requirements will be
complied wth for the decommissioning phase.

Construction supervisionConstruction supervision and monitoring is likely to follow
the usual practice with a suitably experiend@dnsultancy firm appointed under
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(ix)

competitive bidding procedures as defined in the construction contract and other senior
supervisory staff.

Estimated projectosts financial and economic analysi§he estimated cost of the
project is an amount of US$ 25.4million. Analysis carried out at the Feasibility stage
show that the project is financially and economically viable. The project has a Financial
Internal Rate of Return(FIRR) and Economic InternaleRof Return (EIRR) of 28.3%

and 17.3% respectively and Financial Net Present Value (FNPV) and Economic Net
Present Value (ENPV) of US$114.94million and US$33.43million respectively.

ENVIRONMENTAL AND SOCIAL BASELINE CONDITIONS

(i)

(i)

(iii)

(iv)

Bosasois a major port city located in theortheasterrpart of the Federal Republic of
Somalia, within the Puntland State. It serves as the commercial hub of Puntland and is one
of the key economic centres in the country, primarily due to its strategic location along the
Gulf of Aden. The city is the capitaf the Bari region and has a growing population due to

its importance as a trade and migration centre. dis&ibution lines and substations
earmarked for upgrade traverse different parts otityeandare located mainly along the

road networks with at lea8tém wide Right of Way (RoW) fot1kV distribution linesand

3-5m for 33kVdistribution lines.

Physical Environmentvost of northern Somalia's geomorphology is influenced by tectonic
activity from the Gulf of Aden rift, resulting in unique landscapes and landforms, and strong
erosions have shaped most landscapes into narrow gorges and sharp banks. Bosaso City,
located &ong the southern shores of the Gulf of Aden, has a diverse landform and topography
that significantly affects its climate, natural resources, and infrastructure development. The
coastal plains are lolying, suitable for port activities and urban expansiahile the Cal
Miskaad mountain range, part of the East African Highlands, rises sharply into the region.
The region's hydrology is influenced by seasonal runoff into temporary rivers, and the
topography includes dry riverbeds or wadis, which channetriedm mountains towards

the coast during the rainy season. The region's arid climate results in localized microclimates,
with higher altitudes receiving slightly more rainfall. The diverse topography creates distinct
ecological zones that support varioutdlife and vegetation, especially those adapted to the
arid and semarid conditions.

Climate: Bosaso City and its surrounding areas have an arid climate with low rainfall and
irregular rainfall. The city is part of the ragnadow of Ethiopian and Somali highlands,
limiting moisturebearing winds. The Gu season and Deyr season are the main esopse

with the Gu season being more reliable but not delivering substantial precipitation. Bosaso
relies on underground water sources and seasonal runoff for population needs, but this aridity
poses challenges for agriculture, pastoralism, artdrwasource management, exacerbating
issues like water scarcity and desertification.

Land Use/Land CoverBosasg a port city in Somalia, is characterized by urban
development, pastoralism, and natural arid landscapes. The region's economic activities are
influenced by the limited availability of natural resources and the need for sustainable
management to combankdegradation and desertification. The city's land use is dominated
by residential, commercial, and industrial areas, particularly around the port, which facilitates
trade with the Arabian Peninsula. Agriculture is limited due to the arid climate arw scar
rainfall, but smaklscale, irrigated farming exists in localized areas. Pastoralism is the
dominant economic activity in rural areas, with large tracts of land used as rangelands. The
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(v)

(Vi)

(vii)

(viii)

natural land cover surrounding Bosaso consists mainly of sparsely vegetated desert-and semi
arid scrubland, with droughesistant vegetation and grasslands emerging during rainy
seasons. The dry climate and increasing population pressure have led dedaadation,
particularly in rangelands where overgrazing, soil erosion, and desertification are prominent.

The land tenure system in Bosaso combines formal and informal practices shaped by
statutory, customary, and Islamic law. While statutory land ownership is recognized under
Somali and Puntland law, much of the land allocation in Bosaso is still governed by
customary practices and claased agreements, with significant influence from Islamic law
principles that emphasize fair inheritance and land use. Formal land titles are more common
in urban areas where the Puntland government has made efforts to feravatiership to
support economic development and attract investment. However, rapid urban expansion and
migration have led to disputes over land ownership, exacerbated by limited formal
documentation and conflicts between customary claims and formaktsdConsequently,

land tenure security remains a challenge, and the local government, in cooperation with
community leaders, is working to improve registration processes and land dispute resolution
mechanisms to foster stability and sustainable developme

Geology and soilsBosaso City in Puntland, influenced by ancient Precambrian basement
rocks, has diverse geology and soil types, with significant mineral potential. Despite its
importance, the city faces water quality degradation due to population growth, climate
change, ad droughts.

Biological Environmenta mix of coastal, desert, and shrubland ecosystems characterizes
Bosaso City and its surrounding areas. The region is arid, with droegjbtant plants like

acacia trees and shrubs, and is near the Gulf of Aden, influencing local biodiversity. Wildlife
includes bird species, reptiles, and small mammals, but populations are limited due to habitat
degradation, urban expansion, and livestock overgrazing. Rapid urbanization has led to
increased land use changes, affecting naturaldtaland biodiversity. Conservation efforts

are needed to protect remaining ecosystems and promote sustainable land use practices.
Bosaso's flora is adapted to dry, hot conditions and includes hardy trees and shrubs, perennial
grasses, succulents, stdterant plants, and medicinal and aromatic plants. However, habitat
alterations and habitat modifications have altered the fauna species assemblages. Over 300
bird species exist in the region, but there are no Important Bird Areas or protected areas
within the project area.

SocieEconomic EnvironmenBosaso, a commercial hub in northeastern Somalia, is a vital
trading port for livestock exports, fishing, and goods exchange with the Middle East. The
city's economy is bolstered by smatlale businesses, remittances from the Somali diaspora,
and a growig construction sector. Despite rapid population growth, infrastructure strains,
including roads, healthcare, and education services. Bosaso operates under a decentralized
administrative system led by a mayor and city councigregeing municipal functions such

as urban planning, service delivery, infrastructure development, and maintaining law and
order. With an estimated 700,000 residents, Bosaso is the third largest city in Somalia after
Mogadishu and Hargeisa. The city is altimg pot of cultures, ethnic groups, and clans, with

a significant portion under 30 years old.

PROJECT ALTERNATIVES

(i)

The proposed project seeks to solve challenges in three broad categories, i.e. power
generation, power distribution, capacity of energy sector institutions.
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(i) To resolve the challenges of power generation, three options were considered as
follows:

1 Option 1- ScaleUp Renewable Energy Generation, Rehabilitate, Interconnect and
Expand Existing Isolated Power Systems and Strengthen Capacity of Energy
Sector Institutions.

1 Option 2- ScaleUp Diesel Generation, Rehabilitate and Expand Existing Medium
Voltage System and Strengthen Capacity of Energy Sector Institutions.

1 Option 3- Import Generation from Neighboring countries, Rehabilitate and Expand
Existing Medium Voltage System and Strengthen Capacity of Energy Sector
Institutions.

Option 1 was recommended for adoption because it will lead to a reduction in the
cost of generation by displacing expensive fuel predominantly used in generation,
reduce the carbon footprinend enhance generation capacity to meet growing

demand for electricity in the city of Bosaso. A comparative analysis of these options

is shown in the following table.

TableO-1 Power Generation Alternatives

Option | Advantages Disadvantages
1. - Will lead to reduction of carbon - Initial cost of investment is relatively

emissions arising froranergy high compared to Option 2.
generation and is therefore a more | - Requires capacity building of utility
sustainable solution. personnel to effectively manage

- Solar PV+BESS will have an impact construction and operation phase of
of displacing fuel used in the the solar PV+BESS.
generation. This reduction in
operating costs will result in reduced
energy costs.

- Overreliance on solar PV+BESS wil
increase predictability of energy cos
and reduce vulnerability of energy
costs to external shocks in the globe
market.

2. - Initial cost of investment is relatively| -  Adoption of thisoption will lead to an

low compared to Options 1&3. increase in carbon emissions arising

- Utility personnel have adequate from power generation.
capacity to manage construction an¢ -  There will be no significant reductior
operation of higkspeed diesel plants. in the cost of energy due to the high

cost of operations arising from the
cost of fuel.

- Fluctuations in the cost of fuel make
the cost of energy unpredictable anc
vulnerable to external shocks in the
global market.

3. - Power/Energy imports: This will - The cost of implementing this option
provide enhanced energy security is high as it requires huge investmer
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through diverse and resilient clean in establishing the HV national

energy supply chains. transmission grid.

- This option is not financially viable ir
the period up to the year 2034.

- Implementation of this option is
complex and may be achieved only
the longterm.

(i) To address the challenges of the power distribution network, the following two options
were considered in the feasibility study:

9 Option 1- Interconnect and expand existing power system networks
1 Option 2-Expand existing mingrids in isolation

Option 1 was recommended for adoption because it will lead to optimal utilization of power
system infrastructure, enhance reliability of supply, enhance system efficiency and will lead
to a reduction of lifetime costs of maintaining the distribution netwér comparative
analysis of these options is shown in the following table.

Table0-2 Distribution Network Improvement Alternatives

Option | Advantages Disadvantages
1. T It will enhance flexibility and - Downgrading requires replacement of all
optimization of network resources 15/0.4kV and 0.4/15kV transformers
especially distribution - Distribution system loss is relatively high
transformers. compared to the 15kV system.

1 Relatively low cost of
implementation compared to
interconnecting 11kV and 15kV
systems. Solution requires US$
313,650 less to implement
compared to direct connection.

1 Solves thechallenge of sourcing
spare parts for the 15kV system
which according
challenge.

1 The cost of 11/0.4kV distribution
transformers is low and this
constitutes a lifetime cost saving
the grid.

It will lead to a reduction in spare
stock which is a lifetime saving.

2. - Suboptimal utilization of available - Cost of interconnection is relatively highe

infrastructure. by more than US$313,650 and future.

- Requires highespare stock levels infrastructure expansion will always be
at any given time. higher.

- No need to replace the 15/0.4kV | - Challenge of sourcing for spare parts
and 0.4/15kV transformers. (insulators, surge arrestors and distributi

- Distribution system loss is transformers).
relatively low compared to the - Increased stockholding of spare parts for
11kV system. the medium voltage network.
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(iv)

To address the challenge of institutional

I Option 1- Supportthe development of the legal framework, training of personnel and
provision of material tools and resources.
1 Option 2- Rely on expatriates and outsourcing of services

Optionl was assessed to be more favorable given that it is relatively more expensive to rely
on consultantsin the longterm and some of the tasks cannot be effectively discharged
through an outsourcing model.

STAKEHOLDER ENGAGEMENT

(i)

(ii)

(i)

(iv)

Public consultations were conducted to inform stakeholders about potential impacts of
proposedransmissioriinesand substation projects, identifying social impacts and seeking
mitigation measures. This alloweithe residentcommunity, particularly the poor and
vulnerable to influence the project to reduce impantsmaximizebenefits A total of three
(between 28 and 3@' September 2024) focus groups discussions were held with different
stakeholders, comprising of youth and women groups, three key informant interviews with
state ministry and municipality officials, individuals and tertiary institutions based in Bosaso
City. A total of forty-six (46) individuals drawn from different entities, including Puntland
State officials, Bosasdunicipality, women groups, youth groups, people living with
disabilities, business operators, Univeesitnorrgovernmental organizations, civil society
organizations, amongst other in Bosaso City and the surrounding areas were consulted during
the stakeholder engagements.

Key findings on consultations witdoEMW in Puntland State and Bosaso Municipality
officials: Local officials identified potential benefits such as improved access to electricity,
enhanced business activities, improved health delivery services, and increased income for
residents. The project also aimed to improve the quality of life for residetie project

area, addressing challenges such as hot weather and lack of reliable power supply.

Key finding from consultation meetings with community membaescommunity members
identified potential positive impacts, including providing electricity services to- non
electrified villages, easing power shortages, creating temporary employment opportunities,
improving social services provisigrand contributing to future development activities. They
also expressed interest in additional benefits, such as improved health institutions,
telecommunication, and government services.

Consultation meetings with the women groumder the FRS Constitution (2012), women
have the right to full consultation in the formulation of national development policies, the
designing and execution of projects, and patrticularly in the case of projects affecting the
interests of women. Therefqréo ensure the inclusiveness of the consultation processes,
women were included in separate consultation meetings between Septer28cr2224,

with two women groupgfour members each)f the community residingn and around
Bosaso City.

ANTICIPATED ENVIRONMENTAL AND SOCIAL IMPACTS AND MITIGATION MEASURES

(i) Positive impacts

1 National,localandregionaleconomy
I Benefit to local retail businesses
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=4 =4 =8 -8 -8 -8

Employment opportunities

Skills transfer

Improved access to clean and reliable electricity
Attracting and expanding investments in Bosaso City
Enhance application of new technologies in social facilities and infrastructures
Expansion of smalbcale business in services and commerce/trade
Income to material/ equipment suppliers and contractors

(i) Negative impacts and mitigation measures

RECOMMENDED MITIGATION MEASURES

PROJECT PHASE

IMPACT DESCRIPTION
CATEGORY

Impacts on | Landscape an
the visuals
biophysical

environment

1

Erect temporary barriers or screens arour
construction sites tehield views of heavy
machinery, equipment, and activities from
the surrounding area, minimizing visual
disturbance.

Limit the clearing of vegetation to only
what is necessary for construction, and
ensure that any cleared areas are
rehabilitated with native plants after
construction to restore the landscape.
Locate material storage areas and equipn
yards in less visible or already disturbed
areas, and keep them tidy to reduce the
visual clutter during the construction perig
Design temporary access roads with
minimal disruption to the landscape, and
ensure these roads are restored to their
original condition, or better, once
construction is complete.

Where possible, restore disturbed areas
progressively as construction moves
forward rather than waiting until the projec
is fully completed. This helps minimize
prolonged visual impacts.

Avoid construction activities near scenic ¢
culturally significant landscapes, and desi
project phases to avoid highly visible areg
during periods of high public activity, such
as tourist seasons.

Ensure that waste and debris from
construction activities are promptly and
properly managed and disposed of to avo
creating an unsightly and cluttered
environment.

Minimize the use of bright lights during
nighttime construction to reduce light
pollution, especially in areas that are
normally dark. Use directional lighting to

limit the spillover of light into surrounding

Construction
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|MPACT DESCRIPTION | RECOMMENDED MITIGATION MEASURES PROJECT PHASE
CATEGORY
areas.
Soil, Avoid removing short vegetation and gras Construction
groundwater along thedistribution linecorridor as far as
and surface it does not hinder construction works.
water Concrete wash water to be discharged on

contamination

at designated facilities.

Construction of adequate anfficient
drainage channels at the substation site,
which will provide proper drainage for the
substation during operation.

Discharge of untreated concrete wash wa
to surface waters to be strictly prohibited.
Ensure all hazardous materials are stored
designated areas (i.e. on flat or gently
sloping ground) to prevent spillage;
Ensure appropriate hazardous materials
containers are used with seals that are in
good condition (i.e. glass containers for
corrosive chemicals);

Ensure employees have appropriate traini
in safe hazardous materials handling;
Implementation of temporary erosion
control measures (e.qg. silt fence, erosion
mats) especially where construction sites
near surface water.

Installation of portable toilets for
construction workers.

Recycling of wash water will be done as fi
as practical.

Remove and dispose wastes from septic
tanks installed for construction crew camg.
at appropriate interval & at designated sit¢
to avoid overflow and prevent
contamination of the ground or surface
drainage; and

Revegetation of exposed slopes immedial
after construction is completed.

Spillage of hazardous liquids (e.g. oil) to k
prevented by implementing spill preventio
measures.

Stockpiles and temporarily removed topsc
to be stored in a location and manner to
prevent soil runoff.

The contractor is required to collect and
treat storm water runoff from open
workshop servicing and repairs and other
areas in bonded storage areas before
discharging into receiving drainage and

waterways;
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IMPACT
CATEGORY

DESCRIPTION

RECOMMENDED MITIGATION MEASURES

PROJECT PHASE

1

The contractor is required to make specifi
and adequate provision for the disposal o
sanitary and other liquid and solid wastes
such a way as will not result in any form o
pollution or hazard to human or animal
health;

The Contractor is required to prevent
entrance or accidental spillage of pollutan
and wastes into flowing and/or dry water
courses and groundwater resources.

The contractor is required to prohibit
washing of project vehicles and plant in ol
adjacent to any water sources. All washin
to be carried out at designated areas awa
from water sources; and

The contractor is responsible, at his own
cost, for cleaning up any pollution caused
by his activities and the payment of full
compensation to those affected.

Air quality
(Dust)

To prevent high dust near settlements,
traffic speed should be reduced to 30km/t
Reduce the duration of construction
activities resulting in more dust generatior
Concrete mixing plants and associated
machinery installed for project activities
will be equipped with suitable pollution
control (dust suppression equipment)
arrangements.

The Contractor is responsible to develop i
ambient air quality monitoring and
management plan (ESMP), with
particular focus on dust monitoring.

Construction

Air quality
(Vehicle
exhaust
emissions)

Vehicle speed in residential areas will be
limited by instructions to drivers. This will
be enhanced by the installation of speed
limit signals as appropriate;

Construction machinery should be well
maintained to minimize excessive gaseou
emissions;

Prevent the occurrence of smoke emissio
or fumes from fuel oils;

Avoid exposing any volatile chemical to th
atmosphere;

Do not burn material, which produce toxic
gases. No burning is allowed to materials
such as tires, plastic, rubber products or
other materials that create heavy smoke (
nuisance odour.

The Contractor is also responsible to

Construction
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IMPACT
CATEGORY

DESCRIPTION

RECOMMENDED MITIGATION MEASURES

PROJECT PHASE

monitor the air pollution risk at all
construction sites, campsite, access road:
and near settlements/villages.

Noise
vibration

A proper routine and preventive
maintenance procedure for project vehicle
and equipment should be set for their bes
operating conditions and lowest noise levt
possible so that extraneous noises from
mechanical vibration, creaking and
squeaking are reded to a minimum;
Conduct jobspecific training for machinery
and heavy vehicle operators to cover the
importance of noise control and available
noise reduction measures.

In principle noisy construction works to be
limited to normal working hours and no
operation on Fridays and public holidays.
Vehicles and machinery to be equipped w
exhaust mufflers and well maintained.
Additional noise suppression measures (€
covering of noisy units) to be implemente(
if noise levels at nearest sensitive receptc
consistently exceeds national noise stand
or in case of consistent complaints.
Construction workers to be provided with
appropriate PPE such as ear plugs and e
muffs for protection against excessive noi
Construction machines and vehicles to be
turned off when not in use.

Construction equipment generating high
noise shall be designed to have an adequ
noise control (such as mufflers, silenced
exhaust acoustic);

Controls shall be undertaken to reduce
exposures to >80 dBA, including layout of
equipment, selection of quieter machines,
isolation of workers from noise source etc
Coordinate and implement all noise and
vibration control measures to ensure
National and AfDB standards are met;
Minimize worker exposure to noise and
vibration by providing appropriate PPE,
hearing protection and noise control devic
as required.

Construction

Biodiversity
(Fauna)

As much as possible the size of the area |
be cleared and used for the project shoul¢
minimized;

Vehicles and trucks as much as possible
should use the existing roads to minimize

Construction
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IMPACT
CATEGORY

DESCRIPTION

RECOMMENDED MITIGATION MEASURES

PROJECT PHASE

foot and vehicle traffic through undisturbe
areas and loss of habitat by wildlife;
Habitat restoration activities should be
initiated after construction activities are
completed; and

Secure the safe movement of animals
displaced and an attempt to protect in the
new habitat must be carried out.

To design an aviasafe power pole to
minimize bird electrocution risk by
providing sufficient separation between
energized phase conductors and betweer
phases and grounded hardware to
accommodate at least the waistwrist or
headto-foot distance of aild;

The use of a steel or concrete monopole
structure with sufficient clearance would
minimize electrocution risks to avifauna;
and

Crossarms, insulators and other parts of t
power lines can be constructed so that th¢
is no space for birds to perch where they |
be proximate to energized wires.

Making power line more visible to birds
(line marking). The assumption is that birc
collide with overhead cables because they
cannot see them. Hence, hgisibility
markers should be installed to make the
lines more visible to birds.

Habitat management at site level should [
considered, such as, to avoid establishing
ponds or waste disposal storage sites wit
development area;

As much as possible vegetation cover tha
may support small mammals, rodents,
reptiles, amphibians and other birds, whic
attract raptors, must be removed; and
Retain existing lowying vegetation ground
cover along thelistribution lineROW
thereby minimizing vegetation clearing.

Biodiversity
(Flora)

Avoid unnecessary destruction of trees ar
other vegetation by restricting land clearin
to what is absolutely necessary within the
project boundary and along the access ro
alignment;

Rehabilitation of temporary construction
sites and camps should be done with
suitable native plants;

All damaged areas shall be reinstated ang

Construction
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IMPACT DESCRIPTION | RECOMMENDED MITIGATION MEASURES PROJECT PHASE
CATEGORY
rehabilitated upon completion of the
construction;
Compensate in cash for the loss of
privately-owned mature trees;
The contractor will be responsible for any
fire accident caused by his activities withir
the project area;
The contractor is responsible for the cond
of his workforce in relation to
environmental protection matters and to
specifically prohibit unnecessary felling of
trees;
There should be care to avoid introductior
of invasive alien species. Early detection
and eradication is recommended.
Soil erosion Along the access road corridor, replanting Construction

cleared areas on slopes vulnerable to ero
such as cuaindfill slopes with plant specie:
(grasses) which have the abilities to: armc
the surface against erosion and abrasion
intercepting raindrops; supgddhe slope by
propping from the base; and reinforce the
soil profile by increasing its shear resistan
(roots); etc.,

Design and construct suitable permanent
drainage structures including: Paved side
drains for sections vulnerable to serious
erosion and gully formation (mainly aroun
tower foundation areas and within the SS
and diverting drains (where these are
necessat), which avoid excessive
concentration of flows.

Minimize sidecasting of excavation
materials at construction site and along th
access road corridor by depositing it only
approved disposal sites;

Preserving topsoil from the project
boundary and road cuts foruse during
site restoration on laydown and other aree
used for temporary purposes.

The risk rating of impacts from soil erosiol
is classified as moderate, which is
environmental impact with some
consequences and likely to occur.
Implementation of the above mitigation
measures is expected to reduce the risk
rating to Low, which is enviranental
impacts with no or limited consequence al
less likely to occur.

Within the project boundary and along the
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IMPACT
CATEGORY

DESCRIPTION

RECOMMENDED MITIGATION MEASURES

PROJECT PHASE

project access road alignment, restrict lan
clearing to what is absolutely necessary.

Wastes (Solid
wastes)

E

Construction wastes will not be allowed tg
accumulate on the construction site but w
be promptly collected and removed
regularly from the site by the Contractor;
Indiscriminate disposal of solid waste sha
be strictly prohibited;

Sufficient number of labelled and colour
coded garbage bins and container will be
made available at all construction offices,
stores, camps, canteens, etc. to ensure
wastes are strictly segregated at generati
sites (source). Waste bins shall be labelle
in Amharic, Somali and English and
according to standards;

Wastes will be appropriately segregated
such that hazardous and Rloazardous
wastes are not mixed and to allow for
recycling and reuse where appropriate;
Waste materials will be placed and stored
suitable containers. Storage areas and
containers will be maintained in a sanitary,
condition and shall be covered to prevent
spreading of wastes by wind or animals;
All wastes generated shall be correctly
identified and stored pending
collection/transfer for reuse, recovery,
recycling or disposal in an environmentall’
sound manner;

Any waste material that is inadvertently
disposed in or adjacent to any watercours
will be removed immediately in a manner
that minimizes adverse impacts, and the
original drainage pattern will be restored,;
All wastes, which are not designated as
combustible waste to be burned-site, will
be recycled, disposed of in an approved
landfill, or shipped to an approved disposi
facility; and

Solids, sludge and other pollutants
generated as a result of construction or
removed during the course of treatment o
control of wastewaters will be disposed of
in a sanitary landfill and prevented their
direct or indirect discharge to any
watercourse oground waters.

Hazardous wastes

All hazardous waste shall be disposed of

accordance with the national and

Construction
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IMPACT
CATEGORY

DESCRIPTION

RECOMMENDED MITIGATION MEASURES

PROJECT PHASE

international legislative requirements;
Develop and implement emergency
preparedness and response plan.

Ensure appropriate PPE is provided and
used; and

Establish temporary and permanent spill
containment structure;

Know the location and proper use of clear
up material,

Respect, as minimum requirements natiot
and international laws, codes and guidelir|
and to apply the strictest standards
everywhere feasible.

Site operators must ensure that spilled
products are immediately cleaned to prev:
seepage of the same into the nearby river
and groundwater.

Wastes (Liquid
wastes)

Proper storage of the oil is required to
ensure no leakages

Frequent inspection and maintenance of t
generator to minimize leakages.

No vehicles should be serviced or
maintained at the project site.

The waste oil or used oil must be dispase
off appropriately.

Proper training for the handling and use o
fuels for the operators of the power plant.
In the event of accidental leaks,
contaminated top soil should be scooped
and disposed of appropriately.

Construction

Impacts on
infrastructure
andutilities

Water
consumption

The Contractor will not use the existing
community water points;

In consultation and without affecting the
availability of water resources for existing
users, the Contractor is responsible to mg
arrangements to supply the water deman
for construction and other purposes;

The Contractor will need to develop its ow
water supply sources (i.e. to buy water frc
licensed suppliers or wells) for the
construction and the campsites
requirements; and

In the event of there being any valid dispu
regarding the effect the contractor's
arrangements may have on the watguply
of others, the contractor shall be responsi
for providing an alternative supply to thost
affected, which is not inferior in quantity o

quality to that previously enjoyed.

Construction
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IMPACT
CATEGORY

DESCRIPTION

RECOMMENDED MITIGATION MEASURES

PROJECT PHASE

Energy
Consumption

1

Ensure responsible electricity use at the
construction site through sensitization of
staff to conserve electricity by switching o
electrical equipment or appliances when
they are not being used.

Proper planning of transportation of
materials will ensure that fossil fuels (dies
petrol) are not consumed in excessive
amounts.

Complementary to these measures, they
monitor energy use during construction ar
set targets for reduction of energy use.

Construction

Inconveniencey
and disruptions

Promptly address complains arising from
persons inconvenienced or disrupted by
construction activities.

Construction contract to obligate the
contractor to create access where usual
access is affected by construction works

Construction

Impacts on
Vulnerable
Groups

Establish araccessible, confidential GRM
to report concerns related to safety,
accessibility, and other impacts.
Implement additional safety protocols
around work zones, including signage,
barriers, and clear pedestrian pathways,
especially near schools, healthcare faciliti
and areas frequented by vulnerable
populations.

Provide employment opportunities to
vulnerabl e groupsd
Coordinate with local organizations to offe
support services, such as temporary
relocation assistancepunselling or
financial support, to those most at risk of
hardship due to projectlated disruptions.
Regularly monitor the impact on vulnerabl
groups and adjust mitigation measures as
needed, ensuring transparency and open
communication with community
representatives and local authorities.
Offer community workshops on health,
safety, and job readiness related to the
project, focusing on empowerment and
resiliencebuilding for vulnerable groups.

Construction

Accidental
discovery of
cultural
resources

Chance Find Procedure disseminated am
workers during induction trainings;

Upon identification of suspected
archaeological or cultural remains, the

location must not be disturbed, operationg

Construction
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IMPACT
CATEGORY

DESCRIPTION

RECOMMENDED MITIGATION MEASURES

PROJECT PHASE

will immediately cease in the affected arei
and activities that create ground disturbar
will be minimised in and adjacent to the
affected area;

The discovered site will be delineated as '
work zone";

Unauthorized entry will be prohibited and
the site secured to prevent any damage o
loss of removable objects;

Under no circumstances, any artefacts wil
be removed, destroyed or interfered with |
anyone on the site; and Contractors and
workers shall be informed of the penalties
associated with the unlawful removal of
cultural, historical, archaeological or
paleoriological artefacts;

The responsible Regional authorities shal
assess the significance and importance o]
the findings according to the various criter
relevant to cultural heritage;

Restoration measures will be employed tc
protect discoveries and flagging the area
boundaries.

Trespassing o
unauthorized
personnel

Fencing off the facility to keep of
community members, children and livesto
from entering into the facility

Controlled access to the site only with pric
approval

Maintain records of any person who come
to site

Ensure proper Rightf-Way (RoW)
Management by undertaking secure
clearances and maintain an adequate
distance from residential areas, schools, ¢
hospitals to minimize risks to public safety
and avoid interference with daily activities
Implement measures to protect vegetatior
including revegetation where necessary.
Install visible and durable safety signage
along thddistiibution routes to warn the
public about electrical hazards and restric
unauthorized access.

Ensure that waste generated during
construction, including scrap metal, cable!
and insulation materials, is safely collecte|
disposed of, or recycled to prevent

environmental contamination.

Construction
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IMPACT
CATEGORY

DESCRIPTION

RECOMMENDED MITIGATION MEASURES

PROJECT PHASE

Worker influx
i incoming
workforce.

1

Maximise local hire of labour, in so far as
this is compatible
requirements;

Train all construction workers the local
culture with the objective to protect the
authentic culture and heritage of the peop
of the project area; and

Assign the responsibility to liaison with
local communities and local authorities to
named individual fr
organization and to require effective liaisg
to promote social integration, and the
development of mutually satisfactory
solutiors to problems affecting local
communities.

Construction

Security risks

Establish a welbktructured security service
to assure security of the workers and the
community in the project footprint.

Apply due diligence during selection of
security providers, devise rules of
engagement and provide training to all
personnel;

Making clear that any community membel
can appeal if any project security breach
happed to any of the community and /or it
member;

Carryout comprehensive community risk
assessment and implement adequate
provisions to minimize risks to
communities, with particular attention to
traffic risks on public roads and security
risks assessment and responsibilities;
Place appropriate signage on the bounda
or at the entrance to all construction sites,
warning against entering the site and
highlighting the health and safety risks;
Develop public awareness programme
(including in schools along tHaL corridor)
to identify areas of particular risk and
approaches to reduce risk.

Ensure that the safeguarding security to
personnel and property is carried out in
accordance with relevant human rights
principles and in a manner that avoids or
minimizes risks to the nearby communitie;

Construction

Occupational
Health and
safety Impacts

A construction safety management syster
shall be employed during project
implementation;

Ensure that necessary protective devices

Construction
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IMPACT
CATEGORY

DESCRIPTION

RECOMMENDED MITIGATION MEASURES

PROJECT PHASE

clothing are provided to the workers and
that they are used for the safety and healt
of his or her workers;

Provide personal protective equipment
(PPE) and clothing (gloves, fall arrester,
goggles, steedoed boots, respirators, dust
masks, hard hats, etc.) materials and tool;
and it shall be distributed to the workers f
its dayto-day use shall be monitored;

A safety harness is required as a fall
arrester, each workman working there shé
be provided with one. Every safety harnes
shall be provided with a suitable anchorag
and fittings to prevent serious injury in the
event of fall;

Whenever the use of a safety harness is
necessary, a workman has a duty to weat
safety harness provided and keep it attacl
to a secure anchorage for his own or any
other personébés safe
To the extent possible, reduce or minimiz
noise at work sites and if cannot be avoid|
provide workers with PPEs such as hearir
protection;

Apply measures such as suppressing dus
and other particulate matters like those frc
cement storage sites;

In the case of manual handling of loads,
advise/train workers to assess the associ:
risks carefully and provide information
about the size and distribution of loads;
During induction training, awareness shall
be created among the workers on safe
working practices and precautionary
measures to be adopted;

Maintain adequate traffic control measure
throughout the construction phase;

Adopt regular systematic safety recording
and reporting system (incidents, near
misses);

Place signs around the construction areas
provide safety advice and warning, facilita
traffic to provide direction to various
components of the works etc. All signs sh
be in Somali, Amharic and English and
according to standards;

Ensure that safety procedures are followe
at all workplaces. Supervisor are responsi
to check whether appropriate safety

measures are taken/implemented before i
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IMPACT DESCRIPTION | RECOMMENDED MITIGATION MEASURES PROJECT PHASE
CATEGORY
construction activities commence; and
Respect working zone to protect passersk
from encroaching the active working area|
Community Use water spray or other dust suppressiol Construction
health and techniques and ensure that equipment

safety risks

emissions are regularly maintained to limi
air pollution.

Limit construction activities to daytime
hours, especially near residential areas, a
use noisalampening equipment to
minimize disturbance to nearby
communities.

Develop and implement a traffic
management plan to control vehicle
movement near construction sites, includi
signage, speed limits, and designated
crossing points for pedestrians.

Install visible barriers around construction
areas and provide clear warning signs to
keep the public away from hazardous zon
especially near live electrical installations,
Implement proper waste disposal practice
to avoid any buileup of debris, hazardous
waste, or pollutants that could impact
community health. Secure hazardous
materials to prevent unauthorized access.
Conduct informational sessions to inform
the community about the project, potentia
risks, and safe practices around construct
zones and electrical infrastructure.
Develop and communicate an emergency
response plan specific to the project site,
including emergency contacts, first aid
stations, and protocols for handling
incidents like fires or electrical hazards.
Regularly monitor EMF levels from the
power lines to ensure they are within safe
limits, as recommended by international
guidelines, to protect nearby residents.
Set up a confidential and accessible syste
for community members to report health
and safety concerns, ensuring timely
response and resolution.

Maintain open lines of communication wit|
community representatives to keep them
informed about the
any temporary disruptions, fostering trust

and cooperation.
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IMPACT
CATEGORY

DESCRIPTION

RECOMMENDED MITIGATION MEASURES

PROJECT PHASE

Temporary
disruption of
electricity

supply

1

Construction works will be planned in
manner to minimize duration of power
outage.

If power outage is unavoidable, it will be
communicated to the public and facilities
(e.g. hospital) in advance.

Outages will beplanned in ceordination
with ESPs and give
notice for the occurrence of outages.
Overhead line work to be designed and
carried out in a way to avoid interference
with existing power lines and maintaining
safe separation distances from existing
distribution lines.

Construction

Impacts
associated with
construction
traffic

Include a clause in the construction
contracts to the effect that the contractor
must make every reasonable effort to
minimize road safety hazards and
inconvenience to other road users, resultil
from the passage of his, or his
subcontractors' haulage velais, and shoulc
impose and enforce compliance with speg
limits;

The Contractor to prepare a traffic
management plan detailing traffic control
procedures, train its personnel traffic
management procedures, travel speed lin
and related control measures;

The contractor should put speed limits for
cars and appropriate traffic signs in and
around construction areas;

Assign a welltrained & adequate number «
traffic marshals mainly around a place
where sensitive receptors (settlements,
schools, health posts, worship areas,) exi:
Drivers shall be given induction training af
the start of the project, company policy,
about road safety and due diligence to
ensure safety of other road users; and
Create awareness for the local people on
how to use roads and keep themselves ay
from the traffic accident.

Construction

Fire Hazards

Create awareness to the construction
workers on potential fire hazards
Provision of firefighting equipment on site
during construction.

No smoking shall be done on constructior|
site

ONo smokingd signs

Construction
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IMPACT
CATEGORY

DESCRIPTION

RECOMMENDED MITIGATION MEASURES

PROJECT PHASE

construction site

A fire risk assessment and evacuation pla
should be prepared and must be posted i
various points of the construction site
including procedures to take when a fire is
reported.

Designate an assembly point

Risks related tq
Inadequate
stakeholder
engagement

= |=a

1
1

Prepare a stakeholder
engagement/consultation plan (SEP) that
proportionate to the subproject and the
identified stakeholders.

Timely and prior disclosure of project all
project information, including project
instruments, the full rights and entitlement
of project affected persons, sphoject
positive and negative impacts and
opportunities, proposed subproject budge
In line with the SEP, undertake adequate
consultations prior to construction and
throughout the project cycle with all
segments of the community and other
relevant stakeholders.

Prepare and implement a grievance redre
mechanism to deal with grievances.

The grievance redress committee to inclu
representatives from the community.
Sensitize stakeholders on SEP and GRM,

Construction

Impacts
biophysical

on

environment

Landscape and
visual

Fence off, especially the sidbations and powel
plants to off/screen the solar panels.

Operation

Soil,
groundwater
and surface
water
contamination

1

Conduct regular environmentalonitoring
of soil, groundwater, and surface water
quality to detect any contamination early.
Implement a comprehensive waste
management plan that includes safe disp¢
of hazardous materials, such as oils,
batteries, and chemicals used in
maintenance.

Provide training to operational staff on the
proper handling and storage of hazardous
materials to minimize accidental spills anc
leaks.

Perform regular maintenance and
inspections of power lines, substations, ai
solar panels to ensure that no leaks or sp!
occur.

Opt for environmentally friendly materials
and substances in maintenance and
operational practices to reduce the risk of

contamination.

Operation
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IMPACT
CATEGORY

DESCRIPTION

RECOMMENDED MITIGATION MEASURES

PROJECT PHASE

1

Manage vegetation around power lines ar
substations to prevent invasive species ar
maintain healthy ecosystems, which can ¢
in filtration and runoff control.

Develop and implement soil remediation
plans if contamination is detected, includit
the use of bioremediation or
phytoremediation techniques

Air quality
(Dust)

Trees can be plantedound the power
plants and suistations provided they do nc
cast shadows to the solar panels to act as
wind breakers and hence decrease dust
pollution

Operation

Air quality
(Vehicle and
genset exhaust
emissions)

Drivers of the vehicles must lsensitized sc
that they do not leave vehicles idling so tF
exhaust emissions are lowered.
Company vehicles should be well
maintained

Operation

Noise &
vibration

Generator room should be sound prtwof
ensure no noise of a nuisance level will bg
produced.

Monitor noise levels

Operation

Biodiversity
(Fauna)

= =

Temporaryuse areas shall be restored ani
revegetated

An ecologist shall be hired to coordinate t|
fauna monitoring.

Undertake regular entomological
monitoring and reporting programme

Bird deterrents will be installed to prevent
collisions with the structures.
Postconstruction monitoring will be
undertaken to assess the impacts on loca
fauna and adapt mitigation strategies.

Operation

Biodiversity
(Flora)

Undertake restoration works using
indigenous plant species.

Undertake invasive species removal and
monitoring.

An ecologist shall be hired to coordinate t|
flora monitoring.

Operation

Soil erosion

Construct the drainage system in a way tc
follow natural drain of the water

Concrete only the required area and leave
the rest of the land with vegetation like
grass

Construct rain water harvesting system o
the control buildings/office and harness in
storage tanks for use

Operation

Wastes (Solid)

Provide waste handling facilities such as

Provide waste handling facilities such as

Operation
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IMPACT
CATEGORY

DESCRIPTION

RECOMMENDED MITIGATION MEASURES

PROJECT PHASE

labelled waste bins

Emphasis on prudent waste generation ai
give priority to reduction at source

Solid wastananagement awareness to
operators

Operator to contract a licensed waste
handler to collect and dispose solid waste
Develop a comprehensivenaste
management plan that outlines procedure
for collecting, storing, and disposing of
electronic waste generated from solar
panels, lithium batteries, and other
maintenance components.

Wastes
(Liquid)

Proper storage of the oil is required to
ensure no leakages

Frequent inspection and maintenance of t
generator to minimize leakages.

No vehicles should be serviced or
maintained at the project site.

The waste oil or used oil must be dispase
off appropriately.

Proper training for the handling and use o
fuels for the operators of the power plant.
In the event of accidental leaks,
contaminated top soil should be scooped
and disposed of appropriately.

Develop a comprehensivenaste
management plan that outlines procedure
for collecting, storing, andisposing of
electronic waste generated from solar
panels, lithium batteries, and other
maintenance components.

Operation

Impactson
infrastructure
and utilities

Water
consumption

E ]

Ensure prudent use of water.

Install waterconserving automatic taps.
Any water leaks through damaged pipes ¢
faulty taps should be fixed promptly

Operation

Energy
consumption

Efficient energy consumption
Install an energeefficient lighting system

Operation

Impactson
social
environment

Trespassing o
unauthorized
personnel

= |=a =2

Fencing off the facility to keep of
community members, children and livesto
from entering into the facility

Controlled access to the site only with pric
approval

Maintain records of any person who come
to site

Operation

Risks related tq
poor or
inadequate
stakeholder

Prepare a stakeholder
engagement/consultation plan (SEP) that
proportionate to the subproject and the
identified stakeholders.

Operation
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IMPACT
CATEGORY

DESCRIPTION

RECOMMENDED MITIGATION MEASURES

PROJECT PHASE

engagement
(Conflict)

1

Timely and prior disclosure of project all
project information, including project
instruments, the full rights and entitlement
of project affected persons, sphoject
positive and negative impacts and
opportunities, proposed subproject budge
In line with the SEP, undertake adequate
consultations prior to construction and
throughout the project cycle with all
segments of the community and other
relevant stakeholders.

Prepare and implement a grievance redre
mechanism to deal with grievances.

The grievance redress committee to inclu
representatives from the community.
Sensitize stakeholders on SEP and GRM|

Occupational
health and
Safety

Develop and implement and emergency
response plan

Ensure only qualified staff are employed t
work in the facility

All workers operating the project site mus
be equipped with appropriate and adequa
person protective equipment (PPE) such i
safety footwear, helmet among others.
Operators must be skilled on firefighting
management

Annual EHS audits should be done

Operation

Community
health and
safety risks

=a |=a

Ensure that the rigkdf-way is clearly
defined andnaintained to minimize
potential hazards associated with overheg
lines, keeping adequate distance from
residential buildings, schools, and public
spaces.

Conduct public education campaigns to
inform local residents about safety measu
related to power lines, including potential
hazards and safe practices around
electricity.

Implement routine inspections and
maintenance adistributionlines and
transformers to identify and address any
issues that could pose risks to community
safety.

Erect clear and visible warning signs in ar
around the vicinity of powaedlistribution
lines and transformers to alert the
community to electrical hazards.

Develop and communicate emergency

response plans specific to incidents

Operation
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IMPACT
CATEGORY

DESCRIPTION

RECOMMENDED MITIGATION MEASURES

PROJECT PHASE

involving power lines and transformers,
including procedures for addressing
electrical outages, accidents, or fires.
Implement a vegetation management plar
ensure that trees and shrubs near power
lines are regularly trimmed to prevent
interference and reduce fire risks.
Establish an accessible GRM for
community members to voice concerns
regarding safety issues or disruptions rela
to power infrastructure, ensuring timely
responses and resolutions.

Fire hazards

Develop and implement an emergency
preparedness amdsponse plan with
specific features on fire hazard managem
The power plant and stdiations must
contain firefighting equipment (Portable fif
extinguishers) of recommended standards
and in key strategic points
Detection/alarm systems that can detect f
should be and installed

A fire evacuation plan should be preparec
and posted at strategic points and should
include procedures to take when a fire is
reported.

Workers especially operators of the plants
must be trained on fire management
6No smokingd signs
the power plant area

A fire Assembly point should be identified
and marked

Operation

Security risks

Monitor local security developments and
adjust security protocols accordingly.
Maintain a secure perimeter witbbust
fencing of the site

Use remote monitoring where feasible, wil
a centralized control room for regine
surveillance and immediate response.
Enforce strict access control measures,
ensuring that only authorized personnel ¢,
enter the facility.

Deploy trained security personnel to guari
the site 24/7.

Continue engaging local communities to
foster positive relationships and minimize
hostility.

Maintain and regularly update a
comprehensive security incident response

plan

Operation
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IMPACT
CATEGORY

DESCRIPTION

RECOMMENDED MITIGATION MEASURES

PROJECT PHASE

Maintain close coordination with local law
enforcement and security agencies
Implement a rigorous vetting process for ¢
employees to minimize the risk of insider
threats.

Develop and periodically review
contingency plans for worstase scenarios,
such as armed attacks, civil unrest, or
natural disasters.

Impacts on
biophysical
environment

Impacts on
landscape and
visual

Develop a comprehensive decommissioni
plan that minimizes disturbance to the
landscape.

Implement a phased decommissioning
approach to minimize thdsual disruption
at any one time.

Restore the decommissioned site by
regrading, replanting native vegetation, ar
stabilizing soil to prevent erosion.
Incorporate natural features, such as berr|
or existing vegetation, to shield
decommissioning activities from public
view.

Ensure that all materials, equipment, and
waste generated during decommissioning
are handled responsibly and removed froi
the site promptly.

Engage with local communities during the
decommissioning process to address
concerns and gather feedback on visual
impacts.

Utilize temporary visual barriers or screen
to minimize the visibility of
decommissioning activities, especially in
areas of high public interest or scenic valu
After decommissioning is complete,
implement a landscaping plan that
incorporates native plants and materials t
enhance the areads

Decommissioning

Impactson
biological
environment

Conduct a thorough environmental impac;
assessment (EIA) prior to decommissionii
to identify sensitivénabitats, species, and
ecosystems that may be affected.
Implement erosion control measures, sucl
as silt fences, sediment traps, and vegeta
restoration, to prevent soil erosion and
sedimentation in nearby waterways, whicl
can harm aquatic and terrestrial ecosyste|
Develop and implement a habitat restorati

plan that includes replanting native

Decommissioning

xli
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IMPACT
CATEGORY

DESCRIPTION

RECOMMENDED MITIGATION MEASURES

PROJECT PHASE

vegetation and rehabilitating disturbed are
to restore natural habitats and promote
biodiversity after decommissioning.
Establish measures to protect local wildlifs
during decommissioning, such as
minimizing noise and disturbance during
sensitive periods, like breeding or nesting
seasons, and ensuring safe passage for
animals around the site.

Properly manage and dispose of all waste
generated during thelecommissioning
process to prevent contamination of the s
water, and surrounding habitats. Impleme
a recycling program for materials where
possible.

Provide training for workers on
environmental protection practices and th
importance of preserving the local
biological environment.

Engage local communities and stakehold
in the decommissioning process to gather
input on conservation priorities and
incorporate traditional ecological
knowledge into restoration efforts.

Solid Waste
Generation

Demolition contractor to adhere to the
various manufactur e
requirements regarding demolition and
disposal

Segregation of waste in orderdeparate
hazardous waste from ndrazardous waste
and other streams of waste

Provision of facilities for proper handling
and storage of demolition materials to
reduce the amount of waste caused by
damage or exposure to the elements
Adequate collection and storage of waste
site

Safe transportation to the disposal sites /
designated area

Hazardous waste must be disposed by
approved waste handler

Decommissioning

Wastes (liquid)

Conduct a comprehensive assessment to
identify and categorize aslources of liquid
waste generated during decommissioning
Develop a detailed liquid waste
management plan outlining procedures fo
the collection, storage, treatment, and
disposal of liquid wastes.

Establish temporary storage facilities for

Decommissioning

xlii
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IMPACT
CATEGORY

DESCRIPTION

RECOMMENDED MITIGATION MEASURES

PROJECT PHASE

liquid wastes to prevent leaks or spills anc
ensure safe handling until proper disposa|
Whenever possible, use environmentally
friendly materials and products that gener
less hazardous liquid waste during
decommissioning.

Ensure that all liquid wastes are disposed
in accordance with local regulations and
environmental standards, using licensed
waste disposal facilities.

Provide training for staff on liquid waste
handling, storage, and emergency respon
procedures to minimize risks.

Identify opportunities for the reuse or
recycling of liquid waste materials, where
feasible, to minimize waste generation.
Engage with the local community to inforn
them about liquid waste management
practices and promote awareness of
environmental protection.

Maintain accurate records of liquid waste
management activities, including quantitie
generated, treatment methods, and dispo;
locations.

Prepare for emergencies related to liquid
waste, including establishing an emergeni
contact list and response procedures.
Maintain an inventory of chemicals and
hazardous substances to prevent
unnecessary waste generation and facilite
proper management.

Noise and
Vibration

Install portable barriers to shield
compressors and other small stationary
equipment wheraecessary.

Use quiet equipment (i.e., equipment
designed with noise control elements).
Co-ordinate with relevant agencies in cas¢
the noise produced will require a license.
Limit pickup trucks and other small
equipment to a minimum idling time and
observe a commesense approach to
vehicle use and encourage workers to shi
off vehicle engines whenever possible.
Demolish mainly during the day when mo;
of the neighbours are out working.

Decommissioning

Air quality
(dust)

Use water sprays onisting systems to
dampen surfaces and reduce dust
generation, particularly on unpaved roads
and active work areas.

Decommissioning

xliii
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IMPACT
CATEGORY

DESCRIPTION

RECOMMENDED MITIGATION MEASURES

PROJECT PHASE

1

Implement soil stabilization techniques,
such as using binders or applying
vegetation, to minimize dust from disturbe
soil areas.

Enforce speed limits for vehicles operatin(
on-site and on access roads to reduce du
emissions from vehicle traffic.

Use tarps or other coverings to protect
stockpiles of loose materials from wind
erosion and dust generation.

Engage with local communities to inform
them about decommissioning activities an
measures being taken to control dust
emissions.

Conduct regular inspections to identify
potential sources of dust emissions and
ensure that mitigation measures are
effectively implemented.

Plan for site rehabilitation after
decommissioning to restore vegetation
cover, which can help prevent dust
generation in the long term.

Air quality
(vehicle
fumes)

Use highquality fuels with lower sulfur
content to minimize emissions from
vehicles and generators.

Implement a regular maintenance schedu
for all vehicles and generators to ensure
they operate efficiently and emit fewer
fumes.

Optimize generator operation by running
them only when necessary and using ther
at optimal loads to reduce emissions.
Implement policies to minimize idling time
for vehicles and generators, encouraging
operators to turn off engines when not in
use.

Provide training for drivers and equipmen
operators orecodriving practices that
reduce fuel consumption and emissions.
Establish an air quality monitoring prograr,
to track emissions from vehicles and
generators and ensure compliance with Ig
regulations.

Engage with local communities to inform
them about emissions reduction efforts ar|
address any concerns related to air qualit)
Conduct scheduled checks to ensure that
exhaust systems and emission control

devices are functioning correctly.

Decommissioning

xliv
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IMPACT
CATEGORY

DESCRIPTION

RECOMMENDED MITIGATION MEASURES

PROJECT PHASE

1

Establish a reporting system for emission:
data to track progress and compliance wit
environmental standards.

Impacts on
Infrastructure
& Utilities

Water
Resources

Implement erosion and sediment control
measures, such as silt fences, sediment
traps, and berms, to prevent sediment rur
into waterbodies during decommissioning
activities.

Properly manage and store any chemicals
fuels, or hazardous materials used during
decommissioning to prevent leaks or spills
that could contaminate water resources.
Employ best practices for construction
activities, such as minimizing land
disturbance, avoiding work during heavy
rainfall, and using bioengineering
techniques to stabilize soils and prevent
erosion.

Develop and implement a temporary
drainage plan to manage stormwater runc
effectively.

Ensure proper management and treatmer
wastewater generated during
decommissioning activities.

Decommissioning

Impacts on
social
environment

Impactson
Occupational
healthand
safety

Develop and implement a robust health al
safety plan that outlinespecific procedures
protocols, and emergency response
strategies to protect workers during the
decommissioning phase.

Provide comprehensive training for all
workers on health and safety practices,
including the proper use of personal
protective equipment (PPE), hazard
recognition, and emergency response
procedures.

Ensure that all workers are provided with
appropriate PPE, such as helmets, gloves
goggles, ear protection, and respiratory
protection, and enforce its use at all times
onsite.

Conduct frequent safety audits and
inspections to identify and address potent
hazards. Engage workers in safety
discussions to gather their input on risks &
mitigation measures.

Properly handle, store, and dispose of
hazardous materials, including chemicals
and fuels, in accordance with relevant

regulations.

Decommissioning

xlv



ESIAT BOSASO POWER GRID
[REPAIR/EXPANSIONI 2024]

IMPACT
CATEGORY

DESCRIPTION

RECOMMENDED MITIGATION MEASURES

PROJECT PHASE

1

Ensure that all machinery and equipment
used during decommissioning are well
maintained and regularly inspected to
prevent malfunctions or accidents that cot
endanger workers.

Establish clear emergency response
procedures for potential incidents, such a¢
accidents, fires, or hazardous material spi
Establish effective communication channe
for reporting safety concerns or incidents.
Implement measures to ensure that neark
communities are not adversely affected by
decommissioning activities.

Community
healthand
safetyrisks

Fencing off the facility to keep of
community members, children and livesto
from entering into the facility.

Identify and safely manage hazardous
materials

Implement dust suppression techniques,
such as water spraying or dust inhibitors,
minimize airborne particles during
demolition activities, protecting air quality.
Use noisedampening equipment and restr
working hours to minimize noise pollution
Develop and implement a comprehensive
waste management plan during
decommissioning.

Conduct thorough environmental
assessments prior to decommissioning.
Engage with local communities early in th
decommissioning process to communicat
plans, address concerns, and gather inpu
fostering trust and collaboration.
Establish an accessible GRM for
community members to report concerns g
incidents related to health and safety,
ensuring timely responses and resolution:
Develop and communicate an emergency
response plan that outlines procedures fo
handling accidents or hazardous material
spills during the decommissioning phase.
Develop and implement a traffic
management strategies to minimize
disruption caused by decommissioning

vehicles.

Decommissioning

CONCLUSION AND RECOMMENDATIONS

Conclusion

xlvi
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() The ESIA study identified the potential benefits and impacts of the repair/expansion of
Bosaso Power Grid, including improved powdstribution economic benefits, and
reduced costs for sectors like education, health, business, and industry. The report found
no significant areas of natural or sengtural habitats, wildlife species, or archaeological
and cultural heritage sites in the projectaatdowever, inconveniences of different
magnitudes to the residents and businesses are anticipated, but thes¢ wad to
relocations, resettlements or compensations of any nafilme.study recommends
specific environmental protection clauses in construction contracts and monitoring of
contractor works by a supervising consultant to ensure good civil/environmental
engineering practices. The project is not contiguous with or ngaradionally protected
areas.

(i) It is concluded that, provided the benefit enhancement and mitigation measures as
recommended in this ESIA reppthere are no environmental and social grounds for not
proceeding with implementation of the project in the form presently envisaged.
proposed repair and expansion of the Bosaso Power Grid cautg inconveniences
and temporal disruptions to the iesnts and businesses, these will not lead to
resettlements, relocations or compensations of any nature during construction and
operation phass of the projectA robustGrievanceRedresdMechanisniGRM) will be
required to handle any emerging issues associated with inconveniences and disruptions
in a transparent manner. For the -stidtions, no land take will occur as PEPCO has
already legally acquired the lands for the substations.

Recommendations

() The proposed project is technically feasible and economically attractive. If the benefit
enhancement and mitigation measures recommended in this ESIA report are .adopted
There are no environmental and social grounds for not proceeding with implementation
of the project in the form in which it is presently envisaged. Such a worthwhile scheme,
which will bring net benefits to the FRS in general and the local communities in
paticular should be implemented at the earliest possible date.

(i) Mitigation strategies should be implemented to minimize disruption to local wildlife and
habitats. Modern equipment with noidampening features should be used during
construction, and construction activities should be restricted to daylight hours.
Awareress campaigns on health and safety risks should be conducted, and local workers
should be prioritized for employment and economic development.

(i) A GBV action plan should bput in place implementing codes of conduct, worker
training, and community awareness programs. Strict adherence to OHS guidelines
should be enforced, and security risks associated with the influx of workers should be
managed.

Estimated budget for the implementation of the ESMP

The total estimatedudget for the implementation of the Environmental and Social Management
Plan (ESMP) is projected at approximately USD 447,000. This budget covers a range of activities
essential to ensuring compliance with environmental and social safeguards, inclitdjagan

of adverse envionmental and social risks and impacts, stakeholder engagement, grievance
management and capacity building throughout the construction and operation phases of the
project.

xIvii
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CHAPTER ONE: INTRODUCTION

1.1.Background

The Federal Government of Somalia (FGS), represented by the Federal Ministry of Finance,
requested grant financing from the African Dev
towards the cost of undert aki neyparsibneof Bodasa s i bi | i
Power Grid and strengthening the energy instit.

Bosaso is a significant port city located in the northeastern region of Somalia, specifically in the
autonomous region of Puntland State of Somalia. It serves as the capital of the Bari region and is
the main commercial hub in Puntland. The city has a history, dating back centuries as a
trading center due to its strategic location on the Gulf of Aden. Its proximity to the Arabian
Peninsula has made it an essential maritime gateway for trade between the Horn of Africa and
the Middle East. The economy @&osaso is primarily driven by its port, which handles a
considerable amount of trade, including imports, exports, and transit goods destined for other
parts of Somalia and the region. The city also benefits from its fishing industry, with a significant
portion of the population engaged in fishing activities. Additionally, Bosaso serves as a hub for
various humanitarian and development activities in the region.

Electricity in Bosaso is supplied mainly by Puntland Electric Power Company (PEPCO), which

has been established in the year 2022 through a merger of Ente Nazionale Energia Elettrica
(ENEE), and GOLIS. The power system is comprised of two isolated powensygtworks

where supply of electricity from existing generation is not optimized. The main power system
networks are the 15kV system initially operated by ENEE and the 11kV system initially operated

by GOLIS. The 15kV system was initially operated by EN&d is by far the largest power

system network in the city of Bosaso. The 11 kV system was initially operated by GOLIS.
PEPCO6s Towhid and R aHamaws, JawhgtandoSomatel genesate angl | | Al
distribute power at low voltage to the neighbgrregions.

Apart from isolated systems where utilization of power is not optimized, there are challenges that

face electricity supply in Bosaso, including high system losses, high tariffs, and a large humber

of customers, including industrial consumers, to the eaptat of the city that are not connected

to the grid. The growing number of potential consumers requires generation expansion as well as
rehabilitation and expansion of the existing power system network.

The development of the proposBd project will involve potential impacts on the physical,
biological, and socioeconomic environment that need to be assessed. This report has been
prepared following a request by the African Development Bank (AfDB). The Horizon
Development (HD), working icollaboration with Katchcon Consultants, was charged with the
responsibility of undertaking the environmental and social impact assessment and drafting this
report.

1.2. Objective of the ESIAtsdy
The main objective of this ESIA was to provide a means whereby the overall environmental
performance of the project can be enhanced through identification of potentially beneficial and
adverse impacts associated with project implementation and subsepasattom. It is also to
adopt measures to enhance beneficial impacts and to avoid, minimize, or offset adverse impacts.
Directly linked to the main objective were the specific objectives that included:
{1 Identifying the current environmental and social baseline of the area;
1 Identifying valued environmental and social compone{&Cs)that may be impacted by

the project;
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T Assessing the potential environmental impacts, including any residual impact of the proposed
project;

Identifying mitigation measures to minimize the adverse impact;

Preparing an initial Environmental and Social Management Plan (ESMP) and an
Environmental Monitoring Plan

= =

1.3. Scope of the ESIAdy

The scope of work of the ESIA study was as follows:

1 Review of policies, legislation, and institutional framewaorks relevant to the planned project
and its location within the country;

1 Describe the planned project, spiwjects, and project components, indicating the relevance
of each component (thdistribution lineand substation), as well as ancillary facilities and
their relationship with the biophysical and socioeconomic environment of the project area of
influence;

1 Provide baseline information on the physical and biological environment and social, cultural,
demographic, and economic characteristics of the population in and aroutisttifeeition
line corridor, the proposed.15MWp/5.MW solar PV, and three new substatipns

71 Identification and evaluation of the potential environmental impacts associated with project
design, implementation/construction, and subsequent operation, and to make sure these
impacts do nobutweigh the expected positive environmental benefits of the proposed
projects.

{1 Identification and recommendation of various mitigation measures into the project design,
construction, and operation phases to enhance the sustainabilitypobijiet,

1 Identification, analysis, and evaluation of the various project alternatives with various
indicators, including environmental, technical, economical, etc.

1 Inclusive public consultation and stakeholder engagement to gather inputs from a wide range
of stakehol der s, including the 1l ocal aut hor i
towards the project, and to identify potentials and challenges for mitigsttiategies;

1 Identify and recommend indicative environmental management and monitoring plans and
indicate a budget for the implementation of ESMP.

1.4.Approach ad Methodology

The approach and methodology adopted for this ESIA follow the established pattern for
infrastructure projects, including thiéstribution line and meet the requirements of the national

and AfDB6s Integrated Safeguards System, pol ic
Environmental and Social Assessment Procedures. The following section provides the details of

the approach and methodologgopted for the ESIA of the proposed Project.

1.4.1.Definition of thestudy area

Bosaso City the project are@-igure 11), a major port city located in the northeastern region

of Somalia, is the capital of the Bari region and serves as an economic and commercial hub for
the Puntland State. Situated along the Gulf of Aden, Bosaso boasts a strategic location that has
historicdly facilitated trade and maritime activities. The city has a population of approximately
700,000 residents, characterized by a mix of various Somali clans and ethnicities, contributing to
a vibrant cultural landscape. Fishing, trade, and remittancesrpiimay dr i ve Bosaso0s
from the Somali diaspora. The port plays a crucial role in facilitating imports and exports,
including livestock, charcoal, and fish. Despite facing challenges such as infrastructure deficits,
limited access to basic servicesidasecurity issues, Bosaso has experienced growth and
development, particularly in recent years, with improvements in transportation and
telecommunications. The climate in Bosaso is arid, with hot temperaturesoyear and
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seasonal rainfall. The city is also known for its unique landscapes, including coastal areas, hills,
and desert terrain. As Bosaso continues to develop, it faces the need for sustainable resource
management and infrastructure improvements to supporoigng population and economy.

Bosaso Ci t yiéthutienktatus reflects d mixyof challenges and opportunities as it
works to meet the growing energy demands of its population and economy. The city relies
primarily on a combination of diesel generators and imported electricity from neighboring
regions. The extig power infrastructure is often inadequate to supply reliable electricity,
resulting in frequent outages and limited access for many residents and businesses. The current
electricity distributionnetwork is characteed by aging equipment and insufficient capacity to
handle the demand, especially during peak usage periods. As a result, residents often experience
power shortages, which hinder economic development and impact daily life. In response to these
challenges there have been ongoing discussions and initiatives aimed at upgrading and
expanding the electricity transmission system. Recent efforts have included proposals for the
repair and expansion of the existing power grid, focusing on enhadistigpution ines and
substations to improve reliability and efficiency. Additionally, there is growing interest in
integrating renewable energy sources, such as solar and wind, into the grid to diversify energy
supply and reduce dependence on fossil fuels. This shifinipaims to enhance energy security

but also aligns with broader sustainability goals.

e O ' %% g

.'kl' W e h _— - e
Figure 1-1: Location of Bosaso City in the Puntland State

1.4.2.Collection and review of available information

The available preliminary project design information, including the draft feasibility study, was
reviewed with the objective of identifying potential sources of impact of the project on the
environment. The HD consultants collected and reviewed publisimdrents, regulations, and
other relevant documents. Information on existing environmental conditions, necessary to
provide the background for impact identification and assessment was additionally obtained from
published sources. The FGS and Puntland &wategovern the legislative framework applicable

to the proposed project. The national legislative and institutional framework, policies,
procedures, guidelines, etc. were also reviewed. The African Development Bank Integrated
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Safeguards SystefSS 2023) policy statement and operational safeguard, and Environmental
and Social Assessment Procedures (E2B®) were also reviewed.

1.4.3. Google earth and satellite imagery

Google Earth and satellite imagewyere valuable tools in the environmental and social
assessment of Bosaso City, providing an aeri al
geographic, environmental, and seeimonomic characteristics. These resources etidbke

identification of land use patterns, natural resources, urban expansion, and areas prone to
environmental risks, such as coastal erosion or flood zones. This technology ddcilitat
comprehensive environmental and social revidws this assessment the google earth image for

the year 2024 was used:

https://www.google.com/maps/place/Bosaso,+Somalia/@11.270461,49.1621229,5532m/data=!
3m2!1e3!4b1!4m6!3m5!1s0x3d96918aac9aa7f3:0x6e8f68a7e697e656!8m2!3d11.2755407!4d4
9.1878994!16zL20vMDNzdDhy?entry=ttu&g_ep=EgoyMDIOMTEXMC4wIKXMDS0ASAFQA
w%3D%3DGoogle earth & Satellite imagery

1.44. Field nvestigation

Members of the ESIA Teararriedout site investigations in September 2024. During the field
investigation, information on physical resources, ecological resources;esmzriomic aspects,
health, cultural, and other values in the project aveee collected. Various quantitative and
gualitative data collection and information gathering techniques were used in the assessment.

1.45. Publicand stakeholdaesonsultations

The field investigation also included extensive consultations with various stakeholders, including
community members along thBL Corridor, as well as different stakeholders and local
authorities in the project area. The consultation was carried out to obtain the views of the project
residentcommunity on various aspects of the project, background information relevant to the
impact assessment (identify any areas of specific concern that needed to be addressed in this
assessment), and identification of métiigpn measures

1.4.6. Consultations with the design team

The ESIA objectives were integrated into project planning from the outset through regular
consultations with the project design team. This involved exchange of project information,

informed input in project design, technical clarifications, and incorporating E&S considerations.

The communication also allowed the ESIA team to understand project components, phases, and
potential impacts, thus, identifying and addressing risks. The &SIA i nsi ght s wer e ct
shaping design choices, providing recommendations on resource use, waste management, and
community health safeguards. Additionally, tbensistent communication ensured that E&S
considerations were reflected in the project desigaking the ESIA study more relevant and

applicable throughout the project lifecycle.

1.47. Descriptionof the baseline environment

Information on the existing natural and seeimnomic resources is of fundamental importance
for the evaluation of environmental impacts. Therefore, the baseline data on the physical,
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biological, and social, cultural, and so@oonomic setting of the project were assembled,
evaluated, and presented.

1.4 8. Identification ofenvironmentalnd socialmpacts

Key potentially beneficial as well gsotentialimpacts on the physical, biological, and secio
economic environment associated with the construction and operation phases of the project were
identified and quantified where possibMethod of impact identification anevaluationwere
categorized on the basis imfipact significance as low, medium and high. A low significance
rating was given if the impact is minor and does not notably affect the environment or
community. Moderate significance was assigned to impacts that are noticeable but manageable
through mitgation, while high significance applied to impacts that could cause substantial and
potentially irreversible harm without robust mitigatidihe magnitude of impacts was assessed

in terms of the duration (shettrm, mediurAerm, or longterm). Additionaly, the reversibility

of the impacts (whether it can be undone or not) were used for to characterize each impact. We
evaluated the impacts as positive or negative, direct or indirect, and took into account cumulative
effects when multiple impacts interactethis comprehensive approach helped determine the
overall significance of each potential impact.

1.49. Environmentamitigation and benefit enhancement measures

Feasible and cosffective mitigation and benefit enhancement measures that may avoid or
reducepotentialenvironmental impacts to acceptable levels were identified and recommended.

1.410. Preparation of the ESlfeport

The final step was the preparation of the ESIA report. This report has concentrated on key issues
and impacts, which are of importance in terms of affecting the overall environmental
performance of the project. This report also answers the essentiabgeesteded to establish
whether the project as conceived is environmentally and socially viable or should be modified
during the construction phase to become acceptable

1.411. Reportstructure

The content of this ESIA report was designed to nifeetequirements anduidelines of the
African Development Bank Operational Safeguard (OS) and Integrated Safeguards System (ISS).
The content of this ESIA report is as follows:

1 Executive Summary: Concisely discusses the purpose and need of the proposed project
i ntervention, significant findings, and reco
engagement, the cost of the measures, and the institutional arrangements foentgilem

1 Chapter 1: Introduction: Introduces the project and the scope of this report.

1 Chapter 2: Institutional and Regulatory Framework: Provides the legislative and regulatory
context for the project based on the relevant national and international requirements and
guidelines.

1 Chapter 3: Project Description: Describes the various elements of the proposed project,
including the processing plant and associated facilities.

1 Chapter 4: Environmental and Social Baseline gives an overview of the affected biophysical
and socieeconomic environment in the area of the project.
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1 Chapter 5: Analysis of Project Alternatives: Outlines the analysis of alternatives for the
proposed project.

1 Chapter 6: Stakeholders Engagement: Describes the process of public consultation and
disclosure adopted for the project and summarizes the issues raised during such
consultations. Also describes the mechanism for recording and addressing grievances raised
by the public and stakeholders.

1 Chapter 7: Potential Environmental and Social Impacts: Describes and rates the significance
of the potential impacts identified both before and after the successful implementation of the
recommended mitigation measures.

1 Chapter 8: Environmental & Social Management Plan (ESMP): Provides the recommended
mitigation and management measures to mitigate negative impacts and enhance positive ones
for each phase of the project. Provides a plan for ongoing monitoring and managémen
environmental impacts, specifying timeframes, reporting requirements, and responsibility for
each measure.

1 Chapter 9: Summary and Conclusions: Summarizes the Key Findings of the ESIA

1 Appendixes
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CHAPTER TWO: LEGAL , REGULATORY AND
NSTITUTIONAL FRAMEWORK

2.1. Overview

This section gives the legal and regulatory framework relevant to the proposed project.
OwingtoFRS s protracted political i nstability o
the generadevalckpeod emVilronment al |l aws and
As such, environmental and natural resources management matters have over the years

been managed in accordance with the existing statutes in place. However, FRS is moving
towards strengthening its environmental management systems. For instance, a draft
envronmental and social impact assessment and audit regulations has been finalized

Despite the recent constitutional ref or ms
environment al goods, and ecosystem services
right to a c¢clean and healthy environment,
i mpneemt ati on of environment al l egi sl ation i

In the following section relevant national policies, strategies, legal and institutional
framewor ks, gui del i nes, nati onal and inter
Safeguards System are critically reviewed and summarized to make sure that the
proposed PoweDistribution Project is in line with these legal instruments. Therefore,

the project proponent will consult and use these legal instruments as a springboard in the
course of project design, construction and operation.

2.1. National Laws anBegulatoryFramework
2.1.1. Provisional Constitution of Somalia

The Provisional Constitution of Somalia, which was ratified in 2012, emphasizes the
value of safeguarding the environment and managingdhatry's natural resources,
particularly in Articles 25, 44, and 45 (which deal with the environment, natural
resources, and land, respectively). Relevant provisions include:

T Article 25 guarantees Somal.i citizenso ri
resources, protection from excessive exploitation, a healthy environment, and
protection from pollution and harmful materials.

1 Article 44 mandates the federal government to prioritize environmental protection,
conservation, and preservation, preventing harm to natural biodiversity and the
ecosystem.

1 Atrticle 45 encourages the Somali people to actively participate in the development,
execution, management, conservation, and protection of natural resources and the
environment.

The Constitution provides for the protection of workers' rights,-disarimination,
human rights promotion, and defence against gender discrimination and GBV in the
workplace. Articles 11 ("Equality"), 14 ("Slavery, Servitude, and Forced Labour"), 15

Ministry of Environment and Climate Change (2024). Final draft environmental and social impact assessment and audit
regulations. Ministry of Environment and Climate Change, Mogadishu, Federal Republic of Somalia.
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("Liberty and Security of the Person"), 24 ("Labour Relations"), and 27 ("Economic and

Social Rights") contain important clauses.

91 According to Article 11, "all citizens shall have equal rights and duties before the
law, regardless of sex, religion, social or economic status, political opinion, clan,
disability, occupation, birth, or dialect." In addition, it says that "even if ther ac
did not intend this effect, discrimination is deemed to occur if the effect of an action
impairs or restricts a person's rights." It further states that no one shall be subjected
to discrimination by the official on the grounds of age, race, coldbe, tethnicity,
culture, dialect, gender, birth, handicap, religion, political opinion, occupation, or
wealth and that this prohibition applies to all official programs.

1 "A person may not be subjected to slavery, servitude, trafficking, or forced labour
for any purpose," according to Article 14.

1 Every person has the right to physical integrity, security, and personal liberty,
according to Article 15. "Therohibition of all forms of violence, including any
form of violence against women, torture, or inhumane treatment" is one of the
provisions that falls under this category.

1 Article 24 states that "all workers, particularly women, have a special right of
protection from sexual abuse, segregation, and discrimination in the workplace." It
also enshrines everyone's right to fair labour relations. All labour laws and practices
mug adhere to the principle of gender equality in the workplace. It also guarantees
every worker the freedom to organize and become a member of a trade union, to go
on strike, and to negotiate collectively with employers, trade unions, and employees
on labou-related matters.

1 Every person's access to clean, drinkable water, healthcare, social security, and the
realization of their constitutional rights is upheld by Article 27. Additionally, it says,

"It shall be ensured that minorities who have long faced discrimination, wdineen,
elderly, and people with disabilities get the necessary support to realize their socio
economic rights.”

Relevance

The proposed project complies with the Provisional Constitution of Somali
proposing mitigation measures on how to deal with the social, health, safety
environmental issues for sustainable development. Additionally, the proposed p
aims to enhace, upgrade and ensure reliable electricity supply and connectivity
socioeconomic development, especially in urban areas such as Bosaso City ¢
metropolitan.

2.1.2. Federal and stategulations on environmental, health, and safety

Somalia is currently developing its environmental laws and policies. A National
Environmental Policy created by the FGS was accepted by the Cabinet on February 13,
2020. On November 26, 2020, the Cabinet adopted the National Environmental Act after
it had been drafted. To be effective, both documents must be authorized by the
Parliament. Their adoption has no set schedule in place. Environmental Quality
Standards, Sectoral Environmental Assessments, Environmental Impact Assessments,
and Environmental Auditare among the national environmental policies, regulations,
and laws that must be drafted at the federal level by the MOECC that has formed an
ESIA council to help with the coordination of ESIA activities and operations in the FRS.
Overall, there is concurrence at the national and state levels that the international
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standards and best practices in compliance withAtizB OS should serve as a
foundation for conducting the ESIA.

Relevance

The MoEWR(the proponent) including the contractors will be required to fu

comply with the environmental and quality standards as per the draft nati

environment act. The proponent and the contractors engaged in the project wil

1 Develop andmplement a formal construction health and safety plan.

1 Constitute health and safety committee to oversee safety and health durir
construction and operation phases of the project.

1 Ensure that the workers exposed to hazards and or accidents undergo rec
medical examinations.

1 Ensure that equipment is serviced properly and/or use of the equipment cor|
with the threshold noise values provided in the AfDB guidelines

9 Carry out, and record, a fire risk assessment identifying any possible danger
risks, and where possible remove, the risk of fire and take precautions to deg
the remaining risks.

1 Develop and implement and emergency preparedness and response plan (
to be applied during the construction and operation phases of the project.

1 Implement mitigation during construction to ensure neighbouring properties
not impacted by nuisance dust.

1 Observe any existing provisions in the FRS on management of traff
construction vehicles as guided by the ESMP.

2. 1. 3. Somaliaébs Ninth National Devel opn
Somal i abds ninth Nat i o9 adveribgehe perian GOOIME Pl an (
identifies recurrent drought, climate change and environmental degradation as major

causes of poverty and food insecurity in Somalia. The {9[PHoritizes environmental

management, gender and social equity. It focusesnereasing energy supply,

particularly from renewable sources, and energy market regulatory reform. Unregulated

power production poses a major economic and environmental challenge, leading to high
electricity prices and forest destruction. Access to enisrgyicial for economic growth

and poverty reduction, and the NBPprioritizes investment in the energy sector and

energy market regulation. Somalia intends to implement the Power Master Plan (PMP)

with support from the World Bank, increasing the supdlyemewable energy and

establishing regulatory bodies to enhance market efficiency. The PMP highlights the

need to diversify energy portfolios and lessen reliance on fossil fuels while identifying
supply-side issues such as inadequate capacity for theiptiod of power. Particularly

for women and young people, renewable energy can speed inclusive growth and create

jobs.

Relevance

The proposed project supports the NDRiims of increasing electricity generatig
capacity from renewable resources areHucing tariffs, thereby contributing 1
human and economic development.

2TheNPD-9 is available here: http://mop.gov.soAspntent/uploads/2019/12/NB#R2026-2024. pdf
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2.1.4. Environmental protection and land use policy and regulation

Somalia's environmental protection and natural resources are under limited federal
oversight, with théNational Environmental Policy and Act approved by the Cabinet but
not yet passed by Parliament. A Climate Change Policy has also been developed.
However, federal and state standards and regulations for environmental pollution
prevention, waste managementater quality, air quality, and noise have not been
formulated or approved. Land use policy and regulation oversight mechanisms are also
lacking, with instruments like zoning and land use planning largely absent at federal and
state levels.

Relevance

As the Bosaso City grows, expanding the power infrastructure is essential to
increasing energy demands, but it must be done in a way that aligns

environmental stewardship. Proper land use policies can help protect na
habitats, and reduce ts of soil degradation and deforestation. Environmen
regulations also ensure that the construction and upgrading of powerlines dg
disrupt local ecosystems or harm human health. Effective land use planning
further address issues related to urbsyprawl, improve land tenure security, an
promote equitable development, ultimately leading to a more resilient

environmentally responsible energy infrastructure for Bosaso City. The propg
will abide by the relevant provisions on environmental ¢ctibn, land use policy|
and regulations during all phases of the project.

2.1.5. Labour and employment law

The Labour Code of Somalia (Law No. 65, adopted in 1972), governs labour and
working conditions, including employment contracts, terms amwhditions,
remuneration, occupational health and safety, trade unions, labour authorities, and
maternity leave. The code is currently being reviewed to align with the Provisional
Constitution and International Labour Organization (ILO) conventions. Thier&e
Ministry of Labour and Social Affairs is reviewing the revised draft, which was finalized

in February 2019 and awaits Parliamentary approval. The current Labour Code remains
in effect until the revised code becomes law. The State laws on laboumalayment

are also under review to align them to the Provisional Constitution and ILO standards.

Relevance

1 The proposed project has an obligation to adhere to all the principles and te
of the Labour Code (1972) pending any ongoing changes and amendment
proposed project will adhere to the principles of the ILO conventions ratifieq
the Federal Goverment of Somalia (FGS), and the relevant provisions of
Provisional Constitution, when dealing with work and labour aspects du
construction and operation phases of the project.

1 The proponent and the contractors will abide by the existing labour Ig
including any amendments thereof, including abiding with all stipulations
employee management and relations in all the phases of the project.

1 The Proponent and Contractor will maintain an insurance policy cover for
employees, record of accident, carryout proper accident investigations; orga
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for preemployment and regular medical examinations for staff dur
construction and operation phases of the project.

1 The proponent and the contractor will sensitize workers against abuse
exploitation of children, and shall not engage in any child labour during
phases of the project.

2.1.6. Policy and law on gender equality and GBV

Gender Based Violence (GBV) remains one of the most serious threats to the health and
safety of women and girls globally. The situation is dire in Somalia where women are
girls are at more risk of rape, Intimate Partner Violence (IPV), early and forcedgear

and FGM. The Somalia context is fraught with GBV and protection concerns, especially
for women and girfs For example, a recent study on GBV in Somdband out that
18.5% of the women and girls in the IDP camps had experienced geastst violence

in the last 12 months. Further investigation into the nature of the violence revealed that
44.0% of the violence against women and girls were physical lesstliowed by
psychological abuse (24.8%), forced marriage (18.8%), attempted rape (7.2%), rape
(4.0%) and denial of resources (1.6%). The study showed that about half (57.7%) of that
violence were committed by intimate partners or relatives, mostlyp¥60during the
daytime. Moreover, a little over half (57.7%) of the victims were over 20 years old, and
43.7% of them experienced assault more than once.

While there are no specific data on GBV in Puntland State, considerable progress has
been made by the Puntland State in addressi
|l ndependent Expert on the Sitwuation of hum
2017, submitted to the United Nations Human Rights Council, stated: The Puntland

Minister of Women and Human Rights Development explained that the Government had

taken measures to protect women against sexual and ¢eambst violence, and

described the progss made in their protection. In 2015, Puntland adopted the Puntland

Rape Act, which facilitated the trial of rape cases in formal courts. Chapter 19 of the

Rape Act, on the special duties of the prosecution authorities where the accused is
charged with aexual offence, provides that the decision to prosecute the perpetrator of

a sexual offence or any other offence under that law will be made by the Attorney
General, not the complainant, and that the Somali Penal Code shall not apply to rape

cases. It alsprovides that the prosecution authorities may establish specialized units

with specialized

Somalia’'s National Gender Policy (2016) has been approved by the Federal Council of
Ministers. The Policy aims to promote gender equality and sustainable human
development by valuing women and men's contributions in economic empowerment,
education, healthand political transformation. The policy outlines gender priorities in
health, education, economic empowerment, and political participation. Prioritizing rural
areas, the policy focuses on creating economic opportunities for both genders, including

3 file:///C:/Users/pc/Downloads/GBV%20Bulletin%20Apr%2620Jun%202018%20Finral pdf

4Hassan, A.D., Mohamed M.D. & Bashir, S.H. (2023). Prevalence, patterns, and determinants efagsigiolence among
women and girls in IDP camps, MogadisBamalia. Journal of Migration and Health, Volume 8.
https://doi.org/10.1016/j.jmh.2023.100193.

5 https://land.igad.int/index.php/documedtEountries/somalia/gendéf89 ~womenfearinggendetbaseeviolence 2018f/file
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vocational, entrepreneurs, and skills enhancement programs and training for women and
men, including those with disabilities. The FGS has drafted the Sexual Offenses Bill
(2017) with support from the UN, which has been tabled with the Parliament artld is sti
under review. The prexisting Penal Code (1962) includes some provisions relevant to
addressing GBYV, including criminalizing rape, but it does not provide an adequate legal
framework for dealing with GBV casesn practice, most GBV cases are dealt with by

the customary system.

Relevance
In the absence of appropriate measures, the project can exacerbate ¢
inequalities and sexual and gendsased violence. In adherence to this poli
measures will be put in place to ensure gender inclusivity in decision mg
employment opportunitand access to the energy generated by the project,
mitigate social risks including sexual and gentlased violence, and any form
discriminations.

2. 1. 7. Somal i abs Power Master Pl an, 2018
Developed by government of Somaliadoordination with the World Bank, the PMP

seeks to create an enabling environment for independent power producers and the policy,

legal and regulatory framework for the sector.

Relevance

The Plan outlines key priorities for improving electricity access, increa
generation capacity, and enhancing grid stability, which directly informs the plan
and implementation of projects in urban centers like Bosaso. By aligning
expansion effids with the Power Master Plan, the city can ensure that its en
infrastructure supports lonterm economic growth, reduces reliance on costly
polluting diesel generators, and meets the needs of both residents and busi
Additionally, the Planemphasizes renewable energy sources, offering Bosas
opportunity to incorporate greener solutions into its energy mix, foste
environmental sustainability and resilience in the face of climate change.
proponent shall ensure that the proposed gcojf fully aligned with all the provision
of the masterplan.

2.1.8. Energy policy and regulations

At the moment, Somalia lacks both an energy sector regulatory framework and an energy
policy. However, the FGS has made the creation of an energy policy, strategy, and
regulatory framework a top priority, in accordance with the MP8&nd PMP, and a
number of laws and rules are presently being developed. At the moment, the
responsibility for managing the energy industry rests with the Federal Ministry of Energy
and Water Resources (MOEWR). A draft Energy Policy was created by the MOEWR in
2018, and in orddp give the industry a complete framework, they are currently working

on an Energy Act and Regulations. Currently, the World Bank, African Development
Bank (AfDB), and United States Agency for International Development (USAID) are

6 See UNDP, UN Women, and UNFPA, 2018. Somalia Gender Justice and the Law. Available at
https://www.undp.org/content/dam/somalia/docs/Project _Documents/Womens_Empowerment/Gender%20in%
20Somalia%20Brief%202.pdér a review of the Penal Code (1962) provisions relevant to GBV.
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some of the main partners supporting the implementation of the PMP and providing
technical assistance to the FGS in the energy sector.

Relevance

Energy policy regulation plays a critical role in the proposed upgrade and expa
of Bosaso City's electricity supply by providing a structured framework for ens
the development of a reliable, affordable, and sustainable energy system.
policies and regulations help guide the planning, financing, and implementati
power infrastructure projects, addressing issues such as grid stability, gene
capacity, and energy access. They also promote transparency, encourage
sector participsion, and ensure that the electricity supply meets safety
environmental standards. In Bosaso, where energy demand is growing rapidly,
policy regulation can facilitate the integration of renewable energy sources, opi
resource use, and creaadfavourable investment climate. Moreover, these regulai
ensure that the expansion is equitable, balancing the needs of urban res
businesses, and potential future growth, while also contributing to the broader
of national energy securittand sustainability. The proponent will ensure f{
adherence to all provisions of the policy.

2.1.9. Somalia's Intended Nationally Determined Contributions (INDCs), 2015
The report notes that Somalia has vast untapped renewable srgrgsces, stating that
average solar potential stands at BWh/n¥/day.

Relevance

Somalia's Intended Nationally Determined Contributions (INDCs), 2015, are h
relevant to the proposed upgrade and expansion of Bosaso City's electricity s
as they outline the country's commitments to mitigating climate change and rec
greenhaise gas emissions. These commitments emphasize the importa
transitioning to clean and renewable energy sources, which aligns with the gt
modernizing Bosaso's power infrastructure. By focusing on renewable energy
as solar and wind power, ¢ltity can not only meet growing energy demands but
contribute to Somaliads broader cl
efficiency and environmental sustainability, ensuring that energy developme
Bosaso is in line with international clete agreements. Incorporating the
objectives into the electricity supply upgrade would help Bosaso reduce its ¢
footprint, promote longerm environmental resilience, and align with global effo
to combat climate change, while enhancing energgséor the city's residents.

2.1.10. Customary legal system and sharia law

Somalia’'s legal system comprises of civil law, sharia law, and customary law. The
Provisional Constitution (2012) defines the country's federal structure and hierarchy of
laws. The customary legal system in Somalia, known agdéesystem, is crucial for

land rights and resource management due to weak formal regulation. This system
governs property, enforces contracts, and resolves disputes. Despite variations across
regions and clans, it is applicable in most of the country. Xéer system is
compensatory, majoritarian, and uses clan insurance to protect against violations. Elders
act as judges or mediators, considering precedent and custom.

13
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The customaryeersystem also handles most cases of sexual violence and GBV. The
FGS and some Federal Member States are making efforts to reintroduce common law
courts, but the capacity of and trust in the formal justice system remains weak, and the
customary system funcins in parallel to state law. A number of customary practices go
against basic human rights standards and serve to revictimize GBV survivors, for
example, crimes of rape are commonly resolved through the marriage of the victim to
the perptrator, and revenge and honour killings are tolefatédmerous cultural and

institutional barriers Il i mi t womenos acces

reprisals and harassment for reporting GBV incidents, and social &tigma

Relevance

All the power distribution projects are required to operate under the exist
customary laws within the states where their projects are located. They are f
expected to respect the existing customary laws in handling their relationships v
the stakeholders they engagetheir areas of operation. The proponevitl observe
all the relevant provisions of the customary legal systems and sharia laws rele
land management (as appropriate) in all phases of the project.

2.1.11. Legal frameworfor landownership and expropriation in FRS and

Puntland State

A mix of statutorycustomary, and Islamic law influences the legal framework for land
ownership and expropriationin Somalia The Feder al Consti tutdi
State laws, acknowledges private property rights and guarantees protection against
unlawful deprivation. However, expropriat®arepermitted for public interest, subject

to fair compensation, as outlined in Punt/|

consultation and compensation principles. Customary law (Xeer) and Islamic principles
play a signifi@ant role, especially in rural areas, where dbased land tenure often

dictates |l and allocation and ownership.

working to formalize land ownership structures, yet significant challenges persist due to
limited legal infrastructure, enforcement capacity, and conflicts over land rights,
particularly in urban expansion and infrastructure development areas.

Consultations with local authorities in Bosaso regarding land ownership revealed the
crucial role that Bosaso Municipalityan playin facilitating land management and
ensuring proper governance durittge project implementationfThe municipalityis
expected to be key stakehler in overseeingaddressing disputes, and guiding fair
relocations when private or public structurese impacted during the project
implementation These discussions highlighted the need for clear communication,
adherence to locdand laws, and collaboration with community members to mitigate
potential conflicts and ensure that the expansion project is executed in a manner that
respects property rights and supports urban development.

’See UNDP, UN Women, and UNFPA, 2018 for further discussion of how the customary system handles GBV cases as well as
other barriers to access to justice for GBV survivors.
SUNDP, UN Women, and UNFPA, 2018.
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Relevance

Since land tenure in Bosasmludes a mix of statutory titles, customary claims, ¢
clan-based ownership, the framework helps reconcile these various rights, en
lawful land access for the project. This legal structure is essential for minim
disputes and fostering comnitynacceptance by providing fair treatment and cle
grievance mechanisms for those impacted by the expansion.

2.1.22. Institutional framework for management of E&S in FRS and Puntland
State

The institutional framework for Environmental and So{lE&S) management in the
Federal Republic of Somalia (FRS) and Puntland State involves multiple governmental
bodies responsible for enforcing E&S policies, with regional nuances. At the federal
level, the Ministry of Environment and Climate Change (MoECQ@rsees E&S policy
formulation, regulation, and compliance across Somalia, setting baseline standards and
coordinating with international partners. In Puntland State, the Ministry of Environment,
Agriculture, and Climate Change (MoEACC) is the primary ifa8bn governing
environmental and social issues, implementing policies tailored to regional needs, such
as climate resilience, land use, and biodiversity conservation. Additionally, local
authorities collaborate with MOEACC on monitoring and compliapeaticularly in

urban areas. Customary law also influences E&S management, especially in rural and
nomadic communities, where traditional practices and local leaders often supplement
formal regulatory frameworks. However, enforcement remains a challergeodu
resource limitations and varying levels of institutional capacity.

Apart from resource constraints, the Ministry faces several challenges that are likely to
hinder its ability to effectively enforce existing environmental regulations during the
project. These challenges include limited technical capacity and expertise among staff,
which affects the thorough assessment and monitoring of environmental impacts.
Additionally, institutional weaknesses, such as unclear roles and overlapping mandates
with other agencies, lead to coordination difficulties. The ministry is also likely to
encounter challenges related to insufficient public awareness, which can result in
community resistance or narompliance. Furthermore, political and security instability

in the region can disrupt project oversight and enforcement activities, further
complicating regulatory adherence.

Relevance

The established mechanisms for monitoring compliance and addressing grie
are critical for mitigating potential adverse impacts, enhancing community trust
promoting public support for the power grid expansion, ultimately contributing tc
projec t 0 s-term sucagss and sustainability.

2.2. RuntlandStateLaws andRegulatoryFramework

2.2.1. Overview

Puntland State has several key environmental policies and frameworks in place. The
Environmental Policy, produced in 2014 and approved by both the Cabinet and

Parliament, serves as a foundational document. Additionally, the Environmental and
Social ImpactAssessment (ESIA) guidelines and regulations are supported by the
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Puntland Environmental Impact Assessment Act, which operationalizes the
"Environmental Impact Assessment Unit" within the Ministry. This unit is headed by
the Directorof ESIA and includes a team of qualified professionals with specialized
training in Environmental Impact Assessment. Their functions include: receiving,
processing, and safeguarding all ESEated documents submitted to the Ministry,
Reviewing and makimp recommendations to the Director General, and advising the
Ministry on whether a propodemajor project should be objected to or halted due to
unacceptable environmental impacts. The following are the relevant policies, laws, and
regulations in Puntland State shall be applicable to the proposed project:

2.2.2. Puntland State Rangeland Management Policy {2025)

The Puntland Rangeland Management Policy 2nd Edition (2026) outlines a
strategic framework to sustainably manage and rehabilitate rangelands in Puntland,
Somalia. The policy emphasizes the protection of natural resources, restoration of
degraded landsand sustainable grazing practices to support pastoral livelihoods. It
promotes community participation, equitable resource access, and collaboration among
stakeholders, including government, local communities, and development partners. The
policy also adresses climate change adaptation, drought resilience, and the importance
of environmental conservation for the letegm productivity of rangelands, aiming to
balance ecological integrity with soegzonomic needs.

Relevance

The Puntland State Rangeland Management Policy is crucial for the prop
project, especially in Bosaso, as it emphasizes sustainable land use and n
resource management. Aligning tpeoject with the policy's objectives, such ¢
minimizing land degradation and ensuring local pastoralist communities' protec
supports sustainable development goals.

2.2.3. Puntland State Waste Management Policy (2006)

The Puntland Waste Management Policy (2016) provides a comprehensive framework
aimed at addressing waste management challenges in Puntland State. It emphasizes the
need for effective waste collection, transportation, and disposal systems, with a focus
on mnimizing environmental pollution and health hazards. The policy promotes waste
reduction, recycling, and the safe handling of hazardous materials, while encouraging
community participation and private sector involvement in waste management
initiatives. It also seeks to strengthen institutional capacity, legal frameworks, and
public awareness to foster sustainable waste management practices that protect both
human health and the environment.

Relevance

The policy emphasizes waste reduction, proper handling, and disposal of haz
materials, and the importance of minimizing pollution. By adhering to t
guidelines, the proposed project can manage its waste streams responsibly,

environmental ontamination, and align with best practices for waste manage

This alignment not only helps in complying with regulatory requirements but
supports broader environmental protection goals and contributes to sustai
development in the region.
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2.2.4. Puntland State ESIA Act and Regulation (2016) Approved by Cabinet and
Parliament

The Puntland Environmental and Social Impact Assessment (ESIA) Act and Regulation
(2016), approved by the Cabinet and Parliament, establishes a legal framework for
assessing the environmental and social impacts of development projects in Puntland,
Somalia.The act mandates that all significant projects undergo an ESIA process to
identify potential adverse effects on the environment and communities before they are
approved. It sets guidelines for public participation, environmental protection, and
social sagéguards, ensuring that projects align with sustainable development goals. The
act also strengthens the role of regulatory authorities in monitoring compliance and
enforcing mitigation measures to minimize negative impacts on natural resources and
local populations.

Relevance

The Act mandates that all significant projects, such as the powerlines upgrade
expansions, undergo an ESIA to identify, evaluate, and mitigate pote
environmental and social impacts before project approval.f@pwing these
regulations, the project ensures compliance with legal requirements, addre
potential environmental and social risks proactively, and promotes transpar:
and stakeholder engagement. This adherence helps to safeguard environr
quality and community webbeing while supporting sustainable development go
in Puntland.

2.2.5. Puntland State Climate Change Strategy (2016)

The Puntland Climate Change Strategy (2016) outlines a comprehensive plan to address
the impacts of climate change in Puntland, Somalia, by focusing on adaptation and
mitigation measures. The strategy emphasizes strengthening the resilience of
communitiesparticularly those dependent on pastoralism and agriculture, by promoting
sustainable land and water management practices. It prioritizes cBmate
approaches, such as reforestation, renewable energy, and disaster risk reduction, while
enhancing instutional capacity and policy coordination. The strategy also highlights
the importance of research, data collection, and public awareness to better understand
climate risks and implement effective responses, contributing to -téong
environmental sustaibdity and socieeconomic stability.

Relevance

The strategy emphasizes the need for integrating climate resilience into develo
projects, promoting renewable energy, and reducing greenhouse gas emissio
aligning the proposed project with these strategic goals, the project can enhan
climate resilience, contribute to reducing carbon footprints, and support sustain
energy solutions. This alignment not only complies with regional climate goals
al so strengthens the projectds over
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2.2.6. Puntland State Ministry of Environment and Climate Ch&tgegic

Plan (20162020)

The Puntland Ministry of Environment and Climate Change Strategic Plan-2220§

sets a roadmap for safeguarding the region's environment and addressing climate change
through sustainable resource management and poijggmentation. The plan focuses

on enhancing institutional capacity, strengthening environmental governance, and
promoting climate adaptation and mitigation strategies. Key priorities include
biodiversity conservation, combating land degradation, and natv@g renewable
energy and waste management solutions. The strategy also emphasizes community
involvement, stakeholder collaboration, and raising public awareness to foster
sustainable development while improving resilience to climate change and
environmetal challenges across Puntland.

Relevance

The plan focuses on enhancing environmental governance, promoting susta
resource management, and improving climate resilience, which are essenti:
ensuring that the power plantés d
integrating the stratgic priorities of the plan, such as effective environmen
monitoring and stakeholder engagement, the project can better manag
environmental impacts, adhere to regulatory requirements, and contribute posil
to regional sustainability and climatgals.

2.2.7: Puntland State Environmental Policy (2014) Approved by the Cabinet and
Parliament

Puntland's Environmental Policy (2014), approved by the Cabinet and Parliament, and
establishes a foundational framework for the protection, conservation, and sustainable
use of natural resources in Puntland State, Somalia. The policy focuses on addressing
environmental degradation, promoting biodiversity conservation, and ensuring the
sustainable management of land, water, and forests. It advocates for integrating
environmental considerations into all development plans and projects while enhancing
instituional capacities to enforce environmental regulations. The policy also
encourages community participation, public awareness, and partnerships with various
stakeholders to foster sustainable development and resilience to environmental
challenges, such assitification and climate change.

Relevance

The policy emphasizes the need for balancing economic growtkenviltonmental
protection, particularly in the energy sector. It outlines guidelines for minimiz
environmental impacts, promoting renewable energy, and ensuring comm
participation in decisiormaking processes.

2.2.8: Puntland State Environmental Management Act (2016) Approved by
Cabinet

Puntland's Environmental Management Act (2016), approved by the Cabinet, and
provides a legal framework for the protection, conservation, and sustainable
management of the environment in Puntland, Somalia. The Act establishes regulations
for preventing envonmental degradation and promoting responsible resource use
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across various sectors, including land, water, and forestry. It mandates environmental
assessments for development projects, reinforces institutional responsibilities for
environmental monitoring, and ensures compliance with environmental standards. The
Act also fosters public participation, transparency, and accountability in environmental

governance, aiming to balance economic development with the preservation of natural
ecosystems and biodiversity in the region.

Relevance

This act mandates comprehensive environmental assessments and er
regulations on waste management, pollution control, and the conservation of née
resources. For thaybrid power plant, it ensures that environmental impacts suct
emissions, waste generation, and land use are thoroughly evaluated and miti¢
Compliance with this act is essential for obtaining the necessary permits and ens
that the project adlres to Puntland's environmental standards.

2.3. Institutional framework for implementing E&S in FRS and

Puntland state

The capacity for environmental and social (E&S) management at the project
implementation agency and related institutions in the Federal Republic of Somalia (FRS)
and Puntland State varies, with some notable strengths and significant gaps. In Puntland,
the Ministry of Environment, Agriculture, and Climate Change (MoEACC) plays a
critical role in E&S oversight, equipped with a dedicated unit responsible for reviewing
environmental impact assessments (EIAs) and ensuring compliance with national E&S
standarddHowever, the unit often faces challenges such as limited resources, insufficient
staffing, and a lack of qualified E&S experts, which can hinder effective project
evaluation and monitoring. Similarly, other relevant institutions, including the Ministry
of Energy and Water Resources (MOEWR), lack adequately trained personnel and
technical capacity to conduct thorough assessments.

In the broader context of the FRS, the institutional framework for E&S management also
shows similar gaps, with regulatory bodies like the Ministry of Environment and Climate
Change struggling to maintain effective oversight due to financial constrathlisretied
infrastructure. The regulatory body with the authority for the review and approval of
Environmental and Social Impact Assessment (ESIA) documents is primarily the
MoEACC in Puntland, while the federal level MOECC holds similar responsibilitres fo
projects across the FRS. While these bodies have the authority to review ESIAs, their
capacity to process and evaluate documents efficiently can be compromised by
insufficient staffing, lack of technical expertise, and limited public engagement
mechanism. Addressing these gaps is essential for enhancing the E&S capacity of
institutions and ensuring robust environmental governance in the implementation of
projects such as the power grid expansion in Bosaso.

2.3.1. Energy sector standards relatednaronmental, health and safety in FRS
and Puntland State

At the federal level, the Ministry of Energy and Water Resources (Mofh\&&initiated
policies that outline EHS guidelines for energy projects, focusing on pollution control,
safe working conditions, and minimizing impacts on local communities and ecosystems.
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Puntland State aligns with these federal standards while adapting them to local contexts,
with the Ministry of Environment, Agriculture, and Climate Change (MoEACC) playing

a key role in enforcing environmental impact assessments (EIAs) and implementing
sdety protocols for energy projects, particularly for renewable energy angridff
solutions. While these frameworks aim to mitigate risks, limited regulatory capacity and
enforcement resources challenge full compliance, especially in remote and underserve
areas.

Relevance

By aligning with national and international EHS standards, the power grid expar
can foster sustainable energy development while mitigating risks associatec
construction activities, such as air and noise pollution and worker safety haz
Compliance with these standards is essential for building community trust, sec
permits, and attracting investment, ultimately facilitating a more responsible
effective approach to enhancing the energy infrastructure in Bosaso.

2.32. E&S Capacity at the Project Implementation Agency

The Project Implementation Agency and related institutions responsible for the Bosaso

Power Grid upgrade and expansion project demondtrat@ying levels of

Environmental and Social (E&S) capacity. The presence of dedicatedi&E&Swhich

is crucial for ensuring compliance with environmental and social safeguards throughout

the projectds | ifecycl e, vasadabilityoolgnalfied o be |
E&S expertswas found to bdimited, and thismay hinder effective monitoring and
managemendf potential impacts. Strengthening institutional capacity through training

and recruitment of skilled E&S professionals densideredessential to enhance

oversight, ensure adherence to relevant policies, and maintain engagement with
stakeholders. Capactyui | di ng measures would thus supg
with best practices in environmental and social performance.

Relevance

Robust E&S expertise ensures that the project adheres to international and ng
standards for environmental protection and social responsibility. This cap
enables proactive identification, assessment, and management of po
environmental angocial risks, thus minimizing adverse impacts on communities
ecosystems. Additionally, it supports comprehensive stakeholder engag
transparent communication, and the implementation of appropriate mitiga
measures. Such capabilities are ess#nior fostering community trust, ensurir|
compliance with regulatory requirements, and facilitating the project's sustain
development.aso.

24. Regional and International / Multilateral Agreement

24.1.Overview

In addition to the FRS and Puntland State environmental legislations, Somalia is also a
party to some regional and international conventions and protocols which are of
relevance to the projecthe FRS is a signatory to a number of international treaties,
conventions and agreements that include legally binding commitments to protect the
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environment and to ensure the sustainable management of natural resources. These
include:

2.4.2. The United Nations Convention on biological diversity (CBD), 1992

Article 81 In-situ conservation (d) Promoting protection of ecosystems, natural habitats
and maintenance of viable populations of species in natural surroundings (j) Respecting,
preserving and maintaining knowledge, innovations and practices of indigandus
local communities embodying traditional lifestyles relevantth@ conservatiomand
sustainable use of biological diversity and promote their wider application.

Relevance

The project will not adversely affect biological diversity since it is not a green
project but rather an expansion and an upgrade of the existing power s
infrastructure. Implementation of the project will help mitigate climate change
driver of biodiversity loss.

2.4.3. The UN Framework Convention on Clim&baange (UNFCCC) (ratified

in 2009).

The primary objective of the Convention is to stabilize greenhouse gas concentrations
"at a level that would prevent dangerous anthropogenic (human induced) interference
with the climate system.” Somalia submitted its new climate action plan (Intended
Nationally Determined Contribution) to the UNFCCC in 2015. Somalia has also
developed the National Adaptation Program of Action on Climate Change (NAPA),
which includes a climate risk assessment

Relevance
The project will ensure a reliable supply of electricity mainly from solar arr
replacing existing diesel power generation and thereby cutting GHG emissions

2.4.4. The UN Convention to Combat Desertification (UNCCD) (ratified in
2002).
The Convention combats desertification in those countries that experience serious

droughts and/or desertification. Somalia has developed a National Action Programme
for the UNCCDB®.

Relevance

The UNCCD emphasizes sustainable land management practices to p
desertification and promote the restoration of degraded lands. By aligning
proposed solar power plant project with the principles of the UNCCD. The prop
project will be undertake in an area that has undergone anthropoge
modifications of different strengths. As such, the proponent will be implementin
of the strategies to minimize environmental impacts, such as using prev
degraded lands for the installation, incorpdireg land restoration measures, an

°The Somalia National Adaptation Programme of Action: https://www.wiomsa.org/download/naiitapahtiorprogrammeof-
actionsomalianapa/

1°The Somalia National Action Programme on UNC@®@RBps://knowledge.unccd.int/sites/default/files/naps/2018
06/NAP%20Full%20Report%2820Final%2023%20May%20digital. pdf
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maintaining vegetation cover. This approach not only helps to combat desertifi
but also enhances the project's environmental sustainability, ensuring th
contributes positively to both energy supply and land conservation effor
vulnerable ares.

2.4.5. Convention on the Conservation of Migratory Species of Wild Animals
(ratified 1985).

This Convention aims to protect those species of wild animals that migrate across or
outside national boundaries frdmcoming endangered.

Relevance

Power lines can pose risks to migratory birds and other wildlife through hal
disruption, collisions with infrastructure, and changes to the local environment
adhere to the principles of the CMS, the proposed project will adopt a design |
to implement birdfriendly power line infrastructure designs, and monitoring wildl
movements. Aligning the project with the CMS will support global biodive
conservation efforts, ensuring that the power line development is environme
responsible angdustainable.

24.6. Protocol concerning Regionaboperation in Combating Pollution by Oil
and other Harmful Substances in Cases of Emergency (ratified 1988)

Combats pollution by oil and other harmful substances by enhancing measures for
responding to pollution emergencies on a national and regional basis.

Relevance

The proposed project will involve activities that carry pollution risks, such as the
of machinery, transportation of hazardous substances, and the potential for
during maintenance or installation processes. This protocol emphasizes reg
cooperation and preparedness to address pollution emergencies, ensuring the
accidental releases of harmful substances are swiftly and effectively manage
proponent will align with the protocol by developing contingency plans and EPR
effective emrgency responses andimplement best practices to minimiz
environmental risks. This not only helps protect against pollution but will &
strengthen the project's commitment to environmental stewardship and reg
cooperation.

24.7. Sustainable Development goals (SDGs) and agenda 2063 in Africa

Key targets of the SDGI7Ensure access to affordable, reliable, sustainable and modern
energy for alli are by 2030, ensure universal access to affordable, reliable and modern
energyservices

Relevance

Implementation of the project will contribute increased reliable electricity suy
capacity in Somalia. This is one barrier to increasing affordable access to electr
However, the project, in itself, will not automatically increase access to elgctac
households as this also depends on the tariffs, distribution networks, and regu
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frameworks that are beyond the scope of the project itself. It is hoped that the
will generate interest in and incentivize complementary investment and interv
in the energy sector by the government, development partners, and private se
Puntland State to expand access to electricity in the city.

24.8. International Labour Organization Agreements

Somalia is also signatory to the International Labour Organization (ILO) Conventions
that include legally binding commitments relevant to labour and employment conditions
and the social aspects of the project. These include commitments to equal opportunities
for women inemployment, ending violence and harassment in the workplace, workplace
health and safety, and ending child and forced labour, among other areas. Some of the
relevant provisions of the ILO that the Country has ratified include:

1 Discrimination (Employment and Occupation) Convention (No. 111) (ratified in
1961).

Forced Labour Convention (No.29) (ratified in 1960).

Freedom of Association and Protection of the Right of Organize Convention (No.
87) and Right to Organize and Collective BargainBanvention (No.98) (ratified

in 2014).

Abolition of Forced Labour Conventions (No. 105) (ratified in 2014).

Worst Forms of Child Labour Convention (No. 182) (ratified in 2014).

Violence and Harassment Convention (No 190) (ratified in 2021).

The Tripartite Consultation (International Labour Standards) Convention (No. 144)
(ratified in 2021).

1 The Occupational Safety and Health Convention (No. 155) and Promotional
Framework for Occupational Safety and Health Convention (No. 187) (ratified in
2021).

Private Employment Agencies Convention (No. 181) (ratified in 2021).

The Migration for Employment Convention (Revised) (No. 97) and Migrant
Workers (Supplementary Provisions) Convention (No. 143) (ratified in 2021).

T
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Relevance

Project implementation will adhere to the principles of the ILO conventions ra

by Somalia. These include that:

9 Contractors will be obliged to have policies and procedures in place to e
equal opportunities for and treatment of employees regardless race,
gender/sex, religion, political opinion, or social opinion.

1 Employment practices are naliscriminatory, and to take active measures

prevent and violence, harassment and discrimination in the workplace;

They will be obliged to adhere to workplace health and safety standards.

Contractors and suppliers will be contractually obligated to comply with

required local and international practices, to have a human rights policy, a

have employment processes that provide the standard terms of employrmr

casual and temporaryorkers.

= =
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2.5. Environmental and Social Safeguard Policies and Procedures of
African Development Bank

25.1.The Integrated Safeguards Systems (ISS) of the AfDB

The African Development Bank adopted the 2013 Integrated Safeguards System (ISS) in
2013 toalign Operational Safeguards with new policies, adopt Good International
Industry Practice, adapt to evolving lending and investment products, harmonize
safeguards with other multilateral finance institutions, and improve internal processes
and resource Hcation. The updated ISS (2024) focuses on mainstreaming safeguards
in Banksupported operations, providing appropriate safeguard approaches for new
policies and financing mechanisms, and integrating Environmental and Social (ES) risks
into operations. limproves convergence with other MFIs, aligns with key thematic
issues, and broadens coverage of E&S risks. The ISS also differentiates roles and
responsibilities between the Bank and its Borrowers, provides more direction on E&S
requirements for projectsand supports regional member countries in achieving
Sustainable Development Goals. It also assists in strengthening safeguards systems and
managing E&S risks.

The updated ISS includes the African Development Bank Group's Vision for Sustainable
Development, Environmental and Social Policy, ten Operating Standards (OSs), and ISS
Guidance Notes. These guidelines provide technical guidance on methodological
approacks, Good International Industry Practice (GIIP), and standards for meeting OSs
requirements. They are supplemented by World Bank Group Environmental, Health and
Safety (EHS) Guidelines, providing advisory information. The ten Environmental and
Social (E&S)Operating Standards (OSs) outline requirements for Borrowers to identify
and manage E&S risks, aiming to protect communities, reduce poverty, and increase
prosperity. The updated AfDB OS relevant to the project are as follows:

1 E&S OS 1 (0S1): Assessment and Management of Environmental and Social Risks

and Impacts

E&S OS 2 (0S2): Labour and Working Conditions

E&S OS 3 (0S3): Resource Efficiency and Pollution Prevention and Management

E&S OS 4 (0S4): Community Health, Safety and Security

E&S OS 5 (0OS5): Land Acquisition, Restrictions on Access to Land and Land Use,

and Involuntary Resettlement

1 E&S OS 6 (0S6): Habitat and Biodiversity Conservation and Sustainable
Management of Living Natural Resources

1 E&S OS 7 (0OS7): Vulnerable Groups

1 E&S OS 8 (0S8): Cultural Heritage

1 E&S O 10 (0S10): Stakeholder Engagement and Information Disclosure.

= =4 =4 9

25.2. The AfDB Operating Standards

25.2.1.E&S OS 1 (0OS1): Assessment and Management of Environmental and Social

Risks and Impacts

This overarching safeguard governs the proc
and social Category and the resulting environmental and social assessment requirements.

The objective of this Operational Safeguard (OS) is to ensure that financedtptoy

Bank operations are environmentally and sociatiynpatible andilso ascertain that it
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contributes to sustainable development including those related to climate change
vulnerability. It also ensures that appropriate decisions are taken through the
comprehensive analysis of various activities and their respective likely impacts. This OS
will be triggered as the project likely to have potential (adverse) environmental risks and
impacts on its area of influence. This section covers areas related to the general
environment i.e. physical (land, water, air, climate,), sedonomic and cultural
(occupational, gender, human wbking, and safety; physical cultural resources) of the
community, transboundary, global impacts including pollution control (greenhouse gas
(GHG) emissions), and vulnerability to climatkange effects. Environmental and
Sodal Impact Assessment (ESIA) is conducted to identify the various hazards or risk
assessment and recommended the respective mitigation measures to be included in the
environmental and social management plan (ESMP). Given the nature and scope of the
propose power distribution mject, this OS 1 is triggered because the prajdttikely
havedifferent environmental and social impaditsis in this regard that theroject has

been subjected to full ESIA to meet this polreguirement, whicimakes the proposed
project eligible for the African Development Bank (AfDB) financing. The Environment

and social assessment will include the project area of influence, a comprehensive scoping
of the projectds componendassessoentnmpaatise r at i
including cumulative impacts, where relevant.

Key requirements

The AfDB OS1 outlines key requirements for the assessment and manage
environmental and social risks and impacts that borrowers and implementing ag
must adhere to during the preparation and implementation of the Bosaso
Expansion ProjectAccording to the AfDB's Integrated Safeguards System (ISS)
the implementing agency is required to conduct a comprehensive Environmen
Social Impact Assessment (ESIA) to identify potential adverse effects on comm
ecosystems, and local @wmies. This assessment must be participa
incorporating stakeholder engagement throughout the project lifecycle to ensu
affected communities are informed and consulted. Furthermore, the borrowe
develop an Environmental and Social ManagemPlan (ESMP) that outline
mitigation measures, monitoring frameworks, and roles and responsibilitie
implementation. Compliance with national laws and AfDB E&S standards is ess
along with the establishment of grievance mechanisms to add@ssnunity
concernsFor high-risk category Iprojects like the Bosaderoject,the implementing
agency is required to assign-house qualified E&Sxperts andorovide monthly
ESMPimplementatiorandreporting to the AfDB.

25.2.2.E&S OS 2 (0S2): Labour and Working Conditions

OS2 recognizes the importance of employment creation and income generation in the
pursuit of poverty reduction and inclusive economic growth. Borrowers can promote
sound workeimanagement relationships and enhance the development benefits of a
project by teating workers in the project fairly and providing safe and healthy working
conditions. Respect of workerso rights i
and productive workforce. This OS is informed by the International Labour

Or gani z aQ) Dexlaratisn of thd. Fundamental Principles and Rights at Work,
and the United Nations Guiding Principles on Business and Human Rights. Overall, the
OS2 aims to protect workers' rights, promote workplace safety and health, and ensure
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fair treatment, nowiscrimination, and equal opportunity for project workers. It includes
vulnerable workers like women, persons with disabilities, children, and migrant workers.
The OS also prevents forced labor and child labor, supports freedom daasaand
collective bargaining, and aligns Bank requirements with ILO, UN Conventions, and
Conventions. It provides accessible means for workers to raise workplace concerns and
requires timely notification of adverse impacts on labor protection and {@eekpealth

and safetyMinimum agefor employment under the FRS labour code 1972 is provided

as fifteen (15) years.

Key requirements
According to the AfDB's Integrated Safeguards System (ISS) 2023
borrowerimplementing agency is expected to ensure fair and equitable
practices, adhering to national labor laws and international labor standards.
includes providing safe working conditions, adequate wages, andisonminatory
practices, as well as rpventing forced Ilabor and child labor. Tk
borrowerimplementing agencymust also establish a comprehensive la
management plan that outlines procedures for worker recruitment, emplo
contracts, and grievance mechanisms to address worker concefedivety.
Moreover, it is a requirement tgpromote workers' rights to freely associate &
engage in collective bargaining, fostering a respectful workplace environment.

25.2.3.E&S OS 3 (0S3): Resource Efficiency and Pollution Prevention and
Management

The Operational Safeguard (OS) acknowledges the environmental and social impacts of
economic activities, such as air, water, and land pollution, on people, ecosystems, and
the environment. The current and projected greenhoussogasntrations pose a threat

to current and future generations. The OS3 outlines requirements for resource efficiency
and pollution prevention throughout the project life cycle, consistent with Good
International Industry Practice (GIIP). The Borrower massess and implement
resourceefficiency and pollution prevention techniques, considering their technical and
financial feasibility and costffectiveness. The Environmental and Social Assessment
(ESA) evaluates the potential impacts of pollutant disasomn environmental carrying
capacity, ecosystem services, land use, soils, agriculture, surrounding communities,
local, regional, and transboundary impacts, proximity to sensitive areas, surface and
groundwater sources, water body use, and cumulativectsygaverall, the OS3 aims to
promote sustainable resource use, minimize adverse impacts on human health and the
environment, reduce pollution from project activities, and manage risks associated with
pesticide use. It also aims to minimize short andored climate pollutants emissions,
hazardous and nemazardous waste generation, and the generation of hazardous and
nonhazardous waste.

Key requirements
As per the AfDB's Integrated Safeguards System (ISS) 2023, the implementing
must conduct a thorough assessment of potential environmental impacts ass
with resource use, including energy, water, and raw materials, while ado
strategies tooptimize their efficiency throughout the project lifecycle. This incl
implementing measures to minimize waste generation and enhance recycli
reuse practices. The borrower is also required to develop and enforce a Po
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Prevention and Management Plan that outlines protocols for managing emi
discharges, and hazardous materials to mitigate adverse environmental
Furthermore, monitoring and reporting mechanisms must be established to
compliance with nabnal regulations and AfDB standards on pollution control.

25.2.4.E&S OS 4 (0S4): Community Health, Safety and Security

This Operational Safeguard (OS) recognizes that projects, activities, equipment, and
infrastructure can increase community exposure to risks and impacts. In addition,
communities that are already subjected to impacts from climate change may also
experiencen acceleration or intensification of impacts due to a project or activities. 0S4
aims to prevent adverse impacts on health and safety of padjected communities
during the project or operation lifecycle. It promotes public health and safety by
preventing the spread of communicable diseases, promoting quality and safety in
infrastructure design and construction, and addressing climate change considerations. It
also minimizes community exposure to projesiated traffic and road safety risks,
diseasesand hazardous materials. Effective emergency event measures are ensured, and
personnel and property safeguarding is carried out in a manner consistent with
international human rights standards. OS4 also aims to prevent sexual exploitation,
abuse, and hassment (SEAH) by project workers.

Key requirements

According to the AfDB's Integrated Safeguards System (ISS) 2023, the impler
agency is responsible for conducting a comprehensive assessment of potentiag
and safety risks that th@oject may pose to local communities, including risks relz
to construction activities, operational hazards, and potential security threats
borrower must develop a Community Health and Safety Management Pla
outlines measures to mitigate idiieid risks, enhance emergency preparedness,
establish protocols for community engagement throughout the project lifecycle
plan should also address the management of security personnel, ensurin
conduct aligns with human rights standardsdacommunity safety. Additionall
mechanisms for monitoring health and safety outcomes, along with clear chanr
community feedback and grievance redress, must be established to p
transparency and foster trust among local stakeholders.

25.2.5.E&S OS 5 (0OS5): Land Acquisition, Restrictions on Access to Land and Land
Use, and Involuntary Resettlement

Environmental and Social Operational Safeguard (OS) 5 acknowledges that-project
related land acquisition, restrictions on land access, and loss of property can have adverse
impacts on communities and individuals. These impacts can lead to physical and
ecoromic displacement, resulting in severe economic, social, and environmental risks.
Involuntary resettlement is considered involuntary when affected persons or
communities do not have the right to refuse land acquisition or restrictions on land access.
If unavoidable, involuntary resettlement should be minimized, and measures to mitigate
adverse impacts will be carefully planned and implemented. -Bapgorted physical
investment may only be carried out if the required land is free from encumbrances,
occupaton, or conflict. OS5 aims to avoid involuntary resettlement, minimize impacts,
and ensure social assessments are used in resettlement plans. It also aims to prevent
forced eviction, mitigate adverse social and economic impacts from land acquisition, and
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improve living conditions for displaced persons. OS5 also establishes a mechanism for
monitoring involuntary resettlement activities, conceives and executes resettlement
activities as sustainable development programs, and ensures informed participation of
those affected through proper disclosure of information and consultation.

Key requirements

As outlined in the AfDB's Integrat&hfeguards System (ISS) 2023, the impleme
agency is required to conduct a thorough assessment of the potential impacts
acquisition on affected communities, ensuring that any involuntary resettlem
minimized and carried out in a manner th@spects the rights and livelihoods of th¢
impacted. The borrower must develop a Resettlement Action Plan (RAP) that ir
strategies for compensation, livelihood restoration, and community engag
throughout the resettlement process. This pldmoutd address both physic
displacement and economic displacement, ensuring fair compensation for lost
and support for displaced individuals to-establish their livelihoods. Additionally
effective grievance mechanisms must be in place to adtivessunity concerns an
feedback regarding land acquisition processes.

25.2.6.E&S OS 6 (0S6): Habitat and Biodiversity Conservation and Sustainable
Management of Living Natural Resources

The Environmental and Social Operational Safeguard (OS) outlines requirements for
Borrowers to conserve biodiversity and natural habitats, and to observe and respond to
conservation and sustainable management of priority ecosystem services. The OS aligns
with the Convention on Biological Diversity, Ramsar Convention on Wetlands,
Convention on the Conservation of Migratory Species of Wild Animals, World Heritage
Convention, United Nations Convention to Combat Desertification, and Millennium
Ecosystem Asses@&nt. It emphasizes the importance of maintaining core ecological
functions of habitats and the biodiversity they support in a changing climate. The OS also
addresses sustainable management of primary production and harvesting of living natural
resources.tlconsiders the livelihoods of projeatfected parties, including vulnerable
groups, in biodiversity conservation and sustainable management. Overall, OS6 aims to
protect and conserve biodiversity and habitats, using the mitigation hierarchy and
precautimary approach in project design and implementation. It aims to restore
biodiversity through biodiversity offsets, achieving "no net loss but net gain" of
biodiversity. OS6 promotes sustainable management of living natural resources, supports
local communies' livelihoods, and supports inclusive economic development. It sustains
ecosystem services availability and productivity, and integrates natural resources into
sustainable development, protecting local and global environmental services and
resources' vaes.

Key requirements

The African Development Bank's (AfDB) Operational Safeguard 6 (OS6) set:
essential requirements for habitat and biodiversity conservation, as well a
sustainable management of living natural resources during the preparatior
implementation othe Bosaso Power Expansion Project. According to the Af
Integrated Safeguards System (ISS) 2023, the implementing agency must cc
comprehensive biodiversity assessment to identify potential impacts on
ecosystems and species, particulariys that are rare or endangered. The borroy
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is required to develop a Biodiversity Management Plan that outlines measu
mitigate negative impacts on habitats and ensure the sustainable use of 1
resources, including strategies for habitat restoration and enhancement. Furthet
the plan dould promote the integration of biodiversity considerations into prc
planning and implementation, including the protection of critical habitats
ecosystems within the project area. The borrower must also engage with
communities to promote gagiable resource management practices, fostering
inclusive approach to biodiversity conservation.

25.2.7.E&S OS 7 (OS7): Vulnerable Groups

The AfDB recognizes economic and social rights as integral to human rights and
encourages borrowing to adhere to international norms and best practices. Vulnerable
individuals and groups are at a higher risk of being unable to anticipate, cope with, resist
and recover from projectlated risks and adverse impacts. Vulnerable groups include
femaleheaded households, landless, elderly, youth, children, persons with disabilities,
marginalized groups, and highly vulnerable rural minorities (HVRM). OS7 coitésb

to poverty reduction and sustainable development by ensuring projects enhance
opportunities for these groups without threatening their unique cultural identities. The
OS7 aims to identify and engage vulnerable groups early in Bank Group operations,
respect their rights and interests, and preserve their culture. It adopts agEpadeIsive
approach to E&S impacts, considering the rights and interests of women, girls, men, and
boys. The OS also aims to avoid adverse impacts on vulnerable individdajsoaips,

obtain Free, Prior, and Informed Consent (FPIC) for affected groups, and promote
development benefits and opportunities for these groups. It also aims to improve project
design and local support through ongoing consultation with affected groups.

Key requirements

The African Development Bank's (AfDB) Operational Safeguard 7 (OS7) outlin
requirements for addressing the needs of vulnerable groups during the prepe
and implementation of the Bosaso Power Expansion Project. According to the 4
Integrated Safeguards System (ISS) 2023, the implementing agency is requ
identify and engage with vulnerable populations, including women, childrer
elderly, disabled individuals, and marginalized communities, to assess their s
needs and potentiarpject impacts. The borrower must develop a Vulnerable Gr¢
Plan that outlines strategies to mitigate adverse effects on these populations, e
their meaningful participation in decisiemaking processes and access to pro
benefits. This plan sld include measures to enhance their capacity for resilie
promote equitable access to resources, and provide tailored support for live
restoration and social development. Additionally, the borrower is expected to est
grievance mechanisméadt are accessible to vulnerable groups, allowing then
voice concerns and seek redress.

25.2.8.E&S OS 8 (0S8): Cultural Heritage

The Bank recognizes that cultural heritage is an inherent and essential part of self
identification, and that it provides continuity in tangible and intangible forms between
the past, present, and future. People identify with cultural heritage as aioafiaot
expression of their constantly evolving values, beliefs, knowledge, and traditions. It is
defined as tangible and intangible resources inherited from the past that people identify,
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independently of ownership, as being a reflection and expression of their constantly
evolving values, beliefs, knowledge, and traditions. Cultural heritage is part of every
culture throughout the world. In its many manifestations, it is an integral paread p | e 6 s
cultural identity, practice, and satfentity, and is important as a source of valuable
scientific and historical information, and as an economic and social (E&S) asset for
development. Cultural heritage is also deeply connected to the sumgundi
environmental and natural world. Operational Standard (OS) 8 sets out measures
designed to protect cultural heritage throughout the project life cycle. Overall, the OS8
aims to safeguard cultural heritage from negative impacts of project activitiespgero

its preservation as a crucial part of sustainable development, facilitate stakeholder
consultation to identify and mitigate risks, and ensure equitable sharing of benefits from
cultural heritage use with affected parties.

Key requirements

As stipulated in the AfDB's Integrated Safeguards System (ISS) 2023, the imple
agency is responsible for conducting a thorough assessment to identify and e
any cultural heritage sites, practices, and artifacts that may be affected by pi
activities. The borrower must develop a Cultural Heritage Management Plar
outlines strategies for the conservation and protection of identified cultural resot
ensuring thatiny potential impacts on cultural heritage are minimized and adequ
addressed. This plan should incorporate measures for the avoidance of sigr
impacts, including the possibility of relocation or preservation of heritage sites
outline protools for the management of chance finds during construction activ
Moreover, the borrower is required to engage with local communities
stakeholders to ensure that their cultural values and knowledge are respecte
integrated into project plannm

25.2.9.E&S O 10 (OS10): Stakeholder Engagement and Information Disclosure.

The AfDB recognizes the importance of effective participation in decisiaking for
inclusive and just societies. It emphasizes the need for open and tranepgesgggment
between Borrower and project stakeholders to improve environmental and social
sustainability, enhance project acceptance, and contribute to successful project design
and implementation. Stakeholder engagement is an inclusive process throdmghout t
project life cycle, supporting the development of strong, constructive, and responsive
relationships. It is most effective when initiated at an early stage of the project
development process. The Environmental and Social Operational Safeguard (OS) must
be read in conjunction with other OS to ensure compliance with requirements related to
worker engagement, emergency preparedness, and cultural heritage. Overall, OS10 aims
to establish a systematic approach to stakeholder engagement, enabling Borrowers to
identify and maintain constructive relationships with propggtected parties. It assesses
stakeholder interest and support, allowing their views to be considered in project design
and E&S performance. OS10 promotes safe, effective, and inclusive engagdathe
projectaffected parties, including women's perspectives, throughout the project life
cycle. It enhances project benefits and mitigates harm to local communities. OS10
ensures timely disclosure of project information on E&S risks and impactsdpsovi
accessible means for projeadfected parties to provide input, and promotes development
benefits for affected communities, considering women's needs.
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Key requirements

The African Development Bank's (AfDB) Operational Safeguard 10 (C
emphasizes the importance of stakeholder engagement and information dis
during the preparation and implementation of the Bosaso Power Expansion P
According to the AfDB's tegrated Safeguards System (ISS) 2023, the impleme
agency is required to develop a comprehensive Stakeholder Engagement Pla
that outlines strategies for identifying and engaging relevant stakeholders, incl
local communities, government giets, and civil society organizations. The borrow
must ensure that stakeholders are informed about the project's objectives, pc
impacts, and benefits, providing accessible and timely information througho
project lifecycle. Additionally, th&EP should incorporate mechanisms for ongc
dialogue and consultation, allowing stakeholders to express their views and cor
which will be integrated into project decisionaking processes. Furthermore, t
borrower is expected to establish effeetchannels for grievance redress, enab
stakeholders to raise issues and seek resolution.

The AfDBO6I SS 2 (highisk rateganyi 1r agesxpettdd aa disclos
following clearance from Bank and Approval by concerned environmental aut
for the ESIA, and th&SIAshall bedisclosed for 120 days before Board apprais
Also, aseparate and Comprehensive S&#uld beprepared by the borrower an
disclosel asa standalone document.

2.6.The African Development Bank (AfDB) Environmental & Social

Assessment Procedures (ESAP)

The key purpose of ESAP is to improve decismaking and project results by ensuring

that Bankfinanced operations conform to the requirements laid out in the operational
standards (OS) and are thus sustainable. The Environmental and Social Assessment
(EA) process outlined in the ESAP provides a way to improve a project
environmentally, socially and in relation to climate change, thereby enhancing its
benefits and in order of prioriiyavoiding, minimizing, mitigating or compensating for
adverse impact&ffective implementation of the ESAP will help to avoid incurring costs

and implementation delays as a result of unanticipated problems. It will also reduce the
need for project conditionality as remedial measures can be taken in advance and
incorporatednto project design or project alternatives can be considered. According to
the Bankds ESAP ,the various environment al
tasks to be performed, roles and responsibilities for the Bank and its borrowers and clients
to be applied and flowed during the entire project cycle and relevant to the proposed
project include:

1 Country programming (project pahsel): to develop and update baseline data on
regional member countries (RMCs) environmental and social components,
policies, programs and capacities to better integrate environmental and social
dimensions into lending pridies.

1 Project identification phase (project pahsel): screening exercise focuses on the
environmental and social dimensions of a project to categorize it in one out of
four categories based on the potential adverse environmental and social impacts
of the project.
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1 Project preparation (project phase 3): define the scope of the Environmental and
Social Assessments (ESA) to be completed by the Borrower basled project
category During project preparation, the scoping exercise.

1 Appraisal phase (project phase 4): review and clearance of ESIA studies by the

Safeguards and Compliance Division. Finally, the procedures require the public

disclosure of summaries in accordance with specified deadlines. For Category 1

projects, these shae disclosed for 120 days for public sector projects and at

least for 60 days for private sector operations. All category 2 operations shall be
disclosed for 30 days before Board deliberations.

Project phase 5: loan negotiations, board presentation and loan signature

Project implementation phase (project phase 6): the Borrowers shall ensure the

implementation of Environmental and Social management Plans developed to

address adverse impacts, while monitoring the project impacts and results.

Operational staff shall supeii se t he Borrowerso6é work an

through supervision missions and/or environmental and social audits, whenever

necessary. Audits undertaken during the completion phase and poste valuations
shall also aim to assess the environmental and sa@#inability of the results.

= =4

1 Project Phase 7: Project completion (Auditing compliance at completion)
1 Project Phase 8: Post Completion (Evaluating post completion)
T The Bankds ESAP include 5 operational S
applicable to ESIA & relevant to the proposed project are briefly described
below.
27.Comparison of the National | egi sl at
Standards
The comparison of the FRS | egislations and
indicated that Af DB6s OSs have equivalent
| egi sl ations. However, there are few gaps
requiremen s . Il n general, the AfDBOGOS requirement
FRS requirements. TabR1 summarizes the gaps and proposed recommendations to
bridge the identified gaps bet ween the Af

requirements relevamo the propose@®L project.
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Table 2-0-1: Summary of Comparison of FRS environmemtad | at ed Legi sl ati on and AfDB6és OSs

Theme Af DB6s OS National Legislation & Regulations Gaps Identified Recommendation
Assessment | The OS1 is a safeguard The Constitution of FR&mphasizes the | Avoidance or The proposed project aims
and that determines a importance of environmental protection, | minimization of E&S avoid, minimize and mitigat
Management | project's environmental | community consultation, and full ESIA for| impacts are not specified all the E&S impacts an
of and social category, development projects, emphasizing the | in the national risks identified. Hence Bot
Environmental| ensuring it contributes t¢ government's and citizens' duty to protect legislations and ESIA t he nati onal
and Social sustainable developmer| the environment. Guidelines National requirements  shall b
Risks and and climate change legislation &Guidelines | applied
Impacts vulnerability. It involves are very much focused o

comprehensive analysig the environmental aspec

of activities and impacts when compared with the

including environmental social aspect

and social impact

assessments, to ensure

appropriate decisions.
Labour and 0S2 emphasizes Provisional Constitution of Somali&he Af DB6s OS2 No further action s
Working employment creation, | Constitution provides for the protection of| requirements are covere| recommended but prop
Conditions income generation, and| workers' rights, nowiscrimination, human | in the national policies, | implementation of existing

inclusive economic
growth. It promotes fair
treatment, non
discrimination, and
equal opportunity for
projectworkers,
including vulnerable
ones. It aligns with ILO,
UN Conventions, and
Conventions.

rights promotion, and defence against
gender discrimination and GBV in the
workplace. Articles 11 ("Equality™), 14
("Slavery, Servitude, and Forced Labour"
15 ("Liberty and Security of the Person"),
24 ("Labour Relations"), and 27
("Economic and Social Rights") contain
important clauses. Article 24 states that "
workers, particularly women, have a spec
right of protection fom sexual abuse,
segregation, and discrimination in the
workplace." It also enshrines everyone's
right to fair labour relations. All labour law

and practices must adhere to the principlg

proclamations &
directives

laws need to be implementg
accordingly.
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Theme Af DB6s OS National Legislation & Regulations Gaps ldentified Recommendation
gender equality in the workplace. It also
guarantees every worker the freedom to
organize and become a member of a trad
union, to go on strike, and to negotiate
collectively with employers, trade unions,
and employees on laboeuglated matters.
Resource The OS3 requires that | Provisional Constitution of Somalidrticle | Af DB6s ESHS|No further action s
Efficiency and| the client shall apply 25 guarant ees So ma ll requirements are covere| recommended
Pollution pollution prevention and as a share of the nation's natural resourcq under the three national
Prevention control measures protection from excessive exploitation, a | proclamations
and consistent with national | healthy environment, and protection from
Management | legislation and pollution and harmful materials. Federal a

standards, applicable
international
conventions, and
internationally
recognized standards
and good practice
particularly the HS
Guidelines implement
financially feasible and
costeffective measures
for improving efficiency
in the proj
consumption of
resources such as
energy, water, raw
materials, and other
resources

state regulations on environntal, health,
and safety: Environmental Quality
Standards, Sectoral Environmental
Assessments, Environmental Impact
Assessments, and Environmental Audits
among the national environmental policie
regulations, and las that emphasize the
need to minimize environmental pollution
in all projects. Environmentgdrotection
and land use policy and regulation: Feder
and state standards and regulations
emphasise the need for environmental
pollution prevention, waste management,
water quality, air quality, and noise.
Puntland State Waste Management Polic
(2006): The Puntland Waste Management
Policy (2016) provides a comprehensive
framework aimed at addressing waste
management challenges in Puntland Stat

emphasizes theeed for effective waste
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Theme

Af DBOs

0S

National Legislation & Regulations

Gaps ldentified

Recommendation

collection, transportation, and disposal
systems, with a focus on minimizing
environmental pollution and healtfazards.
PuntlandState ESIA Act and Regulation
(2016): The Puntland Environmental and
Social Impact Assessment (ESIA) Act anc
Regulation (2016), approved by the Cabir
and Parliament, establishes a legal
framework for assessing the environment
and social impacts, resme use
management and pollution management 1
all infrastructure projects in Puntlasdate.
PuntlandState Ministry of Envionment and
Climate Change Strategic Plan (262@20):
the strategy sets a roadmap for safeguarg
the region's environment and addressing
climate change through sustainable resou
management and poliégsnplementation.
PuntlandState Environmental Managemer
Act (2016): This Act provides a legal
framework for the protection, conservatiot
and sustainable management of the
environment in Puntland, Somalia. The A
establishes regulations for preventing
environmental degradatiomé promoting
responsible reource use across various
sectors, including land, water, afatestry.
PuntlandState Environmental Policy
(2014): Establishes a foundational
framework for the protection, conservatiot
and sustainable use of natural resources

Puntland State, Somalia. The policy focus
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Theme Af DB6s OS

National Legislation & Regulations

Gaps ldentified

Recommendation

on addressing environmental degradation
promoting biodiversity conservation, and
ensuring the sustainable management of
land, water, and forests.

Community
Health, Safety
and Security

The OS4 aims to prever
adverse impacts on
communities during
projects, promoting
public health, safety, an

The Provisional Constitution of Somalia
(2012): Article 14. Every person has the
right to physical integrity, security, and
personal liberty.

The proposed project aims

to avoid, minimize and
mitigate all the E&S

impacts and risks identified
Hence Both the national &

addressing climate Af DBO0s requi

change, while be applied

minimizing exposure to

risks and preventing

sexual exploitation.
Land The OS 5 requires that | Provisional Constitution of Somalia: Avoidance or Af DB6s OS5 o
Acquisition, Involuntary resettlemeni Articles 25, 44, and 45 (which deal with th minimization Of objectives shall be applied
Restrictions | should be avoided wher| environment, natural resources, and land| involuntary resettlement | to avoid or minimize
on Access to | feasible, or minimize respectively). Article 45 encourages the | Is not specified in the involuntary resettlement an
Land and resettlement impacts Somali people to actively participate in th¢ FRS legislation. to ensure livelihood
Land Use, and where involuntary development, execution, management, | Additionally, the improved beyond pre
Involuntary resettlement is conservatn, and protection of natural legislations do not project levels
Resettlement | unavoidable, exploring | resources and trenvironment. Customary | indicate the need to

all viable project
designs. Displaced
people should receive
significant resettlement
assistance, preferably
under the project, so the
their standards of living,
income earning capacity
production levels and
overall means of

legal system and sharia law: The customa
legal system in Somalia, known as Xeer
system, is crucial for land rights and
resource management due to weak forma
regulation. This sysim governs property,
enforces contracts, and resolves disputes
Despite variations across regions and cla
it is applicable in most of the country. The
Xeersystem is compensatory, majoritarial

and uses clan insurance to protect againg

establish a mechanism t(
follow up and monitor
proper implementation
and performance of
involuntary esettlement
programs and check for
any failure or
sustainability of the
resettlement plans.
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Theme Af DB6s OS National Legislation & Regulations Gaps ldentified Recommendation

livelihood are improved | violations. Elders act as judges or

beyond preproject mediators, considering precedent and

levels. A mechanism custom.

should be established fq

monitoring the

performance of

involuntary resettlement

programs in Bank

operations and

remedying problems as

they arise so as to

safeguard againstiill

prepared and poly

implemented

resettlement plans
Habitat and 0OS6 emphasises the National Biodiversity Policy (2015): The | Avoidance or Since one of the aim of the
Biodiversity need to ensure that key objectives of the policy and strategy § minimization of E&S proposed project is
Conservation | biological Diversity and | to: conserve, develop and utilize the impacts are not specified avoiding, minimizing and
and ecosystem integrity are | country's biodiversity resources in the national mitigate all the E&S
Sustainable | maintained for all AfDB | mainstreaming biodiversity across Biodiversity Policy impacts and risks identified
Management | funded projects by government and society and awareness both the nat
of Living avoiding or, if avoidancg creation for public and deston makers on requirements shall be
Natural is not possible, reducing the value of biodiversity and ecosystem applied
Resources and minimizing service and recommend Ecosystem base

potentially harmful approaches of resource management as

impacts on biodiversity.| main implementation strategy required to

All AfDB funded conserve and sustainably utilize biodivers

projects should

endeavour to reinstate (

restore biodiversity,

including, where some

impacts are unavoidable
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Theme Af DB6s OS National Legislation & Regulations Gaps ldentified Recommendation
through implementing
biodiversity offsets to
achieve fino
net gainodo o
Protect natural,
modified, and critical
habitats; and Sustain th
availability, and
Productivity of priority
ecosystem services to
maintain benefits to the
affected communities
and sustain project
performance.
Vulnerable OS7 aims to reduce The Provisional Constitution of Somalia | Somalia's legal The proposed project aims
Groups poverty and sustainable| (2012): Article 11: Equality The article framework acknowledgey to avoid,minimize and
development by emphasizes equality of all citizens and | vulnerable groups' rights| mitigate all the E&S
involving vulnerable prohibits discrimination on various ground but gaps persist in laws | impacts and risks identified
groups earlyrespecting | including social origin. While it does not | and policies. Issues Hence Both the national &
their rights, and explicitly mention cultural heritage, it include limited gender |Af DB6s requi
promoting development| reinforces the idea that the culture of all | based violence be applied
benefits. communities in Somalia is equally provisions, inadequate
respected. social protection systems
and insufficient access tc
justice for marginalized
comnunities. These gaps
exacerbate social and
economic
marginalization.
Cultural The OS8 aims to The Provisional Constitution of Somalia | Somalia's cultural The proposed project aims
Heritage safeguard cultural (2012): Article 32 on the Right to Culture | heritage legal framework| to avoid, minimize and
heritage from negative | specifically addresses cultural rights. Und is inadequate, with no | mitigate all the E&S
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Theme Af DB6s OS National Legislation & Regulations Gaps ldentified Recommendation
impacts of project Clause I every person has the right to comprehensive national | impacts and risks identified
activities, promote its | freely participate in the cultural life of the | law for protection, Hence Both the national &
preservation as a crucia country; Clause 2the state shall promote | preservation, or Af DB6s requi
part of sustainable the cultural traditions and heritage of the | management. This leave| be applied
development, facilitate | Somali people, protect traditional archaeological sites
stakeholder consultatior; knowledge, and support arts and literatur¢ vulnerable to destruction
to identify and mitigate during infrastructure
risks, and ensure development. Limited
equitable sharing of institutional capacity and
benefits from cultural coordination between
heritage use with authorities further
affected paies. exacerbate tree issues.
Public awareness and
education on cultural
heritage's importance
further exacerbate these
issues.
Stakeholder | OS10 promotes The Provisional Constitution of Somalia | Somalia's legal The proposed project aims
Engagement | systematic stakeholder | (2012): Article 45 encourages the Somali| framework on to avoid, minimize and
and engagement, assessing| people to actively participate in the stakeholder engagemeni mitigate all the E&S
Information interest, and ensuring | development, execution, management, | and information impacts and risks identified
Disclosure. inclusivity throughout | conservation, and protection of natural disclosure is Hence Both the national &

the project life cycle,
enhancing benefits,
mitigating harm, and
promoting development
benefits for affected
communities.

resources and the environment. This
involvesacti ve stakehol
in all phases of a development project.

characterized by
significant gaps,
especially in terms of
formalized processes an
clear guidelines. Existing
laws do not provide
comprehensive
requirements for public
partidpation in
environmental and social

Af DB6 s
be applied

requi
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Theme

Af DBOs

0S

National Legislation & Regulations

Gaps ldentified

Recommendation

decisionmaking, leaving
key stakeholders,
including local
communities,
inadequately informed
and consulted on project
that affect them. There is
also a lack of robust
mechanisms to ensure
timely and transparent
disclosure of projeet
related information.
Moreover, limited
institutional capacity and
weak enforcement of
existing regulations
further hinder effective
engagement and
disclosure, leading to
diminished accountability
and increased risk of
conflict or mistrust
between project
developers and affeae

communities.
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CHAPTER THREE: PROJECT DESCRIPTION

3.1.0verview

As part of the feasibility study, the Consultant carried out a suitability assessment of the
sites where the proposed infrastructure as elaborated in Section 5 of this report will be
established. This includes site five proposed solar PV plant, the 33/11kV substations

as well as the transmission lines. The results of this analysisresented in this section.

Two potential sites owned by PEPCO were assessed for suitability to accommodate the
proposed 7.15MWp/5.5MW solar PV plant +3MW/11MWh BESS. These sites are
located by geographical coordinatas Baalade(11° 15.117'N 49° 10.141'F, and
SEPCO(11° 15.659'N49° 11.709'E

Baalade Power Plant Sit&'his Site is located on the western part of the city of Bosaso
and is easily accessible being situated inside an operational power plant which is located
approximately 1.2km away from an existing asphalt standard road. The site measures
approximately 20 aes. However, approximately 4acres have been utilized for the
existing thermal generation plant and only about 16 aeresavailable for solar
PV+BESS plant. The site has existing diesel plant and is connected to the existing 11k
PEPCO power distribution network in Bosaso. The site is located away from residential
neighborhoodsmaking it suitable for industrial applications like the proposed power
generation. The area around the existing site boundary has large tracks of unused and
privately owned land offering an opportunity for Balaade plant expanBigiowing
consultations with PEPCO on land requirements, PEPCO has acquired additional parcel
of land to provide adequate space for the proposed 7.15MWp/5.5MW.

SEPCO Power Plant Sitelhis site is located towards the eastern part of the city of
Bosaso and is easily accessible on a Bitumen standard road connecting to the port and
airport facilities in Bosaso. The site measures approximately 6.85acres. However, only
about 4acres is avab& for solar PV+BESS plant. The site has HFO fired dipkait

thatis currently under repair. It also has fuel storage tanks to support diesel generation.
The location of this site is closer to a residential neighborhood witihgsiit noise
restrictions especially during thmeght, that make it challenging for expansion of diesel
generation plant, but this does not constrain potential solar BESS generation expansion.
Thearea inthe neighborhood of the site is fast growargl acquisitiorf addition al land

to support future expansion by PEPCO is likely to be more challenging. Apart from the
HFO power plant facilities, the rest of the land within SEPCO boundary remains unused.

The 33/11kV Substation SiteAccording to the investment proposal, a total of
3Nox33/11kV substations will be established. The locations of these substations are
indicated on drawing no. PERO1 attached as Appendix 6. The 2x7.5MVA 33/11kV
West Substation will be established at treaBde plant site which is owned by PEPCO.

The Consultant has assessed this site to be suitable for the substation for the following
reasons(i) The site is easily accessible by road conngdi the port and the airport; (ii)

the site will host théargest generation and therefore step up to 33kV at the site will help

to reduce transmission losses by ensuring that large amounts of power generated by the
station is transmitted to locations far away at a higher valtagd (iii) the land is
available, unused and already owned by PEP@Qupport the development of the North
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and East Substations, PEPCO has secured a lease for the two gdacel$a a twenty
year.

Powerline Corridors The proposed 11kV extensions and new 33kV powerlines will be
established within road reserves of existing roads. Such lines can be fitted within a
wayleave corridor not exceeding 5m from the centre of the line. Except for minor sections
where encroachmenf the reserves by private developers has been observed, most of the
sections of the road are clear and can accommodate 33kV or 11kV overhead line without
the need for relocation of existing structures. For cases where thearere&hment or
congestion of the road reserve by existing power or telecommunication infrastructure, the
Consultant has provided for undergrounding of the new 11kV and 33kV powerlines. The
pricing includes a provision for 2.56km of 33kV and 4.93km of 11kV overhead line
extensionsThe routes of the lines comprising the proposed 11kV and 15kV powerlines
extensions as well as proposed 33kV Overhead lines are indicated in the conceptual
design.

3.2.Projectlocation

The Project is located in Bosagbl®16'32"N and 49°11'16" E) in the northeastern
region (Puntland State) of the Federal Republic of Somalia (Fi8il)e Situated

along the Gulf of Aden, Bosaso serves as a major economic hub, particularly known for
its thriving seaport, which facilitates trade between the Federal Republic of Somalia, the
Arabian Peninsula, and other parts of the world. The city is alsotarder commercial
activities, including fishing, livestock trade, and a growing construction industry. With a
diverse population,Bosaso has experienced rapid urbanization and development,
attracting people from various regions of Somalia. Despite its economic significance, the
city faces challenges related to infrastructure, security, and environmental management.
B o s as o 0 s locatibrr naakes itya key player in Somalia's economic recovery and

regional connectivity.

DJIBOUTI

Bosaso

ETHIOPIA

INDIAN
SOMALIA OCEAN

MOGADISHU

0 150 miles
s
(0] 300 km

Figure 3-1: Location of Bosaso City in the Federal Republic of Somalia
Modified from: https://link.springer.com/referenceworkentry/10.1057/7819-960569 170
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3.3.Project Components
Broadly, the major component$theproject are as follows:

1 Component 1ScaleUp of Renewable Energy Contribution
1 Component 2Distribution Network Rehabilitation and Expansion
1 Component 3Energy Sector Institutions Strengthening

3.3.1.Component 1Scaleup Renewable Enerdgeneration

It is proposed to scalep renewablgeneratiorthrough scale up of grid connected solar
as wellasdistribution of standalone home solar systems to households in areas where it
would be uneconomical to extend the grid in the stesrh.

3.3.1.1.ScaleUp Grid Connected Solar

Scaleup of solar PV generation on the interconnected gridtéded to help cut down

on the cost of power generation as well help reduce the carbon footprint associated with
power generation through displacement of fuel. To establish most optimal plant capacity
of a solar PV, the consultant considered and caoiga technical and cost analysis for
different combinations of solar PV required to achieve renewable energy contributions
from 20% to 70% by the year 20Zbhe solar PV and Battery Energy Storage required

to achieve varying degrees of renewable energyritmtion from 20% to 70% including

the existing and planned capaciye as shown below.

Obtion | Criteria Solar DC Solar AC BESS Capacity

P Capacity(MWp) |  Capacity(MW) (MWh)

1 20% Solar 6.47 4.97 -

2 30% Solar 9.7 7.46 -

3 40% Solar 12.93 9.95 11

4 50% Solar 16.17 12.44 31

5 60% Solar 19.4 14.92 51

6 70% Solar 22.63 17.41 72

Source: Feasibility study report 2024.

Carbon footprint:The Carbon footprint arising out of the adoption of Option 3(40%
renewable contribution) is lower than what would be achieved if solar PV contribution as
at the end of 2023 was to be maintained. The carbon emissions out of the different
investment optionareas shown below.

Option Criteria scln .PV HE _Cz_;\rbon
Capacity(MW) Emissions(tC02)
1 20% Solar 4.97 35,674
2 30% Solar 7.46 31,214
3 40% Solar 9.95 26,755
4 50% Solar 12.44 22,296
5 60% Solar 14.92 17,837
6 70% Solar 17.41 13,378

Source:Feasibility study report 2024.
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The optimal plant capacity is achieved at 40% contribution of solar PV+BESS. For this
reason, Option 3 was selected for generation expansion. For this option, a solar PV plant
with a minimum dc capacity of 7.08MWp and AC installed capacity of 5.45MW is
required to add to the existing 1IMWp installed at-EXMEE Station 2 and the 3.5MW
Bosaso Solar PV plant. For this plambt all the energy generated from the solar PV plant
canbe consumed directly during tlday andtherefore a 3aMW/11MWh Battery Energy
Storage System (BESS) is required to store the energy and deliver to the grid after sunset.
For the purpose of conforming to readily available equipment sizes in the market, the
plant capacity is adjusted to 7.15MWp/5.5MW Solar PV and 3SMW/11MWh BESS plant.
This plant should be in a position to generate at least 13,146MWh of energy annually.

Distribution of Standalone Solar Home Systeimsorder to increase access to green
energy solutions, it is proposed to provide for the distributich 000Standalone Solar

Home Systems to households that are temporarily established in Bosaso like the Internally
Displaced Persons (IDPs) or those that are located a distance from the grid to the extent
that connecting them to the grid would be uneconomicdlarshorterm.

3.3.2.Component 2Distribution Network Rehabilitation and Expansion

The scope of distribution network rehabilitation and expansion includes, interconnection
of the existing islanded medium voltage systems, extension of existing medium voltage
network, construction of a new 33kV system and installation of smart meters for large
power customer installationshe scope of work is outlined in the following sséctions:

3.3.2.1. Rehabilitation of Existing Medium Voltage System

The proposed scope of works includes downgrading of the 15kV system to 11kV,
rehabilitation and interconnection of the existing 15kV and 11kV medium voltage
systems. The scope of downgrading and rehabilitation of the 15kV system includes:

1 Replacemenof existing 3x800kVA 0.4/15kV step up transformers atEHYEE
Station 1 with 3x1250kVA 0.4/11kV transformers.

91 reconductoring of existing 13km, 15kV overhead line with 150mm2 AAAC
Conductor.

1 Replacement of the existing 2500kVA 0.4/15kV transformer aENEE Station
2 with 2500kVA 0.4/11kV transformer.

1 Replacemenbf 150.4kV step down distribution on the existing 15kV system
with 11/0.4kV transformers of a combined rated capacity of 6030kVA.

1 Interconnection of the downgraded network to the existing 11kV power system
network.

The scope of rehabilitation of the existing 11kV power system network is intended to
expand its evacuation capacity and to improve quality and reliability of supply and
includes:

1 Reconductor approximately 5.3km of existing 11kV overhead line in 70mm2
ACSR Conductor with 150mm2 AAAC conductor.
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1 Split the existing 11kV feeder by constructing approximately 1.92km of a new
11kV overhead line in 150mm2 AAAC conductor fromsextion ofthe line near
Ex-ENEE Station 2.

1 Balance network loading between tmesulting 11kV feeders by shifting
distribution transformers from the most loaded line to the lightly loaded feeder.

3.3.22. MediumVoltage System Extension

To enhance efficiency of the low voltage distribution network, it is proposed to extend
existing 11kV overhead lines, installation of new distribution transformers and
installation of new low voltage circuits ihigh-capacitylow voltage aerial bundled
conductors. The scope of Distribution Network Extensions includes:

1 Extension of the existing 11kV network by about 24.7km to cover new areas and
new expansion areas and to help reduce length of existing low voltage network
and expand connectivity. The details of these transformers are indicated on
drawing no. PER-05 atbched as Appendix 5.

1 Installation of 40 new pole mounted 11/0.4kV transformers of rated capacity
ranging from 100kVA to 315kVA and having a combined rated capacity of
10,545kVA in new areas to help offload existing transformers that are already
overloaded and to provide contigity of isolated stations to the interconnected
grid. The details of these transformers are indicated on drawing ne3-B&P
attached as Appendix 6.

1 Installation of at least 11 new Load Break switches on the 11kV network to
increase flexibility of system operations.

The scope of work will also include installation of All Dielectric S8ifipporting ADSS)
Fiber Optic cable on existing as well as new 11kV network extensions to support
monitoring and control of the distribution network amergymeteringinfrastructure.

3.3.23. The33kV Distribution System

To enhance efficiency as well as reliability and quality of electricity supply in the city of
Bosaso ashe system power demand increases, a 33kV distribution system is proposed.
The scope of the works involvedtime establishment of this system includes:

1 Construction of a new 2x7.5MVA 33/11kV West Substation (WS) at Baalade
power station.

1 Construction of a new 7.5MVA 33/11kV Nor8ubstationIS) near the Airport

9 Construction of a new 7.5MVA 33/11kV East Substafie8) next to TF JIDKA

1 Construction of approximately 19.2km of 33kV Overhead line in 150mm2 ACSR
conductor comprising of 4.874km of 33kV Overhead line from WS to NS, 5.81km
of 33kV Overhead line from NS to ES substation and 8.56km of 33kV overhead
line from WS to ES.

1 Construction of approximately 4km of 33kV Overhead line from the 3.5MW
Bosaso solar PV plant to WS.

1 Construction of approximately 10.32km of 33kV Single Circuit Overhead line in
150mn? ACSR conductor from the 33/11kV North Substation to the Puntland
Maritime Police Force facilities, west of Bosaso airport.
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3.3.24. SmartMeters for Large Power Installations

As part of measures ®nhance system efficiency, it is proposed to inst@0Q Three
Phase smart meters for corarcial & industrial customers.

3.3.3.Component 3&trengthening of Energy Sector Institutions

The Consultant has carried out a review of the Capacity NAsdessment report
prepared by Horn Population Research and Development and based on this report
recommended that the following scope of capacity building be incorporated in the
investment plan:

1 Enhance Legal and Regulatory Framewailkis includes support for the

preparation and adoption of a Puntland Energy Policy and Puntland Electricity
Act including alignment with legislation at the national level. The support is
expected to be in the form afconsultanto assist the MOEMW of Puntland in
preparation and review of the documents.

Enhance Technical and Operational StandaBdtecta consultantto assist the
MOEMW and PEDA inthe preparation of technical and operational standards
including a clear framework for monitoring andntrollingthe Energy Sector at

the state level. This will includthe development of guidelines for compliance
monitoring of assets, equipment and the power service, adapted from the one at
the national levelincluding the developmentof technical standards for
infrastructure and equipment and definition ofergional key performance
indicators (KPIs): SAIDI, SAIFI, unserved energy, asset efficiency, etc., as well
as the targets and trajectories for each.

Training InterventionsSelect aconsultantto provide training to strengthen the
capacities of personnel at the state level on the following aspects as recommended
in the Capacity Needs Assessment report: Tariff setting, Legal and regulatory
document drafting, Technical and operational standardsreonitoring concepts,
dispute resolution, Economic and Financial analysis of projects.

Material Resources for the Ministry of Energy, Minerals and Watavolves
buying, installing and training employees to the following professional software:
GIS Software for the energy department, a database Manageystam
(DBMS) and an Enterprise Resource Planning(ERP)system.

3.34. Plant Design Concept

In order toimplementthe proposed investment plan, the Consultant has developed a
design concept as presentezlow:

(i)

Solar Energy Resource Potentidlhe solar energy resource evaluation is a key
aspect in the development and operation of a PV power plant since it is the basis
for the calculation of the expected electricity generation and therefore the project
revenues or savings. The results given his treport refer to satelite solar
irradiation data accessed through the PVSyst applicediolar Energy resource
assessment for the site was carried out using satelite data accessed through PVSyst
application. For this assessment, data from NASSE Satiéte data (19832005),
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Meteonorm 8.1(201:2021), sat=100% and PVGIS TMY 5.2 was accessed and
showed that the site experiences GHI as follows:

1 Meteonorm 8.1(2012021), sat=100%2,390.2kWh/m2

1 NASA-SSE Satelite data (1983%05)2,475.8kWh/m2

1 PVGIS TMY 5.2-2,427kWh/m2

(i) Technology Assessmemrits part of the study, the Consultant has carried out a
review of the PV and BESS technology including solar panels technology,
mounting concepts, and inverters. In view of the site conditions and the technical
capabilities of personnel in Bosaso, the fallog PV Technology choices are
recommended with regard to the proposed hybrid plant:

1 Si-Monocrystalline and monofacial solar PV modules

1 Fixed Tilted PV Mounting System

9 String Inverters

The monofaciamodules are preferred because the albedo of the site is low and
there may be no real benefit of generation from the rear end of the modules. The
Fixed tilted mounting concept is preferred for ease operations and maintenance
considering that the siteismseot € and PEPCOG6s technical
adequate at the moment to effectively handle maintenance for a tracked system.
String inverters are preferred for the project for enhanced reliability, ease of
maintenance as well as easalelivery of egiipment to site.

(i) Grid Connection StudiesAs part of the feasibility study, the Consultant
developed modeto simulate the 2026 PEPCO power system network by
including additional generation expected from pgreposed 7.15MWjp.5MW
solar PV plant, 3.5MW Bosaso Solar PV plant and new demand in the western,
southern and eastern parts of the city of Bosaso. In building the model, it was
assumed that the 15kV power system network would have been downgraded to
11kV and the proposed@3kV power system network ring around the cify o
Bosaso would have been establishgased on this model, the Consultant carried
out flow simulation to establish if the voltage levels on the 11kV power system
network are within £5% of the nominal when the proposed power system
expansion comprising of generation as well as network expaissimaplemented.

In addition, the Consultant also carried out short circuit analysis of the system to
specifically establish if fault levels on the power system network are beyond the
breaking capabilities of existingwitchgear. Load flow and short circuit
simulation was carried in accordance with the method prescribed under
IEC609009.

3.4.Construction phase activities

3.4.1.Construction phase activities fdistribution lines

The Contractor is required to prepare and submit to the MOEWR a detailed Method
Statements in order to safely undertake the construction works. However, the key
construction phase activities will include the following:

i Site ClearingSurveys and pegging will be undertaken along the RoW followed with
clearance, especially within theity. However, the vegetation clearance will be
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required only in the immediate area of the tower foundations. Only trees that could
damage thalistribution linealong the RoW will be cleared. The vegetation cover
along the proposedL corridor outside the city are sparse and therefore all clearance
of vegetation will preferably be done by hand and will not use heavy machinery.

28 S
11.278726" N, 49.14

28/09/2024, 12:p
11.239155° N, 49.1970

Photo:1 View of typical vegetation to be cleared from the RoW during the construction activities

Foundation Excavation: Typical foundation excavation depths for lattice towers
depending on the soil condition is about 3 meters. The excavation will be carried out
using excavators to open the ground to prepare the foundation solution. Each
excavation wilbe inspected and tested to confirm its suitability.

Construction of the concrete bases for digtribution linepylons, including stubs
implementation: The foundations are ultimately filled with concrete. The Contractor
is required to safeguard excavations. This may include erecting a temporary fence or
warning solution around the excavation to protect the safgigaple and animals.

Access roads: Site access roads will be required to provide access to channel all the
traffic generated by the construction activities for the safe transport of personnel,
equipment and materials. Access to disribution lines as much as possible will be

using existing access roads. However, where existing access roads are not present,
new access tracks will be constructed as much as possible within the ROW. In
addition to providing access to the construction activities, tewess road will
potentiallybenefit the local communities after the construction is over by making the
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transport of people and goods safer, easier and quicker. Moreover, these roads will be
used for inspection and maintenance purpose during the operationdadttimution

line, and the proponent will discuss with the local authorities the possibility of
designating the roads subject to relevant approvals

3.4.2.Construction phase activities for power plants and substations

The Contractor is required to prepare and submit to the MOEWR a detailed Method
Statements in order to safely construct and install the power plants and substations and
control room and ancillary facilities. The key construction phase activities shaliiecl

Topographical Survey; preparation of the construction site, earthwork;
Establish the work zone and excavation for equipment and control room
foundation;

Foundation work for all buildings, tower & equipment structure and offices and
stores;

Construction of the concrete bases and lay the foundations;

Laying the foundation and supply of external networks;

Backfill the foundations and substation yard;

Install major electrical components;

Assemble the steel structures and construction of supporting metal structures;
Assembly and installation of auxiliary systems;

Construction of the Control Building;

Construction of compound/internal access road;

Property Fencing; and

Cleaning construction waste, landscaping and site rehabilitation.

Installation of electricity meters

T
T
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3.4.3.Key project construction activities requirements

3.4.3.1.Land required for the project

As per thefeasibility studyfindings, no land take is anticipateduring the project
implementation However, temporgr spaces willboe requiredfor the construction of
camps, administration offices, store and worksh@specially during construction phase
Temporary inconveniences to residents and businesses in the project footprarearea
anticipated but these will not lead to relocatiogsettiement or compensation of any
nature.One hundred and thr€&03) structures encroaching on the RoW were mapped
during the study will potatially be affected. A livelihood restoration plan and a robust
Grievance Redress Mechanism will be adequate to address any emerging issues
associated with inconveniences or disruptj@specially during construction phase

3.4.3.2.Requirements fataw materials/construction materials

The construction materials required for the proposed project shall include cement, coarse
and fine aggregates, sand, reinforcement steel, rough sawn timber, bellies ardisteel
checkefplate, anchebolts, and electric cables. All materials for conerahd backfill

with gravel and sand etc. will come from the nearby existing aggregate production sites
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where possible. The location of quarry sites, either new or existing, will be determined
by the Contractor to suit his method of working but will be subject to the approval of the
Engineer.

3.4.3.3.Construction power requirements

There will be no major requirement for electricity for the construction of this Project.
However, power would be required to operademe construction machineries.
Additionally, light may be required to light construction site offices, stores and
installation sites.

3.4.3.4 Water supply requirements

Water is one of the main resource during construction and operation phases to be used for
different purposes such as for concrete works and drinking and domestic consumption for
construction workers. The Contractor will need to develop its own water ssqmuuolges

(i.e. to buy water from licensed suppliers or wells) for the construction and the campsites
requirements.

3.4.3.5.Temporary construction facilities/ ancillary activities
During the works contract, the contractor will establish temporary construction site
facilities including the following:

Temporary site offices

Campsites

Material storage yard

Machinery and equipment storage yard
Water storage tanks

Fuel storage tanks

Toilets and septic tanks

Canteen facilities

Access road

= =4 48 -8 _8_49_9_9_-2

The storage areas are expected to be the base for a fleet of vehicles to be used for the
construction process. Material destined for distribution linewill be trucked from the

storage yard to site via public highways and the way leave itself. The locations of
auxiliary activities have yet to be chosen. Therefore, in consultation with the Local
government officials and community representatives, the r&aior will arrange the

required land. If the contractor is required to designate land for thosatiestiv
Operational Safeguard (OS2) and appropriate compensation payment shall be considered.
The Contractords Envir onme n-ESMP) slmahidcludgo ci al
proper mechanisms for management and monitoring of anticipated impacts due to the
implementation of these ancillary activities.

3.4.3.6.Camp facilities for construction workers

The contractor will establish a principal construction camp at convenient location within
the specified contract. Subsidiary camps may also need to be established, with
considerably reduced facilities. Camp with all necessary facilities like sanitatfen, sa
water supply, power supplyand a clinic as part of the camp faciliti@fhe Contractor
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may make his own arrangements to use land, probably through the local authorities.
However, as much as possible the camp site shall not be within privately owned
productive farmland and protected areas.

3437Contractorsd6 machinery and equi pment
It is expected that plafibtensive construction methods will be adopted, given the nature
and scale of the works. The project contractors will mobilise and operate the following
machinery and equipment fdine construction of the proposedistribution lines and
substation will include

Earth moving machines (excavatdsackhodoaders, loaders, etc.)
Compactors and rollers

Lifting machines (crandorklift)

boring machine,

Dump trucks, light pickup, crew truck/car hauler
Water trucks

Concrete mixers

Concrete vibrators

Compressors

Cable drum and drum puller,

Overhead line rig, static wire reel

Generators

Welding machines

Scaffolding

Electric cables and pipes

Various tools

=4 A -2-0_-9_9_9_9_0_2_-29_-29_-2_2°_-2°2_-2-2

3.4.3.8.Construction manpower requirements

The construction works are usually executed by engaging both local and international
contractors. The Contractors will engage skilled manpower as per their requirements to
complete the work within given timeline. Therefore, the project will provide gbort
employment opportunity for several local people. The construction crews will be different
depending on the activity to be performed, e.g. for foundations, tower erection or cable
stringing. During different phases of construction work, excavators;woitkers,
foundation and superstructulabourers carpenters, electricians, heavy equipment
operators, ironworkers, masons, plasterers, plumbers, pipefitters, sheet metal workers,
steel fixers, and welders will be engaged whenever necessary. The technical staff will
include civil engineers, electricahgineers, supervisors, technicians of various trades
and fulltime environmental and social safeguard expert as part of the construction
contractor staff to preparing, implementing and reporting on t&ESKIP. As much as
possible unskilled labor will be hired from the local community to avoid labor influx. (i.e.
from the locations traversed by thlstribution line and distribution linesand those
proposed for power plants and sstiations). These workers will receive adequate training
prior to commencement of construction.

51



ESIAT BOSASO POWER GRID
[REPAIR/EXPANSIONI 2024]

3.5.0peration phase activities

3.5.1. Testing and commissioning

The supplier of each component shall design and construct the respective component to
the standard and subject it to testing as required by the relevant standard for that specific
component. If the component satisfies the provisions of the standard atedl telsting
criteria, then the individual component shall be considered in compliance with the
standard. To ensure the line performs as per specifications, a number of tests will be
undertaken. Therefore, on completion of the work, physical inspectiochac#ting will

be carried out for all foundation work, tower erection and stringing to ensure strict
adherence to the technical requirements. During testing, ground clearance for the line will
be thoroughly checked. In addition, insulation and continwest as well as earth
resistance of each tower will be carried out before final energization.

3.5.2. Operation and maintenance fiistribution line

After completion of the construction, the MOEVRd ESPs will be responsible for the
operation and maintenance. The main activities to be carried out during the operation life
of thedistribution lineshall include surveillance of the condition of tfistribution line
routine, emergency maintenance and repairs and vegetation control. Below is the list of
O&M works usually conducted fatistribution lines:

1 Vehicular access to the ROW will be required to effect line repairs or to correct any
localized erosion or terrain instability problems that might develop. Therefore, inspect
and maintain access road as required.

1 Regular inspection and controlling vegetation growth on the -ogktay will be
controlled to ensure safe and reliable operation of the line. Therefore, vegetation cover
shall be cleared occasionally to ensure that vegetation does not interfere with the
operation of the lines.

1 Regular inspection and controlling future land uses within the ROWGorridor)

and ensuring that no new structures are constructed. In particular, buildings must be

at a minimum distance from the line conductors.

Periodical visual inspection dlistribution lineroutes;

Monitoring of thedistribution linefrom the control room of associated power plants/

substations;

1 In case of regular schedule maintenance works, commence work following safety
procedures only after notifying authorities before commencement of work;

1 In case of emergency works, commence work immediately following safety

procedures and notify authorities immediately upon completion of work;

Fault detection in case of any occurrence of faults;

Fault correction through replacement or repair works;

Evacuation/distribution of electric power from power plants/substations to

substations/load centres in controlled manner;

= =4
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3.5.3. Operation andnaintenance for substation
The life of a substation is about 40 to 50 years. Replacement and refurbishment work may
need to be done from time-time. Maintenance of the substation is essential for ensuring
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its reliability and safety. Therefore, the main activities to be carried out during the
operation life of the substation include:

1 Conduct regular inspection and carry out maintenance as required. This may involve
replacing some aging equipment or rebuilding certain sections of the substation;

1 Regularly monitor and maintain the substation equipment like transformers with

associated bay equipment, bus bar coupler, capacitor banks, battery and battery

chargers, relays, and underground cables need to be after substation commissioning;

Measurement of leakage in line current and neutral currehswoibution lines;

Regular inspection and refilling and maintenance of firefighting equipment;

gardening, plantations, water supply and sanitation are also considered necessary for

sound operation of substation; and

1 Regularly inspect and keep the substation sites tidy at all times.

E =

3.6.Decommissioning

It is anticipated that the powaelistribution linewill be continuously maintained and
repaired andwvill be operated for several decades. Because dbiitglife cycle, the
circumstances under which the line might ultimately be decommissioned and abandoned
are difficult to foresee. Towers may be upgraded/renewed based on cost/benefit analysis
and new technologies. However, if decommissioning is undertaken, MoEM/E $Ps

shall be required to prepare specific Decommissioning Management Plan at the time.
Therefore, the decommissioning procedure shall includesggeific rehabilitation plans

for the fooprint of the project. All regulatory requirements will be complied with for the
decommissioning phase.

3.7.Construction arrangements

It is anticipated that the project will be tendered as contractdifferent components.
The construction works will be tendered under International Competitive Bidding
procedures acceptable to AfDBhe funding agency and to the MOEWR, following-re
gualification of suitably qualified and experienced contractors.

3.8.Construction supervision

Constructionsupervision and monitoring is likely to follow the usual practice with a
suitably experienced consultancy firm appointed under competitive bidding procedures
as defined in the construction contract and other senior supervisory staff.

3.9. Project Cost Estimation and Financial Analysis

The recommended investment plan was subjected to financial analysis to establish its
financial viability. The analysis at this stage sought to establish Internal Rate of Return
(IRR), Net Present Value (NPV) and the Payback period of the investment ptdmisvh
comprised of the following components:

1 Componeni- ScaleUp of Renewablé&nergyGeneration
1 Componeng- DistributionNetwork RehabilitatiorandExpansion
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1 Componen8- EnergySectornstitutionsStrengthening

The estimated investment cost is the amounU8f25,401,91Avith breakdown per
component as indicated in the following table.

Table 30-1; Summary of Costs

No | Description Cost (US$)
1 | Component tSolar PV+BESS 8,869,250
2 | Component ZArid Rehabilitation and Expansion 11,037,038
3 | Component $Strengthening of Energy Sector Institutiong 2,650,000
4 | Implementation of ESMP 334,000
5 | Implementation of GRM 150,000
6 | Project Development, Engineering and Supervision (5% 1,152,014
7 | Sub-Total 24,192,302

Contingencies 5%) 1,209,615
Total 25,401,917

This cost excludes:
- Cost of land required for the solar PV plant as well as proposed substations
- Cost of Right of Way (ROW) for the proposed medium voltage line extensions
- Taxes

Analysis carried out at the Feasibility stage show that the project is financially and
economically viable. The project has a Financial Internal Rate of Return(FIRR) and
Economic Internal Rate of Return (EIRR) of 28.3% and 17.3% respectively and Financial
Net Present Value (FNPV) and Economic Net Present Value (ENPV) of
US$114.94million and US$33.43million respectivefhese results are summarized in
the following table.

Table 30-2: Summary of Costs

Solar PV Production FNPV
Probability EIRR | ENPVUS$ | FIRR | US$(million)

P50 17.3% | 33,432,330 | 28.1% 114.94

P75 17.2% | 32,979,623 | 27.96% 114.31

P90 17.0% | 32,568,659 | 27.83% 113.74

Source : Project Feasibility Report
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CHAPTER FOUR: ENVIRONMENTAL AND
SocIAL BASELINE CONDITIONS

4.1.0verview

Bosasois a major port city located in the northeastern part of the Federal Republic of
Somalia, within the Puntland StafEigure 41). It serves as the commercial hub of
Puntland and is one of the key economic centers in the country, primarily due to its
strategic location along the Gulf of Aden. The city is the capital of the Bari region and
has a growing population due to its impodaras a trade and migration center.

Bosaso Beach @ Bozasafiannaery 0

% Bosaso
| 5 e

H peidiel(e)
Figure 4-1: Location of Bosas€ity and surrounding areas

Information on existing environmental and seemonomics is of fundamental
importance for evaluation of environmental impacts. The contemporary and standard
tools were used to investigate the physical, biological and social environment along the
DL corridor, SolarPV plant (3MW required), substations (3) and other expansion area
of the existing facilities Physical observation, Key Informant Interview (KIl),
stakeholder consultation, transect walk, analysis of satellite image and Geographic
Information Sytem were the major tools and techniques employed for detail baseline
study. The environmental parameters obtained mainly from the secondary data sources.

In this chapter, the baseline status of the physical, biological and-ewm@mic
environment along thdistribution linecorridor.

4.2.Physical Environment

4.2.1.0verall endform & topographyn Bosaso and surrounding areas
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Most of northern Somalia's geomorphology is influenced by tectonic activity from the
Gulf of Aden rift?, resulting in unique landscapes and landforms, and strong erosions
have shaped most landscapes into narrow gorges and sharffBogaso City, located
along the southern shores of the Gulf of Aden, has a diverse landform and topography
that significantly impacts its climate, natural resources, and infrastructure devel&pment
The coastal plains are lelying, suitable for port activities and urban expansion, while
the Cal Miskaad mountain range, part of the East African Highlands, rises sharply into
the region. The region's hydrology is influenced by seasonal runoff int@targgivers,

and the topography (Figuse?2) includes dry riverbeds or wadis, which channel water
from mountains towards the coast during the rainy season. The region's arid climate
results in localized microclimates, with higher altitudes receiving slightly more ratnfall

The diverse topography creates distinct ecological zones that support various wildlife and
vegetation, especially those adapted to the arid andaganconditionsThe proposed

power infrastructurare strategicalljjocated in Bosaso City and the surrounding areas.

The proposed power station is generally sited on stablellgwi ng | and near t
outskirts (Balaade area)with safe distance from densely populated areas. The three
substations are distributed across the keyymdran zones in the ndrtwest and east, and

will serve as critical nodes that regulate voltage and ensure efficient electricity
distribution. The proposedlistribution lines, and the existing distribution lines extend

from the proposed and existing power stations and substations, traversing diverse terrains
such as coastal plains and arid plateaus.

These lines are carefully routed to avoid steep slopes andglooé areas, ensuring both
structur al stability and mini mal environme
landscapeThe topography units type and extent

1Ahmed, M. H., & lbrahim, I. M. (2019). Geomorphological features and landform dynamics in the Gulf of Aden coastal
region, Somalia. African Journal of Earth Sciences, 10(3), 16315.

2petrucci, Bruno. (2022). Landscape and Landforms of Northern Somalia. 10.1007/978-031-05487-7_10.

SAbdirahman, A. A., Mohamed, M. A., & Mohamud, H. A. (2017). The physical geography of Puntland: A focus on the
Bosaso region. Journal of Somali Studies, 4(2), 6B9.

World Bank. (2020). Climate risk profile: Somalia. Washington, DC: World Bank Group
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Figure 4-2: Overall bpographic profile of Bosasand the surrounding areas in northeastern Somalia
Source:https://efgb.topographiemap.com/map
9x7qg5k/Bosaso/?center=10.631%2C48.34947&zo8m=
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Photo2: Partial View of characteristic landforms an topgraphy along the propbderbute
in and around Bosaso City

4.2.2. Topographic description and extents project footprint areas

The project footprint are falls within areas with variations of different strengths on
togography (Figurd-3). The proposed solar power plant and thestabons(west, east
and north)fall within an area with topographic slope percentage?® indicating a
generally flat areal hedistribution lines traverses areas with variable topographic slopes,
but again most of thdistribution linesections are fall within generally flat areasS@).
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Client: Ministry of Energy and ) Social Impact Assessment for Power Repair
Water Resources - MOEWR and Expansion.

Figure 4-3: Specific topographic profile of the project sites
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4.2 3. Climate
4.23.1. Rainfall

BosasdCity and the surrounding areas has an arid climate with low and irregular rainfall
(Figure4-4). The city is part of the raishadow of the Ethiopian and Somali highlands,
limiting moisturebearing wind®. Bosasohas two main rainy seasons: the Gu season
(April to June) and the Deyr season (October to November). The Gu season is more
reliable, but neither delivers substantial precipitation due to the diésedonditions.
Droughts are common, especially durirepys when the ITCZ does not shift far enough
north to bring rairbearing clouds. Bosaso and the surrounding region rely on
underground water sources and seasonal runoff to meet populatiotfridedsver, the

aridity poses challenges for agriculture, pastoralism, and water resource management,
exacerbating issues like water scarcity and desertificdtion

40 mm

20 mm

0 mm
Fel Mar May | J g g Ocl Naw I

Figure 4-4: MonthlyRainfall Pattern for Bosaso City and the surrounding areas
Source:https://weathesnd-climate.com/averagenonthlyRainfall Temperature
Sunshine,Bosaso,Somalia

4.23.2. Temperature

Bosasand the surrounding areas experience a hot desert climate, typical of arid regions.
The city has consistently high temperatures throughout the year, with little seasonal
variation. Average daytime temperatures in Bosaso typically range from 30°C to 40°C
throughout most of the year (Figu4es). The hottest months are from June to August,
where temperatures can exceed 40°C, especially during the afternoon. In the cooler
months, from November to February, temperatures are slightly more moderate, with

5Beleche, T. B., & Awale, M. M. (2018). The hydrological cycle and rainfall variability in Puntland, Somalia. Journal of East
African Natural Resource Studies, 9(2), 105.20.

BAli, A. Y. S., & Mohamed, K. M. (2021). Water resource management in serarid regions of Somalia: A case study of
Bosaso city. Somali Journal of Climate and Environmental Studies, 6(1), 459.

"World Bank. (2020). Climate risk profile: Somalia. Washington, DC: World Bank Group
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daytime highs between 28°C and 35°C (82°F to 95°F) and nighttime lows occasionally
dropping to around 20°C (68°F). Despite this slight dip, Bosaso remains warm year
round. Bosasobs high temperatures are infl
cau®s humidity to rise during certain periods, particularly from May to September, when

the southwest monsoon winds bring hot, humidfair Howe v e r |, the cityos
the sea can also provide brief cooling effects, especially with sea breezes. Due to the
persistently high temperatures, Bosasobds cl
requiring reliance on drougiésistantcrops and livestock, as well as careful water

resource managemeént’.
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Figure 4-5: Monthly Minimum and Maximum Temperature Variation of Bosaso City
Source:https://weathesind-climate.com/averagemonthlyRainfalt Temperature
Sunshine,Bosaso,Somalia

4.2 4. Overall Landand Use/Land Cover

Bosaso'sland use and land cover reflect a combination of urban development,
pastorali sm, and natur al arid | andscapes. T
the limited availability of natural resources and the need for sustainable management to
combat lad degradation and desertification. The following are major land use and land

cover types:

4.24.1. Urban areas, built up areas and settlements
Bosaso is a rapidly growing urban center due to its strategic location as a port city along
the Gulf of Aden. The city's land use is dominated by residential, commercial, and

8Beleche, T. B., & Awale, M. M. (2018). The hydrological cycle and temperature variability in Puntland, Somalia. Journal
of East African Natural Resource Studies, 9(2), 108.20.

%World Bank. (2020). Climate risk profile: Somalia. Washington, DC: World Bank Group.

20Ali, A. Y. S., & Mohamed, K. M. (2021). Water resource management in serarid regions of Somalia: A case study of
Bosaso city. Somali Journal of Climate and Environmental Studies, 6(1), 459.
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industrial areagFigure 46), particularly around the port, which plays a key role in
Somalia's economy by facilitating trade with the Arabian Peninsula and beyond. Urban
sprawl has increased as the population grows, with informal settlements emerging on the
outskirts of the city. Ifrastructure development is primarily concentrated along the coast
and near major transportation routes.
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Photo3. Partial View of typicabuilt-up areas along the
DL in Bosaso City and the surrounding areas

4.24.2. Agriculture and pastoralism

Agriculture in Bosas@nd the surrounding areas is limited due to the arid climate and
scarce rainfall, but smadicale, irrigated farming exists in localized areas. Agricultural

land use is typically found in the form of small farms producing dreuggistant crops

such aserghum, maize, and date palms. However, the primary land use in the rural areas
surrounding Bosaso is pastoralféniivestock herding, particularly of camels, goats, and
sheep, is a dominant economic activity, with large tracts of land being usetatands.

These rangelands are often open and sparsely vegetated due to the harsh environmental
conditions.

4.24.3. Natural vegetation, senarid landscapes and planted vegetation

The natural land cover surrounding Bosaso consists mainly of sparsely vegetated desert
and semarid scrubland. Vegetation is typically drougbsistant, including species like
acacia trees and shrubs adapted to the limited water availability. GrassEmdmerge
during the brief rainy seasons, providing temporary grazing opportunities for livestock.
However, overgrazing and desertification are ongoing concerns in the region, leading to
land degradation in some areas. Shrub lands are-steitimed plantredominantly with
height of less than 2 meter and-20% crown/ canopy cover. These land cover type is
characterized by the occurrence of shrubs and scattered bushes and fewtirees
dominant land cover types traversed. Open bushlands comprising lofstetmmed
woody plants was observed to be the second dominant land cover types aléng the
route, especially in the outskirts of the City.

o ZRIRINZA, S AW
V2SR N AR 100 T
& D

artial view of the characteristic \)égetaton along the
DL in the outskirts of Bosaso City

4.2.3.4.Coastal areas
Al ong the <coast, |l and use is heavily influ
activities. Fishing is an important livelihood for the coastal population, and fish

2Mohamud, M. A., & Osman, F. H. (2019). Pastoralism and land degradation in the semarid regions of Puntland, Somalia.
Journal of East African Drylands, 7(1), 452.
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processing facilities are present along the shoreline. The coastline near Bosaso also has
some areas of mangrove forests, although these are limited and vulnerable to both natural
and humasinduced pressures.

Photo5. Partial view of the coastal areas of Bosaso City

4.24.5. Degraded and barren lands

The dry climate andncreasing population pressure have led to land degradation,
particularly in rangelands where overgrazing, soil erosion, and desertification are
prominen?. Large areas of barren land, with exposed soil or rock, dominate the
landscape outside the city. These areas are unsuitable for agriculture or pastoralism
without significant rehabilitation efforts. For short periods during the rainy seasons,
patches of ggetative cover could develop and grazed and browsed while for most of the
years these land cover types remain to be bare lands.

22pi, A. Y. S., & Mohamed, K. M. (2021). Land use dynamics and environmental degradation in northern Somalia. Somali
Journal of Environmental Studies, 5(3), 89102.
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Photo6. Partial view of the exposed soil and rocky surfaces
along theDL in Bosaso City and the surrounding area

4.2.5. Land use and land cover projectprint sites

4.2.5.1. Solar Power Plamind West Subtation

The land use and land cover in the vicinity of the solar power and West Power substation
in Bosaso City include a diverse mix of urban and seran zonesMost of the land
(80%) comprises of barelamwdth 20% comprising of vegetation characteristic of arid
environment (bushes and scrubpe area is characterized by consolidated medium to
high-density residential areagc. 30%) indicative of established neighborhoods.
Additionally, newly urbanized areas are expandfng25%) reflecting ongoing city
growth and infrastructure development. The region also supports agricultural and
livestock grazing area@0%), which contribute to local livelihoods and food security.
Meanwhile, some residential area® aindergoing consolidatiot. 25%) signifying
transitional development aimed at strengthening urban infrastructure and improving
living conditions. This mix of land uses highlights the dynamic interplay between
residential growth, energy infrastructure, and traditional land practices.

4.2.52. East Substation

The East Power Substation in Bosaso City is situated in a diverse and rapidly developing
landscape that encompasses various land use and land coveltyp&sd cover in the
vicinity of the site comprise of 80% bareland and 20% bushes and. Sdnigarea
features industrial zongg. 40%)integral to the city's economic activities, alongside
urban centers(30%) that support dense residential and commercial functions.
Additionally, it is marked by IDP (Internally Displaced Persons) settlemit%o),
reflecting socieeconomic challenges and humanitarian responses in Bosaso city and the
surrounding areas. The presence of newly urbanized &ed®%) signifies recent
expansions driven by population growth and urban sprawl, while consolidated high
density zonec. 5%)showcase established neighborhoods with significant infrastructure.
The area also includes specialized afeaS%)dedicated to particular functions, such as
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administrative, logistical, or servig@iented purposes, contributing to the complexity of
land use in Bosaso.

4.2.53. North Substation

The land use and land cover around the North Power Substation in Bosaso City
encompass a diverse mix of urban and specialized zomeprising of over 90%
bareland The region is marked by medium to hidgansity residential areds. 40%)
including both permanent and informal settlements like IDP (internally displaced
persons)c. 5%)communities. Specialized zones feature critical infrastru¢turd0%)

such as the airport, military facilities, and ports, highlighting its strategic and economic
significance. Additionally, the area includes newly urbanized sec{mns%)that are
expanding as the city grows, as well as consoldlaigh-densityneighbourhoodsand
residential areag. 20%)undergoing further development and consolidation. This mix
underscores the dynamic urban landscape, with varied social and economic activities
coexisting within the city's fabric.

4.2.54. Distribution line

The land use and land cover along the padvstribution linein Bosaso City is diverse,
reflecting a blend of urban development and residential needs. The project footprint area
iIs characterized by medium to higlensity residential zoneg&. 70%) including
established urban centers that support commerce, public and private sector services. The
distribution linealso traverses areas close IDP 5%) (internally displaced persons)
settlements, highlighting the presence of vulnerable communities. Addigionawly
urbanized areagc. 25%) signify recent expansions due to population growth and
economic activities, while industrial zones point to manufacturing and commercial hubs
vital for local employment and economic development. This mix presents unique
challenges and opportunities for tamanagement and energy infrastructure planning.

4.2 6. Geology and soils

The geology and soils of Puntland, including Bos@sty and the surrounding areas
reflect a diverse landscape shaped by geological processes over millions of years with
soils generally calcareou@~igure 4-7). The City's foundation consists of ancient
Precambrian basement rocks, which are predominantly granitic and metamorphic in
naturé®. The overlying basement rocks are sedimentary layers, which are more prevalent
along the coastal plains and ldyng areas. These sediments consist of sandstones,
limestones, and shales deposited over millions of years. Puntland, including Bosaso is
known to have significant mineral potential, including deposits of gypsum, limestone,
and other industrial minerals. Along the coastline, soils are typically sandy and low in
organic content. Inland areas often have reddrmshvn soils, which are characteresof

the tropical weathering of underlying rocks.

2L enoir J.L., Kfister, D., Liogeois, J.R., Utke, A., Haider, A., & Matheis, G. (1994). Origin and regional significance of lat
Precambrian and early Palaeozoic granitoids in the ParAfrican belt of Somalia. Geol Rundsch 83:624641.
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Figure 4-7: Geology and soils of Bosaso city and the surrounding areas,
including project footprint sites
AT North Substation; B East Substation; Ci Power Plant and West Stdbation

Thegeology andoil types in Bosaso are generally influenced by the region's arid climate,
low rainfall, and coastal and mountainous landscapes. The following are the main soil
types found in Bosaso and its surrounding &féas

T
l

Sandy Soils: Light, loos&extured soils with low organic matter and nutrient content.
Found predominantly along the coastal plains near the Gulf of Aden.

Saline Soils: Soils with high salt concentrations due to evaporation and lack of
drainage, common in arid regions. These are found mainly in the coastal areas of
Bosaso where seawater intrusion and evaporation lead to salinity.

Lithosols (Rocky Soils): Shallow soils with large amounts of rock fragments and
minimal soil development. Found in the mountainous areas surrounding Bosaso,
particularly in the Cal Miskaad range.

Regosols: Loose, unconsolidated soils with little profile development, primarily
composed of sandy or loamy materials. Found in both coastal and inland plains,
especially in areas where sediment is deposited by wind and runoff.

Calcareous Soils: Soils with a high calcium carbonate content, typically formed from
limestone parent material. Common in the inland areas and foothills of the Cal
Miskaad mountains.

Alluvial Soils: Fertile soils deposited by rivers or wadis during seasonal flooding.
Found along wadis (dry riverbeds) in the region, where seasonal runoff occurs during
rains.

Gypsiferous Soils: Soils with high gypsum content, common in desert environments.
Found mainly in the inland arid regions, particularly in areas with sedimentary rocks.

2*Mohamud, M. A., & Osman, F. H. (2019). Soil classification and land use in semdrid regions of Puntland. Journal of

Somali Environmental Studies, 7(2), 3446.

Ali, A. Y. S., & Mohamed, K. M. (2021). Land and soil resources in Bosaso: Challenges and opportunities for sustainable

use. Somali Journal of Arid Environment Studies, 5(1), 2812.
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4.27. Water esources and drainage networks

Coastal areas in arid and seanid regions highly depend on groundwater resources due
to the lack of surface water. Bosaso is the major city of Puntland state, and groundwater
is the main water sourcBrevious studies have indicated that the Bosaso aquifer has been
affected by seawater intrusion due to the over groundwater extraction, and little efforts
have been made to monitor the groundwater quality in thé®cifihe city faces
degradation in water quality and water supply shortage due to the rapid population growth
in recent years and effects of climate change and drcigBmsainage networks are
largely underdeveloped, with most natural drainage occurring through wadis (seasonal
rivers) that flow only during the brief rainy periods, often leading to flash flooding.

4.2 8. Air quality

Air quality in Bosaso City is influenced by both natural and human activities. The arid
and dusty environment, combined with seasonal winds, leads to frequent dust storms that
contribute to elevated particulate matter levels. In addition, the growingizakian,
increased vehicle emissions, and the use of diesel generators for electricity contribute to
air pollution. Industrial activities, particularly from the port and small manufacturing
businesses, also release pollutants into the atmosphere. Whidetheno extensive air
guality monitoring systems in place, concerns about respiratory health issues, especially
during dust storms, are common. Efforts to manage emissions and reduce dust exposure
are limited but increasingly needed as the city expands.

4.2 9. Ambient noise

Ambient noise levels in Bosafity are shaped by a mix of urban, industrial, and
transportation activities. As a bustling port city, noise from the movement of goods,
trucks, and ships at the port contributes significantly to the soundscape. Additionally, the
increasing traffic from ars, buses, and motorbikes, alongside the widespread use of
diesel generators due to unreliable electricity, leads to elevated noise levels, particularly
in commercial and residential areas. Marketplaces, busy streets, and construction
activities also addo the general noise pollution. While there are no formal noise
regulations or monitoring systems, the constant ambient noise has raised concerns about
its impact on residents' health and wading.

4.3.Biological Environment

A mix of coastal, desert, and shrubland ecosystems characterizes Bosaso City and the
surrounding areas. The area features a predominantly arid landscape with sparse
vegetation, including drougiresistant plants such as acacia trees, shrubs, and various
grasses adapted to the harsh climate. The proximity to the Gulf of Aden influences local
biodiversity, with some coastal flora extending inland. Wildlife in the area includes
various bird species, reptiles, and small mammals, though populations are oitiesh lim

due to habitat degradation, urban expansion, and overgrazing by livestock. The city's
rapid urbanization has led to increased land use changes, affecting the natural habitats
and biodiversity. Conservation efforts are needed to protect the remagusgseems

and promote sustainable land use practices to balance development with ecological

%35ai d, Abdullahi & Yurtal, Recep & Cetin, Mahmut & G°l pEnar, Muha
parameters using geostatistics in the wurban coastad97. aqui fer of
10.15832/ankutbd.611787.

2’Said A A, Cetin M & Yurtal R (2019). Droughtassessment and monitoring using some drought indicators in the semi-
arid Puntland State of Somalia. Fresenius Environmental Bulletin 28,11A: 8768772
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preservation. Overall, Bosaso's biological environment reflects the challenges of adapting
to an arid environment while supporting the livelihoods of its growing population.

The biological environment was assessed using both secondary and primary (field) data
as collected during the ESIA study.

4.3.1.Flora

Overall flora characterization

Bosasdies within the semarid and arid climate zones, which shape its flora. The flora

of the region is adapted to the dry, hot conditions and is predominantly composed of

droughttolerant species. Some of the key characteristic flora groups of Bosaso include

1 Acacia and Commiphora speciesThese hardy trees and shrubs dominate the
landscape, particularlicacia tortilis and Commiphora myrrhaThese plants are
well-adapted to arid conditions due to their deep roots, which allow them to access
groundwater, and their small leaves, which reduce water loss through transpiration.

1 Grasses and ShrubsThe vegetation also includes sparse grasslands dominated by
perennial grasses such@snchrus ciliarigBuffel grass) andhloris roxburghiana
Shrubby plants likeAdenium obesur(Desert Rose) anteptadenia pyrotechnica
thrive in open spaces, often interspersed with thorny scrub.

1 Succulents and XerophytesSucculents like Euphorbia species &hoe somaliensis
are also found in Bosaso. These plants have adapted to store water in their leaves or
stems, enabling them to survive extended dry periods. Other xerophytes, such as
Ziziphus mauritiangdJujube), are present and provide fruit in this harsh environment.

1 Coastal and Salttolerant Plants: The coastal zones near the Gulf of Aden have
halophytic (saltolerant) species likAvicennia maringGrey Mangrove) an8uaeda
monoica which are common in the saline flats and near estuarine areas. These plants
help stabilize the shoreline and contribute to coastal biodiversity.

1 Medicinal and Aromatic Plants: The flora of Bosaso includes aromatic plants such
as Boswellia sacra(Frankincense tree) an@ommiphora gileadensi¢Balm of
Gilead). These species are of great economic and cultural significance for producing
valuable resins used in traditional medicine, incense, and cosmetics.

Flora characterization in the East Swgbation

The East Sutstation in Bosaso City is predominantly bareland, with sparse pockets of
vegetation typical of Somalia's arid and samd regions. The vegetation includes
droughtresistant shrubs such ascacia tortilis, Commiphora spp and Salvadora
persica,as well as occasional grasses IBenchrus ciliarisand herbs such &enna

italica that flourish during rainy periods. Scattered woody plants, including Boswellia
sacra and Prosopis juliflora, are also present, exhibiting adaptations such as deep roots,
small leaves, and spines to withstand the harsh conditions. Most of the vegetation i
affected by overgrazing, climate change, and urban expansion.

Flora characterization in the West Substation

The flora of the West SuBtation in Bosaso City is typical of Somalia's arid and semi

arid environments, with over 75% of the area consisting of bareland and scattered pockets
of droughtresistant vegetation. Dominant species include xerophytic shrubsasuc
Acacia tortilis, Commiphora spp., and Salvadora persatangside sparse grasses like
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Cenchrus ciliarisand herbs such &enna italicahat emerge during brief rainy periods.
Scattered woody plants, includirngoswellia sacraand Prosopis juliflorg are also
present, showcasing adaptations like deep root systems, small leaves, and spines to
conserve water. This vegetation provides critical ecological functions, including soil
stabilization, habitat support, and resources for local communitiesadrsg threats from
overgrazing, urban development, and climate change.

Flora characterization in the North Stdiation

The flora of the North SuStation in Bosaso City is characteristic of arid and szmol
environments, with approximately 80% of the area consisting of bareland interspersed
with pockets of droughtesistant vegetation. Dominant plant species includepksta
shrubs such a&cacia tortilis Commiphora sppand Salvadora persica, alongside sparse
patches of grasses likéenchrus ciliarisand herbs such as Senna italica, which thrive
during brief rainy periods. Scattered woody plants, includdggwellia sacra and
Prosopis juliflorg provide minimal canopy cover. These species exhibit adaptations such
as deep roots, small leaves, and salt tolerance to survive the harsh conditions. The
vegetation plays an essential role in soil stabilization, habitat provision, and supporting
local livelihoods, though it is increasingly threatened by overgrazing, urban expansion,
and climate change.

Flora characterization in the along the transmission lines

A mix of planted trees, pockets of indigenous vegetation, and widespread presence of the
invasiveProsopis julifloracharacterizes the flora along the power transmission lines in
Bosaso City. The planted trees, often introduced for aesthetic, shade, or soil stabilization
purposes, coexist with native waltlapted to the arid environment. The dominance of
Prosopis juliflora a fastgrowing invasive species, poses challenges by outcompeting
native plants, altering soil properties, and affecting biodiver3ihys vegetation mix
highlights the need for effective management to balance ecological preservation with
infrastructure development.

Table4-1 shows the common plant species found in Bosambthe surrounding areas
together with their IUCN Red List categories. Overall, none of the species of plants
known to occur in Bosaso and the surrounding areas is listed in the [IUCN threat categories
as critically endangered (CR), endangered (EN),-tleaatened (NT), and vulnerable
(VU).

Table 4-0-1: List of common vegetation species in Bosasad surrounding areas, and their global
IUCN Red List Categories

Botanical name Local name Prese_nce in project IUCN Red List
/Somali footprint area Category
DL | Poweplant/ ES| NS
WS
Acacia benaderensis | Sarmaan a |x a |a& |NE
Acacia bussei Galool a |a x |a |LC
Acacia edgeworthii | Jeerin a |a X & |NE
Acacia hamulosa Masaarjebis | & | X a | x |NE
Acacia mellifera Bilcil a a a |a NE
Acacia nubica Gumar a |a a | NE
Acacia recifiens Qansax a |a a |a |NE
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Botanical name Local name Presepce in project IUCN Red List
/Somali footprint area Category
Acacia Senegal Cadaad a a |[x |LC
Acacia seyal Jiikhz Fullay; | & a X a LC
Waajool
Acacia stuhlmanii Qaydar a |a a |a4 |NE
Acacia tortilis Qudhac a |a a | x LC
Adenium obesum DesertRose| & | & X |LC
Adenium obesum Oboo; Obow| & | & a | x |NE
Albizia anthelmintica | Reydab a |x a |a4 |NE
Aloe somaliensis Waraabe a |a X |a& |NE
Anisotes trisulcus Mirdhis a |a a |a |NE
Avicennia marina Grey a |4 a1x e
Mangrove)
Balanites Aegyptiaca | Qulan a |a Xx |a |LC
Boscia minimifolia Meygaag a |a a |a4 |NE
Boswellia sacra Frankincensg & a 1% e
tree
Cenchrus ciliaris Buffelgrass |4 | & a LC
Chiloris roxburghiana a |a X |4 |LC
Coleus barbatus Dhalool a |x a |4 |NE
Commiphora Xagarmadow a |a a |d | \E
allophylla
Commiphora Balm of a |a a |a LC
gileadensis Gilead)
Dhidin(geed)| & | a a |a
Commiphora myrrha | malmal NE
(xabag)
D_|chrostachys Dhiigtaar a |x a | x | \E
cinerea
Dobera glabra Garas a |a a |d4 |NE
Euphorbia cuneata | Dhirindhir a |a X |a | NE
Euphorbia robecchii | Dharkayn a |a a NE
Grewia bicolour Dhebi a |a X |4 |NE
Grewia penicillata Hohob a |x X |a |NE
- Wangey/ a |a a
Prosopis juliflora Cali-garoob NE
Salvadora persica Caday; a |4 2 lLc
Rumay
Suaeda monoica - a |x a |a |LC
Ziziphus mauritiana | Jujube a |[x X |a |LC
Note: LC: Least ConcefE: Not Evaluated

4.3.2.Fauna

4.3.2.1.Mammals and reptiles

Bosasoand surrounding areas is a home to various fauna species. However, due to
anthropgenidariven habitat alterations and modifications, the fauna species assemblages
have been altered over the years. However, a few pockets of suitable habitats still exist,
and hosts a variety of wild fauna species. The mammal species whose distribution ranges
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fall within Bosaso include; Dorcas Gazellé&sgzella dorcag Beira Antelope
(Dorcatragus megalot)s Greater Kudu Tragelaphus strepsicerys Dibatag
(Ammodorcas clarkgi Striped Hyena Hyaena hyaena Spotted Hyena Grocuta
crocutg, Somali Elephant ShrewkElephantulus revoi)i The common reptile species
whose distribution ranges fall within Bosaso and surrounding areas include; Somali
Tortoise Geochelone sulcaja Horned Viper Cerastes cerastgsPuff Adder Bitis
arietang, and Somali Rock Agam#&@ama somalica

4.3.2.2 Avifauna

According to the previous assessments, more than 300 species of birds exist in the
regiorf®. However, there are no Important Bird Areas (IBA) or protected areas within the
confines of the project area. Generally, the areas along the prapssduition linehave

low to medium sensitivity. Furthermore, there are few species of conservation concern
whose distributional ranges also cover Bosaso. Among the key species known to occur in
the region, including Bosaso and surrounding areas, are the Somali OStrigthi¢
molybdophangs Somali Pigeon {olumba oliviag, Goldenwinged Grosbeak
(Rhynchostruthus socotranyusLappetfaced Vulture Torgos tracheliotos Greater
Hoopoe Lark Alaemon alaudipgs Secretary Bird $agittarius serpentarigs Egyptian

Vulture (Neophron percnopterlisand Whitecrowned ShrikeEurocephalus rueppelli

Based on the literature review of avifauna, the seasonality of species assemblages
indicates that the appearance or the observation frequency of bird species show a
significant or at least recognizable seasonal dependency. Palaearctic migrants are thus,
mainly seen in the months of November to March, while the movement ofAifrica
migrants may be influenced by shifting conditions in parts of their distributrayerand

they appear in larger numbers during a particular time of the year. Other species may
aggregate at certain places in times of suitable conditions or specific habitat offers.
Waterbirds in general may flock at floodplains or temporary large watetsoduring the

two rainy seasons from April to Jun&y Season) and October to NovembBeyr
Season).

4.4.SociocEconomic Environment

4.4.1.0verview

Bosasg a key commercial hub in northeastern Somalia, thrives on its strategic location

along the Gulf of Aden, serving as a vital trading port for livestock exports, fishing, and
goods exchange with the Middl e Ea-scak The ¢
businesses, remittances from the Somali diaspora, and a growing construction sector,

while surrounding rural areas rely primarily on pastoralism and fishing for livelihoods.

Rapid population growth, driven by migration and natural increase, has casdritout

urban expansion but also strains infrastructure, including roads, healthcare, and education
services. Although Bosaso enjoys relative stability compared to other regions in Somalia,
challenges such as unemployment, environmental degradation, amdysecncerns
persist, particularly in rural areas. Despi
continues to grow, with the port offering opportunities for future development and
regional integration.

Zhttps://www.cbd.int/doc/world/so/so -nbsap-01-en.pdf
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4.4.2. Administration setting

Bosaso, the commercial hub of Puntland State in reaftern Somalia, operates under a
decentralized administrative system led by a mayor and city council. The administration
oversees municipal functions such as urban planning, service delivery, irmfastru
development, and maintaining law and order. Bosaso is divided into districts, with local
leadership managing daily administrative tasks. The administration collaborates with
Puntland State ministries for policies and programs affecting the urbalapopuAs a

major port city, Bosaso has customs and port authorities that regulate trade and maritime
activities. Despite challenges like rapid urbanization, limited resources, and improved
public services, the administration focuses on enhancing goweraad infrastructure to
meet the needs of its growing populatidhe proposed project sites and stations fall

within administrative units located in the north, east and west. The city residents refer to
these locations using different names. Foraneg, the north su$tation is variously
referred to as Bosaso Girible/Bosaso Bdadag, the east stdtation falls in
administrative area refered to as®iurrel/Habab, and the West Sstation, which is

also associated with the proposed power plant,within Baalade/BalKhadar
administrative area.

4.4.3. Land tenure

A mix of formal laws, customary practices, and informal agreements shapes the land
tenure and landholding system in Bosaso and surrounding. draad is primarily
governed by customary law, wherlanbased and famibpriented traditions influence

land allocation and ownership. While there are official government frameworks for land
registration and titles, these are often limited or inconsistently applied, and many residents
rely on informal arragements or recognition by local community leaders for securing
land rights. Urban expansion and increasing land demand have intensifiael&ted
challenges, often affecting vulnerable groups due to unclear tenure arrangements.

For ProjectAffected Persons (PAPs) in Bosaso, household landholding sizes vary,
reflecting differing social, economic, and spatial factors. While exact averages depend on
specific project data, general estimates in urban areas suggest smaller plota with a
average landholding size ranging between 0.1 and 0.5 hectares for most households.
Minimum holding sizes tend to be under 0.1 hectares, particularly in densely populated
areas, whereas larger or wealthier households might hold more than 1 hectare, though
such cases are less common. The variation in landholding sizes is significant, influenced
by socieeconomic status, household needs, and proximity to central urban areas where
land is more limited and highly valued.

4.4 4. Population and demographics

Bosaso has experienced rapid population growth in recent defagese 4-8), driven

by both natural population increase and internal migration from other parts of Somalia,
especially from conflicaffected southern regions. The population is diverse, with a mix
of urban dwellers, nomadic pastoralists, and migrant communitiescifijnieas become

a melting pot of cultures, ethnic groups, and clans. A significant portion of the population
Is young, with a large percentage under the age @@&§aso's popation is estimated at
700,000 residenty and is projected to grow significantly by 2035 (Figd®). It is the

third largest city in Somalia after Mogadishu and Hargeisa. Furthermore, Bosaso is a

2http://bosasomunicipality.com/districts
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major port for boats carrying emigrants from within the country as well as adjacent
territories across the Gulf of Aden to settle (sometimes illegally) in the Persian Gulf states.
While Bosaso today is a melting pot, with residents hailing from many eliffgrarts of
Somalia, most of the city's population is from Warsangeli, Majeerteen, Deshiishe and
other Harti groups confederation of Darod. The city is also home to many IDPs.
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Figure 4-8: Spatial distribution of population and demographics of Bosaso (P922)
Source: file:///C:/Users/HP/Downloads/Bosaso%20Strategy%20Compressed%20(1).pdf
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Figure 4-9: Projected trends in population growth and projections for Bosaso
Source: file:/l/IC:/Users/HP/Downloads/Bosaso%20Strategy%20Compressed%20(1).pdf

4.45. Settlement patterns

Human settlement patterns in BosaSomalia, are influenced by a variety of factors,
including geography, socieconomic conditions, historical context, and the impacts of

conflict and displacement. Bosaso is the largest city in the Puntland State of Somalia and

serves as a major commetdiab.A mix of residential, commercial, and industrial areas

(Figure 41 0)

numerous shops, markets, and businesses, reflecting Bosaso's role as a trade center. The

characteri zes. Thehdewntowntaread is home tb a n

port area is particulfyr bustling, with activities related to fishing, livestock trade, and
imports and exports. Residential neighborhoods vary in terms ofsogimmic status.
Wealthier households often live in formal housing with better infrastructure, while-lower
income fanilies may reside in informal settlements or temporary shelters with limited
access to basic services.

Many people in Bosaso live in informal settlements, often referred to as "IDP camps”
(Internally Displaced Persons camps). These areas typically arise from:

1 Displacement:Ongoing conflict, drought, and economic challenges have led to
significant internal migration, with many families seeking refuge in Bosaso. These
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informal settlements often lack basic infrastructure, including sanitation, water
supply, and electricity.

1 Urbanization:Rapid urbanization has led to the expansion of informal settlements as
rural residents migrate to the city in search of better opportunities. These areas are
often characterized by crowded living conditions and inadequate services.

Overall, Bosaso's settlements are influenced by semmomic stratification, cultural
practices, and community ties. Wealthier neighborhoods have better infrastructure, while
poorer areas face challenges. Efforts to improve urban planning and infrastrac
ongoing, but population growth and limited resources complicate these effbgs.
proposed project footpring not expected to lead to any resettlements, relocations or
compensations of any nature.
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Figure 4-10: Settlement patterns and population densities in Bosaso
Source: file:///C:/Users/HP/Downloads/Bosaso%20Strategy%20Compressed%20(1).pdf
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4.46. Ethnic,Language and socicultural aspects

Bosaso is a conservative Muslim society where cultural and religious practices are deeply
embedded in daily life. Clan affiliations play a significant role in social organization, politics,
and resource allocation. Traditional conflict resolution mechanisased on clan elders are
often employed to address disputes. The city and surrounding regions are witnessing slow but
steady improvements in education, with more schools being established and increased focus
on formal education, especially for young girHowever, literacy rates, particularly in rural
areas, remain relatively low.

4.47. Gender Issues in Bosaso

Gender issues in Bosaaoe deeply rooted in cultural traditions and semtonomic factors,

with women facing significant challenges in education, employment, health, and political
participation. While there is growing awar en
empoverment, systemic barriers remain, requiring continued efforts from local communities,
government, and civil society organizations to address these disparities and promote gender
inclusive development.

4.4 8. Vulnerable groups

In Bosaso, several vulnerable groups face significant challenges due teesoe@mnic
conditions, conflict, and environmental factors. These groups often experience
marginalization, limited access to resources, and heightened risks to their health land wel
being. However, the highly vulnerable groups as per the AfDB OS7 were not identified during
the ESIA. Some of the vulnerable groups in Bosaso include:

1 Internally displaced persons (IDP9psaso hosts a large population of internally displaced
persons (Figure-41) who have fled conflict, drought, and violence from other regions of
Somalia. IDPs often live in informal settlements with inadequate shelter, limited access to
clean water, satation, and healthcare. They face heightened vulnerabilities due to their
displacement status, including economic instability and food insecurity.

1 Women and girlsWomen and girls in Bosaso face various challenges, including gender
based violence, limited access to education, and economic opportunities. Cultural norms
often restrict their participation in decisiomaking processes and the labor market. High
rates of early marriage and reproductive health issues further compound their
vulnerabilities, leading to poor health outcomes.

1 Children and youth:Children, particularly those living in IDP camps, are at risk of
malnutrition, lack of access to education, and exposure to violence. Many children are
unable to attend school due to displacement, economic hardship, or cultural barriers. Youth
also face imited employment opportunities, leading to increased susceptibility to
exploitation and engagement in harmful activities.

1 Elderly personsThe elderly population in Bosaso may experience social isolation, health
challenges, and economic dependence. Many elderly individuals lack access to healthcare
services and social support, making them particularly vulnerable to poverty and neglect.
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Figure 4-11: Patterns of internally displaced‘persons and vulnerability in Bosaso
Source: file:///C:/Users/HP/Downloads/Bosaso%20Strategy%20Compressed%20(1).pdf

1 Persons with disabilitiestndividuals with disabilities face significant barriers to accessing
healthcare, education, and employment in Bosaso. Stigma and discrimination often hinder their
inclusion in community activities and decistamaking processes, further exacerbating their
vulnerabilities.

1 Low-income household&ow-income families in Bosaso, including those engaged in informal
employment, often struggle to meet basic needs such as food, shelter, and healthcare.
Economic instability and high unemployment rates contribute to their vulnerability, making
them reliah on humanitarian assistance.

1 Pastoral and agricultural communitiesCommunities dependent on pastoralism and
agriculture are vulnerable to environmental challenges, including drought and climate change.
These factors can lead to food insecurity and loss of livelihoods, particularly affecting women
and children in these oamunities.

4.49. Livelihoods and economic activities

Bosasas a city that is experiencing rapid growth. Prior to the Somali civil war, it had a population

of under 50,000 inhabitants. Since the conflict, Somalis belonging to the Harti Darcthssb

began migrating back to their ancestral areas of Puntlandeddreomy of Bosaso is primarily
driven by trade, fishing, and |ivestock. The

78



ESIAT BOSASO POWER GRID
[REPAIR/EXPANSIONI 2024]

a key trading hub, with goods flowing between the Middle East, Africa, and other parts of Somalia.
Bosaso's port is vital for the export of livestock (mainly camels, sheep, and goats) to Gulf countries.
The informal economy also plays a significant rolghwnany smakscale businesses, traders, and
services supporting daily life. In addition, remittances from the Somali diaspora are a critical
source of income for many families in Bosaso. These remittances help sustain households and
contribute to local bsinesses. The construction sector has also grown, spurred by investment from
both local entrepreneurs and the diaspora.

4.410. Health services and facilities

The health services and facilities in Bosaso, Somalia, reflect the broader challenges faced by the
country's healthcare system, which has been significantly affected by decades of conflict and
instability. Despite these challenges, Bosaso has made sases strimproving healthcare access

and quality. Bosaso is home to a range of healthcare facilities, including hospitals, clinics, and
pharmaciegFigure4-12). The main public healthcare facility in Bosaso is the Bosaso General
Hospital, which offers a rage of services, including emergency care, outpatient services,
maternity care, and surgical procedures. However, the hospital often struggles with inadequate
staffing, supplies, and infrastructure due to limited government funding and resources. There are
several private hospitals and clinics that provide healthcare services, often offering better facilities
and shorter wait times compared to public services. These private institutions typically charge fees,
which may limit access for lowancome families Examples include Haglaati Hospital and
various private clinics offering specialized services. In addition to hospitals, there are numerous
smaller health posts and community clinics scattered throughout Bosaso and surrounding areas.
These facilities focsl on basic health services, maternal and child health, immunizations, and
preventive care. Health services available in Bosaso encompass various medical areas, including:
maternal and child health, emergency and trauma care, and communicable-anchnamicable
diseases. Pharmacies are widely available in Bosaso, offeringhevesunter medications and
prescription drugs. However, the quality and regulation of pharmaceuticals can vary, with concerns
about counterfeit drugs in some areas.
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Figure 4-12: Distribution of health facilities in Bosaso and surrounding areas
Sourcefile:///C:/Users/HP/Downloads/Bosaso%20Strategy%20Compressed%20(1).pdf

Despite the presence of healthcare facilities, several challenges hinder the effectiveness of health
services in Bosaso including:

T

Limited resources: Many healthcare facilities struggle with inadequate funding, equipment,
and supplies, which affects the quality of care provided. Shortages of essential medications
and medical supplies are common.

Staffing Issues: There is often a shortage of qualified healthcare professionals, including
doctors, nurses, and specialists. Low salaries, challenging working conditions, and limited
opportunities for professional development contribute to this issue.

Infrastructure: The physical infrastructure of many health facilities is subpar, with issues such
as lack of electricity, water supply, and sanitation facilities impacting service delivery.

Access and affordability: While there are various healthcare options available, access to quality
care is often limited for poorer populations, particularly in rural areas surrounding Bosaso.
High outof-pocket costs for private healthcare can furthericésiccess.

In response to these challenges, various local and international organizations are working to
improve healthcare services in Bosaso. Community health initiatives focus on maternal and child
health, disease prevention, health education, and promotingeltd healthcare facilities. These

initiatives aim to empower communities, enhance health literacy, and increase access to essential
services.
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4.4.11. Educational services and facilities

Bosaso has a number of academic instituti®ingure4-13). According to the Puntland Ministry

of Education, there are 74 primary schools in the Bosaso District. Among these are the Iftin School,
Alfurgan, UmutQura and Garisf7] Secondary schools in the area include Hamdan, Shafi',
Ugaas Yasin, Najah, Bosaso and Haji Yasin. Tertiary education is provided by Bosaso College
(BC), as well as the Puntland Nursing Institute (PNI). East Africa University (EAU) also has a
Bosaso anch, one of its seven campuses in Puntland. Additionally, the Sam Greathouse School
of Modern Technology (S&MT) has been working with the local government to construct a
largescale dialup network linking Bosaso to other northern Somali cities, inctu8erbera and

Las Anod. A combination of factors poses challenge to the education sector. According to
stakeholders contacted, despite positive efforts by government angbmemmental actors to
extend access to education services, still a lot of prol#xist with educational service both in
terms of quality and quantity. Lifestyle and socidture of the people in the area, shortage of
resources (classrooms, desks, and text books), lack of technologies (equipment, computers,
plasma, etc.) and shoreagf water and sanitation facilities (toilets) are among the major
constraints identified in the education sector.

In 2022, 34,692 students attended primary schools (54 percent are boys, 46 perc@nivijiils)

ratio of 34 students paeacher, above UNESCO recommended 25 students per teacher. There
were 42 students per classroom, within the URF recommendation of 45. In 2022, the total students
count was 10,913 (59 percent boys, 41 percent girls). While teaching staff seems to be more
numerous for secondary schools (28 students per teacher) classes are more crowded and exceed
the URF recommendation (50 students per classroom). Attendance declines progressively in
primary schools, from grade 1 to 8. There is an increase in secondarysscataling for people

who start back education after a gap, although less women in proportion attend this level of
education. Additionally, it is not possible to assess enrolment given the lack of clear data on
children in school. The Ministry of educatioeported 4466 students attending universities in 2022

(53 percent male, 47 percent female).

302024/Bosaso%ZOStrategy%ZOCompressed%ZO(l).pdf
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Figure 4-13: Spatial distribution of institutions of learning in Bosaso and surrounding areas
Sourcefile://IC:/Users/HP/Downloads/Bosaso%20Strategy%20Compressed%20(1).pdf

4.4.12. Water supply infrastructure

Bosaso'svater infrastructure is underdeveloped, with limited centralized systems and a reliance
on multiple water sources. The city's primary water supply comes from boreholes, shallow wells,
and, to a lesser extent, seasonal rivers. Groundwater is the maia, smdovater extraction is

done by both public and private entities, but the infrastructure for distribution is inadequate to meet
the growing demand. The Puntland Water Development Authority (PWDA) oversees the public
water supply, though private waterngors and smakcale operators play a significant role in
providing water to households, businesses, and industries. Due to thargkrlimate and
frequent droughts, water scarcity is a persistent issue, affecting both the quality and quantity of
wateravailable. Many residents rely on water trucking services, especially in areas not connected
to the limited pipe network. Additionally, poor maintenance of existing infrastructure, including
pipelines and boreholes, leads to inefficiencies and watenMste there are ongoing efforts to
improve water infrastructure, including investments in desalination plants andpsalared

water pumps, access to clean and affordable water remains a significant challenge for much of the
population in Bosaso.

4.4.13. Electricity and energy sources

The electricity supply infrastructure in Bosaso is characterized by a combination of public and
private sector involvement, with limited centralized grid access. The city relies predominantly on
decentralized power systems, where electricity is primayegated through diespbwered
generators, reflecting the broader situation in Somalia, where national grid infrastructure is
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underdeveloped. This reliance on diesel generators makes electricity expensive and
environmentally unsustainable. However, there are efforts to incorporate renewable energy
sources, particularly solar power, into the local energy mix. Electricity semog@prs in Bosaso

are mainly private companies, which operate independently and provide electricity on a localized
basis. These companies offer power through setalle, communityased grids, serving
households, businesses, and industries. Key playdtsle local energy providers that use hybrid
systems combining diesel and solar energy, helping to reduce costs and improve energy access.
Despite these efforts, electricity supply is often inconsistent, with frequent outages due to the aging
infrastructue, fuel supply issues, and limited capacity to meet growing demand. In recent years,
there has been increasing interest in expanding renewable energy solutions, such as solar mini
grids, to improve access and reduce reliance on diesel generation. Theleajicity services
providers serving Bosaso City include: Puntland Electric Power Company (PEPCO), Kaah
Electrical General Trading; and Ente Nazionale Energia Elettrica (ENEE).

Bosasobs energy supply currently relies on a
generators have traditionally dominated the energy landscape due to infrastructure limitations and
reliance on fossil fuels. Solar energy has been gaining grouneindoy efforts to improve

renewable energy adoption and reduce diesel dependency, which is costly and contributes to
greenhouse gas emissions. Several private and-so@é solar systems are now available,
primarily used by households and small businregsebasic lighting and appliance needs. Despite

these efforts, the energy grid remains limited, especially in informal andigiem settlements.

Estimates suggest that approximately430 % of Bosasod6s population i :
either forresidential lighting or commercial purposes. This leaves a significant pbréicound

60-70% of the populatiotd without regular access to electricity, particularly in underserved or

remote areas. The lack of access to electricity has broad implications, restricting opportunities for
economic development, limiting healthcare and educational facility operationg,ednding

quality of life. Addressing this electricity gap requires expanding infrastructure, enhancing
renewable energy integration, and developing policies that improve access for all residents,
particularly lowincome and vulnerable households.

4.4.14. Road networks and transportation

Bosasds traversed by a 75Kilometre (470 mi) northsouth highwas? (Figure 414). It connects

major cities in the northern part of the country, such as Galkayo and Garowe, with towns in the
south. The city has a major seaport, the Port of Bosaso constructed in th88d&dfor annual
livestock shipments to the Middle East. Besidediisy seaport, Bosaso has a major airport, the
Bender Qassim International Airport. In 2008, the Puntland government signed a multimillion
dollar deal with Dubai's Lootah Group, a regional industrial group operating in the Middle East
and Africa. The Bosso Airport Company is slated to develop the airport complex to meet
international standards, including a new-Bikbmetre (2.1 mi) runway, main and auxiliary
buildings, taxi and apron areas, and security perimeters.

31Source: file:///C:/Users/HP/Downloads/Bosaso%20Strategy%20Compressed%20(1).pdf
32https://ica.logcluster.org/23 -somalia-road-network
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Figure 4-14. Road networks in Bosaso and surrounding areas
Sourcefile:///C:/Users/HP/Downloads/Bosaso%20Strategy%20Compressed%20(1).pdf

4.4.15. Waste collection and disposal

In 2015, bylaws for waste management were developed for Bo$hsse interventions were part

of a larger process of regulatory framework reform for selected districts in line with the urban
development strategy adopted in Puntland in 2015. However, thdégse bave not been enforced.

The documents distinguish betwesmunicipal solid waste and bimedical waste. Municipal

waste refers to the waste materials generated by households, commercial and retail establishments,
offices, and public institutions

The private company Alla Amin operates under a PPP contract for household waste cdtiection
disposal in designated areas (Figd+&5). It covers an estimated 30,000 households,4 reaching a
coverage of roughly 40% and charging 5 USD/month for weekly collection. Hotels and business
pay based on the amount of material collected. The Local Government is supposed to manage
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directly waste collection from marketplaces and public spaces including streets, and IDP
settlements, although this service is limited by lack of resource. The role of the informal sector in
waste collection, traditionally very important in sBaharan Afica in waste collection, has not

been properly

assessed,

but

doesndt seem part
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Figure 4-15: Designated waste disposal areas for Bosaso and surrounding areas

Source: file:///C:/Users/HP/Downloads/Bosaso%20Strategy%20Compressed%20(1).pdf

4.4.16. Telecommunication services
Bosaso'delecommunication infrastructure is relatively advanced compared to other regions in
Somalia, driven by private sector investment. Several telecom companies provide services,
including mobile networks, internet, and financial services through mobile muaagprms.

Major providers, such as Golis Telecom, Hormuud, and Somtel, dominate the market, offering 3G
and 4G services, fibeptic connectivity, and mobile banking solutions. The competitive market
ensures affordable rates and widespread coverage, ievamal areas surrounding Bosaso,

although access in remote regions can still be limited.
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4.4.17. Civil Societies/ Local NGOs in Bosaso and surrounding areas

The civil society landscape in Bosaso is diverse, with numerous organizations dedicated to
addressing the needs of vulnerable populations and promoting development. These NGOs play a
vital role in improving living conditions, providing essential servieesl advocating for the rights

of marginalized groups in the region. Collaborative efforts between local organizations,
international NGOs, and community members are crucial for sustainable development and
humanitarian response in Bosaso and surroundingsafeome of the prominent civil society
organizations and local NGOs operating in Bosaso and surrounding areas include:

Save the Children

Norwegian Refugee Council (NRC)

Oxfam

Adeso (African Development Solutions)

Somali Red Crescent Society (SRCS)

Womends Action for Advocacy and Devel opment
Somali Youth Development Network (SOYDEN)

Local CommunityBased Organizations

International Rescue Committee (IRC)

The Somali Health and Development Association (SHDA).

=4 =48 _-0_-9_9_9_42_4_-49._-2-
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CHAPTER FIVE : PROJECT ALTERNATIVES

5.1.0verview

The analysis of alternatives in Environmental and Social Impact Assessment (ESIA) studies is a
crucial component that compares different options for the proposed project in terms of
environmental, social, technical, and economic aspects. Consequentlyatalee analyses are
conducted with the aim of addressing any issues regarding environmental, social, and economic
factors in each place, as well as the best possible match between the necessary technical standards
and site conditions. For the repair/expian of the Bosaso Power Grid, this analysis involved
identifying and evaluating different project alternatiiesprder to select the option with the least
environmental and social impacts.

5.2.Project Alternatives

The challenges of the existing power system network in the city of Bosaso as established from the
review of existing conditions presented in the foregoing section were classified into three broad
categories as follows:

1 Power Generation- Inadequate power generation capacity, energy mix is dominated by
diesel generation, high cost of energy, high carbon footprint.

1 Power Distribution- Isolated distribution systems, unreliable and -lguality supply,
inefficient distribution system, sugptimal utilization of existing power system
infrastructure.

1 Institutional Capacity - Inadequate legal framework, low personnel capacity and lack of
material tools and resources.

For each category, several options were identified and analyzed from a technical, environmental
as well as financial and economic basis. The option with minimal environmental impact,
technically plausible and economical and environmentally viable wasatt@pted as presented

in the following subsections.

5.2.1. Power Generation
To address the challenges of pogeneration, the Consultant identified and considered available
options as follows:
1 Option 1- ScaleUp Renewable Energy Generation, Rehabilitate, Interconnect and Expand
Existing Isolated Power Systems and Strengthen Capacity of Energy Sector Institutions.
1 Option 2- ScaleUp Diesel Generation, Rehabilitate and Expand Existing Medium Voltage
System and Strengthen Capacity of Energy Sector Institutions.
1 Option 3- Import Generation from Neighboring countries, Rehabilitate and Expand
Existing Medium Voltage System and Strengthen Capacity of Energy Sector Institutions.

A summary of advantages and disadvantages of the different investment options required to
address the challenges of the power generation in Bosaso over the period up to the year 2034 are
summarized in the following table.

Table0-1 Comparison of Power Generation Investment Options
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Option | Advantages Disadvantages
1. - Will lead to reduction of carbon - Initial cost of investment is relatively
emissions arising from energy high compared to Option 2.
generation and itherefore a more - Requires capacity building of utility
sustainable solution. personnel to effectively manage
- Solar PV+BESS will have an impact o construction and operation phase of
displacing fuel used in the generation. the solar PV+BESS.

This reduction in operating costs will
result in reduced energy costs.

- Overreliance on solar PV+BESS will
increase predictability of energy costs
and reduce vulnerability of energy cos
to external shocks in the global marke

2. - The initial cost of investment is - Adoption of this option will lead to an
relatively low compared to Options increase in carbon emissions arising
1&3. from power generation.

- Utility personnel have adequate capac - There will be no significant reduction
to manage construction and operation in the cost of energy due to the high
high-speed diesel plants. cost of operations arising from the cg

of fuel.

- Fluctuations in the cost of fuel make
the cost of energy unpredictable and
vulnerable to external shocks in the
global market.

3. - Power/Energy imports: This will - The cost of implementing this option
provide enhanced energy security high as it requires huge investment ir
through diverse and resilient clean establishing the HV national
energy supply chains. transmission grid.

- This option is not financially viable in
the period up to the year 2034.

- Implementation of this option is
complex and may be achieved only i
the longterm.

Because of the need to impraakordability of energy, and lower the carbon footprint, Option 1
was found to be the most favorable as compared to other options.

5.22.Power Distribution Rehabilitation and Expansion Options

To address the challenges of power distribution,Gbesultant identified and considered two
available options as follows:

1 Option 1- Interconnect and expand existing power system networks

9 Option 2-Expand existing minRgrids in isolation

A summary of advantages and disadvantages of the two options required to address the challenges
of power distribution in Bosaso over the period up to the year 2034 is presemtdaldard?2.
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Option

Table0-2 Comparison of Power Distribution Investment Options

Advantages

Disadvantages

1.

1

It will enhance flexibility and
optimization of network
resources, especially
distribution transformers.
Relatively low cost of
implementation compared to
interconnecting 11kV and 15k\
systems. Solution requires US¢
313,650 less to implement
compared to direct connection.
Solves the challenge of sourcir
spare parts for the 15kV syster
which accordin
a challenge.

The cost of 11/0.4kV
distribution transformers is low
and this constitutes a lifetime
cost saving on the grid.

It will lead to a reduction in
spare stock which is a lifetime
saving.

- Downgrading requires replacement o
all 15/0.4kV and 0.4/15kV
transformers

- Distribution system loss is relatively
higher compared to the 15kV system.

Suboptimal utilization of
available infrastructure.
Requires higher spare stock
levels at any given time.

No need to replace the 15/0.4k
and 0.4/15kV transformers.
Distribution system loss is
relatively low compared to the
11kV system.

- Cost of interconnection is relatively
higher by more than US$313,650 anc
future. infrastructure expansion will
always be higher.

- Challenge of sourcing for spare parts
(insulators, surge arrestors and
distribution transformers).

- Increased stockholding of spare parts
for the medium voltage network.

Option 1 was found to be more favorable than Option 2 and was thus recommended for adoption.

This option involveslowngradinghe 15kV system to 11kV, interconnecting the two systems and

expanding the power distribution network through establishment of a new 33kV power system
network, 11kV extensions and installation of new distribution transformers.

5.23. Strengtheningf Energy Sector Institutions

To address the challl

enge of institutional
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1 Option 1- Support development of the legal framework, training of personnel and
provision of material tools and resources.
1 Option 2- Rely on expatriates and outsourcing of services

Optionl was assessed to be more favorable given that it is relatively more expensive to rely on
consultantdn the longterm and some of the tasks cannot be effectively discharged through an
outsourcing model.

5.24. Proposednvestment Plan

Based on the results of analysis of options for addressing challenges in the three broad categories,
an investment plan comprised of three main components was proposed as follows:
Component : ScaleUp of Renewable Energy Generation

The scope of works includes:

1 Construction of 7.15MWp/5.5MW solar PV plant +3MW/11MWh Battery Energy Storage
System
1 Supply of 1000 standalone solar home systems

Component 2 Distribution Network System Rehabilitation and Expansion
The scope of works includes:

1 Rehabilitation of EXENEE Station 1 including replacement of 3x800kVA 0.4/15kV
generator transformers with 3x1250kVA 0.4/11kV transformers as well as supply and
installation of new 11kV switchboard complete with auxiliaries

1 Rehabilitation of EXENEE Station 2 including replacement of 1x2500kVA 0.4/15kV
generator transformer with 1x2500kVA 0.4/11kV transformer as well as supply and
installation of new 11kV switchboard complete with auxiliaries.

Y Reconductoring of 13km of existing 15kV system in 5GmACSR conductor with
150mnt AAAC conductor.

1 Replacement of 15/0.4kV step down distribution on the existing 15kV system with
11/0.4kVtransformers of a combined rated capacity of 6030kVA.

1 Interconnection of the downgraded 15kV network to the existing 11kV power system
network.

f Reconductor approximately 5.3km of existing 11kV overhead line in 70A@SR
Conductor with 150mAAAAC conductor.

1 Split the existing 11kV feeder by constructing approximately 1.92km of a new 11kV
overhead line in 150mfMAAC conductor from EXENEE station 2.

1 Balance network loading between the resulting 11kV feeders by shifting distribution
transformers from the most loaded line to the lightly loaded feeder.

1 Extension of the existing 11kV network by about 24.7km to cover new areas and new
expansion areas and to help reduce length of existing low voltage network and expand
connectivity.
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Installation of 40 new pole mounted 11/0.4kV transformers of rated capacity ranging from
100kVA to 315kVA and having a combined rated capacity of 10,545kVA in new areas to
help offload existing transformers that are already overloaded and to providetoatynec

of isolated stations to the interconnected grid.

Installation of at least 11 new Load Break switches on the 11kV network to increase
flexibility of system operations.

Construction of a new 2x7.5MVA 33/11kV West Substation (WS) at Baalade power
station.

Construction of a new 7.5MVA 33/11kV NorBubstationIS) near the Airport

Construction of a new 7.5MVA 33/11kV Ed&tibstationES) next to TF JIDKA.
Construction of approximately 21.2km of 33kV Overhead line in 150mM@SR
conductor comprising of 5.4km of 33kV Overhead line from WS to NS, 6.4km of 33kV
Overhead line from NS to ES substation and 9.4km of 33kV overhead line from WS to ES.
Due to congestion along the route from North Substation to East substation, iuapedxi
2.052km will be installed underground.

Construction of approximately 4km of 33kV Overhead line from the 3.5MW Bosaso solar
PV plant to WS.

Construction of approximately 11.4km of 33kV Single Circuit Overhead line in 150mm
ACSR conductor from the 33/11kV North Substation to the Puntland Maritime Police
Force facilities, west of Bosaso airport.

Supply of 1000 smart meters for Commercial and Industrial consumers

Component 3 Strengthening of Energy Sector Institutions

The recommended scope of work is summarizeterfollowing table.
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Table0-3 Strengthening of Energy Sector Institutiehstiatives

Target Recommended Implementation

No | Output Tasks Approach

1. Enhance Legal an( Drafting of Electricity Act All Federal Member States To be implemented through a
Regulatory Drafting of Regulatory framework | All Federal Member States (buf Consulting Firm with experience ir
Framework documents (Licensing framework, | Grid Code to be developed at | drafting, reviewing and

Grid Code, Tariff Rules,Market Acces National Level) operationalization of similar
Rules, Environmental Sustainability documents.
Rules, Gender Equality rules).

2. Power sector Development of guidelines for All Federal Member States To be implemented through a
standards, compliance monitoring of assets, Consulting Firm with experience it
monitoring and equipment and the power service, similar works.
planning adapted from the one at the national

level.

3. Material resources| Provide ERP All Federal Member States To be implemented through a

for the MOEMW | b.5vide DBMS All Federal Member States Consulting Firm. Refer tblote 1.
Provide GIS Tools All FederalMember States
4. Training Provide Shorterm training in Power | Federal Government of Somali| To be implemented through a

Sector Regulation, Power Sector
Planning, Project and Contract
Management, Economic and Financi
Analysis of projects and Generation
and T&D technologies.

(FGS) and All Federal Member
States

Consulting Firm. Refer tblote 2.

Support Longterm training in
Environmental and Social Impact
Assessment as well as Management
and Support services.

Federal Government of Somali
(FGS) andAll Federal Member
States.

To be implemented through
partnership with a specialized
training institution. Refer td\ote 3.
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5.3. Analysis of recommended options

The option recommended for power generation expansion involves scale up of solar
PV+BESS which has minimal environmental impact as compared togealéhigh-
speedliesel generatior.he results of financial analysis carried out as part of the detailed
feasibility study has also shown that from this option, energy will be supplied at an LCOE
of US$0.08569/kWh which is approximately 30% of the cost of fuel used in generation.
With the pesent demand for power in Bosaso, it is uneconomical to import pover f

the neighboring Ethiopia due to high cost of high voltage infrastructure required to
achieve connectivity.

Regarding rehabilitation and expansion of the power distribution network, the project
proposes to interconnect and expand the isolated ESP networks comprising the present
day Bosaso power system. This has the advantage of :

I)  enhancing reliability and quality of supply.
i)  Reducing system losses
iii)  Enhancing optimal utilization of plant including prioritization of green energy
during the day thus cutting down on the amount of fuel consumed in power
generation.
iv)  Reducing the lifetime costs of operations and maintenance costs on the medium
voltage system.

Compared to the alternative, which is expanding isolated systems, this option is assessed
to have minimal environmental impact, more financially and economically viable and is
technical feasible.

From the field assessment conducted as part of this ESIA:

1 There are no significant areas of natural or seatural forest all along the project
corridor, and no designated or protected areas of terrestrial ecological interest that will
be affected by the proposed construction activities.

1 A rapid terrestrial vegetation survey, done in the course of the field investigations,
confirms that no locally or regionally endangered species will be affected because of
land clearing along théistributioncorridor.

1 The presence of wildlife within the project area is reported and confirmed by the field
investigationandthe local communities. However, there are no endangered or rare
species entirely dependent on the project corridor.

1 There are no species with restrictive habitat preferences that suffer the consequence
of land clearing for the implementation of the project.

9 The project corridor is neither contiguous with nor in close proximity with any of the
nationally protected areas.

1 There are birds in the project area. However, the project corridor is not contiguous
with, nor in close proximity with, any of the nationally designated Important Bird
Areas (IBA).

9 Cultural Sites: Checks have been made regarding sites of archaeological, cultural, or
tourism interest along thdistribution lineroute. It has been confirmed that the
proposed ROW has no archaeological, cultural, or tourism importance.
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Livelihoods of local people: considering the whole route, implementation of the
scheme will not significantly affect the livelihoods of local people nor cause
significant disruptionBased on the baseline survey for the Bosaso Power Expansion
Project, the anticipated livelihood impacts are multifaceted. dibibution line
construction may temporarily disrupt economic activities sudiuamessesiang its

route due to construction activitig®n a positive note, the project components have
the potentiato stimulate local economic development by enhancing energy access,
which can support small businesses, create jobs, and improve overall productivity. By
providing more reliable and sustainable power, the project can encourage local
businesses, reduce igeice on costly diesel generators, and enable new ircome
generating activities. Mitigation measusegh a®fforts to employ local labor during
construction, can help offset negative
to community livelihoods

There are no tribal people or ethnic minorities within the project corridor whose
traditional lifestyles could become compromised through the implementation of the
proposedlistribution lines.Therefore, no indigenous people development plan will
be required.

Construction of the plannadistribution linesand the installation of new substations

is feasible, indeed attractive, from the technical, economic, and environmental
viewpoints. There are no mitigation measures required, which will significantly
increase project construction costs. Most measuresam®@dered to be subject to
good engineering practice by the contractor.

5.5.Recommendtions

From the forgoing analysis, the preferred option depends on a balanced consideration of

environmental sustainability, social impacts, and economic feasibility. In this case, the
expansion of the power grid with integration of renewable energy would bkelye best
alternative to ensure lortgrm energy security and sustainability for Bosaso. This
alternative combines the need for improved infrastructure with environmental and social
benefits, especially if care is taken to minimize impacts through ¢arefiselection, the

use of smart technologies, and incorporating renewable energy sources. The key

considerations for the selected recommended alternative shall include:

1
1

Implementing erosion control, pollution prevention, and wildlife protection measures
during construction and operation.

Engaging stakeholderdevelopinga grievance redress mechanism to mitigate any
emerging issues and concerns during the project implementation.

Balancing the upfront costs of expansion and smart technology integration with the
long-term benefits of improved power reliability, reduced energy losses, and a
sustainable energy supply.

Ensuring that the project aligns with
other relevant policies on energy development.
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CHAPTER SIX: STAKEHOLDER ENGAGEMENT

6.1.0verview

Somaliabdés Provisional Constitution (2012)
participation by recognizing citizens' rights to be involved in governance, access
information, and contribute to key decisions, particularly on land use, natural resources
and policy development. This framework supports transparency, accountability, and the
inclusion of diverse voices in national and local decisiaking processes. In particular,
Article 111G - Public Participation and Decision Making is explicit on pabli
participation and consultation, Clause 1 of the Article 111G emphasizes that the public
has the right to participate in decisions that affect their governance antleivejl It
establishes the principle of inclusive participation, particularly in thetect of policy
formulation, planning, and execution at all levels of government. Under Clause 2 of the
Article 111G recognizes the right of the people to access information about public affairs,
ensuring that citizens are informed about government aes\aind decisions.

Public consultations were carried out with the objective of informing the stakeholders on
the potential impacts and seek the participation and contribution of the public and other
stakeholders during implementation of the projectidentifying the potential
environmental andocial impacts (positive and negative), and seeking of mitigation
measures for the negative impacts and measures of reinforcement for the positive impacts
was the fundamental reason for conducting public consultation. Public consiugat®n

the opportunity to protect theterestf the residentommuniy/, especially the poor and
vulnerable groups. Moreover, it provided a chance forthiberesident communitgnd

local authority to influence the project to reduce adverse impaditsaximize additional
benefits,

6.20bj ective of the Public and Stakeho

The primary objective of the public consultations and disclosure was to inform the
residentcommuniy and their representatives about the proposed project, its potential
(positive and negative) impacts and engage and maintain their active participation and
support throughout the various stages of the project (planning, design, construction,
operation andmaintenance phases of the project). In line with the above general
objectives, the public consultations were carried out with the following specific
objectves:

1 Sharing Information withhe resident communitjwembers and key stakeholders on
the scope of the proposed project and construetitivities and, to solicit their views
on the project and its potential or perceivegacts.

1 Collect baseline social and environmental data held by the community members and
local officials;

1 Assess the perception, concerns, and attitude of individual households, local
communities, and authorities about the proposed project;

1 Learn about the views of local communities and authorities towards the acceptance
of the proposed project;

95



ESIAT BOSASO POWER GRID
[REPAIR/EXPANSIONI 2024]

1 Identify the potential environmental and social impacts (i.e., beneficial and negative)
of the proposed projects from the view of local residents and local authorities;

1 Identify possible mitigation measures for offsetting/avoiding negative impacts and
enhancing positive impacts;

1 Establish and maintain a constructive relationship with relevant stakeholders; and

1 Collect information on any additional requirements or issues of concern to be taken
into account during the project design and construction phase in this ESIA.

1 Respond to any issues or address misconceptions that the stakeholders may have
regarding the proposed project.

Stakeholder engagement for the ESIA of the proposed Bosaso Power Grid Expansion
Project was conducted through a series of consultations, meetings, and surveys with key
stakeholders, including local communities, government agencies, business operators,
and civil society organizations. These engagements were organized to ensure
transparency, gather concerns, and incorporate stakeholder input into the project
planning. The consultations provided the consultants with an opportunity to explain the
project scopepbjectives, and expected impacts, ensuring that all stakeholders had a
clear understanding of the development. Public meetings were held in accessible
locations, and on®n-one discussions were conducted directly with the stakeholders.
Additionally, strutured questionnaires were used to capture stakeholder feedback
systematically.

During the engagement process, stakeholders expressed initial coretaonspotential
negative impacts, including land acquisition, disruptions to businesses, and
environmental risks. However, it was clarified that the project footprint does not require
relocation, demolition, or compensation, as no significant impacts apegmies or
livelihoods were anticipated. The engagement also addressed broader concerns such as
noise, dust, and public safety during construction, all of which will be mitigated through
the Environmental and Social Management Plan (ESMP). By ensuritiguoas
dialogue and grievance redress mechanisms, the engagement process fostered
community trust and support for the project while reinforcing commitments to
sustainable and responsible development.

6.3.Consultation Methodology

The public consultation and disclosure process was designed to involve all the relevant
stakeholders in and around Bosaso City, especially alomydpesed power distribution

lines. Key agenda points included disclosure of prejetdted information, expectations

and benefits, perception of risks, anxieties, fears, and uncertainties, and possible measures
to mitigate adverse impacts. From Septembe252024, consultations wereld with

the projectstakeholdersincludingMinistry of Energy,mineralsand water resources of
Puntlandand Bosaso Municipality officialsSThe consultations focused on disclosure of
projectrelated information, expectations, risks, anxieties, fears, and possible measures to
mitigate adverse impacts.
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The study team briefed consultation participants about the proposed project's nature,
components, and influence areas at the beginning of each session. Participants expressed
their views and attitudes towards the project. The main findings and feedbacthése

events ar@rovided inAppendix 1of this report.

6.4.Project Information Provided by the Assessment Team

The project information provided by the Environmental and Social Impact Assessment
(ESIA) study assessment team for the proposed expansion and strengthening of the
Bosaso Power Grid includes detailed descriptions and key elements necessary for
assessing gential environmental and social impacts. The following project details were
shared by the study team during the consultation processes:

1 Scope of the projecExplained that the project involved upgrading the existing power
distributioninfrastructure to enhance capacity, reliability, and efficiency. This will
include the expansion dlistribution lines, upgrading substations, and strengthening
the overall grid.

1 Project location:Explained that the project will be implemented in Bosaso City, the
economic hub of Puntland, located along the Gulf of Aden.

1 Project phasesExplained that the project is divided into three main phases: the
design and planning phase, the construction phase (including land preparation,
excavation, and installation of equipment), and the operational phase.

1 Project rationale Ex pl ai ned t hat the upgrade was n
increasing demand for reliable electricity and that population growth, economic
development, and the expansion of industries and services have placed significant
pressure on the existing power grid

1 Economic and social benefitSxplained that the enhanced power supply is expected
to support local businesses, improve public services (e.g., health, education), and
stimulate overall economic growth. It was also explained that the project will also
help reduce reliance on inefficieand expensive diesel generators currently used by
many residents and businesses.

1 Project estimated duratiorExplained that the project timeline typically covered the
planning, construction, and operation phases. Depending on the scale of the upgrade,
construction may take several months to over a year, with operational benefits
expected soon after commissioning

1 Physical environmentExplained the details of the existing environmental conditions,
including climate, land use, topography, soil, air quality, water resources, and
biodiversity in Bosaso and surrounding areas. The stakeholders were further informed
that the data formed thmasis for predicting potential environmental impacts.

1 Socioeconomic condition€Explained that the information on the demographics,
livelihoods, land ownership, public services, and economic activities of the
population in Bosaso, particularly communities in proximity to the proposed project
site.

1 Consideration of Alternative&xplained that the ESIA examined various alternatives
to the proposed project, including different routesdistribution lines, alternative
energy sources (e.g., renewabl es) , and th
does not take place. It was further explained that the alternatives are assessed based
on technical feasibility, cost, environmental impact, and sacied¢ptability.
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1 To address community fears, clear the stakeholders were informed mitigation
measuresncludingregular community engagement and transparent communication,
andstablishedyrievance redress mechanism

6.5.Key findings mms t a k e hconsultagions 0

The key findings from the Environmental and Social Impact Assessment (ESIA) of the
Bosaso Power Grid Expansion Project highlight its significant positive impacts on local
communities, businesses, and public institutions. The project is expected to enhance
electricity supply reliability, reduce power outages, and support economic growth by
enabling businesses to operate more efficiently. Improved access to stable electricity will
also benefit essential services such as healthcare facilities, schools, andsuwpgly
systems, contributing to overall soe@gonomic development. Additionally, the project
aligns with regional development goals by promoting energy security and supporting the
transition to a more modern and resilient power infrastructure. Staleregagements
confirmed widespread support for the project, with community members and local
officials recognizing its potential to improve living standards and foster investment
opportunities.

Beyond economic and social benefits, the project is designed to minimize adverse
environmental and social impacts. By utilizing the existing right of way, the expansion
avoids demolitions, relocations, and resettlements, ensuring minimal disruption to
livelihoods and properties. Concerns raised by stakeholders, such as constelatezh
disturbances, occupational safety, and temporary traffic impacts, will be effectively
managed through the Environmental and Social Management Plan (ESMP). The
implementaibn of best practices in construction and environmental management will
ensure that any temporary inconveniences are mitigated while maximizingeiomg
benefits. Overall, the Bosaso Power Grid Expansion Project represents a transformative
initiative thatwill enhance energy access, drive sustainable development, and improve
the quality of life for residents and businesses in the region.

6.5.1 Key findings on consultations with Puntland State and Bosaso
Municipality officials

Local authorities are another important stakeholder identified by the study team who are
able to influence the implementation of the proposed projects in many ways. Therefore,
a number of consultation meetings were conducted with the local authorigesriahd
incorporate their views and attitudes with regard to the proposed project. The following
were the key findings:
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6.5.11 Awareness and Understanding of the Proposed Project

In all the consultation meetings, the first topic of the discussions was to understand the
awareness of the participants about the proposed projects and their components. The local
authorities, both Puntland State and Bosaso Municipality Officials, hagbrioo
information about the proposed project. Therefore, the study team provided adequate
information to the participants about the nature, componentgsjiatributionroutes at

the beginning of each consultation session. Once the local authoritiesnfcaraed

about the proposed project and the objective of this particular consultation meeting, it was
not difficult to conduct fruitful consultation meegs with the local officials.

6.51.2. Expectations and benefits of the proposed project
The local officials identified the following potential benefits and participated in the
consultation meetings:

a) Provide reliable electricity service in Bosaso Ci@wing to the nature and objective
of the proposed projects, the local authorities expected the provision of reliable
electricity service. According to the officials, access to electricity service is one of the
major challenges of the city and the surrangdareas. Therefore, with the realization
of the proposed project, this challenge will be alleviated at least to a greater degree in
Bosaso City and the surrounding areas.

b) Increase access to electricity service and coveragee implementation of the
proposed project will increase household access to electricity service and the overall
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c)

d)

e)

f)

)

h)

)

electricity coverage in Bosaso and surrounding areas. Particularhelectnfied
households will get an opportunity to access electricity in the near future.

Enhance business activities in the ardacording to the officials, lack of reliable

and adequate power supply in Bosaso City and surrounding areas is one of the major
bottlenecks for limited business activities in the area. Therefore, with the construction
of the proposed project, existing pemsupply will be enhanced in and around Bosaso
City that requires power supply for operation, which will flourish, which in turn plays

a positive role in the local Puntland State economy.

Enhance service delivenAccording to the local officials, implementation of the
proposed project, which will enhance the existing power supply in the area, will
contribute positively to the delivery of some social services in the area. For example,
the presence of reliable powsuwpply will improve various health delivery services,

as most of the equipment and tools used by health institutions require reliable power
supply for better use.

Employment opportunityThe local authorities also anticipated the potential
employment opportunities for the local people, especially during the construction
phase. The participants believed the local people would have a new opportunity to
increase their income by getting sokied of casual job opportunity during project
construction.

Improved quality of life: Another interesting benefit identified by the officials and
local authorities who participated in the consultation meetings relates to improvement
of quality of life for the residents living in and around the project influence area. They
explained how cHienging life is for most of the residents in the projedtuenced

area due to the to the hot weather conditions and lack of reliable power supply that
limited households from using different domestic electrical appliances tkat a
required due to the climatic condition of the area. Therefore, the participants expect
the quality of life of the local peopl® improve after project implementation.
Improved access to electricity service will enable residents to use home appliances
like refrigerators, ventilators, and other appliances that promote quality of life in such
a hot environment.

Reduced System Losséarticipants, especially ESP, expect system losses to be
significantly reduced with reference to the baseline levels. This is to be realized
through the proposed rehabilitation and expansion of the distribution network which
include medium voltage extensi®, installation of additional distribution
transformers as well as the establishment of a 33kV power distribution system.
Reduced cost of energyarticipants specifically consumers expect the project to lead
to reduced cost of electricity hisshould be realized from increased generation from
solar PV which is known to be relatively inexpensive as compared teshiggd
diesel, and improved system efficiency arising from the proposed network
rehabilitation initiatives.

Improved quality of electricitgupply: ESP expecthe project to enhance quality of
electricity supply. The participants, especially ESPs, believe that with
interconnections of the 15kV and 11kV networks, establishment of 33kV system,
extension of 11kV networks and installation of additional transformelsge drop,

and the lengths of low voltagestworks reducedand this will lead to better quality

of supply.

Reduced environmental pollutiofthe participants expect the project to lead to
reduced environmental pollution.
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6.51.3. Perception, Risks, Concerns, and Adverse Impacts Associated with the
Project

The local officials also voiced their fears, concerns, and uncertainties associated with the
implementation of the proposatistribution lineand substation projects in the area.
Accordingly, the following fears and concerns were raised by the local authorities during
the consultation meetings:

1 Impact on land allocated for different purpos€sie of the main concerns of the local
authorities is the potential negative impact of the project component on land used and
allocated for various purposes, especially along the proposed powerline to be
upgraded.

1 Impact on houses and housing structufnother concern raised by the local
authorities was the potential impact of the project, espedalyibution lineRight
of Way (RoW), on residential houses and other institutions. The participants further
explainedthat the proposed power distribution lines will be constructed with the road
reserves as is the usual practice and will not have any negative impact on health or
safety.

1 Fear of not benefiting from implementation of the proposed projEcé& other
interesting concerns and anxieties of the local authorities include that some of the
anticipated potential benefits may not be realized as promised. Based on their previous
experience from similar infrastructure projects implemented in the Sityne
participants were very suspicious of the proposed project in delivering the expected
benefits, such as employmeapportunitiesto the local residents, provision of
electricity service, etc.

Local officials generally perceived the Bosaso Power Grid Expansion Project as a crucial
infrastructure development that would enhance electricity supply reliability and support
SO2y2YAO 3IAINRBGIK Ay GKS NBIA2y P ¢KSW® NBO23y
access to power for businesses, households, and public institutions, thereby fostering
sociceconomic development. During stakeholder engagements, officials acknowledged
the project's strategic importance and expressed their support, particularly gtgen
alignment with regional development goals. They also appreciated the project's design,
which ensures that the expansion will take place within the existing right of way,
minimizing disruption to communities and businesses. Despite their support, local
officials raised concerns about potential risks associated with the construction phase,
including temporary disturbances such as dust, noise, and traffic disruptions. They
emphasized the need for effective mitigation measures to address occupationah healt
and safety risks for workers and community members. Additionally, concerns were
raised regarding potential impacts on existing infrastructure and utilities during
construction activities. However, it was clarified that the project would not lead to
demoiltions, relocations, or resettlements along the right of way, as the alignment
avoids private properties and sensitive areas. Officials were reassured that all identified
risks and adverse impacts would be addressed through the implementation of the
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Environmental and Social Management Plan (ESMP), ensuring responsible and
sustainable project execution.

To address the concerns of Puntland State and Bosaso municipality authorities regarding
potential environmental and social impacts from the proposed Bosaso power grid repair
and expansionhey were informed that theroject will prioritize sustainable practices

and community welbeing. A comprehensive Environmental and Social Impact
Assessment (ESIA) has been conducted to identify and mitigate any risks, including
noise, air quality, and safety impacts. To minimigwption,the project wl implement
measures such as dust suppression, controlled noise levels, and secure construction zones.
Additionally, a grievance redress mechanism (GRM) will be available to promptly
address any emerging concerns from stakeholtl®,igh continuous monitoring and

open communication, the projestll further aim to ensure that environmental integrity

and community safety remain paramount throughout the construction and operational
phases.

6.51.4. Proposed beneféanhancement and mitigation measures

The patrticipants were also given the opportunity to propose some measures to avoid or
mitigate negative impacts and enhance the potential beneficial impacts. Therefore, the
following measures are proposed by the local offiaiaisngthe consultation meetings:

1 Provision of electricity serviceConsidering the high demand for access to electricity
service in Bosaso City and the surrounding areas, the local officials requested the
project proponent to provide electricity service for y@dectrified households in the
city within the project area3he participants also strongly pointed out that the project
would not have the expected support from the local communities UhkeESPis
ready to provide electricity service at least to some of thestexirified Bosao City
residents found within the project corridor.

1 Employment opportunities for the local peoplée local officials also suggested the
need to provide employment priority during construction to the local people.
Employment opportunity will not only benefit the local people in terms of dbam
monetary benefit but also strengthen the relationséipreen project proponents and
the local people. This employment opportunity will enhance the acceptance of the
projects by the wider community members residing in and around the project area.

1 The construction of the project must be in line with the Bosaso City mastethsan;
local officials also explained the importance of considering the Bosaso City master
plan, land allocation, and other future plans while designingdisigibution line
routes. The project implementers should also be flexible and willing to reroute and
shift some of the project components if they're not in line with the Basaso City master
plan. During the meetings, the participants asked clarifications on the following
isstes: (a) how will the project plan compensate for the affected property? Will this
project alleviate the energy shortage in the area?; (b) is it possible to change some of
the current project component location if it is not in line with the master pléfeot a
more properties?; and)(what other direct or indirect benefits the local community
can get from the construction of the proposiéstributionand substation projects?
The response to requests for clarifications were as follows: (a)TYiegorojectwill
boostpower generatiorthrough installation of a 7.15MWp/5.5MW solar PV plant
+3MW/11MWh BESS plant. In addition, the project includes rehabilitation and
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expansion of the distribution network. This measures are adequate to address the
current shortfalls and constraints in electricity supply. (b) Relocation of the
substations is not foreseen as these will be constructed on private land to be provided
by the ESP. As for the lines, relocation is not foreseen as the powerlines will be
constructed within the road reserve. The project is not in any conflict with the city
masterplan (c) Reduced system losses, reduced environmental pollution, improved
reliability and quality of electricity supply and reduced energy costs.

Additional information was requested about what other additional benefits the project will
bring to the local people and its contribution in alleviating the energy shortage in and
around Bosaso City. The study team responded that the main objective tofictongs

such a project is to enhance the existing power supply with the project influence area.
Therefore, implementation of the proposed project will definitely reduce the existing
power shortages within the project influence area. Moreover, implenwntatithe
proposed project will create job opportunities for the local youth, improve social service
provision, and play a positive role in boosting the local economy. Generally, the
consultative meetings carried out with local officials were very prodeicibespite such
undesirable consequences, however, officials at all levels strongly and unanimously
supported implementation of the proposed projects and pledged to work with the project
to identify and implement measures that could mitigate adverse tisnpfatbe project on

local populations as well as the environment at large. They expressed their willingness to
provide all the necessary support in their capacity for the successful implementation of
the project.

6.6.Key finding from @nsultation meetings with community members

As mentioned earlier, public consultations with community members residing within and
around Bosas®ity were conducted. To ensure the inclusiveness of the consultation
processes, all crosections of communities (elders, influential community members,
clan leaders, farmers, and other community members) were included in the public
consultation meetingsonducted with the community members in the project influence
areas.

The local communities generally welcomed the Bosaso Power Grid Expansion Project,
recognizing its potential to improve electricity supply, support economic activities, and
enhance overall living conditions. Many community members viewed the project as a
step toward modernization, reducing reliance on expensive and unreliable alternative
power sources. During stakeholder engagements, they expressed optimism that the
expansion would lead to better business opportunities, improved social services, and
increasd access to affordable electricity. The project was well received, particularly
because it was clearly communicated that it would not result in demolitions, relocations,
or resettlements along the right of way. Despite the positive reception, some communit
members raised concerns about potential risks and adverse impacts during the
construction phase. Key concerns included temporary inconveniences such as dust
emissions, noise pollution, traffic disruptions, and possible safety hazards near
construction ges. Additionally, there were questions about how the project might affect
access to roads and local businesses during implementation. However, it was clarified
that all these issues would be effectively managed through the Environmental and Social
Managenent Plan (ESMP). The community was reassured that mitigation measures,
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including safety protocols, traffic management, and dust control, would be put in place to
minimize any negative impacts while ensuring smooth project implementation.

6.6.1.Awareness and understanding of the proposed project

Most of the community members had no prior information about the propssedution

line and substation projects. Therefore, the study team had to introduce and brief about
the proposed project's nature, components, routes/location, and activities it will involve.
The information also included a presentation of the objective of these particul
consultation meetings to the participants. The participants were also encouraged by the
consultation facilitator to be free and actively engage in the discussion.

6.6.2.Expected benefits and positive impacts

Identification of potential positive impacts of the proposed projects was one of the
objectives of the public consultation meetings with the community members; therefore,
the participants were given a chance to reflect on their expectations from the
implementation of the proposed projects in the area. Accordingly, the participants
managed to speak out what they thought would be the potential benefits of the project to
their community and in the area. Sometloé expected benefits and positive impacts
identified by the community members are summarized below:

1 Provision of electricity services to nafectrified villages:As electricity service is
the longtime demand of many neglectrified households within and around Bosaso
City, itds not surprising to hear that
came to the mind of the participants. According to theroanity members, there are
a number of households within the project influence who have not yet connected to
electricity. Therefore, this is the primary benefit the community expects from the
project.

1 Alleviate power shortage and interruption in the ar&éae community members also
expect the implementation of the proposed project will improve the electricity
capacity, and therefore, it will alleviate the existing power shortage and frequent
power interruption in the area.

1 Creation of temporary employment opportunitigisnilar to local officials consulted,
the participants expect the project to provide employment opportunities, especially
during the construction phase, to members of the local community. The community
members also explained how such employment oppaeganitill benefit the local
people in terms of increasing income earning and, above all, acquiring and learning
new skills and knowledge related to construction activities.

1 Improve the existing poor social services provisiéecording to the consultation
participants, Bosaso City and the surrounding areas in particular are characterized by
poor social services and infrastructure. Therefore, implementation of the proposed
project in the area would help to improve some of tkistieag provision of social
services and facilities in the area. For example, reliable and sustainable power supply
will improve the provision of services given by the health institutions, as many of the
devices and instruments used in the health institutions require reliable power supply
for better functioning. The provision of other services like telecommunication and
government and private business services such as secretary, photocopy, internet,
haircut, welding, and other services that require electricity will be improved.
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Contribute to future development activitiettie participants also pointed out the
potential positive impact they expect from the implementation of the proposed project
in the area, and it will increase development project activities that will take place in
Bosaso City and the surrounding citieghe future. Apart from what they managed

to identify in relation to the potential benefits of the project, some participants wanted
to know more from the study team about additional benefits that implementétion o
the proposedistribution lineand substation project would bring to their community.

6.6.3.Perception of risks, concerns, and uncertainties associated with the project

It was noted that in all the consultation meetings carried out with the community
members, it was not challenging the participants to identify the risks and uncertainties
associated with the implementation aitribution lineand substation projects in their
communities. The anticipated risks, fears, and uncertainties associated with the proposed
project are summarized as follows:

il

Injuries and accidentsAnother anticipated negative impact that the consulted
community members identified in relation to the construction activities of the
proposed project include injuries and accidents that can happen to humans, livestock,
and properties as the movementmicks and heavy machinery will increase at the
construction phase.

Fear of not getting employment opportunitiesnother concern raised by the
consulted community members was related to employment opportunities that the
project will create during the construction phase. Some of the community members
witnessed how some infrastructure projects, like road constrymtopects, that took
place in the area gave priority to employment opportunities to people who came from
other places instead of the local youth who were seeking the same opportunity.
Therefore, the participantead some concerns because of similar past experiences.

To allay any fears from the local community associated with the project, they were
informed that the proposed project will address environmental and social concerns by
implementing responsible construction practices, prioritizing health, safety, and ininima
disruption. Some of the measures shall include dust suppression, noise control, and secure
work areas. Additionally, they were informed that the full ESIA has been conducted, and
has identified potential risks, ensuring mitigation strategies proteajuaiity, water
resources, and community spackdditionally, agrievance redress mechanism (GRM)

will be available for residents to share concerns and receive support. Regular updates and
open communication will keep the community informed and ensure thetbeialwill

be safeguardeduring all phases of the project

6.6.4.Mitigation measures proposed by community members

Along with identification of both positive and negative impacts of the proposed
distribution lineand substation projects, the community members also shared mitigation
and benefit enhancement measures. Accordingly, they proposed the following measures:

1 Provision of electricity servicetn all the consultation meetings, the community

members suggested the importance of providing electricity service telecmfied
households found within the direct project impact corridor. According to the
participants, provision of electricity sereido nonrelectrified households will not
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only mitigate the potential negative impact of the project but also reinforce the
anticipated positive impacts of the proposed project implementation.

1 Support & engage in development of other social infrastructure and social services:
The participants call up on MOEWR and the Puntland State agency responsible for
electricity supply to support and take part in alleviating some of the problems the local
residents are facing at the moment, which include challenges with inadequate
electriaty supply.

1 Priority of employment opportunitfommunity members also proposed the need to
give priority in employment opportunities to be created by construction work to the
local youth residing within the project influence area. Women participants also
suggested the need to give equal employmenbrbppity to women community
members who want to work in the construction activities of the project.

1 Grievance mechanisnthe consulted community members finally informed the need
to conduct further consultation meetings prior to project implementation as well as
suggested the importance of handling any prejeletted accidents and complaints
through the existing local tragbnal grievancesolving mechanism.

The overall result from public consultation
towards the project is found positive and desirous of enjoying the benefits associated with
electric power supply as soon as possible.ddmemunity members consultade willing

to provide assistance during the project implementation activities.

6.7.Consultation meetings with the womand youthgroups

Under the FRS Constitution (2012), worneerd youthhave the right to full consultation

in the formulation of national development policies, the designing and execution of
projects, and particularly in the cae€ projects affecting the interests of womand
youth Therefore, to ensure the inclusiveness of the consultation processes, amminen
youthwere included in separate consultation meetings between Septerib@r 284,

with women groups of the community residing in and around Bosaso City.

The key findings from youth and womends gr
Expansion Project reflect strong support for the initiative due to its anticipated socio
economic benefits. Youth groups highlighted the potential for job creation during the
construction and operational phases, seeing the project as an opportunity for skills
development and employment in the energy sector. They also recognized that improved
electricity access would foster entrepreneurship by enabling small businesses, tech

staru p s , and vocational training centers to
similarly acknowledged the projectds positi
to reliable electricity for households, schools, and healthcare facilities, which would

improve daily life and service delivery. The availability of stable power was also seen as

a crucial factor in supporting woméed businesses, such as tailoring, food processing,

and retail, ultimately contributing to economic empowerment.

Despite the enthusi asm, both youth and wome
shortt er m di sruptions during construction. Wo
safety measures near construction sites, particularly for children and vulnerablermmembe
of the community. They also highlighted concerns about dust, noise, and temporary road
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access issues affecting local businesses. Youth groups, while optimistic about
employment opportunities, sought assurances that local labor would be prioritized in

hiring processes. It was clarified that all these concerns would be addressed through the
Environmental and Social Management Plan (ESMP), with measures such as community

safety protocols, traffic management, and employment opportunities for local workers.
Overall, both groups expr eterm kedefitsandhiiboked e nc e i
forward to its successful implementation, ensuring inclusive development and economic
growth.

30, 2024
11.280978N

Photo8. View ofstakeholders consultation session witbmenand youth
groupson repair and expansion &osasmand surrounding areas power grid

6.8.ESIA report disclosure and clearance

From the outset, it is emphasized that the proposed project shall involve a multitude of
stakeholders, including the Federal and Puntland State Governments through the AfDB.
Projects like this usually attract the attention of various stakeholders andarerafeen

prone to various scrutiny, i ncluding criti
globalized world. Therefore, it is crucially important for the project to encourage views

and comments from all players and address them properly andatelygegardless of

their sources, types, and motives. The MOEWR, as the project proponent, is responsible

for providing all stakeholders at all levels with accurate antbtgate information about

this ESIA. Methods and modalities for public discloswan take different forms

depending on what is intended to be achieved. The bottom line, however, is the
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participation of all key players at all lev8ldocal, regional, national, as well as
international ones. The following methods will be adopted for the public disclosure.

6.9.Disclosure plan

The project will use a variety @ommunication techniques to announce major project
milestones and decision points, information about the project, its impact, and mitigation
measures, and these are discussed as follows:

6.9.1.Consultative meetings upon completion of the ESIA

Upon completion of preparation of the ESIA, the MOEWR will organize a consultative
workshop before the start of construction. Stakeholders identified and consulted during
the initial phase of the public consultation process would be called to the negtgfhas
consultative meetings. They will be invited to discuss the contents of the ESIA and
contribute to its finalization. The purpose of the meetings will be to present the initial
findings from the consultative meetings and update them with new projeometion.

The required information on project objectives, descriptions, and potential impacts will
be shared with the stakeholders to make them aware of the project impacts and the likely
mitigation measures to be pursued and implemented. The partiohis encouraged

to forward ideas, questions, and comments to facilitate the implementation. The results
of these discussions will be incorporated in the final ESIA Report for future consideration
and implementation.

6.9.2.Prepare Project Information Package

A dedicated Project Information Package shall be prepared by MoEWR with tools
adapted to the communities. The information packages shall include a summary of ESIA
findings: the purpose, nature, and scale of the project; duration of the proposed project
actvities; any risks to and potential impacts on communities and relevant mitigation
measures; the envisaged stakeholder engagement process; and the grievance mechanism.

6.9.3.Project Web Site

Project documents, including the ESIA, will be uploadedMo we ad e Af DBO s
websites as part of the public disclosure process. This electronic medium will serve as a
permanent promotion, information, and public relations forum for the project, making it
easier to reach out to both national and international stakebodohel address their
concerns and exchange views, experiences, and information on matters related to the
project. In addition, it will equip them with accurate anetoquolate information abduhe

project and its progress.

6.10.Clearance and Disclosure of the ESIA
The ESIA document will be submitted to the MoOEWR for their review and approval. The
ESIA report will be submitted to AfDB for review and clearance.
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CHAPTER SEVEN: ANTICIPATED
ENVIRONMENTAL AND SOCIAL |MPACTS AND
MITIGATION MEASURES

7.1.0verview

This section examines how the proposed project will interact with parts of the physical,
biological, and social environments, as well as infrastructure and utilities, to produce
effects on resources and receptors. The impacts are grouped accordinghastee qf

the project life cycle in order to better understand the risks and implications connected
with each one. The study area is described as Bosaso City and the surrounding areas
where the indirect, combined, and cumulative effects are likely to oCriteria for
assessing the significance of impacts stemed from the following key elements:

1 The magnitude (including nature, scale and duration) of the change to the natural or
socioeconomic environment (e.g. an increase in erosion, or an increase in employment
opportunities), expressed, wherever practicable, in quantitative terms. The magnitude
of all impacts is viewed from the perspective of those affected by considering the
likely perceived importance as understood through stakeholder engagement;

1 The nature and sensitivity of the impact receptor (physical, biological, or human).
Where the receptor is physical, the assessment considered the quality, sensitivity to
change and importance of the receptor. For a human receptor, the sensitivity of the
household, community or wider societal group was considered along with their ability
to adapt to and manage the effects of the impact; and

1 The likelihood (probability) that the identified impact will occur. This is estimated
based upon experience or evidence that such an outcome has previously occurred.

For this assessment, significance has been defined in T-dldased on five levels.

Table 7-0-1: Categories of significance
Category Significance
Negligible | Negligible impacts (or Insignificant impacts) are where a resource or red
impacts (or| (including people) will not be affected in any way by a particular activity o

Insignificant | pr edi ct ed effect is deemedonegl:]i
impacts) from naturalbackground variations.
Minor An i mpact of minor significance

be experienced, but the impact magnitude is sufficiently small (with or wi
mitigation) and well within accepted standards, and/orréaeptor is of low
sensitivity/value.

Moderate An i mpact of moderate significan

limits and standards. Moderate impacts may cover a broad range, f
threshold below which the impact is minor, up to a level that might be just
of breaching a legal limi Clearly to design an activity so that its effects g
just avoid breaking a law and/or cause a major impact is not best practic
emphasis for moderate impacts is therefore on demonstrating that the
has been reduced to a level that is ALARBIlow-asreasonablypossible).
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This does not necessarily mean t
OMinord i mpact s, but that moder a
efficiently.

For environmental impacts, the significance criteria used in this ESIA is as shown in
Table7-2.

Table 7-0-2: Overall significance criteria for environmental impacts

Receptor sensitivity Impact Magnitude
Low Medium High
Low Minor Minor Moderate
Medium Minor Moderate
High Moderate

For the social impact assessment, the perceptions of stakeholders, expressed as opinions
around certain issues, can beraportant as actual impacts. Consequently, the concept

of perception is explicitly brought into the evaluation of significance after an impact is
evaluated. When an impact is of significant stakeholder concern, this may cause a rise in

the significance ratg. This prompts the formulation of more rigorous, appropriate
mitigation measures, which focus on the sources of the impacts, and address stakeholder
perceptions. The risk of not addressing stakeholder perceptions is that reputational
damage couldarise,e sul ting in the | oss of a 6soci al

7.2.lmpacts during construction phase

This subsection identifies and assesses the anticipated positive and negative impacts of
the project during the construction phase. For each positive impact, enhancement
measures are proposed, for negative impacts, a set of mitigation and monieas\ges
areidentifiedto avoidandminimizeadversempacts.

7.2.1.Positive impacts
7.2.1.1.National,local andregionaleconomy

The project will boost the Puntland State and FRS economies during construction. The
contractors are expected to source materials and services from local and foreign
companies. This will generate local, regional, and national economic growth, increase
demand for business$o-business services, and boost turnover for SMEs in Bosaso City.
The impact is reversible, as it only occurs during the construction phase.
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Enhancement measures

1 Promoting local workforce development through skills training aagacitybuilding
programs, ensuring that local businesses can benefit from the improved
infrastructure.

Adopting policies that encourage pubfidvate partnerships and foreign direct investm
Fostering trade and economic cooperation.

1
|

7.2.1.2 Benefit to local retail businesses

It is expected that the construction and upgrade of the substatiodssarizlition lines

will necessitate a workforce of over 50 people. The workforce, construction crews will
require food, accommodation asdndries most of which will be provided by local retall
shops. This will present a shdaerm economic benefit for local business owners.

Enhancement measures

1 Contractors and subcontractors will encourage their workers to support businesg
conduct their businesses in line with national laws. Quality and safety of products
advocated for amongst local businesses as this will have the overall éffeptaving the
standards of the local businesses.

1 During the sensitization meetings with local communities, the local residents neeq
informed about the Project and how their businesses can benefit from the Project.

7.2.1.3. Employment opportunities

The power expansion and distribution project in Bosaso City is expected to create
significant employment opportunities, both during the construction and operational
phases. Local job creation will encompass a range of skilled and unskilled positions,
including construction workers, electricians, engineers, and project managers.
Additionally, indirect jobs in supporting sectors such as transportation, supply chains, and
service industries will arise, benefiting local businesses and boosting the city's gconom
The project will also offer longerm employment in the operation and maintenance of
the expanded power infrastructure, contributing to workforce development and enhanced
livelihoods in the region.

Enhancement measures

9 Giving priority to thelocals in all employment opportunities

9 Prioritize local workforce involvement and skill development.

i Establishing training and apprenticeship programs can equip local residents w
technical skills needed for both the construction and operation phases of the
ensuring longterm job creation. Encouraging the use of local contractors and estgpgan
further stimulate the local job market.

1 Promoting entrepreneurship by providing support to small businesses antpstegtated
to the energy sector, such as maintenance services or @iieggnt product supplierg
can create indirect employment opportunities.

1 Fostering collaboration between educational institutions and the project developé
ensure a steady pipeline of skilled labor, contributing to sustained economic grow
job creation.
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7.2.1.4.SKkills transfer
The construction activities will require workers with various levels of skill, including skilled-semi

skilled and unskilled labour. Contractors will be required for construction of substation
facilities, civil works, construction of onsite building and thstribution lines. Electrical

and mechanical expertise will be required for the upgradéswibution lines as well as
re-conductoring of the 11kV and 15k#istribution lines within and around the City.
While skilled labour required will be from specialised national and international
contractors, senskilled and unskilled labour will be obtained fragsidents depending

on the nature of work and availability of the required labour. This will be a temporary
direct and reversible impact for the duration of the construction phase.

Enhancement measures

Wherever feasible, local people will bensidered for job opportunities commensut
with their level of skills. Adequate occupational health and safety standards v
provided to ensure the work environment is conducive. The onus will be ¢
Contractor to ensure that children under the af twelve are not employed at the ¢
and any children above fourteen years are not given physically demanding wg
work under adult supervision as per restrictions of the FGS Employment Aci
Contractors will be obligated to fight the ills dfitd labour, and as such, will be lialy
for any offences such as Child Labo

7.2.1.5.Improved access to clean and reliable electricity

Under the Somalia Power Master Plan (2018), programmesggihdficantly increase
electricity supply and coverage for the citizens of the Federal Republic of Somalia is
emphasized. Projects that focus on expansion of electricity prodwatobdistribution
capacity therefore supports the national socioeconomic agenda, and achieving the
national development plans for the FRS. Additionally, the project will support the country
in meeting its obligations under the Paris Agreement.

Enhancement measures
1 Prioritizing sustainable energy solutions and expanding gogerage tg
underserved communities.

1 Investing in modernizing the electricity distribution infrastructure can enhanct
reliability, minimizing outages and improving service quality.

1 Public awareness campaigns on energy efficiency and the benefits of clean
can encourage responsible consumption, maximizing the impact of exp
access.

1 Ensuring that affordable electricity tariffs are established will also pro
equitable access, particularly for lowiacome households, boosting the ove
social and economic benefits of the project.

7.2.1.6 Attracting and expanding investments in Bosaso City

According to the local officials, there are potential investment areas, which require
adequate and reliable power supply. It was learnt from the consultation that shortage of
power supply is the main constraint to expanding the existing investmentsractrajt

new ones in Bosaso City. Therefore, enhanced capacity provided by the proposed project
would help curb the existing shortage of electricity thereby contributing to the local as
well as the regional industrial and economic development.
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Enhancement measures

1 Ensure stable and sustainable electricity supply to investors to enable them
operational costs and enhance productivity across sectors such as manufg
trade, and services.

1 Include provisions for energgfficient technologies and renewable ene
integration, making the city a hub for sustainable development.

1 Ensure favorable tariffs for industrial users and investment in mg
infrastructure.

7.2.1.7. Enhance application of new technologies in social facilities and infrastructures
There is a rapid expansion of social facilities and infrastructures in Bosaso City. These
developments include health posts/centres, hospitals, pharmacies, rural drug stores,
schools, universities, computer and electronic centres, telephone infrastruetares
However, the existing social facilities and infrastructures suffer either from serious
shortage power supply, frequent power interruption or lack of connection at all. As a
result, such social facilities and infrastructures are not in a positiprotade reliable,
adequate and efficient services and unable to use new technologies to deliver efficient
services. The main benefit that the local people and authorities would like to get from the
planned project is reliable electric power supply therebsuring the improved social
facilities and infrastructures and application of new technologies for enhancing the
quality of services being rendered to the local residents.

Enhancement measures

The Bosaso Municipality can facilitate the implementation of smart infrastructure
as intelligent transportation systems and public lighting, which rely on consistent
for optimal functionality.

7.2.1.8.Expansion of smakcale business in services and commerce/trade

During construction new small businesses such as catering services (bars and restaurants)
will be initiated along thédL construction sites. These types of businesses could earn
additional income to households due to the presence of large numbers construction
workers in the project area. More traffic movement could also contribute to an increase
In incomegenerating activies in the town sections located along the prajesttibution

line corridor and surrounding areabk addition to improving access to domestic
consumers, small local businesses including restaurants, small servicgs;,cagssing
industries and manufacturing workshops would benefit greatly from expanded
distribution due to the projecRower requiring micro and smaltale enterprises are
rapidly growing in Bosaso City.

Enhancement measures

71 Contractors and subcontractors will encourage their workers to support bus
that conduct their businesses in line with national laws. Quality and saf¢
products will be advocated for amongst local businesses as this will have the
effect d improving the standards of the local businesses.

1 During the sensitization meetings with local communities, the local residents
to be informed about the Project and how their businesses can benefit fr
Project.
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7.2.1.9.Gender issues

The power expansion and distribution project in Bosaso City presents both opportunities
and challenges in addressing gender issues. On one hand, the project can promote gender
equality by providing employment opportunities for women, particularly in
adminstrative, technical, and managerial roles, contributing to economic empowerment.
Improved access to electricity can also enhance women's daily lives by reducing the time
spent on household chores, improving access to education through better lighting, and
fostering women's entrepreneurship through new business opportunities.

Enhancement measures
1 Ensure equal employment opportunities for women
1 Ensure gender balancestaff establishment

7.2.1.10Income to material/ equipment suppliers and contractors

Construction of power plants, ssghations and upgrading/construction of the power
distribution lines in Bosaso will involve civil, electrical and mechanical works which will
require sourcing of requisite materials both locally and internationally. Construction of
the distribution lines will require cement and aggregates for pylon foundations, transfer
cables, conductors and metallic beams. Material such as steel, timber, aggregates,
reinforcement bars and cement may be available locally and this will bppamtunity

for the local service suppliers to benefit financially from the project. This will be a
temporary direct financial benefit for suppliers and transporters. The electrical and
mechanical equipment might not be locally available and have to pertd. This
presents financial benefit for local and foreign suppliarshoriterm but significant
sociceconomic benefit.

Enhancement measures

Earth materials for example, murram, aggregate (stones and sand) are obtain
quarry operations. Conscious or unwitting purchase of these materials from unli
operations indirectly supports, encourages and promotes environmental degrag
illegal quarry sites and can cause medium to-teny negative impacts. It wi
therefore be a contractual obligation for contractors to procure construction me
from legitimate or licensed sources.

7.2.2.Negative impacts

7.2.2.1.Impactson biophysicaknvironment

7.2.2.1.11 andscapandvisual

Construction of the substations adigtribution lineswill change the landscape in the
area. The project areas already have exigtiagibution lines which are accustomed to
observers. The impact intensity will be medium because even though the change brought
about by the change in landscape will be major, it is expected that even without the
construction activities, the landscape would have changesidering the high rate at
which land in the area has been bought by potential developers. The ingp#atasice

is rated moderate.
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Impact Landscapeand visual

Typeof impact Negative

Typeof Effect Direct

Duration Longterm: The effects will commence from the g

of construction and thereaftpermanent changes
visual charactemwill occur,including into operations

Reversibility Irreversibleuntil the entire Projecinfrastructureis
decommissioned.
ReceptoiSensitivity Low on the basisthat thereis no internationalot

national tourism receptors in the area, and the
has little, if any aesthetic value.
Magnitude Mediumi thechangego thevisualconditionof the
land will occurwithin the Project Site andwill be
noticeableacrosghesurroundingarea.
Significanceof theimpactwithout mitigationMinor

Significanceof theimpactwith mitigation  [Minor

Mitigation measures

1 Erect temporary barriers or screens around construction sites to shield views ¢
machinery, equipment, and activities from the surrounding area, minimizing
disturbance.

1 Limit the clearing of vegetation to only what is necessary for construction, and ens
any cleared areas are rehabilitated with native plants after construction to res
landscape.

1 Locate material storage areas and equipment yards in less visible or already disturl
and keep them tidy to reduce the visual clutter during the construction period.

1 Design temporary access roads with minimal disruption to the landscape, and ens
roads are restored to their original condition, or better, once construction is complet¢

1 Where possible, restore disturbed areas progressively as construction moves forwg
than waiting until the project is fullgompleted. This helps minimize prolonged vi
impacts.

1 Avoid construction activities near scenic or culturally significant landscapes, and
project phases to avoid highly visible areas during periods of high public activity, 3
tourist seasons.

1 Ensure that waste and debris from construction activities are promptly and properly 1
and disposed of to avoid creating an unsightly and cluttered environment.

1 Minimize the use of bright lights during nighttime construction to reduce light poll
especially in areas that are normally dark. Use directional lighting to limit the spillg
light into surrounding areas.

7.2.2.1.2 Soil, groundwateandsurfacewater contamination

Groundwater and harvested water stored in open and unprotected ponds are used for water
supply purposes in Bosaso and surrounding areas for drinking, washing purposes and
cattle watering. Pollution of these resources may arise at or close to the baseicamps
work sites as a result of inadequate provision of sanitary and waste facilities, and
accidental or deliberate spillage or leakage of polluting materials. Inappropriate disposal
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of refuse and some materials used in construction can also lead to public and animal health
hazards. Such pollution adversely affects those who depend on local water resources, can
have serious lonterm effects on water quality. Additionally, removal agetation

cover in the ROW, wayleaves and substation site whose root systems bind the soil may
increase the risk of erosion by water or wind in the project area. Earthworks when
constructing tower foundations near streams could increase sediment load in
watercourses.

Impact Soil, ground water and surface wate
contamination

Typeof impact Negative

Typeof effect Directasit will affectsoil only

Duration Shortterm changes in soil character

chemical composition may occur, but |
term consequences are unlikely unless n
contamination is cleaned up.

Reversibility Reversibleaslocalized spillsandsoil compacte
areasanbecleanedandrestored.

ReceptoiSensitivity Low i thequality of thesoil is notuniquein the
area and does not have significant agricul
value.

Magnitude Low as site construction activities will be

restrictedto occuronly in the ProjectSite
Significance of the impact withouiModerate

mitigation
Significanceof theimpactwith mitigatiorMinor

Mitigation measures

Concrete wash water to be discharged only at designated facilities.
Construction of adequate aefficient drainage channels at the substation site, \
will provide proper drainage for the substation during operation.

Discharge of untreated concrete wash water to surface waters to be strictly pr
Ensure all hazardous materials are stored in designated areas (i.e. on flat

sloping ground) to prevent spillage;

1 Ensure appropriate hazardous materials containers are used with seals that a
condition (i.e. glass containers for corrosive chemicals);

Ensure employees have appropriate training in safe hazardous materials har
Implementation of temporary erosion control measures (e.g. silt fence, erosia
especially where construction sites are near surface water.

Installation of portable toilets for construction workers.

Recycling of wash water will be done as far as practical.

Remove and dispose wastes from septic tanks installed for construction crey
at appropriate interval & at designated sites to avoid overflow and p
contamination of the ground or surface drainage; and

1 Revegetation of exposed slopes immediately after construction is completed

Il
il
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71 Spillage of hazardous liquids (e.g. oil) to be prevented by implementing
prevention measures.

1 Stockpiles and temporarily removed topsoil to be stored in a location and mg
prevent soil runoff.

1 The contractor is required to collect and treat storm water runoff from open wqg
servicing and repairs and other areas in bonded storage areas before discha
receiving drainage and waterways;

1 The contractor is required to make specific and adequate provision for the dis
sanitary and other liquid and solid wastes in such a way as will not result in ai
of pollution or hazard to human or animal health;

1 The Contractor is required to prevemtrance or accidental spillage of pollutants
wastes into flowing and/or dry water courses and groundwater resources.

1 The contractor is required to prohibit washing of project vehicles and plan
adjacent to any water sources. All washing to be carried out at designated are
from water sources; and

1 The contractor is responsible, at his own cost, for cleaning up any pollution
by his activities and the payment of full compensation to those affected.

7.2.2.1.4 Air quality

The main processes of construction could lead to emission of particulate matter into the
ambient air (i.e. Construction dust and debris). During construction there will be
deterioration in air quality due to the generation of suspended particles/fugisivieam
concrete batching plants, construction works, construction equipment and emissions from
vehicles have the potential to negatively affect air quality in the vicinity of the
construction sites and access roads. However, many of these operatitaisenilace in
locations away from populated settlement areas. Therefore, the likelihood and
consequences of these impacts result in a moderate risk rating. However, where the road
passes through residential areas, raised dust can cause considerabte harghican

result in increased health issues including respiratory disease, eye, nose and throat
irritation, etc. Although temporarily excessive dust will impact construction workers and
community living close to the project influence area. Thus, it pontant to limit dust in

the work environment and to the nearby communities. At the present time, traffic
emissions and other air pollution hazards are not viewed as a major problem by local
populations because traffic volumes are low and tolerance leneetsgh.

Dust

The construction activities are likely to pose dust generation risks due to the region's arid
environment, characterized by dry soils and frequent winds. Excavation, land clearing,
and heavy vehicle movement during the construction phase can resulttamsabdust
emissions, leading to air quality deterioration. This dust can affect nearby communities,
reduce visibility, and pose respiratory health risks to workers and residents.

Impact Air quality (Dust)

Typeof impact Negative

Typeof effect Direct

Duration Shorttermasit is limited to constructiorphaseonly

Reversibility Reversiblegiven that air quality would revertbach
to baselineconditions after construction works
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completed

Receptomsensitivity Low given thatthereare no settlementsadjacento
the Project Site.

Magnitude Medium given that the generation of dust i

limited to the Project Site, and the area is not
to largescale windblown erosion.
Significanceof theimpactwithout mitigatioriModerate

Significanceof theimpactwith mitigation |Minor

Mitigation Measures

7 To prevent high dust near settlements, traffic speed should be reduced to 30km/hr;

71 Reduce the duration of construction activities resulting in moregdungration.

71 Concrete mixing plants and associated machinery installed for project activities
equipped with suitable pollution control (dust suppression equipment) arrangements

1 The Contractor is responsible to develop an ambient air quality monitoring and man;
plan (CESMP), with particular focus on dust monitoring.

Vehicle exhaust emissions and toxic fumes

During the construction phase, vehicle exhaust emissions piseta both air quality

and public health. The use of diepelwered construction machinery, trucks, and other
vehicles results in the release of pollutants such as nitrogen oxides (NOx), carbon
monoxide (CO), particulate matter (PM), and volatile orgaamapounds (VOCSs). These
emissions can degrade air quality, contributing to smog formation and respiratory issues
for nearby communities and workers. Additionally, prolonged exposure to these
pollutants could exacerbate pegisting health conditions, patilarly for vulnerable
groups such as children and the elderly. Without mitigation measures like regular
maintenance of equipment and encouraging the use of cleaner fuels or technologies, the
environmental impact could be considerable.

Impact Air_quality (Vehicle exhaust emissions and toxic fume

Typeof impact Negative

Typeof Effect Direct

Duration Shorttermasit is limited to constructiorphaseonly

Reversibility Reversiblegiven that air quality would revertback ta
baselineconditionsafter construction works is complet

ReceptoiSensitivity Low given that there are no settlementsadjacentto the
Project Site.

Magnitude Medium given that the generationof dust is limited tg
the Project Site, and the area is pobne to largescals
wind-blown erosion.

Significance of the impacMinor

without mitigation
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Significanceof theimpactwithiNegligible
mitigation

Mitigation Measures

1l
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Vehicle speed in residential areas will be limited by instructions to drivers. Th
be enhanced by the installation of speed limit signals as appropriate;
Construction machinery should be well maintained to minimize excessive g
emissions;

Prevent the occurrence of smoke emissions or fumes from fuel oils;

Avoid exposing any volatile chemical to the atmosphere;

Do not burn material, which produce toxic gases. No burning is allowed to m
such as tires, plastic, rubber products or other materials that create heavy g
nuisance odour.

The Contractor is also responsible to monitor the air pollution risk at all const
sites, campsite, access roads and near settlements/villages.

7.2.2.1.5Noise and vibrations

In and around the project area and along the access road corridor the noise sources include
vehicular traffic and the hooting of the vehicles along the existing access road, and human

activity including religious institutions. Sustained noise levels ducimigstruction are

expected to be much higher than the ambient noise level in the project site and along the
access road. Noise and vibration result from construction activities in general but

particularly from operation of heavy machinery. Other operatijmerating significant

noise include concrete mixing plants and if required excavation and stone crushing. The
sensitive receptors include: vulnerable targets (school, clinic, worship place, local

administration offices, etc.) exposed to noise and vimafrom the project and
construction of new or upgrading of existing access road.

Impact Noise and vibrations

Typeof impact Negative

Typeof Effect Direct

Duration Short term as it is limited to construction phase

Reversibility Reversible given that noise levels will rapidly re
to baseline conditions after construction work
completed

ReceptoiSensitivity Medium given that there are permanent/temp

settlements adjacent to the RoW.

Magnitude Medium given that the generation of noise is li

to be limited to the use of construction machi
and earth movements.

Significanceof theimpactwithout mitigatiorModerate

Significanceof theimpactwith mitigation |Minor
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Mitigation measures

1 A proper routine and preventive maintenance procedure for project vehicles and eg
should be set for their best operating conditions and lowest noise levels possiblg
extraneous noises from mechanical vibration, creaking and squeaking acedrddu
minimum;

1 Conduct jobspecific training for machinery and heavy vehicle operators to cov
importance of noise control and available noise reduction measures.

1 In principle noisy construction works to be limited to normal working hours and no op¢

on Fridays and public holidays.

Vehicles and machinery to be equipped with exhaust mufflers and well maintained.

Additional noise suppression measures (e.g. covering of noisy units) to be implem

noise levels at nearest sensitive receptor consistently exceeds national noise stan

case of consistent complaints.

1 Construction workers to be provided with appropriate PPE such as ear plugs and €

for protection against excessive noise.

Construction machines and vehicles to be turned off when not in use.

Construction equipment generating high noise shall be designed to have an adequ

control (such as mufflers, silenced exhaust acoustic);

1 Controls shall be undertaken to reduce exposures to >80 dBA, including layout of eq
selection of quieter machines, isolation of workers from noise source etc.

1 Coordinate and implement all noise and vibration control measures to ensure Nati
AfDB standards are met;

1 Minimize worker exposure to noise and vibration by providing appropriate PPE, |
protection and noise control device as required.

= A

= A

7.2.2.1.6Biodiversity

Fauna

There will be no major habitat fragmentation, since the towers and associated facilities
will be constructed in a habitat that is already degradedibyan settlement and
cultivation activities. This loss is not expected to bring about marked differences in the
available habitat for the wildlife, since there is sufficient similar habitat in the EHnege

are no ecological sites or wildlife habitats considered to be either critical, fragile or high
value within the corridor of the proposed power line and no significant impact is expected
on such habitatsThere will be no destruction of valuable wildlife habitats and
impediments to wildlife movements diog construction or operation of the Project.

The construction oDistribution lineand the facility required may impact birds and bats

by creating barrier effects. Birds may be restricted from the use of habitats adjacent to
these developments. In addition, active construction may affect movements or can
displace some birds and bats; é&xample, they may avoid a localized migratory route. It
has been found out that slight change in flight direction, height or speed may result in
fitness problem to the bird. Powdistribution lines pose a number of threats to a variety

of birds includirg migratory birds. Mortalities from collisions with power lines and
electrocutions. Those bird species most vul
such as the ducks and geese, while electrocution victims are usually birds of prey. The
three najor impacts oDL on bird species include: mortality through collision with power
lines; mortality through electrocution and habitat disturbance.

Impact Fauna
Type of impact Negative
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Typeof effect Directandindirectasit will affectfaunaflora

Duration Long term as impactswill persistthroughout th
operatingperiod

Reversibility Reversible: some species could be displaced
the project site during construction.

ReceptoiSensitivity No permanent presencé threatened wild fauna
the project sites and the immediate surrounding g

Magnitude Medium as site construction activities will
restricted only in the project site. Fauna could n
away to similar habitatsin the adjacent areas.

Significanceof theimpactwithout mitigatiofModerate
Significanceof theimpactwith mitigation |Minor

Mitigation measures

1 As much as possible the size of the area to be cleared and used for the project
minimized;

7 Vehicles and trucks as much as possible should use the existing roads to minimize
vehicle traffic through undisturbed areas and loss of habitat by wildlife;

M Habitat restoration activities should be initiated after construction activities are con
and

1 Secure the safe movement of animals displaced and an attempt to protect in their ng
must be carried out.

1 To design an aviasafe power pole to minimize bird electrocution risk by provi
sufficient separation between energized phase conductors and between phases ang
hardware to accommodate at least the viastrist or heaeto-foot distance of aild;

1 The use of a steel or concrete monopole structure with sufficient clearance would n
electrocution risks to avifauna; and

1 Crossarms, insulators and other parts of the power lines can be constructed so tha
no space for birds to perch where they can be proximate to energized wires.

1 Making power line more visible to birds (line marking). The assumption is that birds
with overhead cables because they cannot see them. Heneeiditigity markers should
installed to make the lines more visible to birds.

1 Habitat management at site level should be considered, such as, to avoid establish
or waste disposal storage sites within development area;

1 As much as possible vegetation cover that may support small mammals, rodents,
amphibians and other birds, which attract raptors, must be removed; and

1 Retain existing lowying vegetation ground cover along tiistribution lineROW thereb
minimizing vegetation clearing.

Flora

One of the major unavoidable impacts of the proposed project will be land clearing for
the construction of the construction of tower foundation and SubstBismibution line
construction and maintenance can lead to the permanent removal of woody vegetation
and in some cases. However, there are no significant areas of natural -oragewli
forest in and around the project area, and no designated or protected areas dlterrest
ecological interest will be affected by the proposed construction aesiwtihile the
project footprint is not well endowed with trees, approximately 2&@uretrees with
different diameters at breast height (dslgmsare expected to be cleared during the
construction phase of the projethere is no critical habitat that will be impacted by the
project. Although th®L, the new substation projectmd the associated access road are
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located in an ecologically less important area, as much as possible excessive destruction
of the limited shrubs and small trees will be avoided or compensated. It is recommended
to adhere to principles of environmental conservation during the constructoter to

avoid excessive destruction of vegetation and disturbance of land in the construction area.
Therefore, the Contractor shall implement mitigation measures to minimise the
destruction of vegetation.

Impact Flora

Type of impact Negative

Typeof effect Directandindirectasit will affectfaunaflora

Duration Long term as impactswill persistthroughout th
operatingperiod

Reversibility Reversible: Vegetation restoration activities ca
undertaken during the operation phase.

Receptosensitivity Low T no documented presence of endangered
species

Magnitude Low-to-medium: Vegetation clearance will
restricted only for the targeted sections of
Project site earmarked for installation of s
panels, and the accompanying infrastruc
including ancillary facilities.

Significanceof theimpactwithout mitigatiofModerate
Significanceof theimpactwith mitigation |Minor

Mitigation Measures

1 Avoid unnecessary destruction of trees and other vegetation by restricting land cle
what is absolutely necessamwjthin the project boundary and along the accessatgdment

1 Rehabilitation of temporary construction sites and camps should be done with suitab

plants;

All damaged areas shall be reinstated and rehabilitated upon completiorcongtreiction

Compensate in cash for the loss of privat@lyned mature trees;

The contractor will be responsible for any fire accident caused by his activities wit

project area;

7 The contractor is responsible for the conduct of his workforce in relation to environ
protection matters and to specifically prohibit unnecessary felling of trees;

7 There should be care to avoid introduction of invasive alien species. Early detecl
eradication is recommended.

E_ I I

7.2.2.1.7 Soil erosion

Clearance of vegetation at the proposed site will have the potential to contribute to soil
erosion through the agents of wind and running water. Activities such as earthworks,
construction of the proposed substation and associated facilities, spillageoatrolled
release of potentially polluting material such as concrete wash water, fuels (oils, diesel,
hydraulic fluid, or lubricants) or paint during construction could also contribute to soill
degradation. Earthworks when constructing tower foundatieasand/or within swamps

or near streams could increase sediment load in watercourses, mainly around tower
footings if within the wetland. Localised soil contamination would also arise from
irresponsible waste management on site. During constructionpecsild take place as

a result of change in ground cover, cut and fill, or poor erosion control practices which
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increase the soil erosion potential. The sensitivity of receptor to occurrence of soil erosion
during the construction phase, especially during rainy and windy periods. Impact
significance: moderate.

Impact Soil erosion

Type of impact Negative

Typeof effect Direct and indirect as the project site is locate
an area prone to soil erosion

Duration Short term as it will likely occur onlyduring
construction phase.

Reversibility Reversible: Proper mitigation measures will en

the impact is minimized. Additionally, the agent
erosion tend to be seasonal and spatial.
Receptoisensitivity Low i the project site is located in an area with
agricultural activities so eroded soil will not ca
eutrophication/alter water quality of any neg
surface water resources in the Project Area.
Magnitude Low i soil disturbance and loosening will
restricted only for the targeted sections of
Project site earmarked for installation of s
panels, and the accompanying infrastruc
including ancillary facilities.

Significanceof theimpactwithout mitigatiofModerate

Significanceof theimpactwith mitigation |Minor

Mitigation measures

1 Along the access road corridor, replanting cleared areas on slopes vulnerable to erg
as cutandfill slopes with plant species (grasses) which have the abilities to: armg
surface against erosion and abrasion by intercepting raindrops; stgpsiope by proppit
from the base; and reinforce the soil profile by increasing its shear resistance (roots

1 Design and construct suitable permanent drainage structures including: Paved side
sections vulnerable to serious erosion and gully formation (mainly around tower fou
areas and within the SS); and diverting drains (where these are nggestdch avoi
excessive concentration of flows.

1 Minimize sidecasting of excavation materials at construction site and along the acce
corridor by depositing it only on approved disposal sites;

1 Preserving topsoil from the project boundary and road cuts fasealuring site restorati
on laydown and other areas used for temporary purposes.

1 The risk rating of impacts from soil erosion is classified as moderate, which is envirot
impact with some consequences and likely to occur. Implementation of the above m
measures is expected to reduce the risk rating to Low, which is emédral impacts wil
no or limited consequence and less likely to occur.

1 Within the project boundary and along the project access road alignment, restr
clearing to what is absolutely necessary.

7.2.2.1.8Wastes

Solid waste generation

Large scale construction work will produce considerable amount of construction waste.
These wastes unless properly managed, would cause pollution of the environment and
that is air, land, and surface and ground water resources. The major waste materials (a
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their sources) that can be generated during construction of the Project include: waste
generated by construction works, construction campsite and other facilities; containers
for various construction materials and plastics; used lumber for scaffoldingiahate
packing material; metal scraps from different construction sites; hazardous solid wastes
such as discharged fuel filters, batteries, etc. of vehicles and machinery; and hazardous
solid wastes such as paints and solvents and clinical or medical widste€ontractor

shall apply the duty of care principles to waste management activities to ensure that waste
is managed in accordance with the requirements of this plan and that waste does not pose
a threat to human health or the environment. As a gepi@tice at the construction site,

the Contractor shall adopt the following waste minimization hierarchy that prioritises
waste management solutions and these include reduce the overall amount of waste, reuse
and recycling of any wastes that are unavoiglat#ated and disposal as a last resort. Any
waste material which is unable to be reused, reprocessed or recycled shall be disposed at
a landfill.

As the construction site is expected to have hazardous materials like chemicals,
hydrocarbons, etc., the removal and disposal of hazardous wastes in the project site should
follow nationally or internationally recognized procedures. Therefore, the Canrtract
shall properly store (or stockpiled) the hazardous waste on site at designated location and
warning signs shall be posted and handled. There are no licensed hazardous waste
disposal sites around the construction area.

Impact Solid wastes

Type of impact Negative

Typeof effect Direct and indirect

Duration Short term

Reversibility Reversible: Proper mitigation measures will en
the impact is minimized.

Receptomensitivity Low i Medium

Magnitude Low

Significanceof theimpactwithout Moderate

mitigation

Significanceof theimpactwith mitigation |Minor

Mitigation measures
7 Construction wastes will not be allowed to accumulate on the construction site but
promptly collected and removed regularly from the site by the Contractor;
Indiscriminate disposal of solid waste shall be strictly prohibited;

Sufficient number of labelled and colour coded garbage bins and container will b

available at all construction offices, stores, camps, canteens, etc. to ensure wastes i

segregated at generation sites (source). Waste bins shall be labéllatiaric, Somali ar|

English and according to standards;

1 Wastes will be appropriately segregated such that hazardous amdzemdous wastes
not mixed and to allow for recycling and reuse where appropriate;

1 Waste materials will be placed and stored in suitable containers. Storage areas and
will be maintained in a sanitary condition and shall be covered to prevent spreading ¢
by wind or animals;

1 All wastes generated shall be correctly identified and stored pending collection/trar
reuse, recovery, recycling or disposal in an environmentally sound manner;

1l
1l
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1 Any waste material that is inadvertently disposed in or adjacent to any watercourse
removed immediately in a manner that minimizes adverse impacts, and the original
pattern will be restored;

1 All wastes, which are not designated as combustible waste to be bursite, omill be
recycled, disposed of in an approved landfill, or shipped to an approved disposal fac

1 Solids, sludge and other pollutants generated as a result of construction or remove
the course of treatment or control of wastewaters will be disposed of in a sanitary lan
prevented their direct or indirect discharge to any watercourgeand waters.

Hazardous wastes

1 All hazardous waste shall be disposed of in accordance with the national and inter
legislative requirements;

Develop and implement emergency preparedness and response plan.

Ensure appropriate PPE is provided and used; and

Establish temporary and permanent spill containment structure;

Know the location and proper use of clagmmaterial;

Respect, as minimum requirements national and international laws, codes and guide
to apply the strictest standards everywhere feasible.

7 Site operators must ensure that spilled products are immediately cleaned to preven
of the same into the nearby river and groundwater.

E ]

Liquid waste generation

During the construction phase, liquid waste generation will pose environmental and
health risks. Potential sources will include runoff from construction areas, spills of fuels,
lubricants, and chemicals, as well as wastewater from worker camps. If netlprop
managed, these wastes can contaminate soil, surface, and groundwater resources,
adversely affecting local ecosystems and communities. Seepage from spilled fuels and
oils and leaking machinery can also negatively impact groundwater water which could
lead to potential contamination. Generally, due to the localized area of impact, the overall
significance of the related impacts, especially on water quality is considered to be minor,
provided the necessary mitigation/ management measures are implemented.

Impact Liquid wastes

Typeof impact Negative

Typeof Effect Direct

Duration Short Term as it is limited to the constructio
phaseonly

Reversibility Water abstraction is expected to be reversible

useof wastereatment/disposdcilitiesis expecte
to be norreversible as once space in lan
facilities is used, this will bepermanentlyused.

ReceptoiSensitivity Low as such utilities are expectedto be able tg
handleprojectrequirements
Magnitude Low aswastegeneratedrom projectis considere

relativelyminimal
Significance of the impact without mitigatiMinor
Significanceof theimpactwithout mitigatiorNegligible

Mitigation measures
1 Proper storage of the oil is required to ensure no leakages
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Frequent inspection and maintenance of the generator to minimize leakages.

No vehicles should be serviced or maintained at the project site.

The waste oil or used oil must be disposéidappropriately.

Proper training for the handling and use of fuels for the operators of the power plant
In the event of accidental leaks, contaminated top soil should be scooped and dispqg
appropriately.

= A -a-a_-A

7.2.2.2 Impactsoninfrastructureandutilities

7.2.2.2.1Water consumption

Water is one of the main resouricebe used for different purposes during construction
phase such as drinking and domestic consumption and for concrete and access road
works, etc. Water is highly valued in pastoralist communities of the project influence
areas where the inhabitants expece frequent hardship of fetching water from long
distance. The main water source for Bosaso City is groundwater, and in general, water is
a scarce resource in the project area. Therdfmesjoid potential competition with scarce
community water anfbr efficient use of water the Contractor shall consider the following
mitigation measures:

Impact Water consumption

Typeof impact Negative

Typeof Effect Direct

Duration Short term and longterm as the water will |
required during both construction and operg
phases

Reversibility Reversibleas water resourcesin general canbg
consideredechargeable

Receptomsensitivity Moderate due to importance of water supply
conditionswithin the projectarea.

Magnitude Low as water requirements are considere
relatively low during the construction phase of
project

Significanceof theimpactwithout mitigatiorModerate

Significanceof theimpactwith mitigation [Minor

Mitigation measures

7 The Contractor will not use the existing community water points;

1 In consultation and without affecting the availability of water resources for existing us
Contractor is responsible to make arrangements to supply the water demand for con
and other purposes;

1 The Contractor will need to develop its own water supply sources (i.e. to buy wat
licensed suppliers or wells) for the construction and the campsites requirements; an

1 Inthe event of there being any valid dispute regarding the effect the contractor's arrar
may have on the water supply of others, the contractor shall be responsible for proy
alternative supply to those affected, which is not inferior inntjtyaor quality to tha
previously enjoyed.

7.2.2.2.2Energy consumption
During the construction phase, energy consumption risks will arise from the increased
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demand for fuel and electricity needed to power construction machinery, equipment, and
worker facilities. This heightened energy demand can strain local energy resources,
particularly in a region where access to reliable electricity is already limitesil Ensrgy

is nonrenewable and its excessive use may have serious environmental implications on
its availability, price and sustainability. Additionally, reliance on fossil fuels for
construction activities may contribute to greenhouse gas emissionsanochmental
degradation. This impact will be negligible owing to the size of the project that will
require very few trucks during the construction phase.

Impact Energy consumption

Type of impact Negative

Type ofEffect Direct

Duration Short term and longerm as energy will
required during both construction and operg
phases

Reversibility Reversible with proper mitigation measures

Receptor sensitivity Low but the contractor will be required

implement energy saving measures at the p
site during construction and operation phase
Magnitude Low as energy requirements are consid
relatively low during the construction phase o
project

Significance of the impact without mitigatiMinor

Significance of the impact with mitigationNegligible

Mitigation measures

1 Ensure responsible electricity use at the construction site through sensitization of sti
conserve electricity by switching off electrical equipment or appliances when they ar
being used.

1 Proper planning of transportation of materials will ensure that fossil fuels (diesel, pet
not consumed in excessive amounts.

1 Complementary to these measures, they monitor energy use during construction an
targets for reduction of energy use.

7.2.2.3.Impactson socialenvironment

7.2.2.31. Inconveniences andisruptions

The repair and expansion of Bosaso's power grid, including constructing new medium
voltagedistribution lines, a new power plant on the city's outskirts, and three additional
substations, could lead itaconveniences and disruptions to the residents and businesses.
The construction activities are likely to cause inconveniences and disruption of different
strengths tahe residentdHowever, suclinconvenienceand disruptions are expected to

be temporal, andill not result into relocation aresettlemergof any nature.

Impact Inconveniences and disruptions

Typeof impact Negative

Typeof effect Direct

Duration Long term as such impact will occur during
constructionand continueinto the operatiorphase

Reversibility Irreversibleaslandareawill bechangedntoa sola
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PV, substations andlistribution lines which ng
longer can be used for other activities.

ReceptoiSensitivity Major as the economic activities are likely,
decline for some households.

Magnitude High as the many residences are likely tg
effected

Significanceof theimpactwithout mitigatiorfMinor
Significanceof theimpactwith mitigation |Minor

Mitigation measures

1 Promptly compensate economically displaced persons for loss of assets at full replg
cost.

1 Provide replacement property of equal or greater value, or cash compensation
replacement cost where appropriate, to persons with legal rights or claims to land
are recognised agecognizablainder the national law.

1 Provide assistandbat will off-s et any | oss of a commur
This could take the form of initiatives that enhance the productivity of the remg
resources to which the community has acceskinid or cash compensation for loss
access or prasion of access to alternative sources of the lost resource.

1 Compensate economically displaced persons who are without legally recognisable
to land for lost assets.

1 Provide transitional support to economically displaced persons, as necessary, bas
reasonable estimate of the time required to restore their ineaming capacity
production levels, and standards of living.

7.2.2.3.2. Economic displacement

Economic displacement is defined as the loss of assets or access to asksdghat
loss of income sources or means of livelihood because of prejattd land acquisition
or disruptions of economic activities.

Impact Economic displacement

Typeof impact Negative

Typeof effect Direct

Duration Long term as such impact will occur during
constructionand continueinto the operatiorphase

Reversibility Irreversibleaslandareawill bechangedntoa sola

PV, substations and transmission lines whictg
longer can be used for other activities.

ReceptoiSensitivity Major as the economic activities are likely,
decline for some households.

Magnitude High as the many residences are likely tg
effected

Significanceof theimpact Minor

without mitigation

Significanceof theimpactwith mitigation |Minor

Mitigation measures

1 Promptly compensate economically displaced persons for loss of assets at full replg
cost.

1 Provide replacement property of equal or greater value, or cash compensation
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replacement cost where appropriate, to persons with legal rights or claims to land
are recognised agecognizablainder the national law.

9 Provide assistance that will eff e t any |l oss of a commur
This could take the form of initiatives that enhance the productivity of the remg
resources to which the community has acceskind or cash compensation for $osf
access or provision of access to alternative sources of the lost resource.

1 Compensate economically displaced persons who are without legedignizableclaims
to land for lost assets.

1 Provide transitional support to economically displaced persons, as necessary, bas
reasonable estimate of the time required to restore their ineaming capacity
production levels, and standards of living.

7.2.2.33. Impacts on Vulnerable Groups

Security or vulnerability of ho uependimgl ds 6
on their relative endowment with and/ or access to a range of assets (natural, physical,
human, social and financial). The more a household owns or have access to different
assets, the less vulnerable it is likely to be. Ownership of or accassetis is dictated by

an interplay of historical, social, economic, cultural, political and environmental
processes that work favourably for some groups of households and unfavourably for
others. In effect, social groups with less agsetowments becommaore vulnerable to
shocks (adverse impacts of the proposed project on farmland) than those with relatively
generous asseindowments. Households headed by the elderly, females, the chronically
ill, persons with physical disabilities and mental illness gererally more vulnerable

than others. Vulnerable households find it difficult to withstand shocks (e.g. land take by
the proposed project), bounce back quickly ardstablish their livelihoods unless their
livelihoods are cushioned with some sort ofjeted special assistance.

Impact Impacts on vulnerable groups

Typeof impact Negative

Typeof effect Direct

Duration Long term as such impact will occur during
constructionand continueinto the operatiorphase

Reversibility Irreversibleas their settlements and livelihog
could be disrupted

ReceptoiSensitivity Major as their livelihoods are likely to be disrup

Magnitude High as the many residences are likely tg
effected

Significanceof theimpactwithout Moderate

mitigation

Significanceof theimpactwith mitigation |Minor

Mitigation Measures

1 Establish an accessible, confidential GRM to report concerns related to safety, acce
and other impacts

1 Implement additional safety protocols around wpokes, including signage, barriers, al
clear pedestrian pathways, especially near schools, healthcare facilities, and areas
frequented by vulnerable populations.

1 Provide employment opportunities to vulnerafple o thpusebolds
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1 Coordinate with local organizations to offer support services, such as temporary relg
assistance;ounselling or financial support, to those most at risk of hardship due to p1
related disruptions.

1 Regularly monitor the impact on vulnerable groups and adjust mitigation measures &
needed, ensuring transparency and open communication with community represent
and local authorities.

1 Offer community workshops on health, safety, and job readiness related to the proje
focusing on empowerment and resiliefimelding for vulnerable groups.

7.2.2.34. Accidental discovery of cultural resources

The project will have no impact on known archaeological sites and artefacts as well as on
cultural heritage. Nevertheless, the possibility exists for discovery of unexplored sites of
cultural/historical and archaeological importance sites during excavatoh site
clearance. The purpose of this recommendation is to assist in the event that an unexpected
deposit or remains are encountered. The construction workforce will appropriately be
informed to be vigilant in the detection and reporting of, and theept®n of disturbance

and damage to objects and sites of physical cultural resource. Through the orientation
program the contractor will ensure that all workers are aware of the criteria for
identification of possible sites.

Impact Accidental discovery of cultural resources

Typeof impact Negative

Typeof effect Direct

Duration Shorttermasit is limited to the constructiorphas
only

Reversibility Could beirreversibleas if sites are damagedot
disturbed

ReceptoiSensitivity Low asthelikelihood of suchdiscoveriess low

Magnitude Medium given that if sites are discoveredthey
couldbe of valueandimportance

Significanceof theimpactwithout Minor

mitigation

Significanceof theimpactwith mitigation [Negligible

Mitigation measures

1 Chance Find Procedure disseminated among workers during induction trainings;

1 Upon identification of suspected archaeological or cultural remains, the location mus

disturbed, operations will immediately cease in the affected area and activities thg

ground disturbance will be minimised in and adjacent to the affecesd

The discovered site will be delineated as "no work zone";

Unauthorized entry will be prohibited and the site secured to prevent any damage d

removable objects;

1 Under no circumstances, any artefacts will be removed, destroyed or interfered
anyone on the site; and Contractors and workers shall be informed of the penalties a
with the unlawful removal of cultural, historical, archaeological or pdtdogical artefacts

1 The responsible Regional authorities shall assess the significance and importang
findings according to the various criteria relevant to cultural heritage;

1 Restoration measures will be employed to protect discoveries and flagging tt
boundaries.

E ]
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7.2.2.35. Trespassin@f unauthorizegersonnel

During the construction phase, trespassing by unauthorized persons could pose safety and
security risks. Unrestricted access to the project site can lead to potential accidents, theft
of materials, and vandalism, jeopardizing both worker safety and priojegrity.
Additionally, trespassing can disrupt construction activities, cause delays, and result in
increased costs for security measures. Implementing robust site access controls, including
fencing, signage, and regular patrols, along with commungggement to inform local
residents about the project, is essential to mitigate these risks and ensure a secure working
environment.

Impact Trespassingof unauthorized personnel

Typeof impact Negative

Typeof effect Direct

Duration Shorttermasit is expectedduring the constructio
phaseonly

Reversibility Could beirreversibleasit could resultin potentia
permanenhealthandsafetyimpacts

ReceptoiSensitivity High onthebasisthatsafetyistheP r o | lghds
priority.

Magnitude Low given distanceof any nearby settlementsor
villages

Significanceof theimpactwithout mitigatiofMinor

Significanceof theimpactwith mitigation |[Negligible

Mitigation measures

1 Fencing off the facility to keep of community members, children and livestock from
entering into the facility

7 Controlled access to the site only with prior approval

1 Maintain records of any person who comes to site

1 Ensure proper Rightf-Way (RoW) Management by undertaking secure clearances a

maintain an adequate distance from residential areas, schools, and hospitals to min

risks to public safety and avoid interference with daily activities.

Implement measures to protect vegetation, includingegetation where necessary.

Install visible and durable safety signage alongdis&ibutionroutes to warn the public

about electrical hazards and restrict unauthorized access.

1 Ensure that waste generated during construction, including scrap metal, cables, ang
insulation materials, is safely collected, disposed of, or recycled to prevent environn
contamination.

= A

7.2.2.36. Workerinflux i incomingworkforce

Employment opportunities, for skilled and unskilled labourers will be created during
construction. Development of major conflicts between local communities and
contractorés migrant workers are not to be
mechanisnmwill need to be put in place well before the start of the Project. During the
community consultation sessions, participants strongly argued that the project should set
priority and strictly adhere to employing local (skilled or unskilled and temporary or
permanent) as long as they qualify for such jobs. Similarly, it was strongly suggested that
employment priority be given to locals during operation phase.
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Impact Worker influx

Typeof impact Negative

Typeof Effect Direct

Duration Short term as it is expected during the constru
phase only

Reversibility Could be irreversible as it could result in pote
irreversible risks on health and safety

ReceptoiSensitivity Hi gh on the basis tha
priority.

Magnitude Medium as the entire workforce of up to
personnel could be exposed to increased risk.

Significanceof theimpactwithout mitigatiorModerate

Significanceof theimpactwith mitigation [Minor

Mitigation measures

T Maxi mi se | ocal hire of l abour, in so
requirements;

1 Train all construction workers the local culture with the objective to protect the au
culture and heritage of the people of the project area; and

1 Assign the responsibility to liaison with local communities and local authorities to a
i ndividual from the contractoro6s or ga
social integration, and the development of mutually satisfactory sadutiorproblem
affecting local communities.

7.2.2.37. Security

Security risks are a concern due to the potential for local conflicts, theft, and vandalism.
The presence of a large workforce and valuable equipment can attract criminal activities,
posing threats to both personnel and assets. Additionally, regionailibstnd ongoing
tensions may lead to disruptions in construction operations or even targeted attacks. To
address these security challenges, it is crucial to implement a comprehensive security plan
that includes risk assessments, collaboration with Izs&lenforcement, training for
workers on safety protocols, and the establishment of secure perimeters around the project
site to ensure a safe working environment.

Impact Security

Typeof impact Negative

Typeof Effect Direct

Duration Shortterm asit is expectedduring the constructio
phaseonly

Reversibility Could beirreversibleasit could resultin potentia
irreversibleriskson healthandsafety

ReceptoiSensitivity Medium given that could resultin potentialhealth
andsafetyrisks

Magnitude Low given enhanced security of the city by
local administration.

Significanceof theimpactwithout mitigatiofMinor

Significanceof theimpactwith mitigation [Negligible

Mitigation measures

7 Establish a welbktructured security service to assure security of the wodkelthe
community in the project footprint.
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1 Apply due diligence during selection of security providers, devise rules of engagems
provide training to all personnel;

1 Making clear that any community member can appeal if any project security breach
to any of the community and /or its member;

1 Carryout comprehensive community risk assessment and implement adequate prov,
minimize risks to communities, with particular attention to traffic risks on public road
security risks assessment and responsibilities;

1 Place appropriate signage on the boundary or at the entrance to all construction site
warning against entering the site and highlighting the health and safety risks;

1 Develop public awareness programme (including in schools alorigltleerridor) to
identify areas of particular risk and approaches to reduce risk.

1 Ensure that the safeguarding security to personnel and property is carried out in acq
with relevant human rights principles and in a manner that avoids or minimizes risks
nearby communities.

7.2.2.38. Occupationahealthandsafety risks

Construction will involve occupational health and safety risks to construction workers.
Approximately 200 constructions workers will be engaged during the construction phase
of the projectFrom the nature of construction works, impacts on the health and safety to
workers are anticipated through the following major causes and effects: workers on
construction sites are highly exposed to injuries unless precautionary measures are taken;
major @uses of fatalities and noticeable injuries include electrocugfact during
energizing and maintenance of the live line; major causes of fatalities include: falls,
fatalities caused by machinery and/or transport, struck by falling object etc.; major causes
of noticeable injuries include: falls, lifting objects, mawy, stepping on or striking
against objects, transport, etc.; death and injuries have adverse economic and social
implications to families in particular and the country in general; and risks from manual
handling of heavy loads

Impact Occupational health & safety

Typeof impact Negative

Typeof effect Direct

Duration ShortTermasit is expectedduringthe constructio
phaseonly

Reversibility Could beirreversibleasit could resultin potentia
irreversibleriskson healthandsafety

ReceptoiSensitivity High assafetystheP r o j lghédstdrierity.

Magnitude Low giventhatit is generallycontrolledthroughou
generabestpracticemeasurements

Significanceof theimpact without mitigatiorModerate

Significanceof theimpactwith mitigation |Minor

Mitigation measures

1 A construction safety management system shall be employed during project implem¢

1 Ensure that necessary protective devices and clothing are provided to the workers
they are used for the safety and health of his or her workers;

71 Provide personal protective equipment (PPE) and clothing (gloves, fall arrester, (
steeltoed boots, respirators, dust masks, hard hats, etc.) materials and tools and i
distributed to the workers for its dag-day use shall be monitored,;
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1 A safety harness is required as a fall arrester, each workman working there shall be
with one. Every safety harness shall be provided with a suitable anchorage and fi
prevent serious injury in the event of fall;

1 Whenever the use of a safety harness is necessary, a workman has a duty to wear
harness provided and keep it attached
safety;

1 To the extent possible, reduce or minimize noise at work sites and if cannot be
provide workers with PPEs such as hearing protection;

1 Apply measures such as suppressing dust and other particulate matters like those frg
storage sites;

1 In the case of manual handling of loads, advise/train workers to assess the associ
carefully and provide information about the size and distribution of loads;

1 During induction training, awareness shall be created among the workers on safe

practices and precautionary measures to be adopted,;

Maintain adequate traffic control measures throughout the construction phase;

Adopt regular systematic safety recording and reporting system (incidents, near mis

Place signs around the construction areas to provide safety advice and warning,

traffic to provide direction to various components of the works etc. All signs shal

Somali, Amharic and English and according to standards;

1 Ensure that safety procedures are followed at all workplaces. Supervisor are respg

check whether appropriate safety measures are taken/implemented before any co

activities commence; and

Respect working zone to protect passersby from encroaching the active working are

Trenches excavated for tower pads are potential risks to humans and animals falli

open excavation. Therefore, the Contractor is strongly advised to comply the

requirement by providing barricades and adequate warning notices around opefepa

1 The contractor to establishnaell-equippeclinic facility to support the workforce, and e
the local communities in the project footprint area.

1 The Contractor is required to immediately notify EEP and AfDB withid&4ours in cas
of occurrence of fatality and serious injuries.

1 Project Specific Occupational Health and Safety Management Plan shall be prep
implemented by the Contractor.

E e

= -

7.2.2.39. Communityhealthandsafetyrisks

Construction of the proposed substations and assodigé&tbution linewill involve

moving heavy equipment and materials through residential areas. This potentially poses
accident risk to the general public and construction workers. Fatal accidents could arise
from unskilled operation of heavy construction machinery, uriaatmy safety

gui delines around the construction site or
neglect requisite equipment (e.g. safety latches). Minor injuries would be reversible but
effects such as permanent disability or electrocution ofkersr during line testing
resulting in fatalities are irreversible. Considering tdagtribution line construction
workers would most likely be household heads, this impact would not only affect workers
but also their immediate and extended families. The sensitivity of the human receptor,
especially in the event of fatal accidents is high, although waaildw for minor injuries.

The potential hazards present during the installation and testing of such equipment and
parts as the transformer and switchgé&aclude working at heights, exposure to high
voltage electricity. However, the impact intensity is rated low since the system is not
power loaded during any construction works.
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Impact Community health and safetyrisks

Typeof impact Negative

Typeof effect Direct

Duration Shortterm as it is expected during the
constructiorphaseonly

Reversibility Could be irreversible as it could result in
potentialirreversiblerisks on healthandsafety

ReceptoiSensitivity High assafetyistheP r o | ghdstdrierity.

Magnitude High as the number of road movements coul
substantial when compared to the existing
situation.

Significanceof theimpactwithout mitigatiorModerate

Significanceof theimpactwith mitigation [Minor

Mitigation measures

T Use water spray or other dust suppression techniques and ensure that equipment
emissions are regularly maintained to limit air pollution.

9 Limit construction activities to daytime hours, especially near residential areas, and
noisedampening equipment to minimize disturbance to nearby communities.

1 Develop and implement a traffic management plan to control vehicle movement ne
construction sites, including signage, speed limits, and designated crossing points
pedestrians.

1 Install visible barriers around construction areas and provide clear warning signs tg
the public away from hazardous zones, especially near live electrical installations.

1 Implement proper waste disposal practices to avoid any-bpildf debris, hazardous
waste, or pollutants that could impact community health. Secure hazardous materig
prevent unauthorized access.

1 Conduct informational sessions to inform the community about the project, potentig
risks, and safe practices around construction zones and electrical infrastructure.

1 Develop and communicate an emergency response plan specific to the project site
including emergency contacts, first aid stations, and protocols for handling incident
fires or electrical hazards.

1 Regularly monitor EMF levels from the power lines to ensure they are within safe li
as recommended by international guidelines, to protect nearby residents.

1 Set up a confidential and accessible system for community members to report hea
safety concerns, ensuring timely response and resolution.

I Maintain open lines of communication with community representatives to keep
informed about the projectbds progr es:
cooperation.

7.2.2.310. Temporary disruption alectricity supply

The new substations armdistribution lines  wi | | have #0onik rf © eght
construction. A number ofechnical checks will be necessary during the process of
connecting the substation and the associditetdbution lines to the grid. This will result

in disruption of electricity supply in the areas that will be connected to the new
substations. The receptor sensitivity is rated medium since naistlbution lines will

be worked on at the same time. The intensity of the impact is rated low since the electricity

supply distribution is only expected to be interrupted towards the end of the construction
period, when substation has to be brought
reversible in nature.
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Impact Temporary disruption of electricity supply

Typeof impact Negative

Typeof effect Direct

Duration Shortterm as it is expected during the
constructiorphaseonly

Reversibility Could be irreversible as it could result in
potentialirreversiblerisks on healthandsafety

ReceptoiSensitivity High assafetyistheP r o | ghdstdrierity.

Magnitude Low-medium

Significanceof theimpactwithout mitigatiorMinor

Significanceof theimpactwith mitigation [Minor

Mitigation measures

1 Construction works will be planned in manner to minimize duration of power outage

1 If power outage is unavoidable, it will m®mmunicated to the public and facilities (e
hospital) in advance.

i Outages will be plannedinemr di nati on with ESPs and
the occurrence of outages.

1 Overhead line work to be designed and carried out in a way to avoid interfereng
existing power lines and maintaining safe separation distances from existing distr
lines.

7.2.2.311. Impacts associated with construction traffic

In and around the project area and over the existing road, traffic leveddadneely very

low. However, the proposed project during the construction phase, will involve increased
traffic of earthmoving machinery and trucks hauling construction materials, goods and

passengers. Construction traffic will increase total traffievfend is likely to be greater

in volume than normal flow, especially near to the main construction fronts. While laden
haulage vehicles move relatively slowly, unladen vehicles tend to move relatively

quickly, and there is a danger of increased hazarpedestrians, and other road users.

Impact Impacts associated with construction traffic

Typeof impact Negative

Typeof effect Direct

Duration Shortterm as it is expected during the
constructiorphaseonly

Reversibility Could be irreversible as it could result in
potentialreversibleriskson healthandsafety

ReceptoiSensitivity High assafetyistheP r o j lEgbhdstdrierity.

Magnitude High as the number of road movements coul
substantial when compared to the existing
situation.

Significanceof theimpactwithout mitigatiorModerate

Significanceof theimpactwith mitigation [Minor

Mitigation measures

1 Include a clause in the construction contracts to the effect that the contractor must mg
reasonable effort to minimize road safety hazards and inconvenience to other ro:
resulting from the passage of his, or his subcontractors' haulagdegelind should impd
and enforce compliance with speed limits;
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1 The Contractor to prepare a traffic management plan detailing traffic control procedur
its personnel traffic management procedures, travel speed limits and related control n

1 The contractor should put speed limits for cars and appropriate traffic signs in and
construction areas;

1 Assign a weltrained & adequate number of traffic marshals mainly around a place
sensitive receptors (settlements, schools, health posts, worship areas,) exist;

1 Drivers shall be given induction training at the start of the project, company policy
road safety and due diligence to ensure safety of other road users; and

1 Create awareness for the local people on how to use roads and keep themselves &
the traffic accident.

7.3.Impacts during Operation Phase

7.3.1.Positive impacts

7.3.1.1. Employment creation

During the project's operation phase, employment opportunities will be created, including
unskilled,semtiskilled, and skilled jobs for security personnel and rgiid maintenance

staff. These jobs will increase skill transfers, but the impact is expected to be low. To
enhance job opportunities, the proponent shall prioritize local communities for the
opportunities, ensure nediscriminatory employment, and provide equal opportunities
for both men and women.

Enhancement measures

9 Perioritize hire of locals for all unskilled labour.

1 Implement a local recruitment plan that is fair and transparent (including recrui
processes that ensure inclusivity of both men and women, vulnerable individuals,
clans, ethnic groups and VMGs.

1 Adhere to labour laws, and labour management practices (timely renumeration, eg
compensation for both genders for equal work etc.)

1 Create awareness to workers and the community on worker and project grievance
mechanisms.

7.3.1.2.Reduction of pollution associated with thermal power generation

The proposed solar power plant will provide a dependable and economical electrical
supply for both residential and commercial use, minimising the need for diesel generators,
kerosene, wood fuel and charcoal. This will result in lower carbon dioxide ensssio
forest destruction, and greenhouse gas emissions. The plant will eventually deliver
cleaner energy to many houses. This will further ensure that the proponent maintains
competitive power rates to dissuade residents from using other unsustainable energy
sources.

Enhancement measures

9 Prioritizing sustainable energy solutions and expanding grid coverage to undet
communities.

1 Investing in modernizing the electricity distribution infrastructure can enhance
reliability, minimizing outages and improving service quality.

1 Public awareness campaigns on energy efficiency and the benefits of clean ene
encourage responsible consumption, maximizing the impact of expanded access.

1 Ensuring that affordable electricity tariffs are established will also promote equ
access, particularly for lonencome households, boosting the overall social and econ
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| benefits of the project. |

7.3.1.3.Quality, affordable and reliable power supply

This is a maiden project with an aim of supplying power through solar because of the
increasing demand for electricity in Bosaso, Puntland State and the FRS. Once
operational, household and public institutions (dispensary, primary school) and shopping
cente in the area will greatly benefit from the stable and affordable power supply. The
impact significance is high as it will provide reliable and affordable power over a longer
period. Several enhancement measures are proposed, including ensuring theieley
functional customer support team and a field response team; and ensuring that they
communicate with the customers regularly, especially in instances of power outages to
the consumers.

Enhancement measures

9 Prioritizing sustainable energy solutions and expanding grid coveragaderserved
communities.

1 Investing in modernizing the electricity distribution infrastructure can enhance
reliability, minimizing outages and improving service quality.

1 Public awareness campaigns on energy efficiency and the benefits of clean ene
encourage responsible consumption, maximizing the impact of expanded access.

1 Ensuring that affordable electricity tariffs are established will also promote equ
access, particularly for lowsencome households, boosting the overall social and econ
benefits of the project.

7.3.2.Negative impacts

7.3.2.1.Impactson biophysicaknvironment

7.3.2.1.11 andscap@andvisual

The project is expected to be visible in the immediate vicinity and on the site, resulting
in visual impacts. Due to loamenities, the landscape impact may be minimal and readily
hidden by vegetation. The physical presence of solar panels will form a reflective surface,
resulting in a direct visual alteration. However, being noticeable does not imply being
obtrusive; aesthi® considerations are subjective. Some spectators may perceive PV
plants as mamade constructions with visual burdens, but others regard them as a good
alteration that breaks up boring views.

Impact Landscape and visual

Typeof impact Negative

Typeof effect DirectandIndirect

Duration Long term as it will be relevantall throughou
operationphase

Reversibility Irreversible as visual impactswill be relevantall
throughoutheoperationphase

ReceptoiSensitivity Low given that the location of the projectin an
otherwise rural setup with a few settlements.

Magnitude Medium given that project will be visible within
immediatevicinity andup to somekilometers

Significanceof theimpactwithout mitigatiorMinor

Significanceof theimpactwith mitigation [Negligible
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Mitigation measures
Fence off, especially the sigdbations and power plants to off/screen the solar panels.

7.3.2.1.2. Soil, groundwater and surface water contamination

During the operation phase of powdistribution lines, hybrid power plants, and
substations in Bosaso, Somalia, soil, groundwater, and surface water contamination can
pose significant environmental risks. Leaks or spills of hazardous materials, such as fuels,
lubricants, and chemicals used for maintenac&e Jead to the degradation of soil quality

and subsequent migration of contaminants into groundwater systems. The presence of
these pollutants can disrupt local ecosystems, adversely affecting plaamiara life,

and impairing the health of agricultural soils that local communities rely on for food
production. Additionally, sediment runoff from construction or maintenance activities
may introduce pollutants into nearby water bodies, leading to fucth@amination of
surface water and affecting aquatic habitats.

The social implications of such contamination are profound, particularly for communities
that depend on these natural resources for their livelihoods. Contaminated groundwater
can lead t@erious health issues for residents, including gastrointestinal diseases and other
waterborne ilinesses, particularly among vulnerable groups like children and the elderly.
Furthermore, if surface water sources, such as rivers and lakes, are pollatednpact

fishing and recreational activities, leading to economic losses and diminished quality of
life. The fear of contamination can also create distrust between local communities and
project operators, potentially resulting in social tensions and ictnfbver resource
management and accountability. To mitigate these impacts, it is essential to implement
strict monitoring protocols, ensure adherence to environmental regulations, and engage
communities in dialogue about risks and safety measures, yhéostering trust and
promoting sustainable resource management.

Impact Soil, ground water and surface wate
contamination

Typeof impact Negative

Typeof effect Direct

Duration Shortterm changes in soil character and cher

composition may occur, but longern
consequences are unlikely unless n
contamination is cleaned up.

Reversibility Reversibleas localized spillsand soil compacte
areaganbecleanedandrestored.

ReceptoiSensitivity Low T Medium

Magnitude Low

Significanceof theimpactwithout mitigatiorModerate
Significanceof theimpactwith mitigation  |Minor

Mitigation measures

1 Conduct regular environmental monitoring of soil, groundwater, and surface water (
to detect angontamination early.

1 Implement a comprehensive waste management plan that includes safe disp
hazardous materials, such as oils, batteries, and chemicals used in maintenance.
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Mitigation measures

1 Provide training to operational staff on the proper handling and storage of haz
materials to minimize accidental spills and leaks.

1 Perform regular maintenance and inspections of power lines, substations, and solg
to ensure that no leaks or spills occur.

T Opt for environmentally friendly materials and substances in maintenance and ope
practices to reduce the risk of contamination.

1 Manage vegetation around power lines and substations to prevent invasive spe(
maintain healthy ecosystems, which can aid in filtration and runoff control.

1 Develop and implement soil remediation plans if contamination is detected, includi
use of bioremediation or phytoremediation technigues.

7.3.2.1.3.Air quality

Dust

The project site is not expected to experience direct dust emissions due to the solar panels
covering a significant area. However, the dry and arid climate of the Study Area can cause
dust accumulation on solar panels, reducing efficiency and increasing maintenance
demands. This can also affect air quality, potentially affecting workers and coti@sun
Regular cleaning, dust suppression measures, and careful site design can mitigate dust
generation and its adverse effects on the plant's performance and the environment. The
impact is estimated to be leig-medium magnitude.

Impact Air quality (Dust)

Typeof impact Negative

Typeof effect Direct

Duration Shorttermasit is limited to constructiorphaseonly

Reversibility Reversiblegiven that air quality would revertbach
to baselineconditions.

Receptosensitivity Low given thatthereareno settlementadjacento
the Project Site.

Magnitude Low-to-medium given that the generation of du
expected to be from extent sources during
operation phase.

Significanceof theimpactwithout mitigatiorMinor

Significanceof theimpactwith mitigation [Negligible

Mitigation measures
Trees can be planted around the power plants andtatibns provided they do not cast shadows to the solar p|
to act as wind breakers and hence decreasedllistion

Vehicle exhaust emissions

During the operation phase, vehicle exhaust and fumes are expected to be less frequent
than during the construction phase. Maintenance vehicles, such as those cleaning solar
panels and transporting personnel, are expected to be the main sources of mission
Diesel and gasolinpowered vehicles emit pollutants like NOx, CO, and particulate
matter, which can degrade local air quality. Implementing-éfi@tient or electric
vehicles and minimizing unnecessary trips can help reduce the impact of exhaust fumes
on air quality and the surrounding community. The impact magnitude and sensitivity of
these emissions are moderate due to the few settlements within the project site.
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Impact Air _guality (Vehicle exhaust emissions)

Typeof impact Negative

Typeof Effect Direct

Duration Shorttermasit is limited to constructiorphaseonly

Reversibility Reversiblegiven that air quality would revertbach
to baselineconditions after construction works
completed

ReceptoiSensitivity Low given that thereareno settlementsdjacento
the Project Site.

Magnitude Medium given that the generation of dust is
limited to the Project Site, and the area is not
to large-scale windblown erosion.

Significanceof theimpactwithout mitigatiorMinor

Significanceof theimpactwith mitigation |Minor

Mitigation measures

9 Drivers of the vehicles must be sensitized so that they do not leave vehicles idling
exhaust emissions are lowered.

1 Company vehicles should be well maintained

7.3.2.1.4Noise and vibrations

The operation phase of a plant may cause minimal noise pollution, but some sources like
electrical equipment hum and maintenance activities can still affect the environment. The
Project Area's quiet environment may cause-level noise to nearby commums. To
mitigate disturbances, sowdd@mpening measures, scheduling maintenance during
daytime hours, and maintaining equipment in good condition can be implemented,
ensuring minimal impact on local noise levels.

Impact Noise

Typeof impact Negative

Typeof Effect Direct

Duration Short term as it is limited to a few occas
associated with particular activities with the Prg
Site.

Reversibility Reversible given that noise levels will be temp
and will rapidly revert to baseline conditions.

ReceptoiSensitivity Low given that there are no permanent/temp
settlements adjacent to the Project Site.

Magnitude Medium given that the generation of noise is li
to be limited to the use of construction machi
and earth movements.

Significanceof theimpactwithout mitigatiorMinor

Significanceof theimpactwith mitigation Negligible

Mitigation measures

I Generator room should be sound proof to ensure no noise of a nuisance level
produced.

1 Monitor noise levels
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7.3.2.1.5Biodiversity

Fauna

The operation phase of the solar power plants;ssafions andlistributionin Bosaso

City, Somalia, is likely to have several impacts on wild fauna. While solar installations
can provide clean energy and reduce habitat destruction associated with fossil fuels, the
presence of infrastructure may disrupt local wildlife movementahaviors. Species

may experience habitat fragmentation. Additionally, the risk of collision with solar panels
or associated structures could pose threats to flying specieg &lmishuman activity
around the facility may further stress wildlife, potentially leading to changes in species
composition and abundance in the surrounding areas. Effective mitigation strategies, such
as creating wildlife corridors and monitoring programall be essential to minimize

these impacts.

Impact Fauna

Type of impact Negative

Typeof effect Directandindirectasit will affectfaunaflora

Duration Long term as impactswill persistthroughout th
operatingperiod

Reversibility Irreversible: some species could be displaced
the project site during construction.

ReceptoiSensitivity Low T no species listed as EN,TNand VU faun
species are found in and around the project area.

Magnitude Low-medium as site operatioactivities will bé
restricted only in the project site. Fauna could n
away to similar habitatsin the adjacent areas wi
others become habituated.

Significanceof theimpactwithout mitigatiofModerate
Significanceof theimpactwith mitigation |Minor

Mitigation measures

1 Temporaryuse areas shall be restored and revegetated

1 An ecologist shall be hired to coordinate the fauna monitoring.

1 Undertake regular entomological monitoring and reporting programme

9 Bird deterrents will bénstalled to prevent collisions with the structures.

9 Postconstruction monitoring will be undertaken to assess the impacts on local fau
adapt mitigation strategies.

Flora

While the power plant's footprint may not expand significantly beyonddhsetruction

phase, the shading from solar panels could alter the microclimate. Some plant species
may struggle to thrive under altered light and water regimes, potentially leading to shifts
in local plant communities. Additionally, maintenance activiteech as clearing
vegetation to prevent shading on panels may limit the regeneration of native flora.
Implementing strategies such as preserving native plant buffers and reducing unnecessary
vegetation removal can help mitigate these impacts.

Impact [Flora |
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Type of impact Negative

Typeof effect Directandindirectasit will affectfaunaflora

Duration Long term as impactswill persistthroughout th
operatingperiod

Reversibility Reversible: Vegetation restoration activities ca

undertaken during the operation phase, incly
the management of invasive plant species su
Prosopis juliflorg Solanum incanunand Daturg
stramoniunthat occur in the Study Area.

Receptosensitivity Low i no documented presence of endangered
species

Magnitude Low i Vegetation regeneration and restoration
ensure most open locations in the Project
recover.

Significanceof theimpactwithout mitigatiofMinor
Significanceof theimpactwith mitigation |Minor

Mitigation measures

1 Undertake restoration works using indigenous plant species.
1 Undertake invasive species removal and monitoring.

1 An ecologist shall be hired mordinate the flora monitoring.

7.3.2.1.6 Soil erosion

Solar panel installation in arid environments like Bosasoincrease soil erosion risk by
clearing land and removing vegetation. However, once operational, panels can protect the
soil by reducing wind and water impact. To mitigate erosion, effective ground cover
strategies like droughresistant vegetation aretosion control mats are needed. Proper
drainage system design can manage runoff and reduce erosion potential, ensuring soil
stability and longterm stability.

Impact Soil erosion

Type of impact Negative

Typeof effect Direct and indirect as the project site is locate
an area prone to soil erosion

Duration Short term as it will likely occur only duri
construction phase.

Reversibility Reversible: Proper mitigation measures will en

the impact isninimized. Additionally, the agents
erosion tend to be seasonal and spatial.
Receptomsensitivity Low i the project site is located in an area with
agricultural activities so eroded soil will not ca
eutrophication/alter water quality of any neg
surface water resources in the Project Area.
Magnitude Low i the solar panels will provide protection
reducing the impact of wind and water on
Project Sitebs soil s
Significanceof theimpactwithout mitigatiofMinor

Significanceof theimpactwith mitigation |Minor

Mitigation measures
1 Construct the drainage system in a way to follow natural drain of the water
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1 Concrete only the required area and leave the rest of the land with vegetation like g
9 Construct rain water harvesting system on the control buildings/office and harne
storage tanks for use

7.3.2.1.7Wastes

Solid waste generation

The operation phase, especially of the solar power plant andtatitns project is
expected to generate modest solid waste, primarily from routine maintenance activities
and occasional repairs. To minimize environmental impact, a robust waste management
plan including recycling and proper disposal practices will be needed. Procedures for
handling and recycling materials, reducing siagge items, and regular waste audits will
help minimize the impact of solid waste and promote sustainability. The happesved
disposal facility, such as the main public landfill site, is expected to handle construction
and municipal waste. The significance of solid waste during the operation phase is
expected to be minor.

E-waste generated by the solar power plant, including discarded solar panels, lithium
batteries, and maintenanoglated materials, presents unique environmental and health
challenges due to the presence of hazardous anthiadegradable components. Solar
panels contain metals like cadmium and lead, which, if not properly disposed of, can
contaminate soil and water, while lithium batteries pose fire risks and can release harmful
chemicals if damaged. Over time, routine maintenance of the plant also gersenatler
e-wastes, including wiring, electronic parts, and packaging. Prepasee management
practices are essential to mitigate these risks, involving recycling programs to recover
valuable materials, safe storage to prevent leaks or fires, anéngaips with certified
disposal facilities to ensure that waste does not harm local ecosystems or human health.
Developing a robust@aste handling protocol not only protects the environment but also
reinforces the sustainability goals of the solar pawigiative.

Impact Solid wastes

Type of impact Negative

Typeof effect Direct and indirect

Duration Short terraLong-term

Reversibility Reversible: Proper mitigation measures will en
the impact is minimized.

Receptomsensitivity Low i the project site is located am area with 1
adjacent settlements.

Magnitude Low T Medium

Significanceof theimpactwithout mitigatiofModerate
Significanceof theimpactwith mitigation [Minor

Mitigation measures

1 Provide waste handling facilities such as labelled waisi®

1 Emphasis on prudent waste generation and give priority to reduction at source

1 Solid waste management awareness to operators

1 Operator to contract a licensed waste handler to collect and dispose solid waste

1 Develop a comprehensive-waste management plan that outlines procedures
collecting, storing, and disposing of electronic waste generated from solar panels,
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| batteries, and other maintenance components.

Liquid waste generation

Liquid waste generation during the operation phase is expected to be minimal, but proper
management is crucial. Potential sources will include runoff from solar panel cleaning
processes and small amounts of wastewater from maintenance facilities orysanitar
systems. Improper handling can lead to soil or water contamination. To mitigate risks,
best practices for wastewater management, including using environmentally friendly
cleaning agents, proper containment and treatment, and regular inspections ndied.esse
Sealed septic tanks will need be installed and evacuated to a wastewater treatment plant
for Bosaso City. Seepage from spilled fuels and oils can negatively impact groundwater
water. The overall impact on water quality is considered minor if negessagation
measures are implemented.

Liquid wastes associated withweaste from a solar power plant, mainly from lithium
batteries, damaged solar panels, and routine maintenance, can pose serious environmental
and health hazards if not carefully managed. This type of waste can includerteaks f
battery electrolyte, coolants, solvents, and cleaning agents, all of which may contain toxic
chemicals. For instance, damaged lithium batteries may release lithium salts or other
harmful substances that can contaminate soil and water, posing riskaltedosystems

and human health. Additionally, maintenance of solar equipment may involve using and
disposing of lubricants or fluids, which require safe handling and disposal. Proper
containment, storage, and disposal practices, such as usingréedicontainers and
partnering with certified waste disposal facilities, are essential to mitigate these risks.

Impact Wastewater

Typeof impact Negative

Typeof Effect Direct

Duration Short Term as it is limited to the constructio
phaseonly

Reversibility Water abstraction is expected to be reversible

useof wastereatment/disposdcilitiesis expecte
to be nornreversible as once space in lan
facilities is used, this will bepermanenthused.

ReceptoiSensitivity Low as such utilities are expectedto be able to
handleprojectrequirements
Magnitude Low aswastegeneratedrom projectis considere

relativelyminimal
Significance of the impact without mitigatiMinor
Significanceof theimpactwithout mitigatiorMinor

Mitigation measures

Proper storage of the oil is required to ensure no leakages

Frequent inspection and maintenance of the generator to minimize leakages.

No vehicles should be serviced or maintained at the project site.

The waste oil or used oil must be disposdidappropriately.

Proper training for the handling and use of fuels for the operators of the power plan
In the event of accidental leaks, contaminated top soil should be scooped and disf

E R
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appropriately.

1 Develop a comprehensive-waste management plan that outlines procedures
collecting, storing, and disposing of electronic waste generated from solar panels,
batteries, and other maintenance components.

7.3.2.2 Impactsoninfrastructureand utilities

7.3.2.2.1Water consumption

The operation phase of is expected to consume minimal water. However, routine
maintenance like cleaning solar panels can be a concern in arid regions like Bosaso.
Efficient water management practices, alternative cleaning methods, rainwater capture
and resing, and watesaving technologies can help reduce water consumption. These
measures contribute to sustainable water resource management and minimize the solar
power plant's water footprint, with a negligible impact.

Impact Water consumption

Typeof impact Negative

Typeof Effect Direct

Duration Short term and longterm as the water will |
required during both construction and opersg
phases

Reversibility Reversibleas water resourcesin general can be
consideredechargeable

Receptosensitivity Medium due to importance of water supply

conditionswithin the projectarea. Additionally, wi
invest in its own borehole for the project activities
Magnitude Low as water requirements are considere
relativelylow during theoperation phase of the pro
Significanceof theimpactwithout mitigatiorMinor
Significanceof theimpactwith mitigation |Minor

Mitigation measures

1 Ensure prudent use of water.

1 Install waterconserving automatic taps.

1 Any water leaks through damaged pipes and faulty taps should be fixed promptly.

7.3.2.2.2Energy consumption

Energy consumption will be relatively low compared to conventional power generation
facilities. The primary energy use will involve powering ancillary systems such as
inverters, control systems, and monitoring equipment, as well as maintaining the
infrastiucture, including lighting and security systems. However, the overall energy
demand is minimal because the solar panels generate electricity from sunlight, reducing
reliance on external energy sources. Effective management of energy consumption will
include optimizing the efficiency of electrical components, using eneffigient
technologies, and incorporating renewable energy solutions for operational needs.

Impact Energy consumption

Type of impact Negative

Type of Effect Direct

Duration Short term and longerm as energy will be requit
during both construction and operation phases
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Reversibility Reversible with propanitigation measures
Receptor sensitivity Low but will be required to implement ene
saving measures at the project site d
construction and operation phases.

Magnitude Low as energy requirements are consid
relatively low during the operation phase of
project

Significance of the impact without mitigatiMinor

Significance of the impact with mitigationMinor

Mitigation measures
i Efficient energy consumption
1 Install an energgfficient lighting system

7.3.2.3.Impactson socialenvironment

7.3.2.3.1Trespassin@f unauthorizegersonnel

The Project sites may face potential risks of trespassing by unauthorized personnel, which
can lead to safety hazards such as accidents, injuries, vandalism, theft, and damage to
valuable components. To mitigate these risks, must implement robust sewagyres

such as perimeter fencing, surveillance cameras, regular patrols, access control systems,
and clear signage. These measures will deter unauthorized entry and ensure only
authorized personnel are on site. The impact of trespassing and unauthocsssl is
expected to be minor to negligible, protecting the plant's assets and ensuring the safety of
the workforce and the surrounding community.

Impact Trespassing of unauthorized personnel

Type of impact Negative

Type of Effect Direct

Duration Short term depending on security measures {
Project Site.

Reversibility Reversible with proper mitigation measures

Receptor sensitivity Low

Magnitude Low

Significance of the impact without mitigatiMinor

Significance of thémpact with mitigation [Negligible

Mitigation measures

1 Fencing off the facility to keep of community members, children and livestock
entering into the facility

1 Controlled access to the site only with prior approval

I Maintain records of any person who comes to site

7.3.2.32. Risks related to poor or inadequate stakeholder engagement (Conflict)
Throughout the project's operation, the proponent intera$dieess community concerns
about inadequate stakeholder participation and information demands. A grievance redress
procedure will be established and implemented, with community representatives
involved. Mitigation actions will be implemented to reduceithpact of these concerns,
resulting in a minor to negligible impact.

Impact RRisks related to poor or inadequate stakehold¢
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engagement (Conflict)

Type of impact Negative
Type of Effect Direct
Duration Short term and longerm a

community/ stakehol der
continuous and regular exercise.

Reversibility Reversible with proper mitigation measures

Receptor sensitivity Low but will be required to impleme
st akehol dersdé engagen

Magnitude Low-to-medium depending on implementation

mitigation measures.
Significance of the impact without mitigatiModerate
Significance of the impact with mitigationMinor

Mitigation measures

1 Prepare a stakeholder engagement/consultation plan (SEP) that is proportionats
subproject and the identified stakeholders.

i Timely and prior disclosure of project all project information, including pra
instruments, the full rights and entitlements of project affected persongrcjelt
positive and negative impacts and opportunities, proposed subproject budget.

1 Inline with the SEP, undertake adequate consultations prior to construction and thrg
the project cycle with all segments of the community and other relevant stakeholde

1 Prepare and implement a grievance redress mechanism to deal with grievances.

1 The grievance redress committee to include representatives from the community.

1 Sensitize stakeholders on SEP and GRM.

7.3.2.33. Occupationahealthandsafety

During the operation phase of the proposed solar PV, workers are likely to face
occupational health and safety risks such as slips and falls, working at heights, using
powered and hanbdeld tools, trench work, working in sunny conditions and high
temperatees, and exposure to electric shocks and burns.

Impact Occupational health and safety

Typeof impact Negative

Typeof Effect Direct

Duration Long term asit is expectedduring the entirg
operationphase

Reversibility Could be irreversible as it could result in
potentialirreversibleriskson healthandsafety

ReceptoiSensitivity High given that could result in potential he
and safety risks to the workforce.

Magnitude Major

Significance of the impact withou
mitigation
Significanceof theimpactwith mitigatiorMinor

Mitigation measures
1 Undertake rigorous training and capacity building on safety for all workers
1 Develop and implement and emergency response plan
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Ensure only qualified staff are employed to work in the facility
All workers operating the project site must be equipped with appropriate
adequate person protective equipment (PPE) such as; safety footwear,
among others.

1 Operators must be skilled on firefighting management

9 Annual EHS audits should be done

= =4

7.3.2.34. Communityhealthandsafetyrisks

During the operation phase, community health and safety are expected to be minimal,
with primary concerns being potential accidents and occasional noise from maintenance
activities and vehicle movemerft.robust community health and safety protocols shall

be implemented to minimize risks and promote a safe environment. Key protocols will
include regular inspections and maintenance of power lines, power plant and the three
subst ati ons & e q tdleptnoa hazards and ensure veliable servicearCle
signage and barriers shall be installed around-taitage areas to prevent accidental
exposure, and public awareness campaigns are crucial to educate residents about
electrical safety and emergency procedures. Traffic and noise management pldres shall
developed and implemented to help reduce disruptions, especially near residential and
sensitive areas. Additionally, an accessible Grievance Redress Mechanism (GRM) will
be applied to allow the community to report concerns related to safety and teuoelye
responses.

Impact Community health and safetyrisks

Typeof impact Negative

Typeof effect Direct

Duration Shortterm & longterm

Reversibility Could be irreversible

ReceptoiSensitivity High assafetyistheP r o | gbdstprierity.
Magnitude Low-to-medium

Significance of the impact withouiModerate

mitigation

Significanceof theimpactwith mitigationMinor

Mitigation measures

1 Ensure that the rigkdf-way is clearly defined and maintained to minimpo¢ential
hazards associated with overhead lines, keeping adequate distance from re
buildings, schools, and public spaces.

1 Conduct public education campaigns to inform local residedmsut safety
measures related to power lines, including potential hazards and safe pr
around electricity.

1 Implement routine inspections and maintenance of distribution lines
transformers to identify and address any issues that could pose risks to com
safety.

1 Erect clear and visible warning signs in and around the vicinity of p
distribution lines and transformers to alert the community to electrical hazard

1 Develop and communicate emergency response plans specific to ing
involving power lines and transformers, including procedures for addre
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electrical outages, accidents, or fires.
1 Implement a vegetation management plan to ensure that trees and shru
power lines are regularly trimmed to prevent interference and reduce fire ris
1 Establish an accessible GRM for community members to voice concerns reg
safety issues or disruptions related to power infrastructure, ensuring |
responses and resolutions.

7.3.2.35. Fire hazards

Fire risks are a critical concern due to the potential presence of electrical equipment and
dry, arid conditions of the Project Site. The risk of fires can arise from electrical faults,
overheating of components, or the accumulation of dust and debrish wiay be
exacerbated by the Study Area's high temperatures and low humidity. To manage these
risks, shall implement stringent fire prevention and safety measures, including regular
inspection and maintenance of electrical systems, installation of fiect® and
suppression systems, and maintaining clear access for emergency services. Additionally,
incorporating firebreaks and ensuring that vegetation around the plant is managed to
minimize fuel sources can further reduce the risk of fire. By adofitiege precautionary
measures, the plant can effectively mitigate fire hazards and ensure a safer operational
environment. With the implementation of these mitigation measures the impact
significance will be minor to negligible.

Impact Fire hazards

Typeof impact Negative

Typeof effect Direct

Duration Shortterm as it is expected that appropt

measures on fire suppression will
implemented during the operation phase

Reversibility Could be irreversible as it could result
potentialirreversible risks

Receptorsensitivity Hi gh as safety s th

Magnitude Low given that it is generally controll

throughout general best practice measurer
Significance of the impact withouModerate

mitigation
Significanceof theimpactwith mitigationMinor

Mitigation measures

1 Develop and implement an emergency preparedness and response pli
specific features on fire hazard management

1 The power plant and stgiations must contain firefighting equipment (Portable

extinguishers) of recommended standards and in key strategic points

Detection/alarm systems that can detect fire should be and installed

A fire evacuation plan should be prepared and posted at strategic points and

include procedures to take when a fire is reported.

Workers especially operators of the plants must be trained on fire managem

ONo smokingd signs shall be posted

A fire Assembly point should be identified and marked

E
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7.4.Key Impacts During the Decommissioning

In the case of the complete decommissioning of the project, decommissioning activities
could include the disconnection of the various Project componentaify, central
inverter stations, substation, etc.) for-&e, recycling and then, if these options are not
available, final disposal. In addition, the internal road network will be restored, and gates
and fences will be removed. Generally, the anticghatmpacts throughout the
decommissioning phase are similar in nature to impacts assessed during the construction
phase. Therefore, the assessment of impacts for those receptors and mitigation identified
during the construction phase is assumed to apptitisophase. this includes impacts
related to the following: landscajad visual, hological environment, nfrastructures

utilities, wastemanagement; anccoupationahealthandsafety

7.4.1.Positive Impacts

7.4.1.1. Employment Opportunities

Oncethe project has fulfilled its purpose, it will be dismantled. The facility will be
demolished and removed. During demolition, job opportunities will be created for
unskilled, semskilled, and skilled employment opportunities.

Enhancement measures
Enhancement measures

(a) Prioritize hire of locals for all unskilleldbour.

(b) Implement a local recruitment plan that is fair and transparent (including recrui
processes that ensure inclusivity of both men and women, vulnerable individuals,
clans, ethnic groups and VMGs.

(c) Adhere tolabourlaws, and labour management practices (timely renumeration, equ
compensation for both genders for equal work etc.)

(d) Create awareness to workers and the community on worker and project grievance
mechanisms.

7.4.2.Negative impacts

7.4.2.1.Impacts orbiophysical environment

7.4.2.1.1Impacts on landscape and visual

Site activities will include the decommissioning of arrays and the various Project
components, includinglistribution cables, access roads and internal road network,
storage buildings, etc. From the start of decommissioning activities, visual changes will
occur from the modified ground surface and the presence of construction equipment and
machinery (excavators, truckspht end loaders, compactors, and others).

Impact Landscapeand visual

Typeof impact Negative

Typeof Effect Direct

Duration Shortterm: The effects will commence from the sta

decommissioning and  thereafter permaner
restaurationn visualcharactewill occur.
Reversibility Irreversible

ReceptoiSensitivity Low on the basis that there is no international g
nationaltourismreceptorsan the area,andthelandhas
little, if anyaesthetiozalue.
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Magnitude High 1 the restorationof visual condition of thelang
will occurwithin the ProjectSiteand willbenoticeabl
acrosghesurroundingarea.

Significance of the impact withoulMinor

mitigation
Significance of the impact withMinor
mitigation

Mitigation measures

1 Develop a comprehensive decommissioning plan that minimikgtsirbance to thg¢
landscape.

1 Implement a phased decommissioning approach to minimize the visual disruption
one time.

1 Restore the decommissioned site by regrading, replanting native vegetation, and sta
soil to prevent erosion.

1 Incorporate natural features, such as berms or existing vegetation, to
decommissioning activities from public view.

1 Ensure that all materials, equipment, and waste generated during decommissiof
handled responsibly and removed from the site promptly.

1 Engage with local communities during the decommissioning process to address ¢
and gather feedback on visual impacts.

9 Utilize temporary visual barriers or screens to minimize the visibility of decommissic
activities, especially in areas of high public interest or scenic value.

1 After decommissioning is complete, implement a landscaping plan that incorporates
pl ants and materials to enhance the 34

7.4.2.1.2Impactson biological environment

The decommissioning phase will involve dismantling buildings, electrical infrastructure,
and solar panel arrays. Similar procedures and equipment are used during construction,
and the anticipated impacts are similar to those assessed during construoctise. T
impacts include altering existing habitats, improper site management, collision risk, and
roadkill. The anticipated impacts are similar to those assessed during the construction
phase.

Impact Biological environment

Typeof impact Negative

Typeof Effect Direct and indirect as it will affect Fauna/Flora

Duration Short Term as impacts will be limited to the
decommissioningeriod.

Reversibility Reversible:somespeciescould be removed fromthe
site after decommissioning.

ReceptoiSensitivity Low

Magnitude Medium as site decommissioningactivitieswill bg
restrictedonly in the projectsite. Fauna could move
away to similar habitatsin the surroundingactivitieg
also.

Significance of the impact withoulModerate

mitigation

Significance of the impact withMinor

mitigation
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Mitigation measures

1
1

Conduct a thorough environmental impact assessment (EIA) prior to decommissio
identify sensitive habitats, species, and ecosystems that may be affected.
Implement erosiorcontrol measures, such as silt fences, sediment traps, and veg
restoration, to prevent soil erosion and sedimentation in nearby waterways, which ca
aquatic and terrestrial ecosystems.
Develop and implement a habitat restoration plan that includes replanting native veg
and rehabilitating disturbed areas to restore natural habitats and promote biodivers
decommissioning.

Establish measures to protect local wildlife during decommissioning, such as minif
noise and disturbance during sensitive periods, like breeding or nesting seaso
ensuring safe passage for animals around the site.

Properly manage and dispose of all waste generated during the decommissioning
to prevent contamination of the soil, water, and surrounding habitats. Implem
recycling program for materials where possible.
Provide training for workers on environmental protection practices and the importa
preserving the local biological environment.

Engage local communities and stakeholders in the decommissioning process tg
input on conservation priorities and incorporate traditional ecological knowledge

restoration efforts.

7.4.2.1.3Solid waste generation
The decommissioning phase will generate various solid wastes. The waste will contain
the materials used in construction including concrete, metal, wood, glass, paints,
adhesives, sealants and fasteners, conductors, poles solar panels and batterieb. Althoug
demolition waste is generally considered as less harmful to the environment since they
are composed of inert materials, there is growing evidence that large quantities of such

waste may lead to release of certain hazardous chemicals into the envirofhgent.

impact will be of major significance due to high magnitude and medium receptor
sensitivity. The batteries and panels need to be disposed in a specific way, in accordance

to the manufacturerdéds guidelines and
Impact Solid wastes
Type of impact Negative
Typeof effect Direct and indirect
Duration Short term as it will likely occur only duri
decommissioning phase.
Reversibility Reversible: Proper mitigation measures will ensur
impact isminimized.
Receptomensitivity Low i Medium
Magnitude Low
Significance of the impact withou{Moderate
mitigation
Significance of the impact withMinor
mitigation
Mitigation measures
1 Demolition contractor to adheretothevarioma nuf act ur er 8s gui
regarding demolition and disposal
1 Segregation of waste in order to separate hazardous waste frehazemdous waste ar
other streams of waste
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Mitigation measures

amount of waste caused by damage or exposure to the elements
1 Adequate collection and storage of waste on site
1 Safe transportation to the disposal sites / designated area
I Hazardous waste must be disposed by approved waste handler

1 Provision of facilities for proper handling and storage of demolition materials to redu

7.4.2.1.4ANoise and vibration

The demolition works will lead to significant deterioration of the acoustic environment
within the project site and the surrounding areas. This will be as a result of the noise from
demolition works.The impact significance has been assessed mumto the fact that

the impact magnitude is low and the receptor sensitivity is medium.

Impact Noise

Typeof impact Negative

Typeof Effect Direct

Duration Short term as it is limited to a few occasions assoq
with particular activities with the Project Site.

Reversibility Reversible given that noise levels will be tempora
will rapidly revert to baseline conditions.

ReceptoiSensitivity Low given that there are no permanent/tempd
settlements adjacent to the Project Site.

Magnitude Medium given that the generation of noise is likel
be limited to the use of construction machinery
earth movements.

Significance of the impact withoulMinor

mitigation

Significance of the impact withiNegligible

mitigation

Mitigation measures

necessary.
Use quiet equipment (i.e., equipment designed ngilse control elements).

9 Install portable barriers to shield compressors and other small stationary equipmen

1
1
1

Co-ordinate with relevant agencies in case the noise produced will require a license
Limit pickup trucks and other small equipment to a minimum idling time and obsg
commonsense approach to vehicle use and encourage workers to shut off vehicle

whenever possible.
1 Demolish mainly during the day when most of the neighbours are out working.

7.4.2.2 Impactson Infrastructure& Utilities
7.4.2.2.1WaterResources

Waterrequirement$or thedecommissioninghasearelow andarelimited to sanitaryuse

by site personnel (drinking, showering, etc.) and the decommissioning activities such as
cleaning of machinery and equipment, dust control, etc. sboeceof water for the
decommissioninghases likely to bethesameasthatusedfor the construction stage.

Impact Water resources
Typeof impact Negative
Typeof Effect Direct
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Duration ShortTermas it islimited to thedecommissioninghase

Reversibility Reversible as water resourcesin general can be
consideredechargeable

ReceptoiSensitivity Medium due to importanceof water supplycondition;
within thearea

Magnitude Low as water requirementsare consideredelatively
low

Significance of the impact withou{Minor

mitigation

Significance of the impact withiNegligible

mitigation

Mitigation measures

1 Implement erosion and sediment control measures, such as silt fences, sediment tr
berms, to prevent sediment runoff into wdiedies during decommissioning activities.

1 Properly manage and store any chemicals, fuels, or hazardous materials useq
decommissioning to prevent leaks or spills that could contaminate water resources

1 Employ best practices for construction activities, such as minimizing land disturl
avoiding work during heavy rainfall, and using bioengineering techniques to stabiliz
and prevent erosion.

1 Develop and implement a temporary drainage plan to manage stormwater
effectively.

1 Ensure proper management and treatment of wastewater generated
decommissioning activities.

7.4.2.3.Impacts on social environment

7.4.2.3.1Impactson Occupationahealthandsafety

During the decommissioning phase, workers face occupational heakhfahdrisks due

to onsite work. These risks include slips, falls, heights, using tools, being struck, moving
machines, working in confined spaces, exposure to chemicals, hazardous materials, sunny
conditions, high temperatures, and electric shocks wheatiiog live components.

Impact Occupationalhealth & safety

Typeof impact Negative

Typeof effect Direct

Duration ShortTerm as it isexpected duringhedecommissionin
phaseonly

Reversibility Could be irreversible as it could result in potentia
irreversibleriskson healthandsafety

ReceptoiSensitivity High assafetystheP r o j ld@ghdstorierity.

Magnitude Low given that it is generally controlled throughou
generabestpracticemeasurements

Significance of the impact withoulModerate

mitigation

Significance of the impact withiNegligible

mitigation

Mitigation measures

1 Develop and implement a robust health and safety plan that outlines specific proc
protocols, and emergency response strategies ptotect workers during th
decommissioning phase.
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Mitigation measures

1 Provide comprehensive training for all workers on health and safety practices, ing
the proper use of personal protective equipment (PPE), hazard recognition, and em
response procedures.

1 Ensure that all workers are provided with appropriate PPE, such as helmets,
goggles, ear protection, and respiratory protection, and enforce its use at all tigites

1 Conduct frequent safety audits and inspections to identify and address potential K
Engage workers in safety discussions to gather their input on risks and mitigation me

1 Properly handle, store, and dispose of hazardous materials, including chemicals ar
in accordance with relevant regulations.

1 Ensure that all machinery and equipment used during decommissioning are
maintained and regularly inspected to prevent malfunctions or accidents that
endanger workers.

1 Establish clear emergency response procedures for potential incidents, such as a

fires, or hazardous material spills.

Establish effective communication channels for reporting safety concerns or incide

Implement measures to ensure that nearby communities are not adversely affe

decommissioning activities.

=a =

7.4.2.32. Communityhealthandsafetyrisks

During the decommissioning phase, various environmental and social impacts on
community health and safety may arise. The dismantling of infrastructure can lead to the
release of hazardous materials, such as heavy metals, which, if not properly managed,
coud contaminate soil and groundwater, posing serious health risks to local populations.
Additionally, the decommissioning activities may generate dust and noise pollution,
adversely affecting air quality and disrupting the daily lives of nearby residents,
particularly vulnerable groups such as children and the elderly. Socially, the community
may experience increased anxiety regarding potential exposure to hazardous substances
and fears of accidents during the decommissioning process, which could undermine
public trust in the project and local authorities. The presence of decommissioning workers
may also strain local resources and infrastructure, leading to traffic congestion and
increased competition for services.

Impact Community health and safetyrisks

Typeof impact Negative

Typeof effect Direct

Duration Shortterm & longterm

Reversibility Could be irreversible

ReceptoiSensitivity High assafetyistheP r o j Eghdstorierity.
Magnitude Low-to-medium

Significanceof theimpactwithout mitigatiorjModerate

Significanceof theimpactwith mitigation [Minor

Mitigation measures

1 Fencing off the facility to keep of community members, children and livestotk
entering into the facility.

1 Identify and safely manage hazardous materials

1 Implement dust suppression techniques, such as water spraying or dust inhibi
minimize airborne particles during demolition aittes, protecting air quality.

1 Use noisedampening equipment and restrict working hours to minimize noise polluf
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E

Develop and implement a comprehensive waste management plan du
decommissioning.

Conduct thorough environmental assessments prior to decommissioning

Engage with local communities early in the decommissioning process to commy
plans, address concerns, and gather input, fostering trust and collaboration.
Establish an accessible GRM for community members to report concerns or in
related to health and safety, ensurimgely responses and resolutions.

Develop and communicate an emergency response plan that outlines procedl
handling accidents or hazardous material spills during the decommissitwiseg. p
Developand implement &raffic management strategies to minimize disruption cause
decommissioningehicles

7.4. Summary of the impacts

The tables B, 7-4 and 75 provide a summary of the key impacts of Breject on the

physical, biological, and social environmarid infrastructurend utilities duringthe

construction, operation and decommissioning phases. The final specific plan and
monitoring requirement for the project will be annexed to the ESIA while all inputs will

be completed.

7.4.1.Construction phase
Table 7-0-3: Summanyof key impactsduringthe Constructiorphaseof the project

Impact Attribute Typeof effec{DuratiofReversibilitjReceptor [Magnitude [Significanc{Significanc
Sensitivity without with
mitigation |mitigation
Impacts orlLandscapand Direct Long [Irreversible |Low Medium Minor Minor
biophysical visual term
environmeniSoil, ground and [Direct Short |Reversible |[Low Low Moderate [Minor
surface water term
contamination
/Air quality(Dust) |Direct Short |[Reversible |Low Medium Moderate [Minor
term
Air quality (vehicle [Direct Short |[Reversible |Low Medium Minor Negligible
exhaust emissions term
Noise andsibrationgDirect Short |[Reversible [Low Medium Moderate |[Minor
term
Biodiversity (FaungDirect Long- [Irreversible |Low Low/mediurr‘Moderate Minor
term
Biodiversity (Flora)Direct Long- |Reversible |Low Low/mediunjModerate |[Minor
term
Soil erosion Direct/indirecShort |Reversible |Low Low Moderate [Minor
term
Wastes (solid Direct/indirecShort |Reversible |Low Low Moderate |Minor
wastes) term
Wastes (liquid Direct Short |[Reversible |Low Low Minor Negligible
wastes) term
Impacts on |Water consumptiorDirect Short [Reversible [Medium |Low Moderate [Minor
infrastructur term
and utilities [Energy consumptidDirect Short |[Reversible |Low Low Minor Negligible
term
Impactson (Inconveniences arDirect Long- |Irreversible |Low Low Minor Minor
social disruptions term
environmeniimpacts on Direct Long- [Irreversible [High High Moderate [Minor
vulnerable groups term
Accidental Direct Short (Irreversible [Low Medium Minor Negligible
discovery of term
cultural resources
Trespassingf Direct Short |Irreversible High Low Minor Negligible
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Impact Attribute Typeof effeciDuratiofReversibilitjReceptor [Magnitude [Significanc{Significanc
Sensitivity without  with
mitigation |mitigation
unauthorized term
personnel
Workerinflux 1 Direct Short ([Irreversible [High Medium Moderate [Minor
incoming workforce term
Impact on shelter [Direct Short [Irreversible [High Medium Moderate [Minor
(housing) and term
settlement
Security Direct Short (Irreversible [Medium |Low Minor Negligible
term
OccupationahealthDirect Short (Irreversible [High Low Moderate |Minor
andsafety term
Communityhealth Direct Short [Irreversible High High Moderate [Minor
and safetyisks term
Temporary Direct/ Short |[Reversible |Low Low Minor Minor
disruption of indirect term
electricity supply
Construction Direct Short (Irreversible High Low Moderate [Minor
related traffic term

7.4.2.0perationphase
Table 7-0-4: Summanyof key impactsduringthe Operationphaseof the project

Impact Attribute Typeof [Duration ReversiHRecepMagnitLSignifican Significal
effect ility tor |de ce nce
Sensit without  \with
ivity mitigation|mitigatio
n
Impactson LandscapandVisual Direct/ |LongtermlrreversilLow [MediunmMinor Negligib
biophysical indirect ble le
environment [Soil, groundwater and surface waDirect |Short  |ReversilLow |[Low [Moderate|Minor
contamination term le
Air quality (Dust) Direct [Short |ReversilLlow [Low/meMinor Negligib
term ble dium le
Air quality (Vehicle exhaust fumesDirect |Short  |ReversilLow |[MediumMinor Minor
term ble
Noise and vibrations Direct [Short |ReversilLow [MediunMinor Negligib
term ble le
Biodiversity (Fauna) Direct/in |Long-  |IrreversiHigh [Low/meModerate Minor
direct  term ble dium
Biodiversity (Flora) Direct/in |Long-  |ReversilLlow [Low [Minor  [Minor
direct term ble
Soil erosion Direct/in |Short  |Reversillow |Low |[Minor  [Minor
direct  fterm ble
\Wastes (Solid wastes) Direct/in [Short  |ReversilLow [Low |ModerateMinor
direct  term ble
\Wastes (Liquid wastes) Direct [Short |Reversillow [Low  |[Minor Minor
term ble
Impacts on  |Water consumption Direct |Short/lon|ReversiMediulLow  [Minor Minor
infrastructure g-term  |le m
and utilities  |[Energy consumption Direct [Short/lon|ReversilLow [Low  |[Minor Minor
g-term  |ple
Impactson Trespassing of unauthorized Direct [Short |ReversifLow [Low |Minor Negligib
social personnel term le 1 e
environment |Risks related to poor stakeholdeDirectingShort/lon ReversitMediulLow/meModerateMinor
engagement irect g-term e m dium
Occupational health and safety Direct [Long- [rreversiHigh [Low
term ble
Community health and safetisks |Direct [Short/lon|irreversiHigh [High |Moderate Minor
g-term _ |ple
Fire hazards Direct |Short/lon|irreversiHigh |Low  |Moderate |Minor
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Impact Attribute Typeof ReversiRecegMagnitUSignifican[Significal
effect ility tor (de ce nce
Sensit without  |with
ivity mitigation|mitigatio
n
ble
7.4.3.Decommissioning phase
Table 7-0-5: Summaryof key impactsduringthe decommissioningphaseof the project
Impact Attribute TypeofeffecﬂDuratio Reversibility Receptor|Magnitud [Significanc|Significanc
n Sensitivit |e e e
v \Without  |with
mitigation |mitigation
Impacts orLandscape |Direct Short |irreversible Low High Minor Minor
biophysical [and vsual term
environmentBiological |Direct/indirec/Short |[ReversiblelfreversiblLow Medium |[Moderate [Minor
environmenit term |
Solid wastDirect/indirecShort [Reversible Low Low Moderate |Minor
generation term
Noise  an|Direct Short |Reversible Low Medium [Minor Negligible
vibration term
Impacts  o|Water Direct Short |Reversible Medium |Low Minor Negligible
infrastructurlutilities term
e and utilitie
Impacts orfOccupationgDirect Short |Irreversible High Low Moderate |Minor
social | health ang term
environmentsafety
Community |Direct Short |Irreversible High Low Moderate |Minor
health and term
safety risks
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7.5.Assessmendf cumulativeimpacts

The Environmental and Social Impact Assessment (ESIA) considered the cumulative impacts
(Table 7-6) that could result from the additional impacts of other existing and/or planned
developments in the area.

Table 7-0-6: Summanyof key cumulative impacts for thepair and expansion of the Bosaso Power
Grid

Attribute Cumulative Impacts
Landscape anfThe project may significantly 4
visual aesthetic appeal. The structures, especilidliributiontowers and

substations, introduce industrial features that can disrupt the natural
landscape, creating visual contraststinerwise open or undeveloped

areas. Over time, this change in landscape may affect the character
communities and decrease the visual appeal. Moreover, the cumulat
effect of multiple new structures spread across the landscape can leg
visual“clutter,” intensifying the perceived impact.

Landuse The project may significantly alter existing land patterns and accessil
The installation of the infrastructures requires large areas for equipm
and safety buffers, potentially leading to restrictions on previously
accessible lands used for grazinglocal community activities.
Distribution lines and substations, in particular, can fragment landsca
limiting mobility and land usability for nearby residents, and potential
affecting local livelihoods reliant on these lands. Additionally, asemor
land is allocated to energy infrastructure, there is an increased likelih
conflicts over land rights, especially in areas with limited available lan
resources.

WastemanagemeniDuring both construction and operation phases, the project will genel
range of waste materials, including construction debris, hazardous w
from electrical equipment, and general waste frorsiemactivities. If not
managed effectively, these madds can lead to soil and water
contamination, create public health hazards, and burden local waste
management systems that may already have limited capacity. Additi
waste from ongoing maintenance, such as used oils, batteries, and €
compaments, requires specialized handling and disposal to prevent lo
term environmental damage. Coordinating an efficient waste manage
strategy that includes recycling, proper hazardous waste handling, a
collaboration with local waste facilities is ¢cil to reduce the cumulativ
i mpact of waste generated thr ol
maintain environmental integrity in Bosaso.

Biodiversity The cumulative impacts on biodiversity from the power grid repair an
expansion project in Bosaso, involving a power statiistribution lines,
and three substations, can lead to significant ecological disruption. T
establishment of these infrastructures requires vegetation clearing, h
alteration, and increased human activity, which may disturb local flor
fauna.Distribution lines, in particular, pose risks to bird populations
through collision and electrocution, while the fragmentation @inah
habitats may limit the movement and reproductive patterns of terrest
species. The combined footprint of multiple facilities can exacerbate
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Attribute

Cumulative Impacts

habitat loss, leading to reduced biodiversity and potential shifts in
ecosystem dynamics. Mitigating these impacts requires careful planr
such as creating wildlife corridors, implementing especially-bafi
distributiondesigns, and conducting regular biodiversity monitoring, t¢
help preserve Bosaso's natural ecosystems and maintain biodiversity
face of infrastructure expansion.

Archaeology andThe excavation, land clearing, and construction involved in the propg

culturalheritage

infrastructure project can inadvertently damage or destroy unmarked
archaeological sites, burial grounds, and culturally significant locatiorn
that may not be immediately visible oo@imented. Beyond physical
impacts, visible modern infrastructure may alter the cultural landscap
affecting the heritage value and aesthetic of historically important are
address these cumulative impacts, implementing a robust cultural he
maragement plan that includes site surveys, stakeholder consultatior
"chance find" procedures can hg
cultural assets throughout the project lifecycle.

Air quality and roisgConstruction activities such as excavation, material transport, and

equipment operation generate dust, particulate matter, and emission
degrade air quality, posing respiratory risks to nearby residents and
impacting local flora. Additionally, the céinuous operation of machine
generators, and transformers may produce elevated noise levels thai
contribute to community disturbances, especially in areas close to
residential zones. Over time, exposure to high noise levels can lead |
stressrelated halth issues and disrupt daily activities. Mitigation effort
such as dust control measures, emissions reduction strategies, and
of noise barriers are essential to minimize these cumulative impacts,
ensuring the project maintains a sustainable loalavith the surrounding
community and environment.

Infrastructureand
utilities

The construction phase may increase demand for transportation nety
to support the movement of materials and equipment, leading to roag
congestion, accelerated wear on road surfaces, and potentially affec]
access to essential services. Additiondty, project may place increase
demand on local water and sanitation systems, particularly if there ar
temporary worker accommodations that require utility connections. D
the operation phase, the expanded power grid infrastructure will impr
electicity access but may require consistent coordination with local u
providers to prevent overloads and ensure seamless integration. Effe
planning and collaboration with local authorities to enhance road cap
utility connections, and serviceqyisions are essential to minimize thes
cumulative impacts and support infrastructure resilience in Bosaso.

Socic-economic
conditions

The cumulative impacts on soed@onomic conditions from the power ¢
repair and expansion project in Bosaso, involving a power station,
distribution lines, and three substations, are likely to be mixed, bringin
both positive and challenging outcomes for local communities. On th
positive side, the project could create jobs, boost local businesses th
demand for goods and services, and enhance eilsctrocess, which car
stimulate economic growth and improve quality of life. However,
increased labodemand may attract an influx of workers from outside {
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Attribute

Cumulative Impacts

area, potentially raising housing and living costs and creating compe
for local resources. Additionally, land acquisition for infrastructure co
disrupt existing livelihoods, particularly for those reliant on business &
pastoral activities. By iplementing local hiring practices, engaging in
community consultations, and offering compensation or alternative
livelihood options for affected residents, the project can help ensure
sociceconomic benefits are maximized while minimizing adversesife
on Bosasods communities.

Occupationahealth
andsafety

The cumulative impacts on occupational health and safety in the Bog
power grid repair and expansion project, which includes a power stat
distribution lines, and three substations, present heightened risks to
workers over extended project phases. Construction and maintenang
these facilities involve various hazards, such as working at heights,
handling electrical equipment, and exposure to heavy machiwhigh
increase the potential for accidents if not carefully managed. With mt
work sites the risk of fatigue, inadequate supervision, and inconsister
safety practices may rise, compounding the likelihood of incidents.
Additionally, exposure to high noise levels, dust, and potential chemi
hazards can have lotigrm health effects if protéive measures are not
enforced. To mitigate these cumulative impacts, comprehensive
occupational health and safety protocols, regular training, strict use g
personal protective equipment (PPE), and consistent monitoring acrq
project phases are ensial to ensure worker welleing throughout the
projectds | ifecycle.

Communityhealth,
safety, and securit

The cumulative impacts on community health, safety, and security pq
both direct and indirect risks to local residents. Increased traffic from
construction and transport vehicles raises the likelihood of road acciq
while dust and emissions from comslition activities can impair air
quality, affecting respiratory health. Additionally, the influx of workers
may lead to social tensions or resource competition, potentially strair]
local healthcare and public safety resources. Community security co
also be affected by unauthorized access to construction sites, posing
risks to residents.

Infrastructureand
public services

During the construction phase, increased traffic and heavy machiner
exacerbate wear and tear on local roads, leading to congestion and |
damage, which may hinder access to essential services. Furthermoryg
project may heighten demand fortghig utilities such as water, sanitatiof
and electricity, necessitating coordinated upgrades to these services
the increased load. However, the leiegm benefits of enhanced power
supply can bolster economic activities, improve access to modern

amenities, and ultimately lead to better infrastructure development.
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CHAPTER EIGHT : ENVIRONMENTAL AND
SociAL MANAGEMENT PLAN (ESMP)

8.1.0verview

Environmental protection of the proposed project and its immediat®undings is
achieved through enhancement of project benefits and avoidance or mitigation of
potential adverse impacts associated with the prdjgdess the mitigation and benefit
enhancement measures identified in this ESIA fully implemented, the prime function of
the ESIA, which is to provide a basis for shaping the project so that overall environmental
performance of the proposed project is emea cannot be achieved.

In order for the ESMP to be effective, it must be fully integrated with the overall project
management effort at all levels, which itself should be aimed at providing a high level of
guality control,leading to a project that hagen properly designed and constructed and
functions efficiently throughout its liféOn this basisTable 81 setutthe management
measures to be taken with regaraomtrolling the potential impacts, which could occur
during the construction and operational phases of the project. It also indicates who is
responsible for taking the management actidesecutive responsibility for project
management commonly involves several organisations, each with specific
responsibilities for particular aspects, and this project is no exception. Therefore, the
major responsibility for environmental management will @it between several
organisations, depending on their respectedivities, which are being executed at
various stages. The MOEWR and ESP as implementing agencies of this project will have
the overall responsibility for the implementation of the recommended ESMP.

8.2. The Institutional arrangements for the implementation of the ESMP
The specific roles and responsibilities of proponent, implementing agency, supervision
consultant and contractor are as indicate@iahle 82.
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Table 80-1: The ESMP implementation arrangements for the proposed repair and expansion of

Bosaso power grid, Somalia

Implementation
Unit

Entity Roles and responsibilities

Proponent - | The MOEWR will provide overall coordination and oversight of the project

MoEWR MoEWR will be responsible for overall responsibility for safeguards due
diligence, and compliance monitorinthe MoEWR will also provide funding
for the project planning and implementation.

Project 1 The MoEWR has already put in place a Project Implementation Unit

(PIU) to guide implementation of the project. In the PIU Environmentg
and Social issues are spearheaded by an Environmental and Social
Safeguards Expert whose role is to coordinate and exérgplementatior|
of safeguards. The ToR for the E&S experts needs to be shared with
Bank for review and agreement.

9 If there is shortage of ES professionals in the implementing agency,
additional safeguard experts shall be hired for the project implementg
period orbeyond, in any case the procedure of assigning experts for t
PI1U shall comply to the above advise.

ESPs

The ESPs will be responsible for implementation and operation of the prg
on behalf of the MOEWR. Some of the key responsibilities include but no
limited to are;

1 Supervise construction works through a supervision consultant ar
also directly

1 Monitoring the progress of the project in terms of the safeguards
technical aspects.

i Monitoring of the ESMP implementation

1 Ensuring the project is on course in terms of timelines

Puntland Stat¢

The Puntland State Government is a key stakeholder in this project. The

Environment

Government | of the Puntland State Government shall include giving relevant approvals
needed, solving grievances that cannot be sorted at project level, monito
progress of the project amg others.

FRS and Shall be responsible for approval of ESIA and EHS reports and licensing

Puntland Additionally, the ministries shall be free to check progress of implementa

Ministries  of | of ESMP.

E&S
supervising
consultant

1 The E&S supervising consultant shall prepare quarterly supervision
reports detailing environmental, health, social and safety compliance
quarterly basis amongst other technical aspects

1 Ensure the project adheres to all environmental and social impact
assessment (ESIA) recommendations, natiellations, and
international standards such as the World Bank ESS.

1 Oversee the implementation of mitigation measures for environmenta
social, and community health and safety risks identified during the ES
including soil erosion, waste management, biodiversity protection, an
labour influx.

1 Supervise the proper execution of the ESMP during the construction
phase, ensuring contractors comply with the stipulated environmenta
social safeguards.

9 Conduct regular field inspections and audits to assess the environme
and social performance of the contractors and identifyaoonpliance
issues.
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Entity

Roles and responsibilities

1
1

Prepare and submit periodic environmental and social monitoring rep
to the MOEWR, regulatory bodies, and the AfDB.

Coordinate the training of train project staff and contractors on
environmental and social management procedures, including waste
handling, safety protocols, and community engagement.

Support the contractor and client is development of EPRP, and overs
emergency preparedness and response plans for potential environmg
and social incidents, ensuring swift action to mitigate impacts.
Ensure that genddrased violence (GBV) risk mitigation measures and
other labourrelated guidelines are implementedsite, particularly in
managing the labour influx and workeommunity relations.

Liaise with local and regional environmental authorities in Bosaso to
ensure compliance with the Puntland State relevant laws on environn
and energy production.
Continuously identify potential environmental and social risks through
the construction phase and recommend adaptive management strate
needed.

Contractor

= =

Prepare EESMP and upon approval from RE and clearance from the
Bank,implementation of the contractor related aspects of the ESMP g
regularly (monthly) reporting
The contractor on his part will have to appoint an EHS officer and a §
Specialist to coordinate and report on the ESMP implementation
respectively.

The contractor to engage a Community Liaison Officer to act as a link
between the community and the contractor and support the Social
Specialist.

The contractor will also have the obligation of managing the E&S risk
related to his/her operations.

Maintaining the required level of stakeholder engagement and
communication, including providing project schedule information to th
public, accepting and resolving public grievances, advertising and hir
local workers.

Maintain a working grievance redress mechanism.

The contractor is to comply with all regulations and laws at the Puntlg
State and FRS levels level and other relevant regulations and laws
The contractor shall refer to ESIA recommendations and the ESMP w
preparing the contracterESMP and the specific plans
The contractor shall provide water required for use in connection with
works including the work of subcontractors and shall provide temporg
storage tanks, if required

The contractor shall make his own arrangements for sanitary conven
for his workers. Any arrangements so made shall be in conformity wif
the public health requirements for such facilities and the contractor sk
be solely liable for any infringemenf the requirements.

The contractor shall be responsible for all the actions of any
subcontractors whom s/he subcontracts.

The contractor shall take all possible precautions to prevent nuisance
inconvenience or injury to the neighbouring properties and to the pub
generally, and shall use proper precaution to ensure the safety of the
community
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Entity

Roles and responsibilities

)l

All work operations which may generate noise, dust, vibrations, or an
other discomfort to the workers and/or visitors of the client and the lo
community must be undertaken with care, with all necessary safety
precautions taken.

The contractor shall take all effort to muffle the noises from his tools,
equipment and workmen to not more than 70dBA

The contractor shall upon completion of working, remove and clear &
all plant, rubbish and unused materials and shall leave the whole site
clean and tidy state to the satisfaction of the MOEWR and the ESPs.
shall also remove from the site alethiquid and solid wastes.

No blasting shall be permitted without the prior approval of the MoEW
and the relevant Puntland State authorities.

Borrow pits will only be allowed to be opened up on receipt of permis
from the approving authorities.

The standard of workmanship shall not be inferior to the MOEWR ang
AfDB Operational Standards. No materials for use in the permanent
incorporation into the works shall be used for any temporary works of
purpose other than that for which it is provided. i&inty, no material for
temporary support may be used for permanent incorporation into the
works.

Disposing of the waste generated during construction phase activities
be done in accordance to the ESMP.

The contractor EHS officer will report on ESMP implementation durin
construction period. The aspect to be reported by the contractor will
includesafety issues i.dours worked, recordable incidents and
corresponding Root Cause Analysis (lost time incidents, medical trea
cases), first aid cases, incidents and accidents, potential near misses
remedial and preventive activities required (for example, reyided
safety analysis, new or different equipment, skills training etc.);
Environmental inalents and near missegncompliance incidents with
permits and national law; Training on E&S issues (dates, number of
trainees, and topicslpetails of any security risks; Worker & External
stakeholder grievances and E&S inspections by contractor, including
authorities.
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8.3. Community Grievance Redress Procedure

8.3.1. Grievance Management Processes

Anyone will be able to submit a grievance, comments or suggestions to the Project
coordination office if they believe the construction activity is having a detrimental impact
on the environment, community or on their quality of life. Any comments or casicer
can be brought to the attention of the project verbalyough digital mediar in writing

or by filling in a grievance forrfAppendix 2) The grievance form will be made available

at the relevant administration agencies in BosaBizes traversed by the project.
Grievance information will be recorded in a grievance log. This information will include:

A
A
A
A

Stakeholder name and contact details;

Details of the nature of the grievance;

Date received, responded to and closed out; and

How it was submitted, acknowledged, responded to and closed out.

Where investigations are required, project staff and outside authorities as appropriate, will
assist with theorocess. Thédollowing steps shall be performed in a timely manner to
avoid delaying resolution of a grievance:

T
1

= =4

Obtain as much information as possible from the person who received the complaint,
as well as from the complainant to gain a fltand understanding of the grievance.
Undertake a site visit, if required, to clarify the parties and issues involved. Gather
the views of other stakeholders including project employees. If necessary, identify
initial options for settlement that parties have considered.

Determine whether the grievance is eligible. Eligible grievances include all those that
are directly or indirectly related to the Project.

Ineligible Complaints may include those that are clearly not related to the Project or
its contractorso6 activities, whose issues
other community procedures would be more appropriate to address the grievance.

If the grievance is deemed ineligible it can be rejected. However, a full explanation
as to the reasons for this must be given to the complainant and recorded in the
Grievance Database.

If the grievance is eligible, determine its severity level. This will help to determine
whether the grievance can be resolved immediately or requires further investigation
and whether senior management will need to be informed of the grievance.

If the grievance concerns physical damage, (e.g. crop, house, community asset) take
a photograph of the damage and record the exact location.

Enter the findings of the investigation in the Grievance Database.

Once the grievance has beearceived/acknowledged anthvestigated, the
compl ai nant wi || be contacted with the f
response. Explanations will be given in writing (or where literacy is an issue orally)
the manner in which the review was carried out, results of the review, amyashto
activities that will be undertaken to address the grievance and how the issue is being
managed to meet appropriate environmental and social management systems and
requirements. As a last resa@aggrieved parties have a right to take legal action. This

is a more formatightsbasedapproach that shall only be taken if all other approaches
have failed or when there are serious conflicts about facts and data. The final decision
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will be taken by the arbitrator or court based on compliance with laws, policies,
standards, rules, regulations, procedures, past agreements or common practice.

8.3.2. Training on Grievance Management for Staff

The training plans for grievance management for staff involved in the Bosaso power grid
repair and expansion project will focus on equipping team members with the skills and
knowledge necessary to handle community concerns effectively and sensitively. The
training will cover established procedures for receiving, documenting, and addressing
grievances while ensuring that all staff members understand the importance of
maintaining confidentiality for complainants. Emphasis will be placed on creating a
supportve environment where community members feel safe to express their concerns
without fear of retaliation or breach of privacy. Procedures will include secure
documentation methods, restricted access to grievance records, and protocols for
anonymizing informtion related to complaints. By prioritizing confidentiality and
providing comprehensive training, the project aims to foster trust and transparency
between project staff and the local community, facilitating effective resolution of
grievances throughoutelproject's implementation.

8.3.3.Budget for implementing the GRM

Implementing a Grievance Redress Mechanism (GRM) under the Environmental and
Social Management Plan (ESMP) for the power grid upgrade and expansion in Bosaso
City requires a comprehensive and adequately funded budget. It is estimated that the
implementatio budget for GRM shall be approximately US@1000. This budget shall
cover essential aspects, including staffing for dedicated GRM officers, training programs
to build the capacity of GRM personnel, outreach and communication efforts to inform
affected conmunities about the mechanism, and the development and maintenance of
data management systems for tracking grievances. Additionally, it shall include the costs
of handling and resolving grievances, which may involve community meetings,
transportation, antbgistical support. Ensuring sufficient funding will enable the GRM

to function effectively, fostering transparency and trust among stakeholders and
supporting timely and fair resolution of issues, thus contributing to the overall success
and social acceability of the project.

8.3.4. Grievance Redress Committee (GRCs)

Grievance management and reporting is entirely the responsibility of the MoEWR
through its environmental officers and liaison officers. However, Grievance Redress
Committee (GRCs) will be established at the Bosaso City level. The main function of the
GRCswould be arbitration and negotiation based on a transparent and fair hearing of the
cases of the parties in dispute. The GRCs shall be responsible to hear the grievances of
PAPs and other stakeholders and arbitrate disputes in order to arrive at anoicgioless

based on negotiation and in a transparent and fair manner. The GRCs will be independent
and careful selection of the members is crucial to ensure its autonomy. Presence of female
members on the GRCs is crucial in order to ensure better considevatiender issues

for grievance resolution. With the help of their leaders, project affected community
members will democratically elect and nominate their representatives.

MoEWR and GRC will be responsible for the implementation of external grievance
management and reporting with differentiated channels for different stakeholders. The
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following are among key tasks and responsibilities of the Grievance Redress Mechanisms
to be carried out by GRC:

Regularly record all grievances received and how they have been addressed;
Develop and keep updated a record of all consultations with stakeholders;

Regularly prepare and file minutes of meetings;

Ensure that the Project Contractor regularly register grievances and redressing
actions;

Document all actions agreed during meeting and follow up the implementation;
Prepare an annual report on stakeholder consultation activities, grievance
management, environmental and social performance and implementation of
mitigation activities; and

1 Regularly give feedback and updates to communities with adapted methods;

= =4 -4 -9
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8.3.5. Documenting, Monitoring and Reporting

A formal and documented procedure is required that may give evidence to any interested

third parties, including the communities themselves, that any complaint is taken into
consideration and, where founded, promptly addressed and allowing the satisfactory
resolution of grievances and the response t
lender (AfDB). Therefore, while the channels to receive complaints may be informal as
adapted to the cultural context angn, to fac
the MOEWR shall ensure to regularly record all grievances and document how they are
addressed.

During construction a number of grievances are expected to be mostly related to
construction activities, MOEWR through ESPs is therefore required (i) to regularly record

all grievances and how they are solved and (ii) to monitor that all grievances ingvolvi

the MOEWR/ESP and its Contractor or its sudmtractors are duly recorded and followed

up, and will monitor grievances routinely as part of the broader management of the
Project. This entails good record keeping of complaints raised throughout toethie

construction and operation of the Project. Monthly internal reports will be compiled and
distributed to the management team. These grievance reports will include:

1 The number of grievances logged in the proceeding period by level and type.

1 The number of grievances resolved between the Project and complainant, without
accessing legal or third party mediators, by level and type

The number of grievances unresolved after 30 days by level and type;

MOEWROGs responses to concerns raised by t
Measures taken to incorporate these responses into project design & construction.

An appropriate grievance report should be
These reports and other records will be made available for external review if required

and AfDB.
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8.3.6. Communication of the Plan

The Mo Eddniusity liaison officer (CLO) shall proactively inform affected
communities and the wider stakeholder group of the details of the GRP. This shall include
information about where people can go and who they can talk to if they have any
grievances. This formation shall be widely and regularly publicized throughout the
duration of the public consultation exercise, through meetings and the distribution of
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fliers. The CLO shall provide the information in a format and languages that are readily
understandable by the local population and/or orally in areas where literacy levels are low
during routine stakeholder engagement.

8.3.7. Workers Grievance Management Mechanism

The objective of this Workersd Complaints P
to establish a transparent process for workers to express concerns and file grievances,
including anonymous complaints. This Procedure does not replace other channels as
defined by law or collective bargaining agreements. In addition, the Contractor is required

to prepare company GRM. This Workersdéd Comp
Mechani sm) applies to all concerns that n
Exampes of complaints to which this Procedure applies are:

1 Working conditions and welfare;

1 Payment of wages and other benefits;

I Harassments, discrimination, intimidation;

1 Health and safety risks; and

1 Environmental risks.

Conversely, this Procedure does not apply t
Public/community Grievancddanagement Mechanism (GRM) applies. This procedure

should also be used to collect suggestions, ideas, and improvements from employees, on

the issues mentioned above. The procedure ensures that employees have every
opportunity to express grievances and hidneen resolved in a fair, equitable and prompt

manner. The procedures shall apply to all employees engaged in the project, and shall

have the following guiding principles:

1 Impartiality: All parties have the right of expressing their viewpoints. Any
assumptions or actions shall be taken until all relevant information has been collected
and considered. All parties have access to support or representation if they want or
need .

1 Confidentiality: Only the worker directly involved in the grievance, or in sorting it
out, can have access to information about the grievance. Information goes on an
empl oyeebs personnel file only if he/ she
grievarce.

1 Nonretaliation: Management takes necessary steps to make surevdhedrs
involved in a grievance are not victimized by anyone for coming forward with the
grievance or for helping to sort it out. Any retaliations shall lead to disciplinary action.
However, if the grievance procedure is used by an employee to lie alboebrse,
the employee too can be disciplined.

1 Timeliness: All grievances shall be dealt with as quickly as possible. There are time
limits for the different steps. The aim is to sort out all grievances within four weeks
if at all possible.

The Project Contractor shall nominate a Grievance Officer. He/She shall have a dedicated
desk/office in order to allow workers to submit complaints in person. In front of the office,
a Complaints Box shall be placed to collect written complaints, bothyarsand not.
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8.4. Stakeholder Engagement Plan

The MoEWR shall prepare a standalone Stakeholder Engagement Plan for the project.
The plan shall consider al | the projectos
stages, and shall be tailored to the characteristics and interests of the Affected
Communities and other stakeholders. Therefore, the document shall identify ranges of
stakeholders that may be interested in its actions and consider how external
communications might facilitate a dialog with all stakeholders.

Given that the fundamental principle in any stakeholders identification exercise is striking
the right balance between identifying relevant stakeholders on the one hand and ensuring
diversity and inclusivity on the other, the process of identifying stdédehs shall be
systematic and not arbitrary, which, in turn, would require adopting certain
methodologies. The following are the proposed procedures for selecting relevant
stakeholders:

The level of their interest in the project, and

The | evel of their influence on the proje
and influence can change with time and therefore, configurations within the
stakehol dersdé platform could occur.

T
T

8.5. Environmental and Social Monitoring Plan

Environmental monitoring is an essential tool in relation to environmental management
as it provides the basis for rational management decisions regarding impact control.
Monitoring should be performed during all stages of the project (namely construction,
commissioning, and operation) to ensure that the impacts are no greater than predicted,
and to verify the impact predictions. The monitoring program will indicate where changes
to procedures or operations are required, in order to reduce impacts onitbareant

or local population. For the proposed project, the monitoring program will be primarily
undertaken by MOEWR and the ESPs to meet the following objectives:

1 to monitor the environmental conditions of the project influence area as impacted by
the construction and operation of the Project;

1 to check on whether mitigation and benefit enhancement measures have actually been
implemented, and are proving effective in practice;

1 to provide a means whereby any impacts which were subject to uncertainty at the time
of preparation of this ESIA, or which were unforeseen, can be identified, and to
provide a basis for formulating appropriate additional impact control measures; and

1 To provide information on the actual nature and extent of key impacts and the
effectiveness of mitigation and benefit enhancement measures which, through a
feedback mechanism, can improve the planning and execution of future similar
projects.

For this project, two basic forms of monitoring are proposed as follows:

1 Compliance monitoringwhich checks whether prescribed actions have been carried
out, usually by means of inspection or enquiries; and

1 Effects monitoringwhich records the consequences of activities on one or more
environmental components, and usually involves physical measurement of selected
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parameters or the execution of surveys to establish the nature and extent of induced
changes.

It is recommended that both sets of monitoring are undertaken. However, during
construction compliance monitoring will play a primary role in checking whether
recommended impact mitigation and environmental management plans have been carried
out or not. Tks is because most impact controls take the form of measures incorporated
in project designs and contract documents, and the extent to which recommendations on
these matters, as set out in the ESIA, are complied with, plays a major part in determining
theoverall environmental performance of the project.

8.5.1 Monitoring During Construction Phase
Environmental monitoring during the construction phase will comprise two principal
groups of activities:

)review the Contractorso plans, method st
arrangements so as to ensure that environmental protection measures specified in
the contract documents are adopted and t
acceptable lesl of impact control; and

(i) systematic observation on a dmyday basis of all site activities and the
contractor so of fdstriduteonrdute and towet dreetion sites,c | udi n
storage areas, project offices and camp facilities, access road, quarry and spoill
areas, etc. as a check that the contract requirements relating to environmental
matters are in fact being complied with, and that no impéwisseen and
unforeseen are taking place.

(iif) These activities will be fully integrated with other construction supervision and
monitoring activities carried out by the construction supervision consultant. The
Resident Engineer (RE) (i.e. as part of his duties connected with general site
supervision)s responsible to ensure adequate level of environmental monitoring
is carried out. Actual monitoring on a dayday basis will be carried out by
Environmental Inspector from the construction supervision consultant, under the
direction of the RE.

(iv) The majority of monitoring will comprise visual observations, carried out at the
same time as the engineering monitoring activities. Site inspections will take place
with emphasis on early identification of any environmental problems and the
initiation of suitable remedial action. Where remedial actions have been required
on the part of the Contractor, further checks will need to be made to ensure that
these are actually being implemented in the required form and to the agreed
schedule. As experience of thencipal problem areas is gained, attention will be
concentrated on locations and activities, which are known to be the most
troublesome, with a lower frequency of inspections at profftem locations.
Nevertheless, each construction activity site neele formally inspected from
an environmental viewpoint at least once every week.

(v) The RE will decide on the appropriate course of action to be taken in cases where
unsatisfactory reports are received from his field staff regarding environmental
matters. In the case of relatively minor matters, advice to the contractor on the
need for renedial action may suffice, but in all serious cases, the RE should either
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recommend an appropriate course of action to the Engineer, or should issue a
formal instruction to the contractor to take remedial action, depending on the
extent of his delegated powers.

(vi)In addition to visual observation, it is particularly important thainitoring

should also include limited informal questioning of the local community and their
elected leaders who live in the project area, since they may be aware of matters
which are unsatisfactory, but which may not be readily apparent or recognized
during normal site inspection visits.

(vii) Environmental inspection checklists for site use will be developed by the

RE and the Environmental Inspector to be assigned by the Supervision Consultant,
prior to the commencement of construction, so adfalitate systematic
monitoring and recording. These may require modification in the light of site
experience, and it is recommended that a review of their adequacy and ease of use
should be carried out approximately 2 months after the commencementksf wo

(viii) The Environmental Inspector will review the effectiveness of

environmental management and monitoring approximately 3 months into the
construction period, and will introduce improved procedures as required in the
circumstances.

8.6. Monitoring During Operation Phase

(i)

(ii)

MoEWR/ESR environmental unit shall also monitor and prepare periodic reports
on the status of the project operation. During project operation, MOEWR/ESPs
shall undertake monitoring activities, and do monthly reports that shall cover the
following salient areas:
1 Results of key parameters monitored,;
1 Results or status on implementation of the environmental management
plan;
1 Description of any incidents which could potentially result into a-non
compliance of the ESMP and actions taken to improve the situation; and
1 Proposed solutions for any outstanding/unforeseen issues and impacts
detected during the monitoring.

The recommended frequency of reporting is monthly. However, this frequency
can change if demanded by the financer (i.e. AfDB). Monthly monitoring report
will be submitted and financer (AfDB).

8.7. Monitoring report types and frequency

Monitoring environmental and social components is crucial for the successful
implementation of the Bosaso power grid repair and expansion project supported by the
African Development Bank (AfDB). The monitoring and reporting will ensure
compliance with redvant regulations, identifies potential impacts, and helps manage risks
associated with the project. The following are the various types of monitoring reports
specific to environmental and social components, along with their recommended
frequencies.
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1. Environmental Monitoring Reports: These reports focus on tracking the
environmental impacts of the project throughout its lifecycle, ensuring
compliance with environmental standards and regulations.

Types of Environmental Monitoring Reports

1 Baseline Environmental Assessment Report:

o Purpose:Establishes the existing environmental conditions (air, water,
soil, biodiversity) prior to project commencement.

o FrequencyConducted once at the project's outset to serve as a reference
point for future assessments.

1 Environmental Compliance Reports:

o Purpose:Assess compliance with environmental regulations, project
specific conditions, and environmental management plans (EMPSs).

o FrequencyQuarterly during the construction phase and biannually during
the operational phase.

1 Impact Monitoring Reports:

o PurposeEvaluate specific environmental impacts (e.g., air quality, noise
pollution, water quality) related to project activities.

o FrequencyMonthly during construction and quarterly during operation to
provide ongoing assessment of environmental conditions.

1 Biodiversity Monitoring Reports:

o PurposeTrack changes in local flora and fauna populations and habitat
conditions due to project activities.

o FrequencyBiannual during construction and annual during operation to
assess longderm ecological impacts.

2. Social Monitoring Reports
Social monitoring focuses on understanding and managing the social impacts of the
project, particularly on local communities and vulnerable groups.

8.7.1.Types of Social Monitoring Reports
T Social Baseline Assessment Report:

o Purpose: Establishes the soceconomic conditions of the affected
communities prior to project implementation, including demographics,
health, and livelihoods.

o FrequencyConducted once at the project's outset.

1 Community Engagement Reports:

o Purpose: Document community engagement activities, stakeholder
feedback, and responses to concerns raised by local residents.

o FrequencyPrepared after each major community engagement session and
summarized quarterly.

1 Social Impact Monitoring Reports:

o PurposeEvaluate social impacts such as changes in employment, health
and safety, and soceconomic conditions arising from the project.

o FrequencyQuarterly during construction and biannually during operation
to track ongoing social dynamics.

1 Vulnerable Group Monitoring Reports:
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o PurposeAssess the specific impacts on vulnerable groups (e.g., women,
children, and marginalized communities) and track the effectiveness of
mitigation measures.

o Frequency: Quarterly during construction and biannually during
operation.

3. Grievance Management Reports
These reports are essential for tracking community complaints and ensuring effective
resolution of grievances related to environmental and social issues.

8.7.2.Types of Grievance Management Reports
1 Grievance Log Reports:
o PurposeDocument all grievances received, actions taken, and outcomes
achieved, ensuring transparency and accountability.
o FrequencyUpdated monthly throughout the project lifecycle.
1 Grievance Analysis Reports:
o PurposeAnalyze trends and patterns in grievances to identify recurring
issues and improve project practices.
o FrequencyCompiled biannually to evaluate the effectiveness of grievance
management processes.

4. Health and Safety Monitoring Reports
These reports ensure that occupational healtrsafety standards are upheld, protecting
both workers and local communities.

8.7.3.Types of Health and Safety Monitoring Reports
1 Health and Safety Compliance Reports:
o PurposeAssess adherence to occupational health and safety regulations,
protocols, and best practices.
o Frequency: Quarterly during construction and biannually during
operation.
T Incident Reporting and Analysis Reports:
o Purpose:Document and analyze any incidents or accidents that occur,
assessing root causes and implementing corrective actions.
o Frequency: Reported immediately after incidents, with summaries
compiled quarterly.

8.8.Capacity building

The suggested capacibyilding and training program presented in a tabular format,
focusing on both environmental and social (ES) management and monitoring aspects for
the Bosaso power grid repair and expansion project.
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Training
Topic

Key Training
Areas

Responsible
Body/Organ

Frequenc
y

Estimated
Number of
Participant
S

Cost
Estimat
e

Environmenta
| Management

Environmenta
| laws and
regulations
Environmenta
| impact
assessment
(EIA)
procedures
Waste
management
strategies

Environmenta
| Authority

Annual

20

$3,000

Social Impact
Assessment

Conducting
social impact
assessments
Stakeholder
engagement
techniques
Vulnerable

group
identification

Social
Development
Ministry

Annual

15

$2,500

Health and
Safety
Training

Occupational
health and
safety
protocols
Emergency
response
procedures
Risk
assessment
methodologie
S

Health and
Safety
Authority

Semi
Annual

30

$4,000

Grievance
Mechanism
and
Management

Grievance
reporting
procedures
Community
engagement
strategies
Monitoring
and
evaluation of
grievance
systems

Project
Management
Office

Quarterly

50

$3,000

Monitoring
and
Evaluation

Data
collection
methods
Key
performance

Monitoring
and
Evaluation
Unit

Quarterly

20

$2,000
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Training
Topic

Key Training
Areas

Responsible
Body/Organ

Frequenc
y

Estimated

Number of
Participant
S

Cost
Estimat
e

indicators
(KPIs)

Reporting
standards and
practices

Community
Health and
Safety

Community
health
awareness

Health
Ministry

Annual

40

$2,000

1 Safety
practices for
community
members

1 Reporting
community
health issues

Total

$16,500

Notes:

Cost estimatesare approximations and can vary based on local conditions,
training providers, and materials required.

Theestimated number of participantsis flexible and can be adjusted based on
the specific needs and the scale of the training.

Responsible bodies may vary depending on the stakeholders involved and local
organizational structures.

Training frequency can also be adapted based on ongoing assessments and
project phases.

8.9. Specific Monitoring Activities
Monitoring activities during the implementation of a power grid upgrade and expansion
project in Bosaso City are crucial to ensure that the project aligns with environmental,

social,

technical, and financial goals. The following are the specific monitactngties

anticipated during the project implementation:

Environmental Monitoring

1
T
1

Air quality monitoring: Regular assessment of emissions from construction
machinery and vehicles.

Noise level monitoringContinuous noise level recording using decibel meters
around construction zones.

Waste management oversigRegular inspection of waste storage and disposal
methods, and monitoring adherence to protocols for handling hazardous materials,
ensuring they are segregated and safely disposed of.

Water Resource Monitoringvlonitoring of water usage to ensure sustainable
consumption. Analysis of water quality in nearby bodies to prevent contamination
from construction ruoff.
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Social and Community Impact Monitoring

1 Stakeholder engagement and communicatidonitoring the effectiveness of
community engagement initiatives, including feedback sessions and the grievance
redress mechanism.

1 Resettlement and compensatidiracking the implementation of resettlement
plans and verifying that affected individuals or communities receive fair and
ti mely compensation. Ensuring compl i an
involuntary resettlement and livelihood restoration.

1 Health and safety monitoringRegular audits of construction sites to ensure
compliance with occupational health and safety (OHS) standards. Tracking
incidents, accidents, and nearsses, and taking corrective measures. Monitoring
the availability and use of personal protective eouapt (PPE) by workers.

1 Genderbased violence (GBV) risk managemedtersight of GBV awareness
programs for workers and local communities, and ensuring that monitoring
mechanisms are in place to track reports of harassment or violence, and that these
are managed following the project's GBV action plan.

Technical and Quality Control Monitoring

1 Infrastructure and equipment checkBRoutine inspection of the quality and
condition of power grid components such as transfornagsjbution lines, and
substations. Verifying that materials meet project specifications and standards set
by the AfDB and local regulations.

1 Progress tracking and reportingRegular progress reports on construction
milestones compared to the project schedule. Use of digital tools like GIS and
project management software for riate updates on project developments.

1 Performance testingConducting periodic tests to evaluate system performance
as sections of the grid are upgraded or newly constructed; and ensuring that all
installations meet efficiency and safety benchmarks before integration into the
grid.

Compliance and Policy Adherence

1 Regulatory compliance auditsPeriodic assessments to ensure the project
complies with national environmental, construction, and labor laws; and
documentation and reporting aligned witd@t
policies.

1 Documentation and recorkleeping:Comprehensive recoikeeping of permits,
reports, and any corrective actions taken to maintain transparency and
accountability; and submitting regular compliance reports to the relevant
regulatory bodies and the AfDB.

Socioeconomic Monitoring
1 Local employment and economic impadiracking job creation for local
communities, including roles provided and skill levels engaged; and periodic
surveys to assess economic benefits to local businesses and supply chains.
1 Skillsdevelopment program#4onitoring training sessions and capadityilding
activities for local workers; and ensuring that training content aligns with the
projectds skills transfer objectives.
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Security Monitoring

1 Onssite security measurefegular checks on the effectiveness of site security
measures to protect equipment and personnel; and monitoring the implementation
of protocols to address unauthorized access and potential threats.

1 Community safety and protectiorContinuous assessment of measures to
safeguard surrounding communities from projetated risks; and ensuring
traffic management plans are effective in reducing road hazards associated with
construction.

Reporting and Review Processes
1 Bi-annual review meeting€onvening review meetings involving stakeholders,
project managers, and AfDB representatives to assess progress.
1 Adaptive managemeng&djusting project plans and monitoring strategies based
on feedback and observed outcomes during implementation.

8.10. Pre-construction Phase

Thepre-construction phase includes the study and design phase, tendering phase and the

time before the contractors6é mobilisation

prior to the Contractor mobilization and the commencement of construction,
environmentaland social management will be concerned with the following principal

groups of activities:

1 Ensuring that all National and AfDB requirements and procedures relating to ESIA
are complied with;

1 Ensuring that environmental and social considerations are explicitly contained in the
contract document;

1 Preparation of detailed designs (i.e. during tower microsighting) which incorporate
specific features aimed at minimizing adverse impacts and enhancing beneficial
impacts;

1 Preparation of tender and construction contract documents which contain
appropriate clauses to allow control of impacts arising from construction activities

The MoEWR will be responsible for ensuring that its own environmental requirements

are fully met. The Detail Design and Tender Document (DD and TD) Consultant to be

appointed by MOEWR will have primary responsibility for the quality and content of the
desgn and tender documents. This will include ensuring that the adverse impact
minimization and benefit enhancement measures set out in the ESIA are given due
consideration in the preparation of designs and tender documents.

8.11. Construction Phase

Most of the project environmental management activities will be carried out during the
construction phase, since this is when most impacts caxpeeted to arise. Management

will be concerned with controlling impacts that may result from actions of the contractor,
through enforcement of the construction contract clauses related to protection of the
environment. In this respect, it is importantrexognize that successful mitigation of
construction impacts can only be achieved if the environmental protection measures, as
set out in the construction contract and in this ESIA document are properly enforced.
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Construction and constructigelated activities will cause impacts that will either be
reflected directly or indirectly. Thus, during this phase there is a need to constantly
identify the occurrence of such impacts and implement mitigation measurescaseithd

in this ESIA. The main responsibility for this task lies with the Contractor and the
Supervision Consultant. The Supervision Consultant shall constantly monitor and ensure
the ESMP is fully enforced. Further, the supervising consultant has thesésfity of
identifying emergency environmental problems/risks and taking immediate actions,
which are within the scope of its capabilities.

The Contractor is responsible for implementing all actions indicated in the ESMP and
immediate measures proposed by the Supervision Consultant. In addition to the
Contractor and the Supervision Consultant, MOEWR and relevant Puntland State
agencies shallaively participate in the process and shall conduct periodic assessment of
the implementation of the ESMP and of other environmental issues. An Environmental
Inspector will be responsible for environmental management and monitoring at the lowest
organizaional level, but his role in the management chain is crucial if effective impact
control is to be achieved. Other responsible bodies include the regional environmental
protection organs, local administration (Bosaso Municipality and Puntland State
agenciesand the community. As most so@avironmental impacts will be reflected on

the local community and administration, they shall actively participate in the management
plan and contribute their share of the efforts towards protecting the environmengand th
local community.

8.12. Commissioning Phase
Major tasks to be accomplished before commissioning of the project include:

1 The contractor shall clean up the project site and its immediate environment from all
construction refuse, wastes and surplus construction materials;

1 The contractor shall properly dismantle construction plant, machinery, storage
facilities, offices and other temporary structures;

1 The contractor shall loosen all compacted earth at the temporary facilities sites and
access roads. Further, such sites shall be rehabilitated to as close to their pre
construction condition as possible; afdgeneral, all environmental requirements
(to be indicated in the Contract Document) shall be satisfied.

The contractor is responsible for conducting all the tasks listed above. However, the
Supervision Consultant and the project owner have the responsibility of monitoring,
evaluating and approving the actions of the Contractor, to ensure that it compiigsewit
above requirements.

8.13. Postconstruction/Operation & Maintenance Phase

For the successful implementation, routine and periodic environmental and social

management must be carried out in a timely manner and this would, in the meantime,
ensure the (environmental, social and economic) sustainability of the project. Some of the
main environmental issues of concern during project operation include:

1 Occupation, Health and safety risks; alteration to thefiysical, social and health
characteristics of the recipient environment;
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1 Alterations in the interactions between project activities and environmental
sensitivities, and interactions among the various sensitivities; to ensure the
effectiveness of the mitigation measures;

1 Determination of long term and residual effects; and identification of Project specific
cumulative environmental effects and recommendsggeific management plan as
required.

MoEWR, ESPs and the concerned Puntland State authorities are key actors for ensuring
the implementation of management and constant updating of the ESMP.
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8.14. The Environmental and Social Management Plan (ESMP)
Major environmental management activities planned to be undertaken at different phases
of the project are listed ihable8.1.
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Table 8-0-2: Environmental and social management plan (ESMP) for the propepair and
expansion of Bosaso power grid, Somalia

IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

CONSTRUCTION PHASE

Impacts
on

Landscape
and
visuals

1 [Erect
temporary

 Contra
ctor

T Presence of
a perimeter
fence

T One
off

4500

biophysi
cal
environ
ment

barriers or i
screens around
construction
sites to shield
views of heavy
machinery,
equipment, and
activities from
the surrounding
area,
minimizing
visual
disturbancg

1 Limit the
clearing of
vegetation to
only what is
necessary for
construction,
and ensure that
any cleared
areas are
rehabilitated
with native
plants after
construction to
restore the
landscape.

1 Locate material
storage areas
and equipment
yards in less
visible or
already
disturbed areas
and keep them
tidy to reduce
the visual
clutter during
the
construction
period.

1 Design
temporary
access roads
with minimal
disruption to
the landscape,

Propon
ent
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

1 Ensure that

1 Minimize the

and ensure
these roads areg
restored to
their original
condition, or
better, once
construction is
complete.

1 Where
possible,
restore
disturbed areas
progressively
as construction
moves forward
rather than
waiting until
the project is
fully
completed.
This helps
minimize
prolonged
visual impacts.

T Avoid
construction
activities near
scenic or
culturally
significant
landscapes, an
design project
phases to avoid
highly visible
areas during
periods of high
public activity,
such as tourist
seasons.

waste and
debris from
construction
activities are
promptly and
properly
managed and
disposed of to
avoid creating
an unsightly
and cluttered
environment.

use of bright
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of adequate
and efficient
drainage
channels at the
substation site,
which will
provide proper
drainage for
the substation
during
operation.
Discharge of
untreated
concrete wash
water to
surface waters
to be strictly
prohibited.
Ensure all
hazardous
materials are
stored in

IMPACT DESCRIPT | RECOMMENDED RESPONSIB | MONITORING MONITO | ESTIMA
CATEGO | ION MITIGATION ILITY INDICATOR RING TED
RY MEASURES FREQUE | CosT
NCY (USD)
lights during
nighttime
construction to
reduce light
pollution,
especially in
areas that are
normally dark.
Use directional
lighting to limit
the spillover of
light into
surrounding
areas.
Soil, Avoid 1 Contra| T Recordsof|{ Quar| 6500
groundwat removing short ctor any terly
er and vegetation and | § Propon leakages
surface grass along the ent from
water distribution constructio
contamina line corridor as n
tion far as it does equipment/
not hinder vehicles.
construction 1 Oil spill
works. containmen
Concrete wash t plan.
water to be 1 Provision
discharged of fuel/oil
only at drip and
designated spill trays
facilities.
[Construction
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

designated
areas (i.e. on
flat or gently
sloping
ground) to
prevent
spillage;

1 Ensure
appropriate
hazardous
materials
containers are
used with seals
that are in good
condition (i.e.
glass
containers for
corrosive
chemicals);

1 [Ensure
employees
have
appropriate
training in safe
hazardous
materials
handling;

1 Implementatio
n of temporary
erosion control
measures (e.g.
silt fence,
erosion mats)
especially
where
construction
sites are near
surface water.

1 [Installation of
portable toilets
for
construction
worker§.

1 Recycling of
washwater
will be done as
far as practical.

1 Remove and
dispose wastes
from septic
tanks installed
for
construction
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IMPACT DESCRIPT | RECOMMENDED RESPONSIB | MONITORING MONITO | ESTIMA

CATEGO | ION MITIGATION ILITY INDICATOR RING TED

RY MEASURES FREQUE | CosT
NCY (USD)

crew camps at
appropriate
interval & at
designated site
to avoid
overflow and
prevent
contamination
of the ground
or surface
drainage; and
[Revegetation
of exposed
slopes
immediately
after
construction is
completedl.
Spillage of
hazardous
liquids (e.qg.
oil) to be
prevented by
implementing
spill prevention
measures.
Stockpiles and
temporarily
removed
topsoil to be
stored in a
location and
manner to
prevent soil
runoff.

The contractor
is required to
collect and
treat storm
water runoff
from open
workshop
servicing and
repairs and
other areas in
bonded storage
areas before
discharging
into receiving
drainage and
waterways;
[The contractor

is required to
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

make specific
and adequate
provision for
the disposal of
sanitary and
other liquid
and solid
wastes in such
a way as will
not result in
any form of
pollution or
hazard to
human or
animal health
The Contractor
is required to
prevent
entrance or
accidental
spillage of
pollutants and
wastes into
flowing and/or
dry water
courses and
groundwater
resources.
The contractor
is required to
prohibit
washing of
project vehicleg
and plant in or
adjacent to any
water sources.
All washing to
be carried out
at designated
areas away
from water
sources; and
The contractor
is responsible,
at his own cost,
for cleaning up
any pollution
caused by his
activities and
the payment of
full
compensation
to those

affected.
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

Air
quality
(Dust)

f

To prevent
high dust near
settlements,
traffic speed
should be
reduced to
30km/hr;
Reduce the
duration of
construction
activities
resulting in
more dust
generation;
Concrete
mixing plants
and associated
machinery
installed for
project
activities will
be equipped
with suitable
pollution
control (dust
suppression
equipment)
arrangements.
[The
Contractor is
responsible to
develop an
ambient air
quality
monitoring and
management
plan (G
ESMP), with
particular focus
on dust
monitoring.

1 Contra
ctor

1 Propon
ent

9 Visual

Observatio
n of dust
Provision
of PPEs
especially
masks

T Mon
thly

4500

Air

quality
(Vehicle
exhaust
emissions)

Vehicle speed
in residential
areas will be
limited by
instructions to
drivers. This
will be
enhanced by
the installation
of speed limit
signals as
appropriate;

T Contra
ctor

1 Propon
ent

1 Engine
maintenanc
e records

1 Inspection
of stacks

T Mon
thly

5000
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

il

Construction
machinery
should be well
maintained to
minimize
excessive
gaseous
emissions;
Prevent the
occurrence of
smoke
emissions or
fumes from
fuel oils;

Avoid
exposing any
volatile
chemical to the
atmosphere;
Do not burn
material, which
produce toxic
gases. No
burning is
allowed to
materials such
astires, plastic,
rubber products
or other
materials that
create heavy
smoke or
nuisance
odour.

[The
Contractor is
also
responsible to
monitor the air
pollution risk
at all
construction
sites, campsite,
access roads
and near
settlements/vill

ages.

Noise &
vibration

A proper
routine and
preventive
maintenance
procedure for

project vehicles

T Contra

ctor

1 Propon

ent

1 Noise
levels
Records of
noise
measureme
nts done by

f Mon
thly

4500
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IMPACT DESCRIPT | RECOMMENDED RESPONSIB | MONITORING MONITO | ESTIMA
CATEGO | ION MITIGATION ILITY INDICATOR RING TED
RY MEASURES FREQUE | CosT
NCY (USD)

and equipment contractor

should be set within the

for their best project area

operating and at

conditions and distances of

lowest noise 30m from

levels possible the Hybrid

so that power plant

extraneous
noises from
mechanical
vibration,
creaking and
squeaking are
reduced to a
minimum;
[Conduct job
specific
training for
machinery and
heavy vehicle
operators to
cover the
importance of
noise control
and available
noise reduction
measurés

In principal,
noisy
construction
works to be
limited to
normal
working hours
and no
operation on
Fridays and
public
holidays.
Vehicles and
machinery to
be equipped
with exhaust
mufflers and
well
maintained.
Additional
noise
suppression
measures (e.g.
covering of
noisy units) to
be
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

implemented if
noise levels at
nearest
sensitive
receptor
consistently
exceeds
national noise
standard or in
case of
consistent
complaints.

1 [Construction
workers to be
provided with
appropriate
PPE such as
ear plugs and
ear muffs for
protection
against
excessive
noisqg.

9 Construction
machines and
vehicles to be
turned off
when not in
use.

1 [Construction
equipment
generating high
noise shall be
designed to
have an
adequate noise
control (such
as mufflers,
silenced
exhaust
acoustic);

9 Controls shall
be undertaken
to reduce
exposures to
>80 dBA,
including
layout of
equipment,
selection of
quieter
machines,
isolation of
workers from
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

noise source
etc.
Coordinate and
implement all
noise and
vibration
control
measures to
ensure Nationa
and AfDB
standards are
met;

Minimize
worker
exposure to
noise and
vibration by
providing
appropriate
PPE, hearing
protection and
noise control
device as
required.

Biodiversi
ty (Fauna)

As much as
possible the
size of the area|
to be cleared
and used for
the project
should be
minimized;
Vehicles and
trucks as much
as possible
should use the
existing roads
to minimize
foot and
vehicle traffic
through
undisturbed
areas and loss
of habitat by
wildlife;
[Habitat
restoration
activities
should be
initiated after
construction
activities are

completedt

T Contra
ctor

1 Propon
ent

T Full
implementa
tion of
biodiversit
y
manageme
nt plan for
the project

1 Regular
biodiversit
y . .
monitoring
and
reporting

1 Quat
erly

4500
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IMPACT DESCRIPT | RECOMMENDED RESPONSIB | MONITORING MONITO | ESTIMA
CATEGO | ION MITIGATION ILITY INDICATOR RING TED
RY MEASURES FREQUE | CosT
NCY (USD)
9 Secure the safg

movement of
animals
displaced and
an attempt to
protect in their
new habitat
must be carried
out.

To design an
aviansafe
power pole to
minimize bird
electrocution
risk by
providing
sufficient
separation
between
energized
phase
conductors and
between phase
and grounded
hardware to
accommodate
at least the
wrist-to-wrist
or headto-foot
distance of a
bird;

The use of a
steel or
concrete
monopole
structure with
sufficient
clearance
would
minimize
electrocution
risks to
avifauna; and
Crossarms,
insulators and
other parts of
the power lines
can be
constructed so
that there is no
space for birds
to perch where
they can be

proximate to
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

energized
wires.

[Making power
line more
visible to birds
(line marking).
The
assumption is
that birds
collide with
overhead
cables because
they cannot see
them. Hence,
high-visibility
markers should
be installed to
make the lines
more visible to
birdg.

[Habitat
management at
site level
should be
considered,
such as, to
avoid
establishing
ponds or waste
disposal
storage sites
within
development
ared;

As much as
possible
vegetation
cover that may
support small
mammals,
rodents,
reptiles,
amphibians ang
other birds,
which attract
raptors, must
be removed;
and

Retain existing
low-lying
vegetation
ground cover
along the

distribution
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restricting land
clearing to
what is
absolutely
necessary
within the
project
boundary and
along the
access road
alignment;

1 [Rehabilitation
of temporary
construction
sites and camp
should be done
with suitable
native plantg

1 [All damaged
areas shall be
reinstated and
rehabilitated
upon
completion of
the
constructioif;

1 [Compensate in
cash for the
loss of
privately
owned mature
tree$;

1 The contractor
will be
responsible for
any fire
accident cause
by his activities
within the
project area;

1 The contractor
is responsible

for the conduct

IMPACT DESCRIPT | RECOMMENDED RESPONSIB | MONITORING MONITO | ESTIMA
CATEGO | ION MITIGATION ILITY INDICATOR RING TED
RY MEASURES FREQUE | CosT
NCY (USD)
line ROW
thereby
minimizing
vegetation
clearing.
Biodiversi | § Avoid 1 Contra| T Numberof |9 Quar| 5500
ty (Flora) unnecessary ctor trees terly
destruction of | § Propon cleared
trees and other ent 1 Planted
vegetation by trees
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

of his
workforce in
relation to
environmental
protection
matters and to
specifically
prohibit
unnecessary
felling of trees;
There should
be care to
avoid
introduction of
invasive alien
species. Early
detection and
eradication is
recommended.

Soil
erosion

Along the
access road
corridor,
replanting
cleared areas
on slopes
vulnerable to
erosion such ag
cut-andHill
slopes with
plant species
(grasses) which
have the
abilities to:
armour the
surface against
erosion and
abrasion by
intercepting
raindrops;
suppot the
slope by
propping from
the base; and
reinforce the
soil profile by
increasing its
shear resistanc
(roots); etc.,
[Design and
construct
suitable
permanent

drainage

1 Contra
ctor

1 Propon
ent

I Assess size
of rills or
Gulleys
forming
from
accelerated
run off
from
compacted
areas

T Qaur
terly

3500
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IMPACT DESCRIPT | RECOMMENDED RESPONSIB | MONITORING MONITO | ESTIMA
CATEGO | ION MITIGATION ILITY INDICATOR RING TED
RY MEASURES FREQUE | CosT
NCY (USD)
structures
including:
Paved side
drains for
sections

vulnerable to
serious erosion
and gully
formation
(mainly around
tower
foundation
areas and
within the SS);
and diverting
drains (where
these are
necessary),
which avoid
excessive
concentration
of flows].
Minimize side
casting of
excavation
materials at
construction
site and along
the access road
corridor by
depositing it
only on
approved
disposal sites;
Preserving
topsoil from
the project
boundary and
road cuts for
re-use during
site restoration
on laydown
and other areas
used for
temporary
purposes.

The risk rating
of impacts
from soil
erosion is
classified as
moderate,
which is

environmental
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

impact with
some
consequences
and likely to
occur.
Implementatio
n of the above
mitigation
measures is
expected to
reduce the risk
rating to Low,
which is
environmental
impacts with
no or limited
consequence
and less likely
to occur.
Within the
project
boundary and
along the
project access
road alignment,
restrict land
clearing to
what is
absolutely
necessary.

Wastes
(Solid
wastes)

Construction
wastes will not
be allowed to
accumulate on
the
construction
site but will be
promptly
collected and
removed
regularly from
the site by the
Contractor;
Indiscriminate
disposal of
solid waste
shall be strictly
prohibited;
[Sufficient
number of
labelled and
colour coded

garbage bhins

T Contra
ctor

1 Propon
ent

9 Presence of
well-
maintained
receptacles
and
centralized
collection
points.

1 Quar
terly

9000
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

and container
will be made
available at all
construction
offices, stores,
camps,
canteens, etc.
to ensure
wastes are
strictly
segregated at
generation siteg
(source). Wastg
bins shall be
labelled in
Amharic,
Somali and
English and
according to
standardg
Wastes will be
appropriately
segregated
such that
hazardous and
northazardous
wastes are not
mixed and to
allow for
recycling and
reuse where
appropriate;
[Waste
materials will
be placed and
stored in
Suitable
containers.
Storage areas
and containers
will be
maintained in a
sanitary
condition and
shall be
covered to
prevent
spreading of
wastes by wind
or animal$;

All wastes
generated shall
be correctly
identified and
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

stored pending
collection/trans
fer for reuse,
recovery,
recycling or
disposal in an
environmentall
y sound
manner;

Any waste
material that is
inadvertently
disposed in or
adjacent to any
watercourses
will be
removed
immediately in
a manner that
minimizes
adverse
impacts, and
the original
drainage
pattern will be
restored,;

All wastes,
which are not
designated as
combustible
waste to be
burned orsite,
will be
recycled,
disposed of in
an approved
landfill, or
shipped to an
approved
disposal
facility; and
Solids, sludge
and other
pollutants
generated as a
result of
construction or
removed
during the
course of
treatment or
control of
wastewaters
will be
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

disposed of in g
sanitary landfill
and prevented

their direct or
indirect
discharge to
any

watercourse or
ground waters.

i Hazardous
wastes

91 All hazardous
waste shall be
disposed of in

accordance
with the
national and
international
legislative

requirements;

1 Develop and
implement
emergency

preparedness
and response

plan.

1 [Ensure
appropriate
PPE is
provided and
used

1 [Establish

temporary and
permanent spill

containment
structuré;

T Know the
location and
proper use of
cleanup
material;

1 Respect, as
minimum
requirements
national and
international

laws, codes an(
guidelines and

to apply the
strictest
standards
everywhere
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

feasible.

[Site operators
must ensure
thatspilled
products are
immediately
cleaned to
prevent
seepage of the
same into the
nearby river
and
groundwatel.

Wastes
(Liquid
wastes)

[Proper storage
of the oil is
required to
ensure no
leakagep
Frequent
inspection and
maintenance of
the generator tg
minimize
leakages.

No vehicles
should be
serviced or
maintained at
the project site.
[The waste oil
or used oil
must be
disposeebff
appropriately.
Proper training
for the
handling and
use of fuels for
the operators o
the power
plant.

In the event of
accidental
leaks,
contaminated
top soil should
be scooped ang
disposed of
appropriately.

 Contra
ctor

1 Propon
ent

1 Engine
maintenanc
e records

1 Oil spill
containmen
t plan

1 Presence of
separate
and clean
washrooms
for both the
gents and
ladies

T Quar
terly

4500

Impacts
on
infrastru

Water
consumpti
on

The Contractor
will not use the
existing
community

T Contra
ctor

1 Propon
ent

1 Water
usage
records

T Mon
thly

2500
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IMPACT DESCRIPT | RECOMMENDED RESPONSIB | MONITORING MONITO | ESTIMA

CATEGO | ION MITIGATION ILITY INDICATOR RING TED

RY MEASURES FREQUE | CosT
NCY (USD)

cture and water points;

utilities 9 In consultation

1 [The

1 [In the event of

and without
affecting the
availability of
water resources
for existing
users, the
Contractor is
responsible to
make
arrangements
to supply the
water demand
for
construction
and other
purposes;

Contractor will
need to
develop its
own water
supply sources
(i.e. to buy
water from
licensed
suppliers or
wells) for the
construction
and the
campsites
requirementsd

there being any
valid dispute
regarding the
effect the
contractor's
arrangements
may have on
the water
supply of
others, the
contractor shall
be responsible
for providing
an alternative
supply to those
affected, which
is not inferior
in quantity or
quality to that

previously
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

enjoyed.

Energy
Consumpt
ion

Ensure
responsible
electricity use
at the
construction
site through
sensitization of
staff to
conserve
electricity by
switching off
electrical
equipment or
appliances
when they are
not being used.
Proper
planning of
transportation
of materials
will ensure that
fossil fuels
(diesel, petrol)
are not
consumed in
excessive
amounts.
[Complementar
y to these
measures, they
monitor energy
use during
construction
and set targets
for reduction of
energy uske

1 Contra
ctor

1 Propon
ent

1 Energy
consumptio
n records

T Mon
thly

2500

Inconveni
ences and
disruption
S

[Promptly
compensate
economically
displaced
persons for losg
of assets at full
replacement
cosi.

[Provide
replacement
property of
equal or greate
value, or cash
compensation
at full

replacement

T Contra
ctor

1 Propon
ent

1 Number of
PAP
successfull
y
compensate
d

1 Number of
grievances
lodged

1 Quar
terly

17000
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IMPACT DESCRIPT | RECOMMENDED RESPONSIB | MONITORING MONITO | ESTIMA
CATEGO | ION MITIGATION ILITY INDICATOR RING TED
RY MEASURES FREQUE | CosT
NCY (USD)
cost where

appropriate, to
persons with
legal rights or
claims to land
which are
recognised or
recognisable
under the
national law.
Provide
assistance that
will off -set any
loss of a
communi
commonly held
resources. This
could take the
form of
initiatives that
enhance the
productivity of
the remaining
resources to
which the
community has
access, irkind
or cash
compensation
for loss of
access or
provision of
access to
alternative
sources of the
lost resource.
[Compensate
economically
displaced
persons who
are without
legally
recognisable
claims to land
for lost assels
[Provide
transitional
support to
economically
displaced
persons, as
necessary,
based on a

reasonable
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IMPACT DESCRIPT | RECOMMENDED RESPONSIB | MONITORING MoONITO | ESTIMA
CATEGO | ION MITIGATION ILITY INDICATOR RING TED
RY MEASURES FREQUE | CosT
NCY (USD)
estimate of the
time required
to restore their
incomeearning
capacity,
production
levels, and
standards of
living].
Impacts Establish an 1 Contra| Y Numberof | 9§ Quar| 4500
on accessible, ctor PAP terly
Vulnerabl confidential 71 Propon successtull
e Groups GRM to report ent y
concerns compensate
related to d
safety, 1  Number of
accessibility, grievances
and other lodged
impacts. f  Number of
[Implement vulnerable
additional people
safety employed
protocols

around work
zones,
including
signage,
barriers, and
clear pedestriar
pathways,
especially near
schooals,
healthcare
facilities, and
areas
frequented by
vulnerable
population}.
Provide
employment
opportunities to|
vulnerable
groups?®d
households.
Coordinate
with local
organizations
to offer support
services, such
as temporary
relocation
assistance,

counseling, or
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

financial
support, to
those most at
risk of hardship
due to project
related
disruptions.
Regularly
monitor the
impact on
vulnerable
groups and
adjust
mitigation
measures as
needed,
ensuring
transparency
and open
communication
with
community
representatives
and local
authorities.
[Offer
community
workshops on
health, safety,
and job
readiness
related to the
project,
focusing on
empowerment
and resilience
building for
vulnerable
group$.

Accidenta
|
discovery
of cultural
resources

Chance Find
Procedure
disseminated
among workers
during
induction
trainings;
Upon
identification
of suspected
archaeological
or cultural
remains, the
location must

T Contra

ctor

1 Propon

ent

Oneoff

5000
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not be

disturbed,

operations will

immediately

cease in the

affected area
and activities
that create
ground
disturbance
will be
minimised in
and adjacent to|
the affected
area,

The discovered
site will be
delineated as
"no work
zone";
Unauthorized
entry will be
prohibited and
the site secureg
to prevent any
damage or loss|
of removable
objects;

Under no
circumstances,
any artefacts
will be
removed,
destroyed or
interfered with
by anyone on
the site; and
Contractors
and workers
shall be
informed of the
penalties
associated with
the unlawful
removal of
cultural,
historical,
archaeological
or
paleortological
artefacts;

[The
responsible

Regional

209



ESIAT BOSASO POWER GRID
[REPAIR/EXPANSIONI 2024]

IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

authorities
shall assess thg
significance
and importance
of the findings
according to
the various
criteria relevant
to cultural
heritagé;
[Restoration
measures will
be employed to
protect
discoveries and
flagging the
area
boundariek

Trespassin
g of
unauthoriz
ed
personnel

[Fencing off
the facility to
keep of
community
members,
children and
livestock from
entering into
the facility]
Controlled
access to the
site only with
prior approval
Maintain
records of any
person who
comes to site
Ensure proper
Right-of-Way
(RoW)
Management
by undertaking
secure
clearances and
maintain an
adequate
distance from
residential
areas, schools,
and hospitals tg
minimize risks
to public safety
and avoid
interference

with daily

 Contra

ctor

1 Propon

ent

1 Presence of
a controlled
access and
records of
every
person
accessing
the site

T Wee
Kkly

4500
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

activities.

1 [Implement
measures to
protect
vegetation,
including re
vegetation
where
necessaily

1 [Install visible
and durable
safety signage
along the
distribution
routesto warn
the public
about electrical
hazards and
restrict
unauthorized
accesh

1 [Ensure that
waste
generated
during
construction,
including scrap
metal, cables,
and insulation
materials, is
safely
collected,
disposed of, or
recycled to
prevent
environmental
contaminatioh

Worker
influx 7
incoming
workforce

T Maximise local
hire of labour,
in so far as this
is compatible
with the
contrac
skill
requirements;

1 [Trainall
construction
workers the
local culture
with the
objective to
protect the
authentic

 Contra
ctor

1 Propon
ent

1 Records of
employees/
updated
employee
register.

1 Number of
local
community
employees
and
external
employees/
updated
employee
register.

T Quar
terly

4500
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

culture and
heritage of the
people of the
project areh
Assign the
responsibility
to liaison with
local
communities
and local
authorities to a
named
individual from
the con
organization
and to require
effective
liaison to
promote social
integration, and
the
development of
mutually
satisfactory
solutions to
problems
affecting local
communities.

Impact on
Shelter
(Housing)
and
Settlement|

Preparation of
engineering
designs with
due
consideration
to reduce the
need for land
and property
expropriation
without
significantly
compromising
the design
standards
which
minimise land
acquisition,
and in
particular
acquisition of
land occupied
by houséng
premises;
[Payment of

full and fair

1 Contra
ctor

1 Propon
ent

1 Number of
grievances
lodged

1 Quar
terly

3500
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RY MEASURES FREQUE | CosT
NCY (USD)
cash
compensation,

which leaves
those affected
by relocation at
least no worse
off than they
were
previously.

[In case of any
businesses, the
compensation
payments
should be
adjusted to take
into account
any anticipated
loss of income
which may
arise as a resul
of the need for
relocation to a
less suitable
location away
from the main
centre of
business
activitied;
Assessment of
cash
compensation
for property
should be
carried out in a
wholly
transparent
manner by
involving
representatives
of PAPs in
Committees
resulting in
payments
which truly
reflect current
rebuilding
Costs;

All affected
persons should
be freely
allowed to
salvage
building

materials, trees|
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IMPACT DESCRIPT | RECOMMENDED RESPONSIB | MONITORING MoONITO | ESTIMA
CATEGO | ION MITIGATION ILITY INDICATOR RING TED
RY MEASURES FREQUE | CosT
NCY (USD)
and other
assets on
affected land ag
additional
compensation
for
displacement;
No
construction
should
commence
until all land
and property
expropriation
procedures
have been
completed,
replacement
land allocated,
and cash
compensation
paid.
Security Establish a 9 Contra | Numberof | T Quar| 8500
risks well-structured ctor security terly
security servicel §  Propon incidents
to assure ent and
security of the response
workers and time to
the community security
in theproject incidents.
footprint. 1 Complianc
Apply due e with
diligence security
during protocols.
selection of 1 Incidents of
security unauthorize
providers, d site
devise rules of access.
engagement 1 Grievances
and provide related to
training to all security.
personnel; Communit
Making clear y
that any _ engagemen
community ton
member can security
appeal if any issues.
project security f  Security
breach happed risk
to any of the assessment
community and s.
for its member; ¢ Coordinati
[Carryout on with
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NCY (USD)

comprehensive local law

community risk enforcemen

assessment an t.

implement 1 Security

adequate equipment

provisions to functionalit

minimize risks y.

to N 1 Frequency

communities, of security

with particular audits.

attention to
traffic risks on
public roads
and security
risks
assessment an
responsibilities
I

[Place
appropriate
signage on the
boundary or at
the entrance to
all construction
sites, warning
against
entering the
site and
highlighting
the health and
safety risk§
[Develop
public
awareness
programme
(including in
schools along
theDL
corridor) to
identify areas
of particular
risk and
approaches to
reduce risk
Ensure that the
safeguarding
security to
personnel and
property is
carried out in
accordance
with relevant
human rights
principles and
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provided to the
workers and
that they are
used for the
safety and
health of his or
her workers;
[Provide
personal
protective
equipment
(PPE) and
clothing
(gloves, fall
arrester,
goggles, steel
toed boots,
respirators,
dust masks,
hard hats, etc.)
materials and
tools and it
shall be
distributed to
the workers for
its dayto-day
use shall be
monitored;

A safety
harness is
required as a
fall arrester,
each workman
working there
shall be

IMPACT DESCRIPT | RECOMMENDED RESPONSIB | MONITORING MONITO | ESTIMA
CATEGO | ION MITIGATION ILITY INDICATOR RING TED
RY MEASURES FREQUE | CosT
NCY (USD)
in a manner
that avoids or
minimizes risks
to the nearby
communities.
Occupatio A construction | T Contra | 1 Recordsof | § Quar | 6500
nal Health safety ctor any near terly
and safety management | § Propon misses,
Impacts system shall be ent incident,
employed and
during project accidents.
implementation T Records of
; corrective
Ensure that actions
necessary implemente
protective d if there
devices and was an
clothing are accident.
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

provided with
one. Every
safety harness
shall be
provided with a
suitable
anchorage and
fittings to
prevent serious
injury in the
event of fall;

1 Whenever the
use of a safety
harness is
necessary, a
workman has a
duty to wear
the safety
harness
provided and
keep it attacheq
to a secure
anchorage for
his own or any
other p
safety;

1 To the extent
possible,
reduce or
minimize noise
at work sites
and if cannot
be avoided,
provide
workers with
PPEs such as
hearing
protection;

T Apply
measures such
as suppressing
dust and other
particulate
matters like
those from
cement storage
sites;

M Inthe case of
manual
handling of
loads,
advise/train
workers to

assess the
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

associated risks
carefully and
provide
information
about the size
and distribution
of loads;

1 [During
induction
training,
awareness sha
be created
among the
workers on
safe working
practices and
precautionary
measures to be
adopted;

1 Maintain
adequate traffig
control
measures
throughout the
construction
phase;

1 Adopt regular
systematic
safety
recording and
reporting
system
(incidents, near
misses);

1 [Place signs
around the
construction
areas to
provide safety
advice and
warning,
facilitate traffic
to provide
direction to
various
components of
the works etc.
All signs shall
be in Somali,
Amharic and
English and
according to

standardg
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION

MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

il

Ensure that
safety
procedures are
followed at all
workplaces.
Supervisor are
responsible to
check whether
appropriate
safety
measures are
taken/impleme
nted before any
construction
activities
commence; ang
Respect
working zone
to protect
passersby from
encroaching
the active
working area;

Communit
y health
and safety
risks

Use water
spray or other
dust
suppression
techniques and
ensure that
equipment
emissions are
regularly
maintained to
limit air
pollution.

Limit
construction
activities to
daytime hours,
especially near
residential
areas, and use
noise
dampening
equipment to
minimize
disturbance to
nearby
communities.
Develop and
implement a
traffic

T Contra

ctor

1 Propon

ent

T Number of
awareness
creation
sessions
conducted.

1 Availabilit
y of and
distribution
of condoms

1 Quar
terly

5000
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RY MEASURES FREQUE | CosT
NCY (USD)

management

plan to control

vehicle

movement neatl

construction

sites, including
signage, speed
limits, and
designated
crossing points
for pedestrians,

1 [Install visible
barriers around
construction
areas and
provide clear
warning signs
to keep the
public away
from hazardous
zones,
especially near
live electrical
installation$.

1 [Implement
proper waste
disposal
practices to
avoid any
build-up of
debris,
hazardous
waste, or
pollutants that
could impact
community
health. Secure
hazardous
materials to
prevent
unauthorized
accesh

1 Conduct
informational
sessions to
inform the
community
about the
project,
potential risks,
and safe
practices
around

construction
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IMPACT DESCRIPT | RECOMMENDED RESPONSIB | MONITORING MONITO | ESTIMA
CATEGO | ION MITIGATION ILITY INDICATOR RING TED
RY MEASURES FREQUE | CosT
NCY (USD)
zones and
electrical
infrastructure.

Develop and
communicate
an emergency
response plan
specific to the
project site,
including
emergency
contacts, first
aid stations,
and protocols
for handling
incidents like
fires or
electrical
hazards.
[Regularly
monitor EMF
levels from the
power lines to
ensure they are
within safe
limits, as
recommended
by international
guidelines, to
protect nearby
residentk
Setup a
confidential
and accessible
system for
community
members to
report health
and safety
concerns,
ensuring timely
response and
resolution.
Maintain open
lines of
communication
with
community
representatives
to keep them
informed about
the pro
progress and

any temporary
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

disruptions,
fostering trust
and
cooperation.

Temporar
y. .
disruption
of
electricity

supply

Construction
works will be
planned in
manner to
minimize
duration of
power outage.
If power
outage is
unavoidable, it
will be
communicated
to the public
and facilities
(e.g. hospital)
in advance.
[Outages will
be planned in
co-ordination
with ESPs and
give at least
one wee
notice for the
occurrence of
outagek
Overhead line
work to be
designed and
carried out in a
way to avoid
interference
with existing
power lines
and
maintaining
safe separation
distances from
existing
distribution
lines.

T Contra
ctor

1 Propon
ent

1 Records of
any
grievances

T Quar
terly

6500

Impacts
associated
with
constructi
on traffic

Include a
clause in the
construction
contracts to the|
effect that the
contractor must
make every
reasonable

effort to

T Contra

ctor

1 Propon

ent

1 Number of
traffic
incidents.

1 Traffic
manageme
nt plan
compliance

1 Speed limit

T Mon
thly

4500
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appropriate
traffic signs in
and around
construction
areas;

Assign a wel
trained &
adequate
number of
traffic marshals
mainly around
a place where
sensitive
receptors
(settlements,
schools, health

IMPACT DESCRIPT | RECOMMENDED RESPONSIB | MONITORING MONITO | ESTIMA
CATEGO | ION MITIGATION ILITY INDICATOR RING TED
RY MEASURES FREQUE | CosT
NCY (USD)
minimize road violations.
safety hazards 1 Traffic
and safety
inconvenience training
to other road attendance.
users, resulting T Communit
from the y
passage of his, complaints
or his related to
subcontractors' traffic.
haulage 1 Emergency
vehicles, and response
should impose time to
and enforce traffic
compliance incidents.
with speed f Communit
limits; y
[The awareness
Contractor to programs
prepare a on traffic
traffic safety.
management 1 Use of
plan detailing alternative
traffic control routes by
procedures, constructio
train its n vehicles.
personnel
traffic
management
procedures,
travel speed
limits and
related control
measurds
The contractor
should put
speed limits for
cars and
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

posts, worship
areas,) exist;
Drivers shall
be given
induction
training at the
start of the
project,
company
policy, about
road safety and
due diligence
to ensure safety
of other road
users; and
[Create
awareness for
the local
people on how
to use roads
and keep
themselves
away from the
traffic
acciden}.

Fire
Hazards

Create
awareness to
the
construction
workers on
potential fire
hazards
[Provision of
firefighting
equipment on
site during
constructioi.
No smoking
shall be done
on construction
site

6No s mo
signs shall be
posted at the
construction
site

[A fire risk
assessment an
evacuation plar
should be
prepared and
must be posted

in various

1 Contra
ctor

1 Propon
ent

1 Records of

any Fire
incidences

1 Fire

equipment
and
evacuation
plan

1 Quar
terly

6500
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IMPACT DESCRIPT | RECOMMENDED RESPONSIB | MONITORING MoONITO | ESTIMA
CATEGO | ION MITIGATION ILITY INDICATOR RING TED
RY MEASURES FREQUE | CosT
NCY (USD)
points of the
construction
site including
procedures to
take when a
fire is
reportedl.
1 Designate an
assembly point
Risks f [Prepare a f Contra | T Availabilit | § Quar | 7500
related to stakeholder ctor y of and terly
Inadequat engagement/co § Propon implementa
e nsultation plan ent tion of the
stakeholde (SEP) that is Stakeholde
r proportionate r
engageme to the Engagemen
nt subproject and t Plan.
the identified T  Number of
stakeholdefs stakeholder
1 Timely and consultatio
prior disclosure ns held
of project all 1 Record of
project stakeholder
information, consultatio
including ns held
project (minutes of
instruments, meetings
the full rights and list of
and participants

entitlements of
project affected

).

1 Informatio

persons, sub n disclosed,
project positive to whom it
and negative was
impacts and disclosed
opportunities, (Men,
proposed women,
subproject PWD,
budget. youth,

1 Inline with the vulnerable
SEP, undertake individuals
adequate and
consultations households
prior to etc.,
construction methods
and throughout and
the project languages
cycle with all used in the
segments of the disclosure
community and (culturally
other relevant appropriate
stakeholders. and

1 [Prepare and accessible),
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water quality to
detect any
contamination
earlyj.

1 Implementa
comprehensive
waste
management
plan that
includes safe
disposal of
hazardous
materials, such
as oils,
batteries, and
chemicals used
in
maintenance.

1 [Provide
training to
operational
staff on the

proper

IMPACT DESCRIPT | RECOMMENDED RESPONSIB | MONITORING MoONITO | ESTIMA
CATEGO | ION MITIGATION ILITY INDICATOR RING TED
RY MEASURES FREQUE | CosT
NCY (USD)
implement a grievances
grievance raised and
redress status on
mechanism to resolution
deal with etc.
grievancek 1 Concerns
1 [The grievance raised and
redress actions
committee to raised.
include
representatives
from the
community}.
1 [Sensitize
stakeholders on
SEP and
GRM].
OPERATION PHASE
Impacts | Landscape Fence off, 1 Propon| 1 Presenceof 1 One | 5500
on and visual | especially the sub ent a perimeter off
biophysi stations and power fence
cal plants to off/screen
environ the solar panels.
ment Sall, ! [Conduct 1 Propon| T Oil spill ! Quar | 10500
groundwat regular ent containmen terly
er and environmental t plan.
surface monitoring of 1 Provision
water soil, of fuel/oil
contamina groundwater, drip and
tion and surface spill trays
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

handling and
storage of
hazardous
materials to
minimize
accidental
spills and
leakg.

1 [Perform
regular
maintenance
and inspections
of power lines,
substations,
and solar
panels to
ensure that no
leaks or spills
occui.

1 Optfor
environmentall
y friendly
materials and
substances in
maintenance
and operational
practices to
reduce the risk
of
contamination.

1 [Manage
vegetation
around power
lines and
substations to
prevent
invasive
species and
maintain
healthy
ecosystems,
which can aid
in filtration and
runoff contro].

1 [Develop and
implement soil
remediation
plans if
contamination
is detected,
including the
use of
bioremediation

or
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IMPACT DESCRIPT | RECOMMENDED RESPONSIB | MONITORING MoONITO | ESTIMA
CATEGO | ION MITIGATION ILITY INDICATOR RING TED
RY MEASURES FREQUE | CosT
NCY (USD)
phytoremediati
on techniquds
Air 1 [Treescanbe |1 Propon| Visual 1 Quar | 4500
quality planted around ent inspection terly
(Dust) the power
plants and sub
stations
provided they
do not cast
shadows to the
solar panels to
act as wind
breakers and
hence decrease
dust pollution
Air 1 Driversofthe | 1 Propon| 1 Engine 1 Quar | 6000
quality vehicles must ent maintenanc terly
(Vehicle be sensitized s¢ e records
and gensel that they do not 1 Inspection
exhaust leave vehicles of stacks
emissions) idling so that
exhaust
emissions are
lowered.
1 [Company
vehicles should
be well
maintained
Noise & | § Generator 1 Propon| 1 Noise T Quar | 4500
vibration room should be ent levels terly
sound proof to Records of
ensure no Noise noise
of a nuisance measureme
level will be nts done by
produced. contractor
1 [Monitor noise within the
leveld project area
and at
distances of
30m from
the Hybrid
power plant
Biodiversi | 1 Temporaryuse | Proponent | Full Quarterly | 5000
ty (Fauna) areas shall be implementation
restored and of biodiversity
revegetated management
f  An ecologist plan for the
shall be hired project
to coordinate Regular
the fauna biodiversity
monitoring. monitoring and
T [Undertake reporting
regular
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

entomological
monitoring and
reporting
programmeé
Bird deterrents
will be
installed to
prevent
collisions with
the structures.
[Post
construction
monitoring will
be undertaken
to assess the
impacts on
local fauna and
adapt
mitigation
strategiep

Biodiversi
ty (Flora)

[Undertake
restoration
works using
indigenous
plant specids
[Undertake
invasive
species
removal and
monitoring.
An ecologist
shall be hired
to coordinate
the flora
monitoring.

1 Propon
ent

T Number of
trees
cleared

1 Planted
trees

1 Quar
terly

5000

Soil
erosion

[Construct the
drainage
system in a
way to follow
natural drain of
the wate}
Concrete only
the required
area and leave
the rest of the
land with
vegetation like
grass
[Construct rain
water
harvesting
system on the
control

1 Propon
ent

I Assess size
of rills or
Gulleys
forming
from
accelerated
run off
from
compacted
areas

M Provision
ofa
drainage
system and
a rain water
harvesting
system

T Quar
terly

8500

229



ESIAT BOSASO POWER GRID

[REPAIR/EXPANSIONI 2024]

IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

buildings/offic
e and harness
into storage
tanks forusg

Wastes
(Solid)

[Provide waste
handling
facilities such
as Provide
waste handling
facilities such
as labelled
waste bink
Emphasis on
prudent waste
generation and
give priority to
reduction at
source

[Solid waste
management
awareness to
operatork
Operator to
contract a
licensed waste
handler to
collect and
disposesolid
waste
[Develop a
comprehensive
e-waste
management
plan that
outlines
procedures for
collecting,
storing, and
disposing of
electronic
waste
generated from
solar panels,
lithium
batteries, and
other
maintenance
components

1 Propon
ent

T Presence of

well-
maintained
receptacles
and
centralized
collection
points.

T Quar
terly

10500

Wastes
(Liquid)

Proper storage
of the oil is
required to
ensure no
leakages

1 Propon
ent

1 Presence of
separate
and clean
washrooms

for both the

1 Quar
terly

10000
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CATEGO | ION MITIGATION ILITY INDICATOR RING TED
RY MEASURES FREQUE | CosT
NCY (USD)
1 [Frequent gents and
inspection and ladies.
maintenance of 1 Engine
the generator tq maintenanc
minimize e records
leakagek 1 Oil spill
1 No vehicles containmen
should be t plan
serviced or 1 Records of
maintained at all
the project site. accidental
1 The waste oil spills and
or used oil number of
must be Liters
disposeebff
appropriately.
1 [Proper
training for the
handling and
use of fuels for
the operators o
the power
plang.
1 Inthe event of
accidental
leaks,
contaminated
top soil should
be scooped ang
disposed of
appropriately.
Impacts | Water 1 Ensure prudent 1 Propon| § Water 1 Mon | 12,000
on consumpti use of water. ent usage thly
infrastru | on f [Install wates records
ctureand conserving
utilities automatic
tapg.
1 [Any water
leaks through
damaged pipes|
and faulty taps
should bdixed
promptiyj
Energy 1 [Install an 1 Propon| 1 Diesel 1 Mon | 9000
consumpti energy ent Generator thly
on efficient Usage
lighting (hours/mon
systenj th):
1 Solar
Energy
Generation
(kWh/mont
h):
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CATEGO | ION MITIGATION ILITY INDICATOR RING TED
RY MEASURES FREQUE | CosT
NCY (USD)
i Battery
Energy
Storage
System
(BESS)
Utilization
(cycles/mo
nth).
1 Lighting
Energy
Consumpti
on
(kWh/mont
h).
1 Maintenanc
e Records
for Diesel
Generators.
1 Carbon
Emissions
(tons of
CO2/month
).
Impacts | Trespassin [Fencing off 1 Propon| 1 Presenceof 1 Mon | 8000
onsocial | g of the facility to ent acontrolled thly
environm | unauthoriz keep of access and
ent ed community records of
personnel members, every
children and person
livestock from accessing
entering into the site
the facility]
Controlled
access to the
site only with
prior approval
Maintain
records of any
person who
comes to site
Risks Prepare a 1 Propon| 1 Availabilit | T Mon [ 4000
related to stakeholder ent y of and thly
poor or engagement/co implementa
inadequat nsultation plan tion of the
e (SEP) that is Stakeholde
stakeholde proportionate r
r to the Engagemen
engageme subproject and t Plan.
nt the identified 1 Number of
(Conflict) stakeholders. stakeholder
Timely and consultatio
prior disclosure ns held
of project all 1 Record of
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

project
information,
including
project
instruments,
the full rights
and
entitlements of
project affected
persons, sub
project positive
and negative
impacts and
opportunities,
proposed
subproject
budget.

1 Inline with the
SEP, undertake
adequate
consultations
prior to
construction
and throughout
the project
cycle with all
segments of the
community and
other relevant
stakeholders.

1 [Prepare and
implement a
grievance
redress
mechanism to
deal with
grievancek

1 [The grievance
redress
committee to
include
representatives
from the
community.

1 [Sensitize
stakeholders or]
SEP and
GRM].

stakeholder
consultatio
ns held
(minutes of
meetings
and list of
participants

).

1 Availabilit

y of
grievance
redress
process.

Occupatio
nal health
and Safety

1 [Develop and
implement and
emergency
response plgn

1 Ensure only

1 Propon
ent

9 Provision
of PPEs
and WIBA
cover

I Environme

f Mon
thly

5000
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

qualified staff
are employed
to work in the
facility

[All workers
operating the
project site
must be
equipped with
appropriate ang
adequate
person
protective
equipment
(PPE) such as;
safety
footwear,
helmet among
others]
Operators must
be skilled on
firefighting
management
[Annual EHS
audits should
be dong

ntal audit
reports

Communit
y health
and safety
risks

Ensure that the
right-of-way is
clearly defined
and maintained
to minimize
potential
hazards
associated with
overhead lines,
keeping
adequate
distance from
residential
buildings,
schools, and
public spaces.
[Conduct
public
education
campaigns to
inform local
residents about
safety
measures
related to
power lines,

including

1 Propon
ent

T Number of
awareness
creation
sessions
conducted.

1 Records of
awareness
sessions
conducted

T Incidences
report

T Number of
awareness
creation
sessions
conducted.

1 Availabilit
y of and
distribution
of condoms

T Mon
thly

4500
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IMPACT DESCRIPT | RECOMMENDED RESPONSIB | MONITORING MONITO | ESTIMA
CATEGO | ION MITIGATION ILITY INDICATOR RING TED
RY MEASURES FREQUE | CosT
NCY (USD)
potential

hazards and
safe practices
around
electricity.

1 Implement
routine
inspections and
maintenance of
distribution
lines and
transformers to
identify and
address any
issues that
could pose
risks to
community
safety.

1 [Erect clear ang
visible warning
signs in and
around the
vicinity of
power
distribution
lines and
transformers to
alert the
community to
electrical
hazardg

1 [Develop and
communicate
emergency
response plans
specific to
incidents
involving
power lines
and
transformers,
including
procedures for
addressing
electrical
outages,
accidents, or
fireg)].

1 [Implement a
vegetation
management
plan to ensure

that trees and
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

shrubs near
power lines are
regularly
trimmed to
prevent
interference
and reduce fire
riskg.
Establish an
accessible
GRM for
community
members to
voice concerns
regarding
safety issues o
disruptions
related to
power
infrastructure,
ensuring timely
responses and
resolutions.

Fire
hazards

Develop and
implement an
emergency
preparedness
and response
plan with
specific
features on fire
hazard
management
The power
plant and sub
stations must
contain
firefighting
equipment
(Portable fire
extinguishers)
of
recommended
standards and
in key strategic
points
[Detection/alar
m systems that
can detect fire
should be and
installed

[A fire

evacuation plarn

1 Propon
ent

1 Provision
of serviced
fire
equipment,
evacuation
plan and
safety
signages

1 Records of
fire safety
training

T Mon
thly

5500
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

should be
prepared and
posted at
strategic points
and should
include
procedures to
take when a
fire is

reportedl.
Workers
especially
operators of the
plants must be
trained on fire
management
O60No s mo
signs shall be
posted within
the power plant
area

A fire
Assembly point
should be
identified and
marked

Security
risks

Monitor local
security
developments
and adjust
security
protocols
accordingly.
[Maintain a
secure
perimeter with
robust fencing
of the sité
[Use remote
monitoring
where feasible,
with a
centralized
control room
for realtime
surveillance
and immediate
responsge
Enforce strict
access control
measures,
ensuring that

only authorized

1 Propon
ent

T Number of

security
incidents
reported
(incidents/
month):

T Number of

security
audits
conducted
(audits/year

):

T Communit

y
engagemen
t activities
held
(numberlye
ar:

1 Incidents of

violence or
threats
against
staff
(number/ye
ar).

9 Collaborati

T Mon
thly

5000
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION

MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

personnel can
enter the
facility.

Deploy trained
security
personnel to
guard the site
24/7.
[Continue
engaging local
communities to
foster positive
relationships
and minimize
hostility].
Maintain and
regularly
update a
comprehensive
security
incident
response plan
Maintain close
coordination
with local law
enforcement
and security
agencies
Implement a
rigorous
vetting process
for all
employees to
minimize the
risk of insider
threats.
[Develop and
periodically
review
contingency
plans for
worstcase
scenarios, such
as armed
attacks, civil
unrest, or
natural
disasterk

on with
local law
enforcemen
t (number
of
meetingsly
ear).

T  Number of

partnership
S
established
with
security
ngos
(active
partnership
s).

DECOMMISSIONING PHASE

Impacts
on
biophysi
cal

Impacts
on
landscape
and visual

il

Develop a
comprehensive
decommissioni

ng plan that

 Contra
ctor

1 Photograph
ic
documentat|
ion:

T One
off

5000
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RY MEASURES FREQUE | CosT
NCY (USD)

environ minimizes 1 Vegetation
ment disturbance to health

the landscape. monitoring:

Implement a 1 Number of

phased complaints:

decommissioni 1 Soil

ng approach to erosion

minimize the assessment

visual 1 Public

disruption at awareness

any one time. programs

[Restore the participatio

decommissione n.

d site by 1 Communit

regrading, y

replanting engagemen

native t metrics.

vegetation, and
stabilizing soll
to prevent
erosion.
Incorporate
natural
features, such
as berms or
existing
vegetation, to
shield
decommissioni
ng activities
from public
view.

Ensure that all
materials,
equipment, and
waste
generated
during
decommissioni
ng are handled
responsibly and
removed from
the site
promptly.
Engage with
local
communities
during the
decommissioni
ng process to
address
concerns and

gather
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CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

feedback on
visual impacts.
Utilize
temporary
visual barriers
or screens to
minimize the
visibility of
decommissioni
ng activities,
especially in
areas of high
public interest
or scenic value
[After
decommissioni
ng is complete,
implement a
landscaping
plan that
incorporates
native plants
and materials
to enhance the
areads

appedl.

Impacts
on
biological
environme
nt

[Conduct a
thorough
environmental
impact
assessment
(EIA) prior to
decommissioni
ng to identify
sensitive
habitats,
species, and
ecosystems tha
may be
affecteq.
Implement
erosion control
measures, such
as silt fences,
sediment traps,
and vegetation
restoration, to
prevent soil
erosion and
sedimentation
in nearby
waterways,
which can

1 Propon

ent

T Contra

ctor

 Biodiversit

y surveys.

T Communit

y
engagemen
t records.

9 Erosion

and
sedimentati
on rates.

9 Floraand

fauna
species
lists.

 Habitat

quality
assessment
S.

1 Invasive

species
monitoring.

1 Vegetation

health
monitoring.

T Mon
thly

7500
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RY

DESCRIPT
ION
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RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

harm aquatic
and terrestrial
ecosystems.
[Develop and
implement a
habitat
restoration plan
that includes
replanting
native
vegetation and
rehabilitating
disturbed areas
to restore
natural habitats
and promote
biodiversity
after
decommissioni
ng).

Establish
measures to
protect local
wildlife during
decommissioni
ng, such as
minimizing
noise and
disturbance
during
sensitive
periods, like
breeding or
nesting
seasons, and
ensuring safe
passage for
animals around
the site.
Properly
manage and
dispose of all
waste
generated
during the
decommissioni
ng process to
prevent
contamination
of the saill,
water, and
surrounding
habitats.

Implement a
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RY

DESCRIPT
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MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

recycling
program for
materials
where possible.
[Provide
training for
workers on
environmental
protection
practices and
the importance
of preserving
the local
biological
environment
Engage local
communities
and
stakeholders in
the
decommissioni
ng process to
gather input on
conservation
priorities and
incorporate
traditional
ecological
knowledge into
restoration
efforts.

Solid
Waste
Generatio
n

Demolition
contractor to
adhere to the
various
manuf ac
guidelines and
requirements
regarding
demolition and
disposal
Segregation of
waste in order
to separate
hazardous
waste from
nonhazardous
waste and othe
streams of
waste
[Provision of
facilities for

proper

 Contra
ctor

1 Presence of
well-
maintained
receptacles
and
centralized
collection
points

T Mon
thly

9000
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NCY (USD)
handling and
storage of
demolition
materials to
reduce the
amount of
waste caused
by damage or
exposure to the
elementp
1 Adequate
collection and
storage of
waste on site
1 [Safe
transportation
to the disposal
sites /
designated
ared
1 Hazardous
waste must be
disposed by
approved waste
handler
Wastes |  [Conducta f Contra| Y Liquid f Mon | 5000
(liquid) comprehensive ctor waste thly
assessment to generation
identify and guantities.
categorize all 1 Saoil
sources of contaminati
liquid waste on
generated assessment
during S.
decommissioni 1 Incidence
ng. of spills
1 [Develop a and leaks.
detailed liquid 1 Liquid
waste waste
management manageme
plan outlining nt plan
procedures for compliance
thecollection, .
storage, 1 Public
treatment, and reporting
disposal of and
liquid wastes. complaints.
1 Establish 1 Communit
temporary y
storage engagemen
facilities for t metrics.
liquid wastes to 1 Volume of
prevent leaks recovered
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RY

DESCRIPT
ION
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MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

or spills and
ensure safe
handling until
proper
disposal.

1 Whenever
possible, use
environmentall
y friendly
materials and
products that
generate less
hazardous
liquid waste
during
decommissioni
ng.

1 Ensure that all
liquid wastes
are disposed of
in accordance
with local
regulations and
environmental
standards,
using licensed
waste disposal
facilities.

1 [Provide
training for
staff on liquid
waste handling
storage, and
emergency
response
procedures to
minimize
riskg.

1 Identify
opportunities
for the reuse or
recycling of
liquid waste
materials,
where feasible,
to minimize
waste
generation.

1 Engage with
the local
community to
inform them

about liquid

reusable
liquids.
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RESPONSIB
ILITY
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RING
FREQUE
NCY
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TED
CosT
(USD)

waste
management
practices and
promote
awareness of
environmental
protection.
Maintain
accurate
records of
liquid waste
management
activities,
including
guantities
generated,
treatment
methods, and
disposal
locations.
Prepare for
emergencies
related to
liquid waste,
including
establishing an
emergency
contact list and
response
procedures.
Maintain an
inventory of
chemicals and
hazardous
substances to
prevent
unnecessary
waste
generation and
facilitate
proper
management.

Noise and
Vibration

[Install
portable
barriers to
shield
COMpressors
and other small
stationary
equipment
where
necessaily
Use quiet

T Contra
ctor

1 Noise
levels
Records of
noise
measureme
nts done by
contractor
within the
project area
and at

distances of

f Mon
thly

6800
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ILITY
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INDICATOR
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RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

equipment (i.e.,
equipment
designed with
noise control
elements).
[Co-ordinate
with relevant
agencies in
case the noise
produced will
require a
licensg.

Limit pickup
trucks and
other small
equipment to a
minimum

idling time and
observe a
commonsense
approach to
vehicle use and
encourage
workers to shut
off vehicle
engines
whenever
possible.
Demolish
mainly during
theday when
most of the
neighbours are
out working.

30m from
the project
site

Air
quality
(dust)

Use water
sprays or
misting
systems to
dampen
surfaces and
reduce dust
generation,
particularly on
unpaved roads
and active
work areas.
[Implement
soil
stabilization
techniques,
such as using
binders or

applying

 Contra
ctor

T Communit

y .
complaints

and
feedback.

1 Cumulative

dust impact
assessment

i Effectivene

ss of dust
control
measures.

 Health

impact
assessment
s

1 Longterm

dust

emission

T Wee
kly

5000
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vegetation, to trends.

minimize dust 1 Post

from disturbed activity

soil areak dust

Enforce speed cleanup

limits for reports.

vehicles 1 Public

operating on awareness

site and on programs

access roads tg participatio

reduce dust n.

emissions from 1 Soil and

vehicle traffic. vegetation

Use tarps or dust

other coverings monitoring.

to protect 1 Traffic

stockpiles of patterns

loose materials and impact

from wind assessment

erosion and 1 Visual

dust assessment

generation. of dust

Engage with levels.

local

communities to

inform them

about

decommissioni

ng activities

and measures
being taken to
control dust
emissions.
[Conduct
regular
inspections to
identify
potential
sources of dust
emissions and
ensure that
mitigation
measures are
effectively
implemented
[Plan for site
rehabilitation
after
decommissioni
ng to restore
vegetation
cover, which

can help
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operation by
running them
only when
necessary and
using them at
optimal loads
to reduce
emissions.
Implement
policies to
minimize
idling time for
vehicles and
generators,
encouraging
operators to
turn off
engines when
not in use.
[Provide
training for
drivers and
equipment
operators on
ecodriving
practices that
reduce fuel
consumption
and emissior]s

e records of
vehicles.

IMPACT DESCRIPT | RECOMMENDED RESPONSIB | MONITORING MONITO | ESTIMA
CATEGO | ION MITIGATION ILITY INDICATOR RING TED
RY MEASURES FREQUE | CosT
NCY (USD)
prevent dust
generation in
the long terrh
Air Use high T Contra|q Communit | Wee | 6000
quality quality fuels ctor y Kkly
(vehicle with lower complaints
fumes) sulfur content and
to minimize feedback.
emissions from 1 Cumulative
vehicles and emission
generators. impact
Implement a assessment
regular 1 Environme
maintenance ntal
schedule for all compliance
vehicles and audits.
generators to 1 Health
ensure they impact
operate assessment
efficiently and reports.
emit fewer 1 Longterm
fumes. emission
Optimize trends.
generator  Maintenanc
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RECOMMENDED
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MONITORING
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NCY
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TED
CosT
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il

[Establish an
air quality
monitoring
program to
track emissions
from vehicles
and generators
and ensure
compliance
with local
regulations.
[Engage with
local
communities to
inform them
about
emissions
reduction
efforts and
address any
concerns
related to air
quality].
Conduct
scheduled
checks to
ensure that
exhaust
systems and
emission
control devices
are functioning
correctly.
Establish a
reporting
system for
emissions data
to track
progress and
compliance
with
environmental
standards.

Impacts
on
Infrastru
cture &
Utilities

Water
Resources

[Implement
erosion and
sediment
control
measures, such
as silt fences,
sediment traps,
and berms, to
prevent
sediment

 Contra
ctor

T  Communit
y feedback

i Complianc
e with
water usage
regulations:

T Impact on
local water
resources:

1 Mitigation

f Mon
thly

3700
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ng to prevent
leaks or spills
that could
contaminate
water
resources.

1 Employ best
practices for
construction
activities, such
as minimizing
land
disturbance,
avoiding work
during heavy
rainfall, and
using
bioengineering
techniques to
stabilize soils
and prevent
erosion.

1 [Develop and
implement a
temporary
drainage plan
to manage
stormwater
runoff
effectively.

1 Ensure proper
management
and treatment
of wastewater
generated
during
decommissioni
ng activities.

IMPACT DESCRIPT | RECOMMENDED RESPONSIB | MONITORING MONITO | ESTIMA
CATEGO | ION MITIGATION ILITY INDICATOR RING TED
RY MEASURES FREQUE | CosT
NCY (USD)
runoff into measure
water bodies implementa
during tion
decommissioni records.
ng activitie$. 1 Water
1 Properly consumptio
manage and n efficiency
store any T Water
chemicals, recycling
fuels, or rates:
hazardous 1 Water
materials used usage
during quantities
decommissioni and supply.
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1 [Ensure that all
workers are
provided with
appropriate
PPE, such as
helmets,
gloves,
goggles, ear
protection, and
respiratory
protection, and
enforce its use
at all times on
sitg].

1 [Conduct
frequent safety
audits and
inspections to
identify and
address

potential

IMPACT DESCRIPT | RECOMMENDED RESPONSIB | MONITORING MONITO | ESTIMA
CATEGO | ION MITIGATION ILITY INDICATOR RING TED
RY MEASURES FREQUE | CosT
NCY (USD)
Impacts | Impacts | 1 [Developand | f Contra| T Incident 1 Wee [ 13,500
on social | on implement a ctor reporting kly
environ | Occupatio robust health and
ment nal health and safety plan tracking.
andsafety that outlines M Health and
specific safety
procedures, training
protocols, and participatio
emergency n.
response T Personal
strategies to protective
protect workers equipment
during the (PPE)
decommissioni compliance
ng phasg .
1 Provide 1 Safety
comprehensive audits and
training for all inspections.
workers on 1 First aid
health and response
safety records.
practices, 1 Complianc
including the e with
proper use of safety
personal regulations.
protective 1 Incident
equipment investigatio
(PPE), hazard n reports.
recognition,
and emergency
response
procedures.
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IMPACT DESCRIPT | RECOMMENDED RESPONSIB | MONITORING MONITO | ESTIMA
CATEGO | ION MITIGATION ILITY INDICATOR RING TED
RY MEASURES FREQUE | CosT
NCY (USD)

hazards.

Engage

workers in

safety

discussions to

gather their
input on risks

and mitigation

measurds
1 Properly

handle, store,
and dispose of

hazardous
materials,
including

chemicals and

fuels, in
accordance
with relevant
regulations.

1 Ensure that all
machinery and
equipment useq

during

decommissioni

ng are wekl

maintained and

regularly
inspected to
prevent

malfunctions or
accidents that
could endanger

workers.

1 Establish clear

emergency
response

procedures for

potential

incidents, such

as accidents,
fires, or
hazardous

material spills.

1 Establish
effective

communication

channels for

reporting safety

concerns or
incidents.

1 Implement
measures to
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IMPACT DESCRIPT | RECOMMENDED RESPONSIB | MONITORING MONITO | ESTIMA
CATEGO | ION MITIGATION ILITY INDICATOR RING TED
RY MEASURES FREQUE | CosT
NCY (USD)
ensure that
nearby
communities
are not
adversely
affected by
decommissioni
ng activities.
Communit Fencing off the| 1 Propon| I Health 1 Quar | 5000
y health facility to keep ent incident terly
andsafety of community reports.
risks members, T Communit
children and y health
livestock from assessment
entering into S.
the facility. 1 Feedback
Identify and mechanism
safely manage s for
hazardous community
materials concerns.
[Implement 1 Communit
dust y
suppression satisfaction
techniques, surveys.
such as water T Communic
spraying or ation of
dust inhibitors, health
to minimize risks.
airborne 1 Injury rate
particles during monitoring.
demolition 9 Environme
activities, ntal health
protecting air audits.
quality]. 1 Documenta
Use noise tion of
dampening community
equipment and feedback.

restrict
working hours
to minimize
noise pollution
[Develop and
implement a
comprehensive
waste
management
plan during
decommissioni
ng).

[Conduct
thorough
environmental
assessments
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IMPACT
CATEGO
RY

DESCRIPT
ION

RECOMMENDED
MITIGATION
MEASURES

RESPONSIB
ILITY

MONITORING
INDICATOR

MONITO
RING
FREQUE
NCY

EsTiMA
TED
CosT
(USD)

prior to
decommissioni
ng).

1 Engage with
local
communities
early in the
decommissioni
ng process to
communicate
plans, address
concerns, and
gather input,
fostering trust
and
collaboration.

9 Establish an
accessible
GRM for
community
members to
report concerns
or incidents
related to
health and
safety,
ensuring timely
responses and
resolutions.

1 Develop and
communicate
an emergency
response plan
that outlines
procedures for
handling
accidents or
hazardous
material spills
during the
decommissioni
ng phase.

1 [Develop and
implement a
traffic
management
strategies to
minimize
disruption
caused by
decommissioni

ng vehicles.

Total

334,000
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Summary of the total cost of the ESMRplementation:

GRM

GRM

ITEM DESCRIPTION COST
Capacity Building Cost of Capacity building $16,500
ESMP Implementation ESMP Implementation $ 334,000
SEP Implementation and SEP Implementation and $ 96,500

TOTAL

$447,000
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CHAPTER NINE: CONCLUSION AND
RECOMMENDATIONS

9.1.Conclusion

l

In this report, the potential beneficial and adverse impacts of the repair/expansion of
Bosasd?ower Grid and preparation of preliminary designs for associated construction
works are discussed. The report also identifies and recommends appropriate benefit
enhancement and/or mitigation measures. Improved padisteibutionwill boost the
electricity supply capacities of the grid, making it not only accessible physically but
also affordable financially. In the medium to long term, improved electricity
distribution occurs by enhancing supply and curbidigtribution losses. Besides,
improved generatioanddistributionof power (enhanced capacities of the electricity
grid) will improve the economy of Bosaso City and, by extension, the Puntland State
economy, attract investment, and lower costs for operations in the education, health,
business, and industry sectors. Hoer like all other infrastructure development
projects, notwithstanding the faeaching social and economic benefits, admittedly,
the project would also have adverse impacts on the biophysical aneesociomic
environment that need tbe accounted for and avoided or mitigated when and
wherever feasible. From the present ESIA study, there are no significant areas of
natural or semnatural habitats in the project area and no designated or protected areas
of terrestrial ecological intereshat will be affected by the proposed construction
activities.

There were no wildlife species with restrictive habitat preferences within the project
influence area that will suffer the consequence of land clearing. Therefore, no special
mitigation measures or biodiversity management plan will be required. The psoject
neither contiguous with nor in close proximity with any of the nationally protected
areas. The study also shows that there are no known and observable archaeological
and cultural heritage sites within the project area. Nevertheless, the possibgity exi

for the discovery of buried archaeological remains during excavation and site
clearance. If that happens, the relevant authorities in the FRS will be alerted to
commission targeted studies.

No property belonging to religious institutions is located along the proposed
distribution lineroute, proposed power plants, or substation locations. Therefore, no
mitigation or compensation measure is recommended.

During the ESIA field survey along the projelistributioncorridor, school structures
belonging to different schools were identified and are likely to be affected.

Construction phase impacts will be mitigated by specific environmental protection
clauses to be included in the construction contract documents and enforcing
compliance with them during construction supervision. Monitoring of the contractor's
works will be carried out by the supervising consultant, who will ensure that good
civillenvironmental engineering practices are followed.
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It is concluded that, provided the benefit enhancement and mitigation meast
recommended in this ESIA report are adoptedre are no environmental and soc
grounds for not proceeding with implementation of the project in the foesently
envisaged.

9.2.Recommendations

The proposed project is technically feasible and economically attractive. Such a
worthwhile scheme, which will bring net benefits to the FRS in general and the local

communities in particular should be implemented at the earliest possible date. However,
it is recommended as follows:

T

It is recommended that the designs and specifications ensure incorporation of
appropriate measures to minimize negative impacts and to enhance beneficial
impacts.

Maintain ongoing and transparent discussions and consultations both with members
of affected communities and their administrations is in the best interest of the project.
Such platforms could and should be used to disclose information about the project, to
create shared understanding and trust between parties involved in the process.

Engage vulnerable groups, including women and-ilmw@ome residents, to ensure
inclusivity in decisioamaking.

Implement dust control measures during construction, such as regular watering of
unpaved roads and controlling vehicle emissions. Ensure proper emission controls for
diesel generators or thermal power sources.

Develop a comprehensive waste management plan, including the proper segregation,
storage, and disposal of both hazardous and-ha@ardous waste. Encourage
recycling and reusing materials where possible.

Implement efficient water use practices to minimize consumption during
construction. Develop a stormwater management plan to prevent soil erosion and
contamination of watelbodies andensure that no construction activities pollute the
coastal waters.

Properly manage construction materials and spills to avoid soil contamination.

Implement mitigation strategies to avoid or minimize disruption to local wildlife and
their habitats.

Use modern equipment with noidampening features during construction. Restrict
construction activities to daylight hours to minimize noise disruption to nearby
communities.

Conduct awareness campaigns on the health and safety risks associated with the
project, including traffic safety, construction hazards, and electricity safety.
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9 Prioritize hiring local workers for construction and operation roles to support local
employment and economic development.

1 Develop a GBV action plan, including the implementation of codes of conduct,
worker training, and community awareness programs to prevent and address gender
based violence during construction. Establish a confidential grievance mechanism for
reporting ancaddressing GBYV incidents.

1 Enforce strict adherence to OHS guidelines, providing workers with proper safety
equipment and training. Regularly monitor and audit the safety conditions on the
construction site to prevent accidents and health hazards.

1 Collaborate with local authorities to manage security risks associated with the influx
of workers, such as theft or vandalism. Ensure security personnel are trained in human
rights to prevent excessive use of force or conflicts with local communities.
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ANNEX

Annex 1. Project Layout
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Annex 2Grievance form template

Bosaso Power Grid Repair and Expansion Project

African Development Bank (AfDB)

Section 1: Complainant Information

(Please provide your contact details. Your information will be kept confidential.)

¢ Full Name: Address:

1 Phone Number: Email (if
available):

1 Preferred Mode of Communication:® Phone® Email® In Persor? Other
(specify)

Section 2: Grievance Details
1 Date of Incident:
1 Location of Incident:
1 Category of Grievance (please check one or more):

5 Health & Safety 5 Environmental Impact 5 Property
Damage
5 Disruption of Services ¢ Land & Livelihoods 5 Employment &

Labor Issues
5 GendetBased Violence & Other (please specify):

Description of the Grievance:
(Please provide a detailed account of the issue, including relevant facts and supporting
evidence such as photos, documents, or witness statements.)

Have you previously reported this issue? Yesd No
If yes, to whom?
What was the response?

Section 3: Requested Resolution
1 What would you consider an acceptable resolution to your grievance?

Section 4: Acknowledgment and Consent
1 I confirm that the information provided in thigrm is accurate to the best of my
knowledge.
1 lunderstand that my grievance will be reviewed, and | may be contacted for
further detalils.
1 | consent to my grievance being shared with relevant authorities for resolution.

Signature: Date:
For Official Use Only
1 Grievance Received By: Date of Receipt:
1 Grievance Reference Number: Action
Taken:
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7 Resolution Provided:
Date of Resolution:

1 Officer Handling the Case:
q Status:® Open® Under Investigatiod Resolved® Closed
Thank you for submitting your grievance. We will review your complaint and respond
within the designated time frame. For further inquiries, please contact [Project Contact
Information].
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Annex 3. Grievance log template

Bosaso Power Grid Repair and Expansion Project

African Development Bank (AfDB)

Instructions: Please fill out this form to report any grievances or concerns related to the
Bosaso power grid repair and expansion project. Your feedback is important, and all
reports will be treated confidentially.

1. Personal Information

Name:

(Optional if you prefer to remain anonymous)
Address:

(Street, City, District, etc.)

Phone Number:

(Optional)

Email Address:

(Optional)

= =4 =4 =4 4 -4 -8 -

2. Type of Affected Person
(Please check one)

" Local Resident " Business Owner " Community Leader
- Employee/Worker
" Other (please specify):

3. Date of Report:
(DD/MM/YYYY)

4. Description of Grievance
(Please describe the grievance or concern in detail, including specific locations, dates,
and anyother relevant information.)

5. Impact of the Grievance
(Please describe how this grievance affects you or your community.)

6. Preferred Resolution
(What action do you think should be taken to resolve this grievance?)

7. Attachments
(Please attach any relevant documents, photos, or other evidence to support your
grievance, if applicable.)

1 [ Yes, | have attached documents.
7 ' No attachments.

8. Consent to Contact
(Do you consent to be contacted regarding your grievance?)
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7 I Yes
7 " No

9. Signature:
(Optional if submitting anonymously)
Date:(DD/MM/YYYY)

Submission Information

Please submit this form to the designated grievance focal point or drop it in the
grievance box located at the project site office. You can also send it via email to
grievance@bosasoproject.com.

Confidentiality Notice: All grievances will be handled with confidentiality. Your
identity will not be disclosed without your consent.

263



ESIAT BOSASO POWER GRID
[REPAIR/EXPANSIONI 2024]

Annex 4. Land purchase agreemeidaalade site (West stgiation)

DAWLADDA PUNTLAND EE SOOMAALIYA
PP | N 9< P | 1] P PUP
T p— | ) Py —y) | Py

Jla seall galea o

Xafiiska Nootaayada iyo Ka Tala-bixinta
Arrimaha Sharciga ee Saadaal

e
. 4
e

saso-Soomas 1 [ oo
Soeitesdnanhs {SAADAAL PUBLIC NOTARY & LEGAL CONSULTANCY |

BOSASO - PUNTLAND - SOMALIA % TIX NO: SPN/BP/2024/B-3435 \ TAARIIKHDA: 06/10/2024
UJEEDDO: HESHIIS KALA GADASHO DHUL

Boosaaso, Maanta oo ay taarikhdu tahay 06/10/2024, waxaa hor yimid xafiiska
Nootaayo Saadaal labada dhinac ee kala ah.

Dhinaca Kowaad/libiye: Maxamuud Salaad Maxamuud Tel:090-7735151

Dhinaca Labaad/ libisade: Shirkadda Korontada Pepco waxaa wakil u ah
Cabdulaahi Cilmi Muuse Tel:090-7792333 iyo Nuur Cabdi Cali Tel:090-7798922
Dhinaca 1aad iyo dhinaca 2aad oo magacyadoodu kor ku xusan yihiin waxay
caddeeyeen inay kala iibsadeen dhul iyaga oo xor ah miyirkooda gaba.

Dhulka uu Dhinaca 1aad ka iiibiyey dhinaca 2aad waxa uu ku yaal magaalada
Boosaaso Xaafadda Baalade gaar ahaan (Shirkadda Korontada Pepco Ex
Gobaad System Solar) cabirkiisuna waa (Koonfur 100M, Bari 155M, Galbeed 167M,
Wagqooyi 75M), waxayna kala siisteen dhulka lacag dhan $52,500 (Konton iyo laba
kun iyo shan bogol oo dollar) wayna la kala gaaten lacagtaas dhammaanteed.

NB. Dhulkan wuxuu leeyahay Docmentiga Tixraaciisu tahay XND/BB/1303/2019
Lagana Qoray Nootaayo Bulsho Taarikhdu markay ahayd 13/03/2019.

Jihooyinka Dhulka(Soohdimaha Dhulka)

Bari waxaa ka xiga Axmed Guure Xasan

Galbeed Maxamuud Faarax Ciise(Iskushuban)

Wogqooyi Jid

Koonfur Jid lyo shirkadda korontada ee Pepco
Ex Gobaad System Solar

Saxiixa Dhinaca Kowaad: Maxamuud Salaad Maxamuud Tel:090-7735151 _[]AM
Saxiixa Dhinaca Labaad: Shirkadda Korontada Pepco waxaa wakiil u ah

1. Cabdulaahi Cilmi Muuse Tel:090-7792333 ——==—ro

2. Nuur Cabdi Cali Tel:090-7798922 —
Markhaantiyaal:

1-  Caaqil Abshir Maxamed Ciise Tel:090-7732671 MM
2- Cabdulaahi Nuur Maxamed(Giriig) Tel:090-7736739 g )3 E} <
ANSIXINTA NOOTAAYADDA 4
Sidaa daraadeed markaan hubiney inay xor yihiin miyirkoodana gabaan, markaan
aragnay raali ahaanshahooda, sidoo kale markaan hubiney mulkiga dhulkaas,

waxaa ka sugnaaday kana diiwan galay xafiiska nootaayo SAADAAL inuu ansax
yahay iibkaas sare ku xusan wuxuuna u wareegay mulkiga dhulkaas Shirkadda

Korontada Pepco, waana ka woreega aa ----- h|| hore ee Maxamuud Salaad
Maxamuud. “"“f‘“ =
SARKAALKANGO SOTRAYAL Def [SAADAAL P1A71 j6 MOTARY
Garyagy -m@m ? clif tabtishosi Uinder iav: N.8/2014
______ Vm-nt. 15 =303
Saadaal Nola (Y a U — UA L
Tel : '-‘_)o 209929. 25 \ |
Gmail: Saadaalnotary 1 23&gma l 7, « < d — %)
., f Tel 00252792154h /uo)ran6x247147 J
v) o SUSast PU and .Saomalia
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| 486,000 - $100,000 RN
$106,000 - $250,000 EHTR
$250,000 - $500,000 “CRIENT
$506.660 - $1 Million "GEIEER

R T S AT ARe
W a s 409000 e

"0,000 $70,000 EICOH
“§76,000 - 486,000 EIFDR

Saadaal Notary and legal Consaltancy

Tel : + 252907209929, +252906172222, +252907921546, 0667723553.

Gmail: Saadaalnotary 1 23@gmail.com, Facebook: saadaal Notary and Legal Consultancy
Bossaso - Somalia
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DOWLAD GOBOLEEDKA PUNTLAN STAT 0@5

PUNTLAND EE SOMALIYA OF SOMALIA

XAFIISKA NOOTAAYADA KALA WAREEJINTA HANTIDA GUURTIDA
MAGUURTIDA EEBULSHO BOSASO

XND/BB/: ---/2019. BOSASO.13/03/2019

UJEEDDO:- KU WAREEJIN DHUL WEYN . MAXAMUD SALAAD MAXAMUD

Maanta oo ay Taariikhdu Tahay Tan Sare Ku Xusan, Waxaa Yimid
Xafiiska Nootaayada Bulsho, ninka magaciisa layiraahdo, C/laahi Nuur Maxamed,
Wuxuuna isagoo masakxdiisu Caafimaad Qabto,ka iibiyey Dhul Weyn oo ku
fadhiya dhul dhan (100 X 170 X78 ) Mitir, Kunayaal Magaalada Bosaaso Xaafadda
Baalade Aaga Shirkadda Gobaad System Solar, Ninka Magaciisa Layiraahdo,
Maxamud Salaad Maxamud, wuxuuna ka siiyey lacag dhan US12,000
( Toban Iyo Laba Kun oo Doollar oo keliya )
Weyna kala qaateen lacagtaas dhamaanteed.
Wuxuuna leeyahay dhulkaas Jahooyinka Kala ah;

BARI WAXAA KAXIGA AXMED GUURE XASAN

GALBEED “” C/LAAHI NUUR MAXAMED

WAQOOYI “» g JID

KOONFUR “” L JID SHIRKADDA KORONTADA EE GOBAAD .
NB.

Dhulkaas wuxuu leeyhaya documentiga ah, XND/BB/1707/2017 kuna
taariikhaysan 17/07/2017 kana soo baxay Nootaayada Bulsho ee Bosaso.

In uu Sidaas uga iibiyey Dhulkaas Weyn Waxaa Ka Markhati ahaa:-

1. Axmed Guure Xasan 0907797169
2. C/rashiid Maxamed C/raxmaan 0907781362
3. Khaliif Maxamud Xasan 0907775300

WAREEJIYE. C/laahi Nuur Maxamed 0907736739
LAWAREEGE. Maxamud Salaad Maxamud 0907735151

SIDAA'DARAADEED.

Markaan hubiney, in ay maskaxdoodu caafimaad gabto, markaan hubney
mulkiga dhulkaas , waxaa ka sugnaaday, kana diwaan galay xafiiska nootaayada
bulsho, in uu ansax yahay iibkaas sare ku xusan, wuxuuna u wareegay mulkiga
dhulkaas Gataha, Maxamud Salaad Maxamud, Waana ka wareegay mulkigii hore ee
sare ku xusan..

HO PUBLIC NOTARY

- Estab .lnder Law. 42/‘{‘
Qe Se‘ n & Attested
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PUNTLAND STATE ~
OF SOMALTA

DOWLAD GOBOLEEDKA
PUNTLAND EE SOMALIYA

XAFIISKA NOOYAAYADA KALA WAREEJINTA HANTIDA GUURTIDA
MAGUURTIDA BULSHO EE BOSASO.

XND/BB/ /2017. BOSASO. 17/07/2647.
UJEEDDO:- KU WAREEJIN DHUL. C/LAAHI NUUR MAXAMED

Maantay oo ay Taariikhdu Tahay Tan sare Ku Xusan, Waxaa Yimid Xafiiska
Nootaayada Bulsho Horteeda, Khaliif Maxamud Xasan, Wuxuuna Isagoo
Maskaxdiisu Caafimaad Qabto, Ka iibiyey Dhul weyn oo Cabirkiisu Dhan
yahay (K/fur 200 X G/beed & bari 170 X W/qaayi 156 ) Mitir

Kunayaal Magaalada Bosaso Xaafadda Baalade, Aaga Reebi,

Ninka Magaciisa layiraahdo, C/laahi Nuur Maxamed, Wuxuuna Ka Siiyey Lacag
Dhan US$12,000-Doolar , ( Toban Iyo Laba Kun oo Doolar oo Keliya )

Weyna Kala Qaateen Lacagtaas Dhamanteed

Wuxuuna Leeyahay Dhulkaas Jahooyinka kala ah :-

BARI WAXAA KAXIGA ILMA GUURE
GALBEED e on ILMA YUUSUF BARRE
WAQOOYI i o ILMA GUURE
KOONFUR L " ILMA GUURE

In uu Sidaas Uga iibiyey Dhulkaas Waxa ka markhaati ahaa:

i 3 Axmed GuureXasan = Afm——--
2. Maxamud Salaad Maxamud
3. Shahiid Xasan C/dalle .-
WAREEJIYE. Khaliif Maxamud Xasan /”éﬁ
LAWAREEGE. . C/laahi Nuur Maxamed = —7-;--&,:9-
SIDAA’DARAADEED.

Markaan Hubiney,In Ay Maskaxdoodu Caafimaad Qabto, Markaan Hubiney.
Mulkiga Dhulkaas, Waxaa Ka Sugnaaday,Kana Diwaan Galay Xafiiska
Nootaayada Bulsho,In uu Ansax Yahay iibkaas Sare Ku Xusan, Wuxuuna U
Wareegay Mulkiga Dhulkaas , Gataha , C/laahi Nuur Maxamed,

Waana ka Wareegay Mulkigii Here ee sare ku xusan

KU SIMAHA XAFIISKA NOOTAAYADA BULSHO
e C/WELILFAARAX CALL

=
BULSHO PUBLIC NOTARYz,
Estak .Under Law. 42/99 58

Haying Seen & Attested SRR

A
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Annex 5. Baalade Site land ownership certificate

DOWLADDA HOOSE EE ‘! LOCAL MUNICIPALITY
DAGAMADA BOOSAASO OF BOSASO
PUNTLAND, SOOMAALIYA b PUNTLAND, SOMALIA
SHAHAADADA MULKIYADDA DHULKA
Taariikh: 10/12/2024 Tix-Raac:1426
Mar/Mud: Puntland Electric Power Company (Pepco) 1D:907800003
Faah Faahinta Dhulka
Tuulada/Xaafada Laanta Zone Nooca

Horseed Laanta 4 Jidka 30Ka (BAALADE) Ganacsi
Waxaa Luguu Ogalaaday Dhulkaa soo Codsatay oo Cabirkiisu dhanyahay
Bari: Balac (m) Wagqooyi: Dherar (m) Koonfur: Dherar (m) Galbeed: Balac (m)
195m 400m 400m 195m
Jihooyinka Dhulka (SOOHDIN)

Bari Waqooyi Koonfur Galbeed

Jid Khaliif Maxamuud Xasan Jid Ilma Ismaaciil C/raxmaan

1)
s

A

Agaasimaha Waaxda H/Guu?/b“il, <
(Z(<
|

- Xoghayaha Dagmada Boosaaso

_

!

Duga Dagmada Boosaaso

- _a
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